
November 16, 2006

Mr. J. A. Stall
Senior Vice President, Nuclear and
    Chief Nuclear Officer 
Florida Power and Light Company 
P.O. Box 14000 
Juno Beach, Florida  33408-0420

SUBJECT: ST. LUCIE NUCLEAR PLANT, UNITS 1 AND 2 - FINAL ACCIDENT
SEQUENCE PRECURSOR ANALYSIS OF A SEPTEMBER 2004
OPERATIONAL EVENT

Dear Mr. Stall:

The enclosure provides the final results of the Accident Sequence Precursor (ASP) analysis of
an event that occurred at St. Lucie, Units 1 and 2, as documented in Licensee Event Report 
335/04-004. The subject event occurred on September 25, 2004, during which a dual-unit loss
of offsite power occurred at the St. Lucie site.  The ASP analysis calculated a mean conditional
core damage probability of 1 x 10-5.

The U.S. Nuclear Regulatory Commission (NRC) established the ASP Program in 1979 in
response to the Risk Assessment Review Group report (see NUREG/CR-0400, dated
September 1978).  The ASP Program systematically evaluates U.S. nuclear power plant
operating experience to identify, document, and rank the operating events that were most likely
to have led to inadequate core cooling and severe core damage (precursors), accounting for
the likelihood of additional failures.

The ASP Program has the following objectives:
 
• Provide a measure for trending nuclear power plant core damage risk.

• Provide a partial check on dominant core damage scenarios predicted by probabilistic
risk assessments.

• Provide feedback to regulatory activities.

• Evaluate the adequacy of NRC programs.

The NRC also uses the ASP Program to monitor performance against the safety goal
established in the agency's Strategic Plan.  (See NUREG-1100, Vol. 21, dated February 2005.) 

For more information about the ASP program, see the annual ASP program report at
http://www.nrc.gov/reading-rm/doc-collections/commission/secys/2005/secy2005-0192/2005-01
92scy.pdf.
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The enclosure is provided for your information and no response is requested.  The preliminary
ASP analysis was sent to you on February 16, 2006, with a request for peer review and
comment.  No comments were received.

Sincerely,

/RA/
Brendan T. Moroney, Project Manager
Plant Licensing Branch II-2
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation

Docket Nos. 50-335 and 50-389

Enclosure:
   Final ASP Analysis

cc w/encl:  See next page



J. Stall -2-

The enclosure is provided for your information and no response is requested.  The preliminary
ASP analysis was sent to you on February 16, 2006, with a request for peer review and
comment.  No comments were received.

Sincerely,

/RA/
Brendan T. Moroney, Project Manager
Plant Licensing Branch II-2
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation

Docket Nos. 50-335 and 50-389

Enclosure:
   Final ASP Analysis

cc w/encl:  See next page

Distribution:
PUBLIC LPL2-2 R/F RidsNrrDorlLpl2-2 RidsNrrPMBMoroney
RidsNrrLABClayton RidsOgcRp RidsAcrsAcnwMailCenter
RidsRgn2mailCenter RidsResDrasp GDeMoss, RES
SSancaktar, RES RidsNrrPMDPickett

Package:  ML063180289                                  Enclosure: ML062710041
ADAMS Accession No:  ML063180302 NRR-106

OFFICE LPL2-2/PM LPL2-2/LA LPL2-2/BC(A)

NAME BMoroney /ma BClayton DPickett

DATE   11/ 15 /06   11/ 15 /06 11/16  /06

OFFICIAL RECORD COPY



Mr. J. A. Stall ST. LUCIE PLANT
Florida Power and Light Company

cc:
Mr. William E. Webster
Vice President, Nuclear Operations
Florida Power & Light Company 
P.O. Box 14000
Juno Beach, FL 33408-0420 

Senior Resident Inspector    
St. Lucie Plant             
U.S. Nuclear Regulatory Commission
P.O. Box 6090
Jensen Beach, Florida  34957 

Craig Fugate, Director  
Division of Emergency Preparedness
Department of Community Affairs
2740 Centerview Drive         
Tallahassee, Florida 32399-2100 

M. S. Ross, Managing Attorney 
Florida Power & Light Company
P.O. Box 14000
Juno Beach, FL  33408-0420
                       
Marjan Mashhadi, Senior Attorney
Florida Power & Light Company
801 Pennsylvania Avenue, NW.
Suite 220
Washington, DC 20004

Mr. Douglas Anderson               
County Administrator 
St. Lucie County
2300 Virginia Avenue     
Fort Pierce, Florida 34982     
                      
Mr. William A. Passetti, Chief
Department of Health
Bureau of Radiation Control
2020 Capital Circle, SE, Bin #C21
Tallahassee, Florida  32399-1741

Mr. Gordon L. Johnston 
Site Vice President
St. Lucie Nuclear Plant         
6351 South Ocean Drive              
Jensen Beach, Florida  34957-2000

Mr. Christopher R. Costanzo
Plant General Manager       
St. Lucie Nuclear Plant        
6351 South Ocean Drive  
Jensen Beach, Florida  34957

Mr. Terry Patterson
Licensing Manager
St. Lucie Nuclear Plant
6351 South Ocean Drive
Jensen Beach, Florida  34957

Mark Warner, Vice President
Nuclear Operations Support 
Florida Power & Light Company 
P.O. Box 14000
Juno Beach, FL 33408-0420

Mr. Rajiv S. Kundalkar
Vice President - Nuclear Engineering
Florida Power & Light Company
P.O. Box 14000
Juno Beach, FL 33408-0420

Mr. J. Kammel
Radiological Emergency
      Planning Administrator
Department of Public Safety
6000 Southeast Tower Drive
Stuart, Florida 34997

Mr. Bill Parks
Operations Manager
St. Lucie Nuclear Plant         
6351 South Ocean Drive              
Jensen Beach, Florida  34957-2000

Mr. Seth B. Duston
Training Manager
St. Lucie Nuclear Plant         
6351 South Ocean Drive              
Jensen Beach, Florida  34957-2000 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


