
November 21, 2006

Mr. R. T. Ridenoure
Vice President - Chief Nuclear Officer 
Omaha Public Power District
Fort Calhoun Station  FC-2-4 Adm.
Post Office Box 550
Fort Calhoun, NE  68023-0550

SUBJECT: FORT CALHOUN STATION, UNIT NO. 1 - CORRECTION TO THE TECHNICAL
SPECIFICATION PAGES ASSOCIATED WITH THE ISSUANCE OF
AMENDMENT RE:  STEAM GENERATOR TUBE SURVEILLANCE PROGRAM
(TAC NO. MD2188) 

Dear Mr. Ridenoure:

In its letter dated November 7, 2006, the U.S. Nuclear Regulatory Commission issued the
Amendment No. 246 to Renewed Facility Operating License No. DPR-40 for the Fort Calhoun
Station, Unit No. 1.  The Technical Specification pages associated with this amendment have
been reissued to reflect changes made by supplemental letter dated August 30, 2006, and to
correct formatting errors to make them consistent with the current Technical Specifications. 

The errata page and the Technical Specification pages issued with the Amendment No. 246
should be replaced in its entirety with the enclosed.  

Sincerely,

/RA by Terao for/

Alan B. Wang, Project Manager 
Plant Licensing Branch IV
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation

Docket No. 50-285

Enclosure:  Errata page and 
the Technical Specifications

cc w/encl:  See next page
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ATTACHMENT TO LICENSE AMENDMENT NO. 246

RENEWED FACILITY OPERATING LICENSE NO. DPR-40

DOCKET NO. 50-285

Replace page 3 of the Renewed Facility Operating License No. DPR-40 with the attached
revised page.

Replace the following pages of the Appendix A Technical Specifications with the attached
revised pages.  The revised pages are identified by amendment number and contain vertical
lines indicating the areas of change.

REMOVE INSERT

TOC - Page 2 through Page 5 TOC - Page 2 through Page 5
TOC - Page 7 TOC - Page 7
Definitions - Page 8 and 9 Definitions - Page 8 and 9
2.1 - Page 3 2.1 - Page 3
2.1 - Page 13 2.1 - Page 13
2.1 - Page 16 2.1 - Page 16
 ------ 2.23 - Page 1 through Page 4
3.2 - Page 2 3.2 - Page 2
3.2 - Page 3b 3.2 - Page 3b
3.2 - Page 6 through Page 13 3.2 - Page 6 through Page 13
3.17 - Page 1 3.17 - Page 1

The “3.17 - Page 2 through 3.17 - Page 9 not used” page is removed.

3.17 - Page 10 3.17 - Page 2
  —--- 5.0 - Page 19
  —--- 5.0 - Page 20



April 2006

Ft. Calhoun Station, Unit 1

cc:
Winston & Strawn
ATTN:  James R. Curtiss, Esq.
1700 K Street, N.W.
Washington, DC  20006-3817

Chairman
Washington County Board of Supervisors
P.O. Box 466
Blair, NE  68008

Mr. John Hanna, Resident Inspector
U.S. Nuclear Regulatory Commission
P.O. Box 310
Fort Calhoun, NE  68023

Regional Administrator, Region IV
U.S. Nuclear Regulatory Commission
611 Ryan Plaza Drive, Suite 400
Arlington, TX  76011-4005

Ms. Julia Schmitt, Manager 
Radiation Control Program
Nebraska Health & Human Services R & L
Public Health Assurance
301 Centennial Mall, South
P.O. Box 95007
Lincoln, NE  68509-5007

Mr. David J. Bannister, Manager
Fort Calhoun Station
Omaha Public Power District
Fort Calhoun Station FC-1-1 Plant
P.O. Box 550
Fort Calhoun, NE  68023-0550

Mr. Joe L. McManis
Manager - Nuclear Licensing
Omaha Public Power District
Fort Calhoun Station FC-2-4 Adm.
P.O. Box 550
Fort Calhoun, NE  68023-0550

Mr. Daniel K. McGhee
Bureau of Radiological Health
Iowa Department of Public Health
Lucas State Office Building, 5th Floor
321 East 12th Street
Des Moines, IA  50319
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