
December 21, 2006

LICENSEE: Virginia Electric and Power Company (VEPCO)

FACILITY: Surry Power Station, Unit Nos. 1 and 2

SUBJECT: SUMMARY OF DECEMBER 6, 2006, PUBLIC MEETING WITH VEPCO, ON ITS
PLAN TO SUBMIT A LICENSE AMENDMENT APPLICATION FOR CHILLED
WATER PIPING REPLACEMENT (TAC NOS. MD2501 AND MD2502)

On December 6, 2006, a Category 1 public meeting was held between the Nuclear Regulatory
Commission (NRC) and representatives of VEPCO at NRC Headquarters, Two White Flint
North, 11545 Rockville Pike, Rockville, Maryland.  The purpose of the meeting was to discuss
VEPCO’s plans to submit for NRC staff approval a chilled water piping replacement in the main
control room (MCR) and the emergency switchgear room (ESGR) air-conditioning system with
four 45-day allowable outage time (AOT) entries over a 24-month period.  A list of attendees is
provided as Enclosure 1.  

VEPCO presented its purpose and plans to replace chilled water piping in the MCR and the
ESGR air-conditioning system with four 45-day AOT entries over a 24-month period.  The
concluding remarks provided by VEPCO discussed the chilled water piping replacement, four
temporary 45-day AOT entries without shutting both units and the associated Technical
Specification (TS)  changes supported by risk analysis, operational restrictions and
compensatory actions that will be in place during chilled water piping replacement, and a quick
turnaround of the license amendment approval from NRC.  During discussion, the NRC staff
had concerns regarding TS changes and risk analysis.  The licensee’s presentation handout is
listed as Enclosure 2 and is available in the Agencywide Documents Access and Management
System (ADAMS) Accession No. ML063470432.

The licensee plans to submit the license amendment application for NRC staff review by the
end of December 2006.  For this submittal date, the NRC stated that its review can be
expedited if additional information requests are not required, and if all NRC concerns have been
addressed satisfactorily before submitting the application.  The normal NRC target date for
issuing its approval after reviewing the license amendment is 1 year from the date of the
application.

CONTACT:  Siva P. Lingam
         301-415-1564
         NRR/DORL



VEPCO - 2 -

Members of the public were not in attendance.  Public Meeting Feedback forms were not
received.  

Please direct any inquiries to me at 301-415-1564, or SPL@nrc.gov.  

Siva P. Lingam, Project Manager       /RA/
 Plant Licensing Branch II-1

Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation

Docket Nos. 50-280 and 50-281

Enclosures: 
1.  List of Attendees
2.  Licensee’s Handout (ADAMS ML063470432)

cc w/encls:  See next page 
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Enclosure 1Enclosure 1

List of Attendees
Nuclear Regulatory Commission (NRC) Public Meeting
With Virginia Electric and Power Company (VEPCO)

Main Control Room and Emergency Switchgear 
Room Air-Conditioning System Modifications

December 6, 2006

Matt Adams VEPCO
William W. Chaisson VEPCO
Barry A. Garber VEPCO
Thomas G. Hook VEPCO
Gary D. Miller VEPCO
Roger Riley VEPCO
Bernard Sloan VEPCO
Dave A. Sommers VEPCO
Cliff Doutt NRC
Ed Forrest NRC
Ravi Grover NRC
Pete Hearn NRC
Siva P. Lingam NRC
E. C. Marinos NRC
David Nold NRC
Amar Pal NRC



Enclosure 2

Licensee’s  Handout for December 6, 2006, Public Meeting
Main Control Room and Emergency Switchgear 

Room Air-Conditioning System Modifications With 
Virginia Electric and Power Company (VEPCO)

 (Agencywide Documents Access and Management 
System Accession No. ML063470432)



Surry Power Station, Units 1 & 2

cc:

Mr. David A. Christian
Senior Vice President
   and Chief Nuclear Officer
Virginia Electrical and Power Company
Innsbrook Technical Center
5000 Dominion Boulevard
Glen Allen, VA 23060-6711

Ms. Lillian M. Cuoco, Esq.
Senior Counsel
Dominion Resources Services, Inc.
Building 475, 5th Floor
Rope Ferry Road
Waterford, Connecticut  06385

Mr. Donald E. Jernigan
Site Vice President
Surry Power Station
Virginia Electric and Power Company
5570 Hog Island Road
Surry, Virginia  23883-0315

Senior Resident Inspector
Surry Power Station
U. S. Nuclear Regulatory Commission
5850 Hog Island Road
Surry, Virginia  23883

Chairman
Board of Supervisors of Surry County
Surry County Courthouse
Surry, Virginia  23683

Dr. W. T. Lough
Virginia State Corporation Commission 
Division of Energy Regulation
Post Office Box 1197
Richmond, Virginia  23218

Dr. Robert B. Stroube, MD, MPH
State Health Commissioner
Office of the Commissioner
Virginia Department of Health Post Office
Box 2448
Richmond, Virginia  23218

Office of the Attorney General
Commonwealth of Virginia
900 East Main Street
Richmond, Virginia  23219

Mr. Chris L. Funderburk, Director
Nuclear Licensing & Operations Support
Dominion Resources Services, Inc.
Innsbrook Technical Center
5000 Dominion Blvd.
Glen Allen, Virginia  23060-6711



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


