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Pete Dietrich
Site Vice President - JAF

U.S. Nuclear Regulatory Commission
Attn: Document Control Desk
Washington, DC 20555-0001

REFERENCES: 1. Letter, Entergy to USNRC, "James A. FitzPatrick Nuclear Power
Plant, Docket No. 50-333, License No. DPR-59, License Renewal
Application," JAFP-06-0109, dated July 31, 2006

2. Letter, USNRC to JAFNPP, "Request for Additional Information
Regarding the Review of the License Renewal Application for James
A. FitzPatrick Nuclear Power Plant (TAC No. MD2667)," dated
November 22 2006

SUBJECT: Entergy Nuclear Operations, Inc.
James A. FitzPatrick Nuclear Power Plant
Docket No. 50-333, License No. DPR-59
License Renewal Application. Amendment 2

Dear Sir or Madam:

On July 31, 2006, Entergy Nuclear Operations, Inc. submitted the License Renewal
Application for the James A. FitzPatrick Nuclear Power Plant (JAFNPP) as indicated by
Reference 1. Attachment 1 provides responses to the request for additional information as
detailed by the NRC in Reference 2 that were the result of the scoping and screening
methodology audit at JAFNPP.

Should you have any questions concerning this submittal, please contact Mr. Jim Costedio
at (315) 349-6358.

I declare under penalty of perjury that the foregoing is true and correct. Executed on the__
day of December, 2006.

PETE DIETRICH
SITE VICE PRESIDENT
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Cc:

Mr. N.B. (Tommy) Le, Senior Project Manager
License Renewal Branch B
Office of Nuclear Reactor Regulation
U.S. Nuclear Regulatory Commission
Mail Stop 0-11-F1
Washington, DC 20555

Mr. Samuel J. Collins, Administrator
Region I
U. S. Nuclear Regulatory Commission
475 Allendale Road
King of Prussia, PA 19406

NRC Resident Inspector
U. S. Nuclear Regulatory Commission
James A. FitzPatrick Nuclear Power Plant
P.O. Box 136
Lycoming, NY 13093

Mr. John P. Boska, Project Manager
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation
U.S. Nuclear Regulatory Commission
Mail Stop O-8-C2
Washington, DC 20555

Mr. Paul Eddy
New York State Department of Public Service
3 Empire State Plaza, 10 th Floor
Albany, NY 12223

Mr. Peter R. Smith, President
NYSERDA
17 Columbia Circle
Albany, NY 12203-6399
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James A. FitzPatrick Nuclear Power Plant

License Renewal Application Supplement

Amendment 2

Scoping and Screening Methodology RAI Responses

RAI 3.0-1



REQUEST FOR ADDITIONAL INFORMATION
JAMES A. FITZPATRICK LICENSE RENEWAL APPLICATION (LRA)

RAI 3.0-1

Quality Assurance Program Attributes in Appendix A, "Updated Safety Analysis Report
Supplement," and Appendix B, "Aging Managiement Programs and Activities"

The NRC staff reviewed the applicant's AMPs described in Appendix A, "Updated Safety
Analysis Report Supplement," and Appendix B, "Aging Management Programs and Activities," of
the James A. FitzPatrick Nuclear Power Plant (JAFNPP) license renewal application (LRA). In
addition, the NRC staff reviewed each individual AMP basis document to ensure consistency in
the use of the quality assurance attributes for each program. The purpose of this review was to
assure that the aging management activities were consistent with the staff's guidance described
in NUREG-1 800, Section A.2, "Quality Assurance for Aging Management Programs (Branch
Technical Position IQMB-1)."

Based on the NRC staff's evaluation, the descriptions and applicability of the plant-specific aging
management programs (AMPs) and their associated quality attributes provided in Appendix A,
Section A.2.1, and Appendix B, Section B.0.3, of the LRA are generally consistent with the
staff's position regarding quality assurance for aging management. However, the NRC staff
noted that the AMP basis documents did not consistently describe the application of the
JAFNPP 10 CFR Part 50, Appendix B, Quality Assurance Program, for the corrective action,
confirmation process, and administrative control attributes in each AMP. The NRC staff,
therefore, requests that the applicant provide the following information to address these issues:

a. A supplement to the description in the Appendix A, Section A.2. 1, of the LRA to clearly
indicate the application of the JAFNPP 10 CFR Part 50, Appendix B, Quality Assurance
Program for the corrective action, conformation process, and administrative control
attributes in each program.

b. A consistent description for each AMP bases document which describes the
application of the JAFNPP 10 CFR Part 50, Appendix B, Quality Assurance Program
for the corrective action, confirmation process, and administrative control attributes in
each AMP.

RAI 3.0-1 Response

a. The following is hereby appended to Appendix A, Section A.2. 1, of the LRA.

The corrective action, confirmation process, and administrative controls of the Entergy (10
CFR Part 50, Appendix B) Quality Assurance Program are applicable to all aging
management programs and activities required during the period of extended operation.

b. As indicated in the response to 3.0-1.a, the corrective action, confirmation process, and
administrative controls of the Entergy (10 CFR Part 50, Appendix B) Quality Assurance
Program are applicable to all aging management programs and activities required during the
period of extended operation. The program basis document references 10 CFR Part 50,
Appendix B for these attributes for all aging management programs.
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