
January 9,2007 

Mr. Biff Bradley Mr. Scott M. Head
Nuclear Energy Institute Licensing Manager
1776 I Street, N. W. South Texas Project Electric Generating Station
Suite 400 P. O. Box 289
Washington, DC  20006-3708 Wadsworth, Texas 77483

Dear Mr. Scott Head and Mr. Biff Bradley:

The NRC staff review of the South Texas Project (STP) license amendment request of June 6,
2006, Revised Broad Scope Risk-Informed Technical Specification Amendment request, has
resulted in the following two requests for additional information.

1. Identify the specific compensatory measures STP will require for an extended outage of a
safety-related Diesel Generator (DG), battery, charger or inverter.

Existing STP procedures submitted in response to previous RAIs identified specific
compensatory measures required to be taken for extended outages of specificly identified
safety-related components.  The present submittal indicated that those procedures will be
revised to require compensatory measures only when the Core Damage Frequency (CDF) is
expected to exceed 1x10E-6.  The compensatory measures provide a defense in depth
methodology for overall plant risk, therefore specific minimum compensatory measures should
be in place prior to passing the Limiting Condition for Operation (LCO) front stop.

2. Confirm that all components will be included in the total cumulative plant risk calculation.

The revised submittal appears to have revised proposed TS 3.13.2 such that only LCOs past
the front stop would have to be assessed as part of the cumulative plant risk.  When plant risk
is assessed, all systems and equipments affecting risk should be included.

STP should notify the NRC, in writing, if it requires longer than 45 days to respond.  If you have
any questions please contact T.R. Tjader at  301-415-1187 or at trt@nrc.gov.

Sincerely,

/RA/

Timothy J. Kobetz, Chief
Technical Specifications Branch
Division of Inspection & Regional Support 
Office of Nuclear Reactor Regulation
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