
February 26, 2007

Ms. Andrea Sterdis, Manager
Licensing and Customer Interface
Regulatory Affairs and Standardization
Westinghouse Electric Company
Nuclear Power Plants
P.O. Box 355
Pittsburgh, PA  15230-0355

SUBJECT: WESTINGHOUSE AP1000 COMBINED LICENSE (COL) PRE-APPLICATION
TECHNICAL REPORTS 71A AND 71B - REQUEST FOR ADDITIONAL
INFORMATION (TAC NOS. MD3056 AND MD3057)

Dear Ms. Sterdis:

By letters dated September 22, 2006, (DCP/NRC1781), and September 21, 2006,
(DCP/NRC1778) you submitted AP1000 Technical Report 71A, “AP1000 Test Specifications
and Procedures,” and Technical Report 71B, “AP1000 Conduct of Test Program”, which
provided information related to the development of the startup and preoperational system test
specifications, and the site administrative startup manual.  The U.S. Nuclear Regulatory
Commission (NRC) staff has reviewed the report, and has determined that additional
information is required.  Our questions are provided in the enclosure.  We discussed these
issues with your staff on February 8, 2007.  Your staff indicated that you would attempt to
provide your response by March 19, 2007.

Please contact me at (301) 415-1313, if you have any other questions on these issues.

Sincerely,

/RA/

Steven D. Bloom, Senior Project Manager
AP1000 Projects Branch 1
Division of New Reactor Licensing
Office of New Reactors
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Enclosure

REQUEST FOR ADDITIONAL INFORMATION

WESTINGHOUSE AP1000 DOCUMENT NO. APP-GW-GLR-037, Rev 0

AP1000 TEST SPECIFICATIONS AND PROCEDURES

AND

WESTINGHOUSE  AP1000 DOCUMENT NO. APP-GW-GLR-038, Rev 0

AP1000 CONDUCT OF TEST PROGRAM

PROJECT NUMBER 740

TR71A-1 In Table 2.2, Integrated Master Plan, of TR-71A, APP-GW-GLR-037, AP1000
Test Specifications and Test Procedures, Page 5 of 8, Westinghouse used the
term “Current COL Deliverables,” for Preoperational and Startup Test
Specifications.  The staff found that the “Current COL Deliverables,” is not
consistent with 10 CFR Part 52 terminology (e.g., Combine Licence Applicant
(COLA) Deliverables).  Westinghouse also used the term “Planned Non-COL
Deliverables” for draft Preoperational and Startup Test Procedures.  The staff
found that the term “Planned Non-COL Deliverables” is not consistent with
10 CFR Part 52 terminology (e.g., COLA Responsibilities).   Westinghouse
needs to clearly define each new term used or use terms which are consistent
with 10 CFR Part 52. 

TR71A-2 In Section 5.0, Design Control Document (DCD) Markup, of TR-71A, APP-GW-
GLR-037, “AP1000 Test Specifications and Procedures,” Westinghouse
proposed to revise Section 14.4.2 of the AP1000 DCD as follows:  

14.4.2  Test Specifications and Procedures 

Completed. The Combined License applicant is responsible for test
specifications and test procedures for the preoperational and startup tests, as
identified in subsection 14.2.3, for review by the NRC.   The process to manage
the writing, review, approval and submittal for NRC review of AP1000 test
specifications and test procedures for the preoperational and startup tests
is described in Reference 1.  Test specifications for preoperational and
startup tests have been prepared.  Test procedures for preoperational and
startup tests will be provided by the COL holder prior to each planned test.

Westinghouse needs to provide further clarification on what the term “completed”
means.  In addition, Westinghouse needs to rework this section to keep the
strikeout text because the staff must review test specifications and test
procedures.  This COL action item will be completed by the COL holder. 
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TR71B-1 In Section 5.0, DCD Markup, of TR-71B, APP-GW-GLR-038, “AP1000 Conduct
of Test Program,” Westinghouse proposed to revise Section 14.4.3 as follows: 

14.4.3 Conduct of Test Program 

Completed.  The Combined License applicant is responsible for a startup
administration manual (procedure) which contains the administration
procedures and requirements that govern the activities associated with
the plant initial test program, as identified in Subsection 14.2.3.  Conduct
of the test program is outlined in Reference 1. 

Westinghouse needs to provide further clarification on what the term “completed”
means. 

TR71B-2 Enclosed in TR-71B, APP-GW-GLR-038, the staff reviewed APP-GW-GBY-600,
Revision 0, AP1000 Startup Administrative Manual, Program Management
Description.  The staff found that Westinghouse marked all of the pages in this
document as Westinghouse Proprietary Class 3 information.  Westinghouse
needs to clarify whether this proprietary classification is correct so that the NRC
staff can determine if 10 CFR 2.390, “Public inspections, exemptions for
withholding,” applies to this document.  The NRC staff found indications that this
Class 3 document is non-proprietary.  Westinghouse needs to ensure that all
pages in this document are properly classified.  

TR71B-3 As part of the staff review of TR 71A and 71B, the staff found that TR 32, Zinc
Addition, an AP1000 design change package added the zinc addition subsystem. 
The staff found that no test abstract exists in AP1000 DCD Section 14.2, Initial
Test Program, for the zinc addition subsystem.  As noted in RG 1.68, test
abstracts are listed for chemical addition and chemical control systems in
Pressurized Water Reactor (PWR) plants.  The zinc addition subsystem may be
a subsystem of the chemical addition or chemical control systems in PWR
plants; therefore, Westinghouse may need to add a test abstract to AP1000
DCD Section 14.2 and create a test specification and test procedure for this new
subsystem.
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Mr. W. Edward Cummins
AP600 and AP1000 Projects
Westinghouse Electric Company
P.O. Box 355
Pittsburgh, PA  15230-0355

Mr. Barton Z. Cowan, Esq.
Eckert Seamans Cherin & Mellott, LLC
600 Grant Street 44th Floor
Pittsburgh, PA  15219

Mr. Charles Brinkman, Director
Washington Operations
Westinghouse Electric Company
12300 Twinbrook Parkway, Suite 330
Rockville, MD  20852

Mr. Adrian Heymer
Nuclear Energy Institute
1776 I Street NW
Suite 400
Washington, DC  20006

Mr. David Lochbaum
Nuclear Safety Engineer
Union of Concerned Scientists
1707 H Street NW, Suite 600
Washington, DC  20006-3919

Mr. Paul Gunter
Nuclear Information & Resource Service
1424 16th Street, NW., Suite 404
Washington, DC  20036

Mr. James Riccio
Greenpeace
702 H Street, NW, Suite 300
Washington, DC  20001

Mr. Ed Wallace, General Manager
Projects
PBMR Pty LTD
PO Box 9396
Centurion 0046
Republic of South Africa

Mr. Glenn H. Archinoff
AECL Technologies
481 North Frederick Avenue
Suite 405
Gaithersburg, MD  20877

Mr. Gary Wright, Manager
Office of Nuclear Facility Safety
Illinois Department of Nuclear Safety
1035 Outer Park Drive
Springfield, IL  62704

Mr. Paul Leventhal
Nuclear Control Institute
1000 Connecticut Avenue, NW
Suite 410
Washington, DC  20036

Mr. Jay M. Gutierrez
Morgan, Lewis & Bockius, LLP
1111 Pennsylvania Avenue, NW
Washington, DC  20004

Mr. Brendan Hoffman
Research Associate on Nuclear Energy
Public Citizens Critical Mass Energy
and Environmental Program
215 Pennsylvania Avenue, SE
Washington, DC  20003

Mr. Ronald P. Vijuk
Manager of Passive Plant Engineering
AP1000 Project
Westinghouse Electric Company
P. O. Box 355
Pittsburgh, PA  15230-0355

Mr. Russell Bell
Nuclear Energy Institute
Suite 400
1776 I Street, NW
Washington, DC  20006-3708 
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Mr. Ron Simard
6170 Masters Club Drive
Suwanne, GA  30024

Ms. Sandra Sloan
Areva NP, Inc.
3315 Old Forest Road
P.O. Box 10935
Lynchburg, VA  24506-0935

Mr. George Alan Zinke
Project Manager
Nuclear Business Development
Entergy Nuclear
M-ECH-683
1340 Echelon Parkway
Jackson, MS  39213

Ms. Marilyn Kray
Vice President, Special Projects
Exelon Generation
200 Exelon Way, KSA3-E
Kennett Square, PA  19348

Mr. Jerald S. Holm
Framatome ANP, Inc. 
3315 Old Forest Road
P.O. Box 10935
Lynchburg, VA  24506-0935

Dr. Regis Matzie
Senior Vice President and
  Chief Technology Officer
Westinghouse Electric Company
200 Day Hill Road
Windsor, CT  06095-0500

E-Mail:
tom.miller@hq.doe.gov or
tom.miller@ nuclear.energy.gov
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gcesare@enercon.com
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louis.quintana@ge.com
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david.hinds@ge.com
chris.maslak@ge.com
crpierce@southernco.com 
tomccall@southernco.com 
garry.miller@pgnmail.com 
gzinke@entergy.com 
rclary@scana.com 
pshastings@duke-energy.com
James1.Beard@ge.com 
patriciaL.campbell@ge.com
bob.brown@ge.com
erg-xl@cox.net
mark.beaumont@wsms.com
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mgiles@entergy.com
sterdia@westinghouse.com
cristina.lonescu@pgnmail.com
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mike_moran@fpl.com
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