
February 6, 2007

Bill Eaton, BWRVIP Chairman
Entergy Operations, Inc.
Echelon One
1340 Echelon Parkway
Jackson, MS 39213-8202

SUBJECT: ACKNOWLEDGMENT OF BWRVIP LETTER CONCERNING
IMPLEMENTATION OF THE BWRVIP-62 TOPICAL REPORT, “TECHNICAL
BASIS FOR INSPECTION RELIEF FOR HYDROGEN WATER CHEMISTRY
AND NOBLE METAL CHEMICAL APPLICATIONS,” (TAC NO. MA4468)

Dear Mr. Eaton:

By letter dated November 15, 2006, the Boiling Water Reactor Vessel and Internals Project
(BWRVIP) informed the Nuclear Regulatory Commission (NRC) staff that the BWRVIP utilities
will utilize the Electric Power Research Institute (EPRI) Technical Report 108705, BWRVIP-62,
"BWR Vessel and Internals Project, Technical Basis for Inspection Relief for Hydrogen Water
Chemistry and Noble Metal Chemical Applications,” and the supplementary information
provided to the NRC staff to measure the mitigative effectiveness of hydrogen water chemistry
and noble metal chemical application.  In addition, plants that demonstrate effective mitigation
may implement limited inspection relief as outlined in your letter dated November 15, 2006,
based on the BWRVIP-62 guidance.  

The NRC staff acknowledges the receipt of this letter, and understands that the utilities will
implement BWRVIP-62 in the interim, along with the supplemental information provided in your
letters dated August 1, 2001, May 19, 2003, and December 17, 2004, as the NRC completes its
review of the subject report.  This proposal is essentially in accordance with BWRVIP-94, 
“BWR Vessel and Internals Project, Program Implementation Guide,” which provides an
acceptable basis for the implementation of BWRVIP reports.  The NRC staff notes that upon
completion of its review and issuance of the safety evaluation for BWRVIP-62, the utilities will
modify their implementation of the report to comply with the NRC staff’s safety evaluation, as
necessary. 

If you have any questions regarding this letter, please contact Mr. John Honcharik of my staff at
(301) 415-1157.

Sincerely,

/RA/

Matthew A. Mitchell, Chief
Vessels & Internals Integrity Branch
Division of Component Integrity
Office of Nuclear Reactor Regulation

Project No. 704
cc:  BWRVIP Service List



Bill Eaton, BWRVIP Chairman
Entergy Operations, Inc.
Echelon One
1340 Echelon Parkway
Jackson, MS 39213-8202

SUBJECT: ACKNOWLEDGMENT OF BWRVIP LETTER CONCERNING
IMPLEMENTATION OF THE BWRVIP-62 TOPICAL REPORT, “TECHNICAL
BASIS FOR INSPECTION RELIEF FOR HYDROGEN WATER CHEMISTRY
AND NOBLE METAL CHEMICAL APPLICATIONS,” (TAC NO. MA4468)

Dear Mr. Eaton:

By letter dated November 15, 2006, the Boiling Water Reactor Vessel and Internals Project
(BWRVIP) informed the Nuclear Regulatory Commission (NRC) staff that the BWRVIP utilities
will utilize the Electric Power Research Institute (EPRI) Technical Report 108705, BWRVIP-62,
"BWR Vessel and Internals Project, Technical Basis for Inspection Relief for Hydrogen Water
Chemistry and Noble Metal Chemical Applications,” and the supplementary information
provided to the NRC staff to measure the mitigative effectiveness of hydrogen water chemistry
and noble metal chemical application.  In addition, plants that demonstrate effective mitigation
may implement limited inspection relief as outlined in your letter dated November 15, 2006,
based on the BWRVIP-62 guidance.  

The NRC staff acknowledges the receipt of this letter, and understands that the utilities will
implement BWRVIP-62 in the interim, along with the supplemental information provided in your
letters dated August 1, 2001, May 19, 2003, and December 17, 2004, as the NRC completes its
review of the subject report.  This proposal is essentially in accordance with BWRVIP-94, 
“BWR Vessel and Internals Project, Program Implementation Guide,” which provides an
acceptable basis for the implementation of BWRVIP reports.  The NRC staff notes that upon
completion of its review and issuance of the safety evaluation for BWRVIP-62, the utilities will
modify their implementation of the report to comply with the NRC staff’s safety evaluation, as
necessary. 

If you have any questions regarding this letter, please contact Mr. John Honcharik of my staff at
(301) 415-1157.

Sincerely,

/RA/

Matthew A. Mitchell, Chief
Vessels & Internals Integrity Branch
Division of Component Integrity
Office of Nuclear Reactor Regulation

Project No. 704
cc:  BWRVIP Service List

DISTRIBUTION:
PUBLIC GCheruvenki PPatnaik                   DCI R/F
ADAMS ACCESSION NO.:  ML

OFFICE DCI/CVIB DCI/CVIB

NAME JHoncharik MMitchell

DATE 2/6/2007 2/6/2007

             OFFICIAL RECORD COPY  



cc:
Randy Stark, EPRI BWRVIP
Integration Manager
Raj Pathania, EPRI BWRVIP
Mitigation Manager
Ken Wolfe, EPRI BWRVIP
Repair Manager
Larry Steinert, EPRI BWRVIP
Electric Power Research Institute
P.O. Box 10412
3420 Hillview Ave.
Palo Alto, CA  94303-1395

Robin Dyle, Technical Chairman
BWRVIP Integration Committee
Southern Nuclear Operating Co.
42 Inverness Center Parkway 
(M/S B234)
Birmingham, AL  35242-4809

Bob Geier, Technical Chairman
BWRVIP Assessment Committee
Exelon Corporation
Cornerstone II at Cantera
4300 Winfield Rd.
Warrenville, IL  60555

Denver Atwood, Technical Chairman
 BWRVIP Repair Focus Group
Southern Nuclear Operating Co.
Post Office Box 1295
40 Inverness Center Parkway 
(M/S B031)
Birmingham, AL  35242-4809

Jeff Goldstein, Technical Chairman
BWRVIP Mitigation Committee
Entergy Nuclear NE
440 Hamilton Ave. (M/S K-WPO-11c)
White Plains, NY  10601

Charles J. Wirtz, Chairman
BWRVIP Inspection Focus Group
FirstEnergy Corp.
Perry Nuclear Power Plant 
(M/S A250)
10 Center Road
Perry, OH  44081

Amir Shahkarami, Executive Chairman
  BWRVIP Integration Committee 
Exelon Corporation  
Cornerstone II at Cantera
4300 Winfield Rd.
Warrenville, IL  60555-4012

Robert Carter, EPRI BWRVIP
  Assessment Manager
Jeff Landrum, EPRI BWRVIP
  Inspection Manager
EPRI NDE Center 
P.O. Box 217097
1300 W. T. Harris Blvd.
Charlotte, NC  28221

Richard Anderson, Executive Chairman
  BWRVIP Assessment Committee
Vice President, Nuclear
FirstEnergy Service Co.
Perry Nuclear Power Plant (M/S A-PY-290)
10 Center Road
Perry, OH 44081

Scott Oxenford, Executive Chairman
  BWRVIP Mitigation Committee
Vice President, Technical Services
Energy Northwest
P.O. Box 968
Richland, WA 99352-0968

Rick Libra, BWRVIP Vice Chairman
DTE Energy
Fermi Nuclear Plant (M/S 280 OBA)
6400 N. Dixie Highway
Newport, MI 48166-9726
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