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Code Case N-740

• Introduction/Background

• Paragraph 1.0(d)(2)– Welding Procedure 
Specification (WPS) qualification.

• If austenitic stainless steel filler material is 
used for weld overlay, the carbon content 
of the diluted layer should be verified.
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Code Case N-740

• Para 2(a)—Clarify the location of the flaw. 
Clarify flaw evaluation guidance for 
various weld overlay approaches, e.g., 
preemptive, contingency, no pre-exam.

• Para 2(b)(3), (b)(4), (b)(5)—Clarify the 
location of the flaw. 

• Para 3(a)(3)(ii)---Define “uninspectable
volume”
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Code Case N-740

• Para 3(a)(3)(iii)--- Flaws rejected by IWB-
3514.2 cannot be accepted by IWX-3640 
in the acceptance exam.

• Para 3(c)(3)—Clarify the acceptance 
requirement.  Concerns on crack growth in 
weld overlay.

• Para 3(c)(5)—Revise the syntax in the “IF” 
clause of the first sentence.
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CODE CASE N-740

• Para 3(c)(6) and 3(d)—Clarify the 
unacceptable indications which could be 
based on IWB-3514-2 or IWB-3640. 

• Clarify timing and types of evaluations and 
analyses that will be performed under N-
740. 
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APPENDIX 1 to CODE CASE N-740

• Para 1.0(b)– Questions on the basis for 
the 500 square inch weld area.

• Para 3.0(d)-- Provide basis for eliminating 
interpass temperature limitation of QW-
406.3

• Para 3.0(e)-- Para 3.0(e)(1) must be used.  
If not, paragraphs 3.0(e)(2) and (e)(3) 
must be used in combination.
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