UNITED STATES

NUCLEAR REGULATORY COMMISSION

REGION I
SAM NUNN ATLANTA FEDERAL CENTER
61 FORSYTH STREET, SW, SUITE 23T85
ATLANTA, GEORGIA 30303-8931

March 1, 2007

Carolina Power and Light Company
ATTN: Mr. J. Scarola
Vice President
Brunswick Steam Electric Plant
P. O. Box 10429
Southport, NC 28461

SUBJECT: ANNUAL ASSESSMENT LETTER - BRUNSWICK STEAM ELECTRIC
PLANT (NRC INSPECTION REPORT 05000325, 324/2007001)

Dear Mr. Scarola:

On February 7, 2007, the NRC technical staff completed its performance review of the
Brunswick Steam Electric Plant for the period from January 1 through December 31, 2006. Our
technical staff reviewed performance indicators (Pls) for the most recent quarter and inspection
results over the previous twelve months. The purpose of this letter is to inform you of our
assessment of your safety performance during this period and our plans for future inspections
at your facility.

This performance review and the enclosed inspection plan do not include physical protection
information. A separate letter designated and marked as “Exempt from Public Disclosure in
Accordance with 10 CFR 2.390” will include the physical protection review and a resultant
inspection plan.

Overall, Brunswick Units 1 and 2 operated in a manner that preserved public health and safety
and fully met all cornerstone objectives. Plant performance for both Brunswick units for the
most recent quarter was in the Regulatory Response Column of the NRC’s Action Matrix due to
the Mitigating Systems Performance Index, Emergency AC Power System PI crossing the
Green/White threshold to White in the 2™ quarter of CY 2006. This White PI, involving the
Mitigating System Cornerstone, reflected performance at a level requiring increased regulatory
response. A Supplemental Inspection of Unit 1 and 2 activities, using Inspection Procedure
(IP) 95001, “Inspection for One or Two White Inputs in a Strategic Performance Area”, as
required by the NRC’s Action Matrix was commenced in the fall 2006. This inspection was
suspended due to an emergent failure of Emergency Diesel Generator #1 on November 2,
2006. Because this additional failure has a negative impact on the PI, completion of the
inspection was delayed pending the results of the your root cause evaluation for this additional
failure. Therefore, in addition to the reactor oversight process baseline inspection program, we
plan to schedule and complete the Supplemental Inspection using IP 95001. We will schedule
this inspection to, as much as possible, minimize the impact of the inspection on your
resources, and inform you of the inspection dates as soon as they are finalized.
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In addition, Brunswick Unit 2 was in the Regulatory Response Column during the 1 quarter of
CY 2006. As discussed in the Brunswick Mid-Cycle Annual Assessment Letter, dated

August 31, 2006, Brunswick Unit 2 had crossed the Green/White threshold for the Unplanned
Power Changes per 7000 Critical Hours Pl during the 4™ quarter of CY 2005. The PI, involving
the Initiating Event Cornerstone, remained White through the 1% quarter of CY 2006 and
returned to Green in the 2" quarter of CY 2006. A Supplemental Inspection using IP 95001
was conducted in June 2006 for the White PI and no findings of significance were identified.

The enclosed inspection plan details the inspections, less those related to physical protection,
scheduled through September 30, 2008. The inspection plan is provided to minimize the
resource impact on your staff and to allow for the resolution of any scheduling conflicts and
personnel availability issues well in advance of inspector arrival onsite. Routine resident
inspections are not listed due to their ongoing and continuous nature. The inspections in the
last twelve months of the inspection plan are tentative and may be revised at the mid-cycle
review meeting.

In accordance with 10 CFR 2.390 of the NRC’s “Rules of Practice,” a copy of this letter and its
enclosure will be made available electronically for public inspection in the NRC Public
Document Room or from the Publicly Available Records (PARS) component of NRC's
document system (ADAMS). ADAMS is accessible from the NRC Web site at
http://www.nrc.gov/reading-rm/adams.html (the Public Electronic Reading Room).

If circumstances arise which cause us to change the inspection plan, we will contact you to
discuss the change as soon as possible. Please contact Mr. Randall Musser at (404) 562-4603
with any questions you may have regarding this letter or the inspection plan.

Sincerely,

/RA/

Charles A. Casto, Director
Division of Reactor Projects

Docket Nos.: 50-325, 50-324
License Nos: DPR-71, DPR-62

Enclosure: Brunswick Inspection/Activity Plan

cc w/encl: (See page 3)
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cc w/encl.:

Benjamin C. Waldrep

Plant Manager

Brunswick Steam Electric Plant
Carolina Power & Light Company
Electronic Mail Distribution

James W. Holt, Manager
Performance Evaluation and
Regulatory Affairs PEB 7
Carolina Power & Light Company
Electronic Mail Distribution

Edward T. O'Neil, Manager
Training

Carolina Power & Light Company
Brunswick Steam Electric Plant
Electronic Mail Distribution

Randy C. Ivey, Manager

Support Services

Carolina Power & Light Company
Brunswick Steam Electric Plant
Electric Mail Distribution

Garry D. Miller, Manager
License Renewal
Progress Energy
Electronic Mail Distribution

Annette H. Pope, Supervisor
Licensing/Regulatory Programs
Carolina Power and Light Company
Electronic Mail Distribution

David T. Conley

Associate General Counsel - Legal Dept.

Progress Energy Service Company, LLC
Electronic Mail Distribution

James Ross
Nuclear Energy Institute
Electronic Mail Distribution

John H. O'NEeill, Jr.

Shaw, Pittman, Potts & Trowbridge
2300 N. Street, NW

Washington, DC 20037-1128

Beverly Hall, Chief, Radiation

Protection Section

N. C. Department of Environment
and Natural Resources

Electronic Mail Distribution

Peggy Force

Assistant Attorney General
State of North Carolina
Electronic Mail Distribution

Chairman of the North Carolina
Utilities Commission

c/o Sam Watson, Staff Attorney

Electronic Mail Distribution

Robert P. Gruber
Executive Director

Public Staff NCUC

4326 Mail Service Center
Raleigh, NC 27699-4326

Public Service Commission
State of South Carolina

P. O. Box 11649
Columbia, SC 29211

David R. Sandifer

Brunswick County Board of
Commissioners

P. O. Box 249

Bolivia, NC 28422

Warren Lee

Emergency Management Director

New Hanover County Department of
Emergency Management

P. O. Box 1525

Wilmington, NC 28402-1525
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Letter to J. Scarola from Charles A. Casto dated March 1, 2007.

SUBJECT: ANNUAL ASSESSMENT LETTER - BRUNSWICK STEAM ELECTRIC
PLANT (NRC INSPECTION REPORT 05000325, 324/2007001)

S. Bailey, NRR

R. Franovich, NRR (Regulatory Conferences Only)
C. Evans (Part 72 Only)

L. Slack, RIl EICS

RIDSNRRDIRS

OE Mail (email address if applicable)

PUBLIC




<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


