March 27, 2007

CAL No. NRR-07-009

Mr. James J. Sheppard

President and Chief Executive Officer

STP Nuclear Operating Company

South Texas Project Electric Generating Station
P.O. Box 289

Wadsworth, TX 77483

SUBJECT: CONFIRMATORY ACTION LETTER - SOUTH TEXAS PROJECT, UNITS 1
AND 2 (TAC NOS. MD4186 AND MD4187)

Dear Mr. Sheppard:

This letter confirms commitments by STP Nuclear Operating Company (STPNOC) regarding
Alloy 82/182 butt welds in the pressurizers at South Texas Project (STP), Units 1 and 2.

The discovery, in October 2006, of five circumferential indications in three dissimilar metal (DM)
welds on the pressurizer at the Wolf Creek Generating Station (Wolf Creek) raised safety
concerns based on the size and location of the indications. At Wolf Creek, three indications
were in the pressurizer surge nozzle-to-safe end weld, and two separate indications were in the
safety and relief nozzle-to-safe end welds. These findings also indicated that significant
concerns might exist with the inspection schedules for addressing the pressurizer weld
concerns issued by the industry-sponsored Materials Reliability Program (MRP), in “Primary
System Piping Butt Weld Inspection and Evaluation Guideline (MRP-139).”

The Nuclear Regulatory Commission (NRC) is concerned about the pressurizer surge
nozzle-to-safe end weld indications, as this is the first time that multiple circumferential primary
water stress-corrosion cracking (PWSCC) indications have been identified in a weld. This
condition calls into question the degree of safety margin present in past structural integrity
evaluations for flawed DM welds susceptible to PWSCC, since multiple stress-corrosion
cracking flaws may grow independently and ultimately grow together, significantly reducing the
time from flaw initiation to leakage or rupture. The size of the relief nozzle-to-safe end flaw is
also of concern, as this flaw has a much larger aspect ratio than those assumed in the
estimates used to establish the basis for completing the baseline inspections required by the
industry-sponsored MRP. Larger aspect ratios could result in achieving a critical flaw size and
rupture before the onset of detectable leakage.

The long-term resolution of this issue is expected to involve changes to the American Society of
Mechanical Engineers Boiler and Pressure Vessel Code (ASME Code), and will involve
changes to the NRC regulations in Title 10 of the Code of Federal Regulations (10 CFR),

Part 50, Section 50.55a, “Codes and standards.” The development of the NRC regulations,
whether the rule adopts the ASME Code standards or defines separate requirements, will likely
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benefit from additional operating experience, continuing assessments, and analysis being
conducted by the NRC and the MRP.

Until NRC regulations are revised, it is necessary to establish a minimum set of enhanced
reactor coolant system (RCS) DM butt weld inspection expectations for nickel-based

Alloy 82/182 pressurizer surge, spray, safety, and relief nozzle butt welds, including safe end
welds, to supplement existing inspection and other requirements of the ASME Code and NRC
regulations. In addition, enhanced monitoring of RCS leakage is needed to promptly identify
any through-wall flaws in the pressurizer surge, spray, safety, or relief nozzle DM butt welds or
safe end DM butt welds to prevent additional degradation from occurring. The above actions
provide reasonable assurance that there is no undue risk to the health and safety of the public
while the NRC regulations are revised.

The NRC communicated the need for near-term enhancements to the industry through public
meetings held on November 30, 2006, December 20, 2006, and February 2, 2007. Licensees
submitted letters voluntarily committing to the enhanced inspection and leakage monitoring
requirements. After teleconferences with specific licensees held between February 12 through
February 23, 2007, the licensees submitted supplemental commitment letters addressing the
NRC staff’s concerns regarding inspection, compensatory actions, and reporting.

In a letter dated February 22, 2007 (Agencywide Documents Access and Management System
(ADAMS) Accession No. ML070600123), STPNOC described actions it will take at STP, Units 1
and 2, for the pressurizer DM butt welds containing Alloy 82/182 material. These commitments
address: 1) completion schedules for inspection/mitigation of the welds; 2) RCS leak
monitoring frequency, action levels, and actions, and 3) reporting requirements.

The NRC staff has reviewed these actions and commitments and agrees the actions and
commitments are appropriate to address the potential of PWSCC of the applicable pressurizer
DM butt welds containing Alloy 82/182 material.

Pursuant to Section 182 of the Atomic Energy Act, 42 U.S.C. 2232, you are required to:
1) Notify me immediately if your understanding differs from that set forth above;

2) Notify me if for any reason you cannot complete the actions and commitments
within the specified schedule and advise me in writing of your modified schedule
in advance of the change; and

3) Notify me in writing when you have completed the actions and commitments
addressed in this Confirmatory Action Letter.

Issuance of this Confirmatory Action Letter does not preclude issuance of an order formalizing
the above commitments or requiring other actions on the part of the licensee; nor does it
preclude the NRC from taking enforcement action for violations of NRC requirements that may
have prompted the issuance of this letter. In addition, failure to take the actions addressed in
this Confirmatory Action Letter may result in enforcement action.
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In accordance with 10 CFR 2.390 of the NRC's "Rules of Practice," a copy of this letter and
your response will be made available electronically for public inspection in the NRC Public
Document Room or from the NRC’s ADAMS, accessible from the NRC Web site at
http://www.nrc.gov/reading-rm/adams.html. To the extent possible, your response should not
include any personal privacy, proprietary, or safeguards information so that it can be made
available to the Public without redaction. If personal privacy or proprietary information is
necessary to provide an acceptable response, then please provide a bracketed copy of your
response that identifies the information that should be protected and a redacted copy of your
response that deletes such information. If you request withholding of such material, you must
specifically identify the portions of your response that you seek to have withheld and provide in
detail the bases for your claim of withholding (e.g., explain why the disclosure of information will
create an unwarranted invasion of personal privacy or provide the information required by

10 CFR 2.390(b) to support a request for withholding confidential commercial or financial
information). If safeguards information is necessary to provide an acceptable response, please
provide the level of protection described in 10 CFR 73.21.

Sincerely,

/RA/

J. E. Dyer, Director
Office of Nuclear Reactor Regulation

Docket Nos. 50-498 and 50-499
License Nos. NPF-76 and NPF-80

cc: See next page
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South Texas Project, Units 1 & 2

cc:
Senior Resident Inspector

U.S. Nuclear Regulatory Commission
P.O. Box 289

Wadsworth, TX 77483

C. M. Canady

City of Austin

Electric Utility Department
721 Barton Springs Road
Austin, TX 78704

J. J. Nesrsta/R. K. Temple
E. Alercon/Kevin Pollo
City Public Service Board
P.O. Box 1771

San Antonio, TX 78296

INPO

Records Center

700 Galleria Parkway
Atlanta, GA 30339-3064

Regional Administrator, Region IV
U.S. Nuclear Regulatory Commission
611 Ryan Plaza Drive, Suite 400
Arlington, TX 76011

Steve Winn/Christie Jacobs
Eddy Daniels/Marty Ryan
NRC Energy, Inc.

211 Carnegie Center
Princeton, NJ 08540

Judge, Matagorda County
Matagorda County Courthouse
1700 Seventh Street

Bay City, TX 77414

A. H. Gutterman, Esq.

Morgan, Lewis & Bockius

1111 Pennsylvania Avenue, NW
Washington, DC 20004

South Texas Project, Units 1 & 2

E. D. Halpin

Site Vice President

STP Nuclear Operating Company
South Texas Project Electric
Generating Station

P.O. Box 289

Wadsworth, TX 77483

S. M. Head, Manager, Licensing
STP Nuclear Operating Company
P.O. Box 289, Mail Code: N5014
Wadsworth, TX 77483

C. T. Bowman

General Manager, Oversight
STP Nuclear Operating Company
P.O Box 389

Wadsworth, TX 77483

Marilyn Kistler

Sr. Staff Specialist, Licensing
STP Nuclear Operating Company
P.O. Box 289, Mail Code 5014
Wadsworth, TX 77483

Environmental and Natural Resources
Policy Director

P.O. Box 12428

Austin, TX 78711-3189

Jon C. Wood

Cox, Smith, & Matthews
112 East Pecan, Suite 1800
San Antonio, TX 78205

Director

Division of Compliance & Inspection
Bureau of Radiation Control

Texas Department of State Health Services
1100 West 49th Street

Austin, TX 78756

March 2007



cc:
Mr. Ted Enos

4200 South Hulen
Suite 422

Ft. Worth, TX 76109

Brian Almon

Public Utility Commission
William B. Travis Building
P.O. Box 13326

1701 North Congress Avenue
Austin, TX 78701-3326

Susan M. Jablonski

Office of Permitting, Remediation
and Registration

Texas Commission on
Environmental Quality

MC-122

P.O. Box 13087

Austin, TX 78711-3087

Mr. Glenn Adler
Senior Research Analyst

Service Employees International Union

1313 L Street NW
Washington, DC 20005

Ken Coates

Plant General Manager

STP Nuclear Operating Company
South Texas Project Electric
Generating Station

P.O. Box 289

Wadsworth, TX 77483

Mr. Terry Parks, Chief Inspector
Texas Department of Licensing
and Regulation

Boiler Division

P.O. Box 12157

Austin, TX 78711

March 2007
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