March 21, 2007

Mr. M. R. Blevins
Senior Vice President &
Chief Nuclear Officer
TXU Power
Attn: Regulatory Affairs Department
P. O. Box 1002
Glen Rose, TX 76043

SUBJECT: COMANCHE PEAK STEAM ELECTRIC STATION, UNIT 1 - WITHDRAWAL OF
RELIEF REQUEST A-6 TO THE UNIT 1 INSERVICE INSPECTION PROGRAM
PLAN (TAC NO. MD1134)

Dear Mr. Blevins:

By letter dated March 31, 2006, you applied for relief request A-6 to inservice inspection
program plan for Comanche Peak Steam Electric Station (CPSES), Unit 1, Facility Operating
License No. NPF-87. The proposed relief was requested to permit utilization of digital
radiography during the 2007 refueling outage of CPSES, Unit 1. Subsequently, by letter dated
August 24, 2006, you withdrew the relief request A-6.

The purpose of this letter is to advise that the above-cited application is being treated as
withdrawn.

Sincerely,

/RA/

Mohan C. Thadani, Senior Project Manager
Plant Licensing Branch IV

Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation
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Comanche Peak Steam Electric Station

cc:

Senior Resident Inspector

U.S. Nuclear Regulatory Commission
P.O. Box 2159

Glen Rose, TX 76403-2159

Regional Administrator, Region IV
U.S. Nuclear Regulatory Commission
611 Ryan Plaza Drive, Suite 400
Arlington, TX 76011

Mr. Fred W. Madden, Director
Regulatory Affairs

TXU Generation Company LP
P.O. Box 1002

Glen Rose, TX 76043

George L. Edgar, Esq.

Morgan Lewis

1111 Pennsylvania Avenue, NW
Washington, DC 20004

County Judge
P.O. Box 851
Glen Rose, TX 76043

Environmental and Natural
Resources Policy Director

Office of the Governor

P.O. Box 12428

Austin, TX 78711-3189

Mr. Richard A. Ratliff, Chief
Bureau of Radiation Control
Texas Department of Health
1100 West 49th Street
Austin, TX 78756-3189

Mr. Brian Almon

Public Utility Commission
William B. Travis Building
P.O. Box 13326

1701 North Congress Avenue
Austin, TX 78701-3326

Ms. Susan M. Jablonski

Office of Permitting, Remediation
and Registration

Texas Commission on Environmental
Quality

MC-122

P.O. Box 13087

Austin, TX 78711-3087

Terry Parks, Chief Inspector

Texas Department of Licensing
and Regulation

Boiler Program

P.O. Box 12157

Austin, TX 78711

December 2004
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