
From: Amy Cubbage
To: Don (GE Infra Energy Non-GE US) Lewis
Date: 03/25/2007 5:47:45 PM
Subject: Request for supplement RAI 8.5-1

Don - if you have any questions regarding the follwing request for supplemental RAI response,
or would like to schedule a conference call please contact Ilka Berrios.   

Supplemental RAI 8.5-1:

GE's response to RAI 8.5-1 was submitted on October 28, 2006 (MFN 06-427).  GE's response
stated "The Control Room heat is dissipated by conduction through the walls, floor and ceiling."

The response does not provide adequate detail to support the conclusion that the main control
room temperature rise will  not exceed 8.30 C during station blackout (SBO) conditions, and
consequently does not adequately address the RAI.  Please provide additional detail to support
this conclusion.

CC: Forrest, Edwin;  Ilka Berrios;  Kinsey, James C (GE Infra Energy);  Raval,
Janak
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