
 
 
From:  Stephen Raul Monarque 
To:   "Vogtle_Public_Emails" <Vogtle_Public_Emails@nrc.gov> 
Date:   3/27/2007 11:00:49 AM  
Subject:  Fwd: November 1-3 Site Audit Information  
 
 
 
>>> Christian Araguas 10/23/2006 4:11:59 PM >>> 
Jim, 
 
Attached are 3 documents for the safety review audit next week.  The first document is the list of information needs that 
the staff is requesting be available next week.  The second document is a list of the attendees and the site tour objectives 
that the staff would like to focus on during the tour on Wednesday.  Please let me know if have any questions or 
clarification on what the staff would like to see.  The last document is a draft schedule for Wednesday - Friday.  Take a 
look at the schedule and make sure to provide me with any changes you see fit as far as time allowed for the activities 
proposed, and location of activities.  Thanks. 
 
Christian Araguas 
 
US Nuclear Regulatory Commission 
Office of Nuclear Reactor Regulation 
Division of New Reactor Licensing 
New Reactors AP1000 Branch 
Vogtle ESP Project Manager 
 
Work: 301-415-3637 
Cell: 240-498-7614 
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Information and Discussion Needs for November 2006 Safety Review Site Audit

# SSAR Section Information Need Discipline Name Reviewer Name

1 2.2.3.1.1 Provide the analysis of truck borne hazards that was
performed for Units 1 and 2 (p. 2.2-9)

Site Hazards Seshagiri Tammara

2 2.2.3.1.3 Provide the analysis for Units 1 and 2 that determined
that the concentration of flammable material in the
vapor space of the tanks carrying fuel oil is below the
lower limit of flammability (p. 2.2-10)

Site Hazards Seshagiri Tammara

3 2.2.3.1.4 Provide the analysis done to evaluate the potential
hazard from the rail transportation of chemicals on
Units 1 and 2 as well as those done for Units 3 and 4
(p. 2.2-11)

Site Hazards Seshagiri Tammara

4 2.2.3.1.4 Provide the analysis done to determine the control
room outside concentration of cyclohexane following an
accidental release from a railcar (p. 2.2-11)

Site Hazards Seshagiri Tammara

5 2.2.3.2.1 Provide the analysis of a chemical release from a truck
(p.2.2-13)

Site Hazards Seshagiri Tammara

6 2.2.3.2.1 Provide the analysis of a chemical release from a rail
car (p. 2.2-13 to 2.2-14)

Site Hazards Seshagiri Tammara

7 2.2.3.2.1 Provide the analyses done to determine whether the
control room scenarios for Units 1 and 2 are applicable
for Units 3 and 4

Site Hazards Seshagiri Tammara

8 2.2.3.2.2 Provide the analysis of the potential concentration of a
vapor cloud resulting from a release of No. 2 fuel oil
from Plant Wilson (p. 2.2-15)

Site Hazards Seshagiri Tammara



9 2.2.3.2.2 Provide the analysis of chlorine and anhydrous
ammonia releases from SRS (p.2.2-15)

Site Hazards Seshagiri Tammara

10 2.2.3.2.3 Provide the analysis done for Units 1 and 2 of the
control room concentrations following a release from an
on site storage tank (p. 2.2-15) 

Site Hazards Seshagiri Tammara

11 2.2.3.3 Provide the analysis for the concentrations of CO, NO2,
CH4 generated by a forest fire (p. 2.2-16)

Site Hazards Seshagiri Tammara

12 13.6 Discussion with respect to 100. 21(f) of 10 CFR Part
100, planning and consideration on how the site
characteristics are such that adequate security plans
and measures can be developed; particularly, what
differences or enhancements will be effected in
contrast to the existing unit?

Physical Security Marc Brooks

13 13.6 Discussion with respect to site characteristics that may
require mitigation in order to control close approaches
to the facility (e.g., cliffs, depressions, hills, mounds,
waterways, etc.)?

Physical Security Marc Brooks



Attendees:

1. Christian Araguas 4. Seshagiri (Rao) Tammara
2. Stephen Raul Monarque 5. Karen Pinkston
3. Margie Kotzalas 6. Marc Brooks

Site Tour Objectives:

1. General Site  
- Confirm that the characteristics of the site are consistent with the site description

in the SAR
- Look at other facilities, structures, and storage tanks on site to determine if there

is any potential for adverse impact for plant safety of the proposed units
- Look at potential effluent release locations  

 
2.  Tour of ESP Area  

- Tour the general area of the proposed Units 3&4 and the potential location of the
new control room and cooling towers 

 
3. Vogtle Units 1&2 

- Confirm the information presented in the SAR regarding chemical storage 
 
4.  Plant Wilson 

- Confirm the information presented in the SAR regarding chemical storage 



Nov. 1 - 3, 2006 Safety Review Site Audit Schedule

Day Time Action / Item Location Objective

Wednesday, 1 November 8:00 a.m. Arrive at Vogtle Site / Main Gate N/A
Badging

8:30 a.m. Entrance Meeting, Visitors Center N/A
Introduction, Overview

9:00 a.m. - 11:00 a.m. Site Tour Vogtle Site General Site Familiarity

11:00 a.m. - 12:00 p.m. Initial Discussions Visitor Center Discuss Information 
Site Hazards, Industrial Requests 
Security  

12:00 p.m. - 1:00 p.m. Lunch Visitor Center N/A

1:00 p.m. - 5:00 p.m. Discussions on Site Hazards, Visitor Center Discuss Information
Industrial Security, and Review Requests
Of Data

Thursday, 2 November 8:00 a.m. Arrive at Vogtle Site / Main Gate N/A
Badging

8:30 a.m. - 12:00 p.m. Review Supplemental Visitor Center Verify Analysis 
Information Provided by Referenced in SSAR
SNC

12:00 p.m. - 1:00 p.m. Lunch Visitor Center N/A

1:00 p.m. - 5:00 p.m. Review Supplemental Visitor Center Verify Analysis 
Information Provided by Referenced in SSAR
SNC



Friday, 3 November 7:30 a.m. Arrive at Vogtle Site / Main Gate N/A
Badging

8:00 a.m. - 10:00 a.m. Wrap Up Discussions Visitor Center Audit Close Out
If Necessary
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