April 20, 2007
Mr. Christopher M. Crane
President and Chief Nuclear Officer
Exelon Generation Company, LLC
4300 Winfield Road
Warrenville, IL 60555

SUBJECT: CLOSURE OF THE REVIEW OF EXELON GENERATION COMPANY’S AND
AMERGEN ENERGY COMPANY’S RESPONSE TO GENERIC LETTER
2006-03, “POTENTIALLY NONCONFORMING HEMYC AND MT FIRE
BARRIER CONFIGURATIONS,” FOR BYRON STATION, UNIT NOS. 1 AND 2;
LIMERICK GENERATING STATION, UNITS 1 AND 2; OYSTER CREEK
NUCLEAR GENERATING STATION; AND PEACH BOTTOM ATOMIC POWER
STATION, UNITS 2 AND 3 (TAC NOS. MD1557, MD1558, MD1594, MD1595,
MD1608, MD1613, AND MD1614)

Dear Mr. Crane:

The Nuclear Regulatory Commission (NRC) acknowledges the receipt of Exelon Generation
Company’s (Exelon) and AmerGen Energy Company, LLC (AmerGen), response to Generic
Letter (GL) 2006-03, “Potentially Nonconforming Hemyc and MT Fire Barrier Configurations,”
for Byron Station, Unit Nos. 1 and 2, Limerick Generating Station, Units 1 and 2, Oyster Creek
Nuclear Generating Station, and Peach Bottom Atomic Power Station, Units 2 and 3, in letter
dated June 6, 2006. Under oath or affirmation, Mr. Thomas S. O’Neill stated that the subject
Exelon/Amergen nuclear power plants do not rely on either the Hemyc or MT fire barrier
system. You have submitted documentation under oath or affirmation that other 1 or 3-hour fire
barriers that separate redundant safe shutdown trains located within the same fire area have
been designed and installed in accordance with current NRC guidance at each unit.

Your letter dated June 6, 2006, also included GL 2006-03 responses for Braidwood Station
Units 1 and 2; Clinton Power Station, Unit No. 1; Dresden Nuclear Power Station, Units 2 and 3
(Dresden); LaSalle County Station, Units 1 and 2 (LaSalle); Quad Cities Nuclear Power Station,
Units 1 and 2; and Three Mile Island, Unit 1 (TMI). For Dresden, LaSalle, and TMI, the NRC
staff closeout letters can be found in the Agencywide Documents Access and Management
System at Accession Nos. ML063000065, ML062300114, and ML061810093, respectively.
The NRC staff evaluation for the remaining plants will be sent in a separate document.

Based on your response for the subject plants, the bases for stating that these other fire
barriers have been designed and installed in accordance with NRC guidance should be
maintained on site for each unit, and will be subject to inspection during the normal NRC
inspection process. Accordingly, the NRC staff’s review of the Exelon/Amergen response is
complete and it will close TAC Nos. MD1557, MD1558, MD1594, MD1595, MD1608, MD1613,
and MD1614.



-2-
If you have any questions regarding this response, please contact me at (301) 415-1055.

Sincerely,

/RA/

Christopher Gratton, Sr. Project Manager
Plant Licensing Branch III-2

Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation

Docket Nos. STN 50-454 and STN 50-455;
50-352 and 50-353; 50-219; 50-277 and 50-278

cc: see next page
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If you have any questions regarding this response, please contact me at (301) 415-1055.

Sincerely,

/RA/

Christopher Gratton, Sr. Project Manager
Plant Licensing Branch IlI-2

Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation

Docket Nos. STN 50-454 and STN 50-455;
50-352 and 50-353; 50-219; 50-277 and 50-278

cc: see next page
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Byron Station
cc:

Dwain W. Alexander, Project Manager
Westinghouse Electric Corporation
Energy Systems Business Unit

Post Office Box 355

Pittsburgh, PA 15230-0355

Howard A. Learner

Environmental Law and Policy
Center of the Midwest

35 East Wacker Dr., Suite 1300

Chicago, IL 60601-2110

U.S. Nuclear Regulatory Commission
Byron Resident Inspectors Office
4448 N. German Church Road
Byron, IL 61010-9750

Regional Administrator, Region Ill
U.S. Nuclear Regulatory Commission
Suite 210

2443 Warrenville Road

Lisle, IL 60532-4352

Ms. Lorraine Creek
RR 1, Box 182
Manteno, IL 60950

Chairman, Ogle County Board
Post Office Box 357
Oregon, IL 61061

Mrs. Phillip B. Johnson
1907 Stratford Lane
Rockford, IL 61107

Attorney General
500 S. Second Street
Springfield, IL 62701

lllinois Emergency Management
Agency

Division of Disaster Assistance &
Preparedness

110 East Adams Street

Springfield, IL 62701-1109

Plant Manager - Byron Station
Exelon Generation Company, LLC
4450 N. German Church Road
Byron, IL 61010-9794

Site Vice President - Byron
Exelon Generation Company, LLC
4450 N. German Church Road
Byron, IL 61010-9794

U.S. Nuclear Regulatory Commission
Braidwood Resident Inspectors Office
35100 S. Rt. 53, Suite 79

Braceville, IL 60407

County Executive

Will County Office Building
302 N. Chicago Street
Joliet, IL 60432

Ms. Bridget Little Rorem
Appleseed Coordinator
117 N. Linden Street
Essex, IL 60935

Document Control Desk - Licensing
Exelon Generation Company, LLC
4300 Winfield Road

Warrenville, IL 60555

Senior Vice President - Operations Support

Exelon Generation Company, LLC
4300 Winfield Road
Warrenville, IL 60555



Byron Station

cc:

Director - Licensing and Regulatory
Affairs

Exelon Generation Company, LLC

4300 Winfield Road

Warrenville, IL 60555

Manager Regulatory Assurance - Byron
Exelon Generation Company, LLC
4450 N. German Church Road

Byron, IL 61010-9794

Associate General Counsel
Exelon Generation Company, LLC
4300 Winfield Road

Warrenville, IL 60555

Vice President - Regulatory Affairs
Exelon Generation Company, LLC
4300 Winfield Road

Warrenville, IL 60555

Manager Licensing

Exelon Generation Company, LLC
4300 Winfield Road

Warrenville, IL 60555

Senior Vice President - Midwest Operations
Exelon Generation Company, LLC

4300 Winfield Road

Warrenville, IL 60555



Limerick Generating Station, Unit Nos. 1 and 2

CC:

Site Vice President

Limerick Generating Station
Exelon Generation Company, LLC
P.O. Box 2300

Sanatoga, PA 19464

Plant Manager

Limerick Generating Station
Exelon Generation Company, LLC
P.O. Box 2300

Sanatoga, PA 19464

Regulatory Assurance Manager - Limerick
Exelon Generation Company, LLC

P.O. Box 2300

Sanatoga, PA 19464

Director

Licensing and Regulatory Affairs
Exelon Generation Company, LLC
200 Exelon Way, KSA 3-E
Kennett Square, PA 19348

Manager Licensing

Limerick Generating Station
Exelon Generation Company, LLC
200 Exelon Way, KSA 3-E
Kennett Square, PA 19348

Correspondence Control Desk
Exelon Generation Company, LLC
P.O. Box 160

Kennett Square, PA 19348

Regional Administrator, Region |
U.S. Nuclear Regulatory Commission
475 Allendale Road

King of Prussia, PA 19406

Senior Resident Inspector

U.S. Nuclear Regulatory Commission
Limerick Generating Station

P.O. Box 596

Pottstown, PA 19464

Library

U.S. Nuclear Regulatory Commission
Region |

475 Allendale Road

King of Prussia, PA 19406

Director, Bureau of Radiation Protection
Pennsylvania Dept. of Environmental
Protection

Rachel Carson State Office Building
P.O. Box 8469

Harrisburg, PA 17105-8469

Chairman

Board of Supervisors of Limerick Township
646 West Ridge Pike

Linfield, PA 19468

Dr. Judith Johnsrud
National Energy Committee
Sierra Club

433 Orlando Avenue

State College, PA 16803

Oyster Creek Nuclear Generating Station
cc:

Site Vice President - Oyster Creek
Nuclear Generating Station

AmerGen Energy Company, LLC

P.O. Box 388

Forked River, NJ 08731

Senior Vice President of
Operations

AmerGen Energy Company, LLC

200 Exelon Way, KSA 3-N

Kennett Square, PA 19348

Kathryn M. Sutton, Esquire
Morgan, Lewis, & Bockius LLP
1111 Pennsylvania Avenue, NW
Washington, DC 20004



Oyster Creek Nuclear Generating Station
cc:

Kent Tosch, Chief

New Jersey Department of
Environmental Protection

Bureau of Nuclear Engineering

CN 415

Trenton, NJ 08625

Regional Administrator, Region |
U.S. Nuclear Regulatory Commission
475 Allendale Road

King of Prussia, PA 19406-1415

Mayor of Lacey Township
818 West Lacey Road
Forked River, NJ 08731

Senior Resident Inspector

U.S. Nuclear Regulatory Commission
P.O. Box 445

Forked River, NJ 08731

Director - Licensing and Regulatory Affairs
AmerGen Energy Company, LLC
Correspondence Control

P.O. Box 160

Kennett Square, PA 19348

Manager Licensing - Oyster Creek
Exelon Generation Company, LLC
Correspondence Control

P.O. Box 160

Kennett Square, PA 19348

Regulatory Assurance Manager
Oyster Creek

AmerGen Energy Company, LLC

P.O. Box 388

Forked River, NJ 08731

Ron Bellamy, Region |

U.S. Nuclear Regulatory Commission
475 Allendale Road

King of Prussia, PA 19406-1415

Correspondence Control Desk
AmerGen Energy Company, LLC
200 Exelon Way, KSA 1-—1
Kennett Square, PA 19348

Oyster Creek Nuclear Generating Station
Plant Manager

AmerGen Energy Company, LLC

P.O. Box 388

Forked River, NJ 08731

Peach Bottom Atomic Power Station,
Unit Nos. 2 and 3

CC:

Site Vice President

Peach Bottom Atomic Power Station
Exelon Generation Company, LLC
1848 Lay Road

Delta, PA 17314

Plant Manager

Peach Bottom Atomic Power Station
Exelon Generation Company, LLC
1848 Lay Road

Delta, PA 17314

Regulatory Assurance Manager
Peach Bottom Atomic Power Station
Exelon Generation Company, LLC
1848 Lay Road

Delta, PA 17314

Resident Inspector

U.S. Nuclear Regulatory Commission
Peach Bottom Atomic Power Station
P.O. Box 399

Delta, PA 17314

Mr. Roland Fletcher
Department of Environment
Radiological Health Program
2400 Broening Highway
Baltimore, MD 21224



Peach Bottom Atomic Power Station,
Unit Nos. 2 and 3

CC:

Board of Supervisors
Peach Bottom Township
545 Broad Street Ext.
Delta, PA 17314-9203

Mr. Richard McLean

Power Plant and Environmental
Review Division

Department of Natural Resources

B-3, Tawes State Office Building

Annapolis, MD 21401

Manager-Financial Control & Co-Owner
Affairs

Public Service Electric and Gas Company

P.O. Box 236

Hancocks Bridge, NJ 08038-0236
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