
May 3, 2007

Mr. Thomas D. Walt, Vice President
H. B. Robinson Steam Electric Plant,
     Unit No. 2
Carolina Power & Light Company
3581 West Entrance Road
Hartsville, South Carolina 29550-0790

SUBJECT: NRC RECEIPT OF H. B. ROBINSON STEAM ELECTRIC PLANT, UNIT NO. 2
RESPONSE TO GENERIC LETTER 2006-03, “POTENTIALLY
NONCONFORMING HEMYC AND MT FIRE BARRIER CONFIGURATIONS”
(TAC NO. MD1624)

Dear Mr. Walt:

The Nuclear Regulatory Commission (NRC) acknowledges the receipt of your June 8, 2006,
response to Generic Letter 2006-03, "Potentially Nonconforming Hemyc and MT Fire Barrier
Configurations."  Under oath or affirmation, you have stated that H.B. Robinson Steam Electric
Plant, Unit No. 2 (HBRSEP2), does not rely on an MT fire barrier system to separate redundant
trains located within a single fire area.  You have also stated that a Hemyc fire barrier system is
used at HBRSEP2, that these barriers have been considered inoperable, and that
compensatory measures have been taken in accordance with HBRSEP2's fire protection
program.  You further stated that the Hemyc fire barriers will be replaced by December 1, 2007,
with a fire barrier system that has been tested and qualified in accordance with current NRC
guidance (Generic Letter 86-10, Supplement 1).  You have also stated that there are no other
1 or 3-hour fire barriers that are used to separate redundant safe shutdown trains located within
the same fire area. 

Based on your statement that the nonconforming conditions will be resolved by
December 1, 2007, no additional information is required.  The planned modification will be
subject to inspection during the normal NRC inspection process.

Sincerely,

/RA/

L. M. Regner, Project Manager
Plant Licensing Branch II-2
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation
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Mr. T. D. Walt H. B. Robinson Steam Electric Plant,
Carolina Power & Light Company     Unit No. 2

cc:

David T. Conley
Associate General Counsel II - Legal
Department
Progress Energy Service Company, LLC
Post Office Box 1551
Raleigh, North Carolina 27602-1551

Ms. Margaret A. Force
Assistant Attorney General
State of North Carolina
Post Office Box 629
Raleigh, North Carolina 27602

U. S. Nuclear Regulatory Commission
Resident Inspector’s Office
H. B. Robinson Steam Electric Plant
2112 Old Camden Road
Hartsville, South Carolina 29550

Mr. Ernest J. Kapopoulos, Jr.
Plant General Manager
H. B. Robinson Steam Electric Plant,
   Unit No. 2
Carolina Power & Light Company
3581 West Entrance Road
Hartsville, South Carolina 29550

Mr. William G. Noll
Director of Site Operations
H. B. Robinson Steam Electric Plant, 
   Unit No. 2
Carolina Power & Light Company
3581 West Entrance Road
Hartsville, South Carolina 29550

Public Service Commission
State of South Carolina
Post Office Drawer 11649
Columbia, South Carolina 29211

J. F. Lucas
Manager - Support Services - Nuclear
H. B. Robinson Steam Electric Plant,
    Unit No. 2
Carolina Power & Light Company
3581 West Entrance Road
Hartsville, South Carolina 29550

Mr. C. T. Baucom
Supervisor, Licensing/Regulatory Programs
H. B. Robinson Steam Electric Plant,
   Unit No. 2
Carolina Power & Light Company
3581 West Entrance Road
Hartsville, South Carolina 29550

Ms. Beverly Hall, Section Chief
N.C. Department of Environment
   and Natural Resources 
Division of Radiation Protection
3825 Barrett Dr.
Raleigh, North Carolina 27609-7721

Mr. Robert P. Gruber
Executive Director
Public Staff - NCUC
4326 Mail Service Center
Raleigh, North Carolina 27699-4326

Mr. Henry H. Porter, Assistant Director
South Carolina Department of Health
Bureau of Land & Waste Management
2600 Bull Street 
Columbia, South Carolina 29201

Mr. J. Paul Fulford
Manager, Performance Evaluation and
   Regulatory Affairs PEB 5
Carolina Power & Light Company
Post Office Box 1551
Raleigh, North Carolina 27602-1551

Mr. John H. O’Neill, Jr.
Shaw, Pittman, Potts, & Trowbridge
2300 N Street NW.
Washington, DC 20037-1128
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