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Tracking # 

 
 

Issue/origin 

 
 

Priority 

 
 

NRC Position 

 
 

Industry Position 

 
 

Next Action 

 
Action 

Responsi-
bility 

 
Action 

Due Date

 
 

Notes/Applicable 
References 

NFPA 805/10 CFR 50.48(c)  
805-10 The development of Fire 

PRA Peer Review Guide 
N-Med 
I-Med 

To be completed 6 
months before 1st non-
pilot scheduled to submit.

NEI to create peer review 
guide for Fire PRAs 

NRC to look at draft 
NEI to issue peer 
review guide following 
issuance of ANS 
Standard 

I 3 months 
following 
ANS 
Standard 

On Schedule. 
1/5/2007 Letter from 
Marion to Weerakkody

Circuit Failure 
CF-9 Additional clarification of 

circuit analysis terms 
N-High 
I-High 

Additional issues require 
clarification 

 NEI response to 3/23 
NRC letter 

I Ongoing SECY 06-196 
SRM 06-196 

Fire Barrier Issues  
FB-4 Generic communication on 

Hemyc/MT test results 
NB High 
I-High 

NRC to review responses 
to GL 06-04 

Stakeholders working with 
NRC Staff to develop 
methodology 

All responses 
received on time. 42 
of 65 have been 
acknowledged 

N 
 

Ongoing Footnote 1 

Other Fire Protection Issues 
FP-7 Containment Oil Misting N - Med 

I - Med 
Potential non-compliance 
with III.O, if from RCPs. 
Two plants have affected 
RCPs. 
Two other plants may 
have other oil source 

 
 

NEI to publish 1999 
white paper as an NEI 
white paper 

I 
 
 
 

April 2007 Legacy Library Acc. 
No. 9806020045 
 

FP-12 Water Technology Jockey 
Pump Recall 

N-Low 
I-Low 

Issue IN on Jockey Pump  Issue IN N Spring 
2007 

 

FP-13 Partial SCRAM Finding N-Low 
I-Low 

Issue IN on Partial 
SCRAM finding 

 Complete N Winter 
06/07 

ML063540138 

FP-14 Use of Equipment Shared 
Between Units for Fire Safe 
Shutdown 

N-Med 
I-Med 

 NEI would like to see NRC 
Staff Position with regard to 
this position 

 N Winter 
06/07 

NCV 05000254(265)/ 
2006002-01 
(ML062140118) 
Licensee letter 
(ML062560198) 
TIA ML062560198 

                                                 
1 NRC staff agreed to determine whether a generic closure letter will be sent out, after all plant specific letters have been issued. 
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References 

FP-15 Epoxy Floor Coatings N -  
I -  

  Issue IN N   

FP-16 Fire Pre Plans N -  
I -  

   I   

Inspections and Self-Assessments   
I/SA-4 Develop SDP for Fire 

Brigades 
N - Low 
I - Low 

Preparing  NRR considering user 
need to RES 

N   

I/SA-5 Fire Drill Participation N-Low 
I-Low 

NRC has questions about 
what counts for drill 
participation 

NEI will develop white 
paper on this issue 

 I Spring 
2007 

 

Manual Actions   
MA-3 Safe shutdown manual 

actions 
N B High 
I - High 

NUREG-1852 to be 
issued 

NEI submitted comments 
TVA Comments 
ML070290604 
BWROG Comments 

NRC to finalize 
NUREG 

N Spring 
2007 

FRN (ML062350285) 
Mtg sum and slides 
(ML063520270, 
ML063390044) 

 
NOTES: 
 
Definitions 
805 B issue related to NFPA 805 rulemaking or implementation 
CF B issue related to circuit failure issue closure, NEI 00-01, or associated circuit inspections 
FB B issue related to fire barriers 
FP B general fire protection issue 
INPO B issue related to INPO 
I/SA B issue related to fire protection inspections or self-assessments 
MA B issue related to manual actions 
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