
May 9, 2007
Mr. Christopher M. Crane
President and Chief Nuclear Officer
Exelon Generation Company, LLC
4300 Winfield Road        
Warrenville, IL  60555

SUBJECT: BYRON STATION, UNIT NOS. 1 AND 2, AND BRAIDWOOD STATION, 
UNITS 1 AND 2 - CORRECTION LETTER RE:  STEAM GENERATOR
AMENDMENTS (TAC NOS. MC8966, MC8967, MC8968, AND MC8969)

Dear Mr. Crane:

By letter dated March 30, 2007, the U.S. Nuclear Regulatory Commission (the Commission)
issued Amendment No. 150 to Facility Operating License No. NPF-37 and Amendment No. 150
to Facility Operating License No. NPF-66 for the Byron Station, Unit Nos. 1 and 2 (Byron),
respectively, and Amendment No. 144 to Facility Operating License No. NPF-72 and
Amendment No. 144 to Facility Operating License No. NPF-77 for the Braidwood Station, 
Units 1 and 2 (Braidwood), respectively.  The amendments issued revised license and technical
specification (TS) pages which incorporated changes to the steam generator tube surveillance
program.  

The letter dated March 30, 2007, incorrectly issued TS table of contents page ii for all four units. 
The TSs for Byron and Braidwood do not contain table of contents.  Accordingly, TS page ii for
all four units is removed.  The letter dated March 30, 2007, also issued an incorrect license
page three for Byron Station Unit No. 1.  The issued license page three for Byron Station 
Unit No.1 is replaced by the enclosed license page.  These changes are administrative and do
not change the safety evaluation issued March 30, 2007.

Sincerely,

/RA/

Robert F. Kuntz, Project Manager
Plant Licensing Branch III-2
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation

Docket Nos. STN 50-454, STN 50-455,
   STN 50-456 and STN 50-457

Enclosure:  Byron Station, Unit No. 1 License Page 3

cc w/encls:  See next page
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Byron/Braidwood Stations

cc:

Dwain W. Alexander, Project Manager
Westinghouse Electric Corporation
Energy Systems Business Unit
Post Office Box 355
Pittsburgh, PA  15230-0355

Howard A. Learner
Environmental Law and Policy
  Center of the Midwest
35 East Wacker Dr., Suite 1300
Chicago, IL  60601-2110

U.S. Nuclear Regulatory Commission
Byron Resident Inspectors Office
4448 N. German Church Road
Byron, IL  61010-9750

Regional Administrator, Region III
U.S. Nuclear Regulatory Commission
Suite 210
2443  Warrenville Road
Lisle, IL  60532-4351

Ms. Lorraine Creek
RR 1, Box 182
Manteno, IL  60950

Chairman, Ogle County Board
Post Office Box 357
Oregon, IL  61061

Mrs. Phillip B. Johnson
1907 Stratford Lane
Rockford, IL  61107

Attorney General
500 S. Second Street
Springfield, IL  62701

Illinois Emergency Management
  Agency
Division of Disaster Assistance & 
  Preparedness
110 East Adams Street
Springfield, IL  62701-1109

Plant Manager - Byron Station
Exelon Generation Company, LLC
4450 N. German Church Road
Byron, IL  61010-9794

Site Vice President - Byron
Exelon Generation Company, LLC
4450 N. German Church Road
Byron, IL  61010-9794

U.S. Nuclear Regulatory Commission
Braidwood Resident Inspectors Office
35100 S. Rt. 53, Suite 79
Braceville, IL  60407

County Executive 
Will County Office Building 
302 N. Chicago Street
Joliet, IL  60432

Plant Manager - Braidwood Station 
Exelon Generation Company, LLC
35100 S. Rt. 53, Suite 84
Braceville, IL  60407-9619

Ms. Bridget Little Rorem
Appleseed Coordinator
117 N. Linden Street
Essex, IL  60935

Document Control Desk - Licensing
Exelon Generation Company, LLC
4300 Winfield Road
Warrenville, IL  60555

Site Vice President - Braidwood
Exelon Generation Company, LLC
35100 S. Rt. 53, Suite 84
Braceville, IL  60407-9619

Senior Vice President - Operations Support
Exelon Generation Company, LLC
4300 Winfield Road
Warrenville, IL  60555



Byron/Braidwood Stations    - 2 -

Director - Licensing and Regulatory
   Affairs
Exelon Generation Company, LLC
4300 Winfield Road
Warrenville, IL  60555

Manager Regulatory Assurance - Braidwood
Exelon Generation Company, LLC
35100 S. Rt. 53, Suite 84
Braceville, IL  60407-9619

Manager Regulatory Assurance - Byron
Exelon Generation Company, LLC
4450 N. German Church Road
Byron, IL  61010-9794

Associate General Counsel
Exelon Generation Company, LLC
4300 Winfield Road
Warrenville, IL  60555

Vice President - Regulatory Affairs
Exelon Generation Company, LLC
4300 Winfield Road
Warrenville, IL  60555

Manager Licensing - Braidwood/Byron
Exelon Generation Company, LLC
4300 Winfield Road
Warrenville, IL  60555

Senior Vice President - Midwest Operations
Exelon Generation Company, LLC
4300 Winfield Road
Warrenville, IL  60555
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(4) Pursuant to the Act and 10 CFR Parts 30, 40 and 70, to receive, possess,
and use in amounts as required any byproduct, source or special nuclear
material without restriction to chemical or physical form, for sample
analysis or instrument calibration or associated with radioactive
apparatus or components; and

(5) Pursuant to the Act and 10 CFR Parts 30, 40 and 70, to possess, but not
separate, such byproduct and special nuclear materials as may be
produced by the operation of the facility.

C. This license shall be deemed to contain and is subject to the conditions specified
in the Commission’s regulation set forth in 10 CFR Chapter I and is subject to all
applicable provisions of the Act and to the rules, regulations, and orders of the
Commission now or hereafter in effect; and is subject to the additional conditions
specified or incorporated below:

(1) Maximum Power Level

The licensee is authorized to operate the facility at reactor core power
levels not in excess of 3586.6 megawatts thermal (100 percent power) in
accordance with the conditions specified herein.

(2) Technical Specifications

The Technical Specifications contained in Appendix A as revised through
Amendment No. 150 And the Environmental Protection Plan contained in
Appendix B, both of which are attached hereto, are hereby incorporated
into this license.  The licensee shall operate the facility in accordance with
the Technical Specifications and the Environmental Protection Plan.

(3) Deleted.

(4) Deleted.

(5) Deleted.

(6) The licensee shall implement and maintain in effect all provisions of the
approved fire protection program as described in the licensee’s Fire
Protection Report, and as approved in the SER dated February 1987
through Supplement No. 8, subject to the following provision:

The licensee may make changes to the approved fire protection
program without prior approval of the Commission only if those
changes would not adversely affect the ability to achieve and
maintain safe shutdown in the event of a fire.

Amendment No. 150
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