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Identify the Cables for each piece of Equipment in each MSO, 
determine the location of  each cable and each piece of 

equipment and identify any plant locations where an MSO can 
occur using the criteria from NEI 00-01 Section 3.

Screen scenario
using NEI 00-01 Ch. 4, including 

the use of fire modeling
Expert Panel Review

Document the 
basis for 

acceptance

Accepted by 
Expert Panel?

Disposition the impact using accepted 
mitigating approaches, such as NEI 00-01 

Section 3.4.2.4.

Address:

Clear definition of acceptable operator 
manual actions. (Similar to NFPA 805 -
FAQ #12)
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