
June 15, 2007

Mr. Dale E. Young, Vice President
Crystal River Nuclear Plant (NA1B)
ATTN:  Supervisor, Licensing & Regulatory Programs
15760 W. Power Line Street
Crystal River, Florida  34428-6708

SUBJECT:   NRC RECEIPT OF FLORIDA POWER CORPORATION RESPONSE TO
GENERIC LETTER 2006-03, “POTENTIALLY NONCONFORMING HEMYC
AND MT FIRE BARRIER CONFIGURATIONS” FOR CRYSTAL RIVER UNIT 3
(TAC NO. MD1569)

Dear Mr. Young:

The Nuclear Regulatory Commission (NRC) acknowledges the receipt of your June 1, 2006,
response to Generic Letter 2006-03, “Potentially Nonconforming Hemyc and MT Fire Barrier
Configurations,” for Crystal River Unit 3 (CR-3).  Under oath or affirmation, you have stated that
CR-3 does not rely on either the Hemyc or MT fire barrier system.  You have submitted
documentation under oath or affirmation that other 1- or 3-hour fire barrier that separates
redundant safe shutdown trains located within the same fire area have been designed and
installed in accordance with current NRC guidance.  Based on your response, the basis for
stating that this other fire barrier has been designed and installed in accordance with NRC
guidance should be maintained on site, and will be subject to inspection during the normal NRC
inspection process. 

Please contact me at 301-415-1321 if you have any questions on this issue.

Sincerely,

/RA/

Stewart N Bailey, Senior Project Manager
Plant Licensing Branch II-2
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation
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Mr. Young

Mr. Dale E. Young Crystal River Nuclear Plant, Unit 3   
Florida Power Corporation

cc:

Mr. R. Alexander Glenn       
Associate General Counsel (MAC-BT15A)      
Florida Power Corporation
P.O. Box 14042
St. Petersburg, Florida 33733-4042

Mr. Jon A. Franke
Plant General Manager
Crystal River Nuclear Plant (NA2C)
15760 W. Power Line Street
Crystal River, Florida  34428-6708

Mr. Jim Mallay
Framatome ANP 
1911 North Ft. Myer Drive, Suite 705
Rosslyn, Virginia 22209

Mr. William A. Passetti, Chief
Department of Health
Bureau of Radiation Control     
2020 Capital Circle, SE, Bin #C21
Tallahassee, Florida 32399-1741  

Attorney General
Department of Legal Affairs
The Capitol
Tallahassee, Florida 32304

Mr. Craig Fugate, Director         
Division of Emergency Preparedness
Department of Community Affairs
2740 Centerview Drive
Tallahassee, Florida 32399-2100

Chairman         
Board of County Commissioners
Citrus County               
110 North Apopka Avenue 
Inverness, Florida 34450-4245    

Mr. Michael J. Annacone
Engineering Manager
Crystal River Nuclear Plant  (NA2C)
15760 W. Power Line Street
Crystal River, Florida  34428-6708

Mr. Daniel L. Roderick
Director Site Operations
Crystal River Nuclear Plant (NA2C)
15760 W. Power Line Street
Crystal River, Florida  34428-6708

Senior Resident Inspector
Crystal River Unit 3   
U.S. Nuclear Regulatory Commission
6745 N. Tallahassee Road
Crystal River, Florida 34428

Mr. Terry D. Hobbs
Manager, Nuclear Assessment
Crystal River Nuclear Plant (NA2C) 
15760 W. Power Line Street
Crystal River, Florida  34428-6708

David T. Conley
Associate General Counsel II - Legal Dept.
Progress Energy Service Company, LLC
Post Office Box 1551
Raleigh, North Carolina 27602-1551
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