
June 22, 2007

Mr. Michael Balduzzi
Sr. Vice President, Regional Operations NE
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601

SUBJECT: PALISADES -  RESPONSE TO GENERIC LETTER 2006-02 “GRID RELIABILITY
AND THE IMPACT ON PLANT RISK AND THE OPERABILITY OF OFFSITE
POWER” (TAC NO. MD1010)

Dear Mr. Balduzzi:

On February 1, 2006, the U.S. Nuclear Regulatory Commission (NRC) issued Generic Letter
(GL) 2006-02, “Grid Reliability and the Impact on Plant Risk and the Operability of Offsite
Power”  (Agencywide Document Access and Management System (ADAMS) Accession No.
ML060180352) to all holders of operating licenses for nuclear power reactors except those who
have permanently ceased operation and have certified that fuel has been removed from the
reactor vessel.  GL 2006-02 notified licensees of the NRC staff’s need for information in four
areas as follows:

(1) use of protocols between the nuclear power plant (NPP) and the transmission
system operator (TSO), independent system operator (ISO), or reliability
coordinator/authority (RC/RA) and the use of transmission load flow analysis
tools (analysis tools) by TSOs to assist NPPs in monitoring grid conditions to
determine the operability of offsite power systems under plant technical
specifications.  (The TSO, ISO, or RC/RA is responsible for preserving the
reliability of the local transmission system.  In this GL, the term TSO is used to
denote these entities);

(2) use of NPP/TSO protocols and analysis tools by TSOs to assist NPPs in
monitoring grid conditions for consideration in maintenance risk assessments;

(3) offsite power restoration procedures in accordance with Section 2 of NRC
Regulatory Guide (RG) 1.155, “Station Blackout;” and

(4) losses of offsite power caused by grid failures at a frequency equal to or greater
than once in 20 site-years in accordance with RG 1.155.

Subsequent to the GL, the NRC issued a Request For Additional Information (RAI), (ADAMS
Accession No. ML063380308) regarding the resolution of GL 2006-02 to 63 of 65 holders of
operating licenses for nuclear power reactors.  The RAI requested licensees respond to
questions in the following areas:
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(1)  Switchyard Minimum Voltage;
(2)  Loss of Real-Time Contingency Analysis (RTCA) Capability;
(3)  Verification of RTCA Predicted Post-Trip Voltage;
(4)  Identification of Applicable Single Contingencies;
(5)  Seasonal Variation in Grid Stress (reliability and Loss-of-offsite power (LOOP)           
          Probability;
(6)   Interface With Transmission System Operator During Extended Plant Maintenance.

The transfer of ownership of Palisades Nuclear Plant from Consumers Energy Company
(Consumers) to Entergy Nuclear Palisades (ENP) occurred on April 11, 2007.  By letter(s) dated
July 21, 2006 (ADAMS Accession No. ML062050349) and January 29, 2007 (ADAMS Accession
No. ML070300054), Nuclear Management Company, LLC (NMC) (the former licensee),
responded to the information request of GL 2006-02 and the subsequent RAI.  Based on the
information which was provided, the staff has concluded that compliance is being maintained
with NRC regulatory requirements governing electric power sources and associated personnel
training and considers your response to GL 2006-02 complete.

If you have any questions, please contact me 301-415-8371.

   Sincerely,

/RA/

   Mahesh Chawla, Project Manager
   Plant Licensing Branch 3-1
   Division of Operating Licensing
   Office of Nuclear Reactor Regulation

Docket No.  50-255

cc:  See next page



M. Balduzzi - 2 -

June 22, 2007

(1)  Switchyard Minimum Voltage;
(2)  Loss of Real-Time Contingency Analysis (RTCA) Capability;
(3)  Verification of RTCA Predicted Post-Trip Voltage;
(4)  Identification of Applicable Single Contingencies;
(5)  Seasonal Variation in Grid Stress (reliability and Loss-of-offsite power (LOOP)            
         Probability;
(6)  Interface With Transmission System Operator During Extended Plant Maintenance.

The transfer of ownership of Palisades Nuclear Plant from Consumers Energy Company
(Consumers) to Entergy Nuclear Palisades (ENP) occurred on April 11, 2007.  By letter(s) dated
July 21, 2006 (ADAMS Accession No. ML062050349) and January 29, 2007 (ADAMS Accession
No. ML070300054), Nuclear Management Company, LLC (NMC) (the former licensee),
responded to the information request of GL 2006-02 and the subsequent RAI.  Based on the
information which was provided, the staff has concluded that compliance is being maintained
with NRC regulatory requirements governing electric power sources and associated personnel
training and considers your response to GL 2006-02 complete.

If you have any questions, please contact me 301-415-8371.

   Sincerely,

/RA/

   Mahesh Chawla, Project Manager
   Plant Licensing Branch 3-1
   Division of Operating Licensing
   Office of Nuclear Reactor Regulation

Docket No.  50-255

cc:  See next page

DISTRIBUTION
PUBLIC LPL3-1 r/f  RidsNrrDorlLpl3-1
RidsNrrPMMChawla RidsNrrLATHarris RidsOGCRp
RidsAcrsAcnwMailCenter RidsNrrDirsltsb JRobinson
RidsRgn3MailCenter RidsNrrDorlDpr

ADAMS Accession No. ML071620401

OFFICE LPL3-1/PM LPL3-1/LA EEEB/BC LPL3-1/(A)BC

NAME MChawla THarris GWilson TTate

DATE 6/21/07  6/21/07 06/18/07 6/22/07

OFFICIAL RECORD COPY



April 20, 2007

Palisades Plant

cc:

Regional Administrator, Region III
U.S. Nuclear Regulatory Commission
Suite 210
2443  Warrenville Road
Lisle, IL  60532-4351

Supervisor
Covert Township
P. O. Box 35
Covert, MI  49043

Office of the Governor
P. O. Box 30013
Lansing, MI  48909

U.S. Nuclear Regulatory Commission
Resident Inspector's Office
Palisades Plant
27782 Blue Star Memorial Highway
Covert, MI  49043

Michigan Department of Environmental Quality
Waste and Hazardous Materials Division
Hazardous Waste and Radiological
  Protection Section
Nuclear Facilities Unit
Constitution Hall, Lower-Level North
525 West Allegan Street
P.O. Box 30241
Lansing, MI  48909-7741

Michigan Department of Attorney General
Special Litigation Division
525 West Ottawa St.
Sixth Floor, G. Mennen Williams Building
Lansing, MI  48913

Mr. Michael R. Kansler
President & CEO/CNO
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601

Mr. John T. Herron
Sr. Vice President

Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601

Sr. Vice President,
Engineering and Technical Services
Entergy Nuclear Operations, Inc.
1340 Echelon Parkway
Jackson, MS  39213

Mr. Bruce C. Williams
Vice President, Oversight
Entergy Nuclear Operations, Inc.
1340 Echelon Parkway
Jackson, MS  39213

Mr. Christopher J. Schwarz
Site Vice President
Entergy Nuclear Operations, Inc.
Palisades Nuclear Plant
27780 Blue Star Memorial Highway
Covert, MI  49043

General Manager, Plant Operations
Entergy Nuclear Operations, Inc.
Palisades Nuclear Plant
27780 Blue Star Memorial Highway
Covert, MI  49043

Mr. Oscar Limpias
Vice President, Engineering
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601

Mr. John F. McCann
Director, Nuclear Safety & Licensing
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601
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Ms. Charlene D. Faison
Manager, Licensing
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601

Mr. Ernest J. Harkness
Director of Oversight
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601

Mr. William Dennis
Assistant General Counsel
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601

Mr. Joseph DeRoy
Vice President, Operations Support
Entergy Nuclear Operations, Inc.
1340 Echelon Parkway
Jackson, MS  39213

Laurie A. Lahti, Manager, Licensing
Regulatory Affairs
Entergy Nuclear Operations, Inc.
Palisades Nuclear Plant
27780 Blue Star Memorial Highway
Covert, MI  49043



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


