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Don,

See atached request for supplemental information needed to resolve Chapter 8 RAI 8.3-56.

Please contact me with a schedule for your response to this item. If you have any questions
regarding this request or would like to schedule a telecon do not hesitate to contact me. 

Thanks,

Ilka Tamara Berrios
US Nuclear Regulatory Commission
Project Manager
NRO/DNRL/NGE1
301-415-3179
NSPDP '08
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GE-Hitachi Nuclear Energy Americas LLC (GHNEA)
Chapter 8 Electric Power

RAI 8.3-56 Supplement 01:  

Fig. 8.1-4 in Revision 3 of DCD indicates that two RPSs are separately supplied AC power from
Buses 11 and 12 for Division 1, and two RPSs are separately supplied AC power from Buses
21 and 22 for Division 2. According to DCD system description of Section 8.3.1.1.3, four
divisions of safety-related UPS provide 120V AC for the RPS. There is a discrepancy between
Fig.8.1-4 and the system description. GHNEA response in MFN 07-294 did not resolve the
discrepancy. Also, Fig. 7.2-1 RPS Functional Block attached in GHNEA response is not clear
enough to understand the system.  
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