
 
 

 
 
 
 
 
 

June 22, 2007 
 
 
 
 

U.S. Nuclear Regulatory Commission 
ATTN:  Document Control Desk 
Washington, D. C.  20555 
 
Gentlemen: 
 
In the Matter of    )       Docket No. 50-259 
Tennessee Valley Authority ) 
 
 
BROWNS FERRY NUCLEAR PLANT (BFN) - UNIT 1 - COMPLETION OF 
ACTIONS ASSOCIATED WITH GENERIC LETTER 94-02 FOR IMPLEMENTATION 
OF LONG-TERM STABILITY SOLUTION - OPTION III 
 
In TVA=s September 8, 1994, response to Generic Letter 94-02, 
ALong-Term Solutions and Upgrade of Interim Operating 
Recommendations for Thermal-Hydraulic Instabilities in Boiling 
Water Reactors@, TVA committed to notify the NRC within 30 days 
of the implementation of the long-term stability solution for 
Unit 1.  TVA had previously chosen to implement the stability 
solution designated as Option III in NEDO-31960, Supplement 1, 
ABWR Owners= Group Long Term Stability Solution Licensing 
Methodology@.  In terms of equipment, the stability trip 
function is provided by the Oscillation Power Range Monitor 
(OPRM) module of the Power Range Neutron Monitor (PRNM).  The 
PRNM system is a digital General Electric Nuclear Measurement 
Analysis and Control (NUMAC) neutron monitoring system which 
replaces the analog power range neutron monitoring system. 
 
The PRNM system was installed on Unit 1 during the restart for 
unit 1 operation.  During Unit 1 restart, all PRNM functions 
were in service. 
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Results of the Unit 2 online OPRM testing were submitted to 
the NRC on December 15, 1998, along with a description of the 
principal system parameters that were adjusted.  The same 
changes were made for Unit 3 prior to enabling the system.  
Unit 3 results for online OPRM testing was submitted to the 
NRC on May 25, 2000. 
 
Unit 1 Technical Specifications (TS) changes required for 
enabling the OPRM were provided in a submittal dated  
January 6, 2006 (BFN TS-443).  NRC approved the OPRM TS on 
December 29, 2006, as Amendment No. 266 to the Unit 1 Facility 
Operating License (TAC No. MC9565). 
 
The OPRM has been enabled for the current cycle of operation. 
OPRM testing and required surveillance tests were 
satisfactorily completed, and the OPRM system is in service 
and enabled.  Therefore, TVA considers the commitment to 
provide a long-term stability solution completed for Unit 1.  
This completes the actions required for Generic Letter 94-02, 
Long-Term Solutions and Upgrade of Interim Operating 
Recommendations for Thermal-Hydraulic Instabilities in Boiling 
Water Reactors, for Unit 1. 
 
There are no new commitments in this letter.  If you have any 
questions, please contact me at (256) 729-2636. 
 
Sincerely, 
 
Original signed by: 
 
W. D. Crouch 
Manager of Licensing 
   and Industry Affairs 
 
cc: See page 3 
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(Via NRC Electronic Distribution) 
 Mr. Malcolm T. Widmann, Branch Chief  
 U.S. Nuclear Regulatory Commission 
 Region II 
 Sam Nunn Atlanta Federal Center 
 61 Forsyth Street, SW, Suite 23T85 
 Atlanta, Georgia  30303-3415 
 

NRC Senior Resident Inspector  
Browns Ferry Nuclear Plant  
10833 Shaw Road 
Athens, AL 35611-6970 
 

 Ms. Eva A. Brown, Project Manager 
 U.S. Nuclear Regulatory Commission 
 (MS 08G9) 
 One White Flint, North 
 11555 Rockville Pike 
 Rockville, Maryland  20852-2739 
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DTL:JEW:BAB 
cc: A. S. Bhatnagar, LP 6A-C 

D. C. Matherly, Jr. 
R. H. Bryan, Jr., LP 4J-C 
W. R. Campbell, LP 6A-C 
J. C. Fornicola, LP 6A-C 
R. G. Jones, POB 2C-BFN 
G. V. Little, NAB 1D-BFN 
R. F. Marks, Jr., PAB 1C-BFN 
B. A. Wetzel, BR 4X-C 
B. J. O’Grady, PAB 1E-BFN 
E. J. Vigluicci, ET 11A-K 
NSRB Support, LP 5M-C 
EDMS WT CA–K,  
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