
From: Chandu Patel
To: Joel D. (GE Infra Energy) Friday
Date: 06/26/2007 2:28:58 PM
Subject: Revised RAI 16.2-134

Joel,

Per our discussion during a phone call on June 25, 2007, I am sending you a revised RAI
16.2-134 to clarify our request.  I understand that this will not affect your schedule for
responding to our request for information transmitted to you by RAI Letter No. 97.  Please
contact me if you have any further questions.

Thanks,

Chandu 

CC: AEC;  C Craig Harbuck;  Dan1 (GE Infra Energy Non-GE) Williamson;  Eric
Oesterle;  james.kinsey@ge.com

Mail Envelope Properties (46815AEA.BBF : 2 : 35058)

Subject: Revised RAI 16.2-134
Creation Date 06/26/2007 2:28:58 PM
From: Chandu Patel

Created By: CPP@nrc.gov

Recipients
ge.com
    dan1.williamson CC (Dan1 (GE Infra Energy Non-GE) Williamson)
    james.kinsey CC (james.kinsey@ge.com)
    joel.friday (Joel D. (GE Infra Energy) Friday)

nrc.gov
  OWGWPO03.HQGWDO01
    AEC CC (Amy Cubbage)

nrc.gov
  OWGWPO04.HQGWDO01
    CCH CC (C Craig Harbuck)

nrc.gov
  TWGWPO03.HQGWDO01
    ERO1 CC (Eric Oesterle)

Post Office Route
ge.com

 OWGWPO03.HQGWDO01 nrc.gov
 OWGWPO04.HQGWDO01 nrc.gov
 TWGWPO03.HQGWDO01 nrc.gov

Files Size Date & Time
 MESSAGE 791 06/26/2007 2:28:58 PM
 Revised RAI 16 .wpd 9741 06/26/2007 2:05:56 PM



Options
 Expiration Date: None
 Priority: Standard
 ReplyRequested: No
 Return Notification: None

 Concealed Subject: No
 Security: Standard



Revised Request for Information for ESBWR Chapter 16

Old RAI 16.2-134

The reduced safety system capability described by the condition “Capability Not Maintained” represents
multiple failures of SSCs, which is a loss of two or three required channels/divisions of instrumentation out
of four installed channels/divisions.  This condition would permit the plant to operate for up to one hour
with the LCO not met due to a loss of the required safety system capability.  Additional information is
needed to justify that loss of two of three required channels/divisions is a credible condition for which a
temporary (1-hour) relaxation of the required GDC design criterion should be approved.  The response
should include deterministic analysis, risk analysis and consider instrumentation self test and watch dog
design features.  The response should identify adverse consequences to safe operation of the plant that
would result without an allowance to operate in the degraded condition.

Revised RAI 16.2-134

The reduced safety system capability described by the condition “Capability Not Maintained”
describes multiple SSC failures, representing a loss of two or three required channels/divisions
of instrumentation out of four installed channels/divisions.  This Condition would permit the plant
to operate for up to one hour with one or more accident prevention or mitigation functions of
safety-related SSCs not operable.  This is not an acceptable remedial action allowance.  For
this specified plant condition, the staff will only accept a required action to immediately exit the
TS Applicability or immediately enter LCO 3.0.3.  Revise the required action and completion
time accordingly
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