
October 9, 2007

Mr. James A. Spina, Vice President
Calvert Cliffs Nuclear Power Plant, Inc.
Calvert Cliffs Nuclear Power Plant 
1650 Calvert Cliffs Parkway
Lusby, MD  20657-4702

SUBJECT: CALVERT CLIFFS NUCLEAR POWER PLANT, UNIT NOS. 1 AND 2 -
WITHDRAWAL OF AN AMENDMENT REQUEST (TAC NOS. MC6210 AND
MC6211)

Dear Mr. Spina:

By letter dated January 31, 2005, you applied for an amendment to Renewed Facility Operating
License Nos. DPR-53 and DPR-69 for the Calvert Cliffs Nuclear Power Plant, Unit Nos. 1 and
2, respectively.  Both units are each currently licensed for a rated thermal power of
2700 MegaWatt-thermal (MWt).  Through the use of certain feedwater flow measurement
equipment, approval was sought to increase the core power by 1.37 percent to 2737 MWt.  The
power uprate would be based on the use of the Westinghouse Topical Report CENPD-397-P,
Revision-01-P, “Improved Flow Measurement Accuracy Using CROSSFLOW Ultrasonic Flow
Measurement Technology,” for determination of main feedwater flow, and the associated
determination of reactor power would be accomplished through the performance of the power
calorimetric calculation currently required by the Calvert Cliffs Technical Specifications. 
Subsequently, by letter dated September 27, 2007, you withdrew the amendment request.  

The Commission has filed the enclosed Notice of Withdrawal of Application for Amendment to
Facility Operating License with the Office of the Federal Register for publication.

Sincerely,

/RA/

Douglas V. Pickett, Senior Project Manager
Plant Licensing Branch I-1
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation

Docket Nos. 50-317 and 50-318

Enclosure:  
Notice of Withdrawal

cc w/encl:  See next page
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Calvert Cliffs Nuclear Power Plant, Unit Nos. 1 and 2

cc:

Mr. Michael J. Wallace, President
Constellation Generation Group
750 East Pratt Street
Baltimore, MD  21202

Mr. John M. Heffley
Senior Vice President and
 Chief Nuclear Officer
Constellation Generation Group
1997 Annapolis Exchange Parkway
Suite 310
Annapolis, MD  21401

President
Calvert County Board of
  Commissioners
175 Main Street
Prince Frederick, MD  20678

Mr. Carey Fleming, Esquire
Sr. Counsel - Nuclear Generation
Constellation Generation Group, LLC
750 East Pratt Street, 17th floor
Baltimore, MD 21202

Mr. Jay S. Gaines
Director, Licensing
Calvert Cliffs Nuclear Power Plant
1650 Calvert Cliffs Parkway
Lusby, MD  20657-4702

Resident Inspector
U.S. Nuclear Regulatory Commission
P.O. Box 287
St. Leonard, MD  20685

Mr. R. I. McLean, Manager
Nuclear Programs
Power Plant Research Program
Maryland Department of Natural Resources
580 Taylor Avenue (B wing, 3rd floor)
Tawes State Office Building
Annapolis, MD 21401

Regional Administrator, Region I
U.S. Nuclear Regulatory Commission
475 Allendale Road
King of Prussia, PA  19406

Ms. Kristen A. Burger, Esquire
Maryland People's Counsel
6 St. Paul Centre
Suite 2102
Baltimore, MD  21202-1631

Ms. Patricia T. Birnie, Esquire
Co-Director
Maryland Safe Energy Coalition
P.O. Box 33111
Baltimore, MD  21218

Mr. Roy Hickok
NRC Technical Training Center
5700 Brainerd Road
Chattanooga, TN  37411-4017
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UNITED STATES NUCLEAR REGULATORY COMMISSION

CALVERT CLIFFS NUCLEAR POWER PLANT, INC.

DOCKET NOS. 50-317 AND 50-318 

NOTICE OF WITHDRAWAL OF APPLICATION FOR

AMENDMENT TO FACILITY OPERATING LICENSE

The U.S. Nuclear Regulatory Commission (the Commission) has granted the request of

Calvert Cliffs Nuclear Power Plant, Inc. (the licensee) to withdraw its application dated

January 31, 2005, for proposed amendments to Renewed Facility Operating License Nos.

DPR-53 and DPR-69 for the Calvert Cliffs Nuclear Power Plant, Unit Nos. 1 and 2, respectively,

located in Calvert County, Maryland.                   . 

The proposed amendment would have revised the Renewed Facility Operating Licenses

and Technical Specifications to increase the licensed core power by 1.37 percent to

2737 MegaWatt-thermal through implementation of certain feedwater flow measurement

instrumentation.

The Commission had previously issued a Notice of Consideration of Issuance of

Amendment published in the Federal Register on March 16, 2005 (70 FR 12906).  However, by

letter dated September 27, 2007, the licensee withdrew the proposed change.

For further details with respect to this action, see the application for amendment dated

January 31, 2005, and the licensee's letter dated September 27, 2007, which withdrew the

application for license amendment.  Documents may be examined, and/or copied for a fee, at

the NRC’s Public Document Room (PDR), located at One White Flint North, Public File

Area O1 F21, 11555 Rockville Pike (first floor), Rockville, Maryland.  Publicly available records

will be accessible electronically from the Agencywide Documents Access and Management

Systems (ADAMS) Public Electronic Reading Room on the internet at the NRC Web site,

http://www.nrc.gov/reading-rm.html.   Persons who do not have access to ADAMS or who

encounter problems in accessing the documents located in ADAMS should contact the NRC



- 2 -

PDR Reference staff by telephone at 1-800-397-4209, or 301-415-4737 or by email to

pdr@nrc.gov.

     Dated at Rockville, Maryland, this 9th day of October 2007.

FOR THE NUCLEAR REGULATORY COMMISSION

/RA/

Douglas V. Pickett, Senior Project Manager
Plant Licensing Branch I-1
Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation
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