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John: 
 
             Attached is the supplement in response to RAI 14.2-63. Please let me know when it can 
be resolved. If you have any questions feel free to contact me.  I am the new PM for Chapter 14 
and chapter 16. 
 
 
Manny Comar 
Project Manager 
NRO/DNRL/NGE2 
Nuclear Regulatory Commission 
301-415-3863 
mmc1@nrc.gov 
 
 
CC: Cubbage, Amy;  Oesterle, Eric 
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REQUESTS FOR ADDITIONAL INFORMATION (RAIs) 
ESBWR DESIGN CONTROL DOCUMENT (DCD) TIER  2, Revision 3, Chapter 14 

 
 
 
RAI Number 

 
Reviewer 

 
Question Summary

 
Full Text 

 
14.2-63 
Supplement 1 

 
Wagage 
H 

 
GENE should 
propose to measure 
the total bypass 
leakage without 
using unverified 
assumptions. 

 
In response to RAI 14.2-63, GENE proposed to update ESBWR DCD 
Section 14.2.8.1.32 in Revision 4 as follows:  AThe suppression pool bypass 
leakage rate test will be calculated from data taken in a series of local leak 
rate tests performed on the drywell to suppression pool vacuum breaker 
assemblies.  Each assembly is tested to determine the leak rate, the total leak 
rate is the sum of the individually measured values.@ 
 
To confirm that the drywell to wetwell bypass leakage during a design basis 
LOCA would be below the value used for the safety analysis, proposed 
methodology assumes that such leakage occurs only through the drywell to 
suppression pool vacuum breaker assemblies.  This is a unverified 
assumption.   
 
The staff position is that bypass leakage tests are to be performed to confirm 
that the value used for the safety analysis is not exceeded during a design-
basis LOCA.  GENE should propose to measure the total bypass leakage 
without using unverified assumptions. 
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