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(11) Mitigation Strategy License Condition

Develop and maintain strategies for addressing large fires and explosions and
that include the following key areas:

(a) Fire fighting response strategy with the following elements:
1. Pre-defined coordinated fire response strategy and guidance
2. Assessment of mutual aid fire fighting assets
3. Designated staging areas for equipment and materials
4. Command and control
5. Training of response personnel

(b) Operations to mitigate fuel damage considering the following:
1. Protection and use of personnel assets
2. Communications
3. Minimizing fire spread
4. Procedures for implementing integrated fire response strategy
5. Identification of readily-available pre-staged equipment
6. Training on integrated fire response strategy
7. Spent fuel pool mitigation measures

(c) Actions to minimize release to include consideration of:
1. Water spray scrubbing
2. Dose to onsite responders

(12) The licensee shall implement and maintain all Actions required by   
Attachment  2 to NRC Order EA-06-137, issued June 20, 2006, except the last
action that requires incorporation of the strategies into the site security plan,
contingency plan, emergency plan and/or guard training and qualification plan,
as appropriate.

3. This renewed license is subject to the following conditions for the protection of the
environment:

A. To the extent matters related to thermal discharges are treated therein, operation      
of Peach Bottom Atomic Power Station Unit No. 2 will be governed by NPDES  
Permit No. PA 0009733, as now in effect and as hereafter amended.  Questions
pertaining to conformance thereto shall be referred to and shall be determined         
by the NPDES Permit issuing or enforcement authority, as appropriate.

B. In the event of any modification of the NPDES Permit related to thermal       
discharges or the establishment (or amendment) of alternative effluent limitations
established pursuant to Section 316 of the Federal Water Pollution Control Act,       
the Exelon Generation Company shall inform the NRC and analyze any       
associated changes in or to the Station, its components, its operation or in the
discharge of effluents therefrom.  If such change would entail any modification to    
this license, or any Technical Specifications which are part of this license, or     
require NRC approval pursuant to 10 CFR 50.59 or involve an environmental    
impact different than analyzed in the Final Environmental Statement, the Exelon
Generation Company shall file with the NRC, as applicable, an appropriate       
analysis of any such change on facility safety, and/or an analysis of any such   
change on the environmental impacts and on the overall cost-benefit balance for
facility operation set forth in the Final Environmental Statement and a request for 
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an amendment to the operating license, if required by the Commission's    
regulations.  As used in this Condition 3.B, Final Environmental Statement (FES)
means the NRC Staff Final Environmental Statement related to Operation of      
Peach Bottom Atomic Power Station Units Nos. 2 and 3 dated April 1973, as  
modified by (1) the Initial Decision of the Atomic Safety and Licensing Board       
dated September 14, 1973, (2) the Supplemental Initial Decision of the Atomic   
Safety and Licensing Board dated June 14, 1974, (3) the Decision of the Atomic
Safety and Licensing Appeal Board dated July 5, 1974, (4) the Memorandum         
and Order of the Commission dated August 8, 1974, (5) any further modification
resulting from further review by the Appeal Board and by the Commission, if any,   
and (6) any Environmental Impact Appraisal which has been or may be issued by   
the NRC since the FES was published in April 1973. 

4. This renewed license is effective as of the date of issuance and shall expire at midnight on
August 8, 2033.

FOR THE UNITED STATES NUCLEAR
REGULATORY COMMISSION

/RA/

Samuel J. Collins, Director
Office of Nuclear Reactor Regulation

Attachments:
Appendices A and B
Technical Specifications

Date of Issuance: May 7, 2003
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plant-specific program.  Before July 2, 2014, the licensee will            
notify the NRC of its decision to implement the core shroud        
inspection and evaluation guidelines program or a plant-specific  
program, and provide the appropriate revisions to the Updated          
Final Safety Analysis Report Supplement summary descriptions of      
the core shroud inspection and evaluation guidelines program.

(11) Mitigation Strategy License Condition

Develop and maintain strategies for addressing large fires and explosions and
that include the following key areas:

(a) Fire fighting response strategy with the following elements:
1. Pre-defined coordinated fire response strategy and guidance
2. Assessment of mutual aid fire fighting assets
3. Designated staging areas for equipment and materials
4. Command and control
5. Training of response personnel

(b) Operations to mitigate fuel damage considering the following:
1. Protection and use of personnel assets
2. Communications
3. Minimizing fire spread
4. Procedures for implementing integrated fire response strategy
5. Identification of readily-available pre-staged equipment
6. Training on integrated fire response strategy
7. Spent fuel pool mitigation measures

(c) Actions to minimize release to include consideration of:
1. Water spray scrubbing
2. Dose to onsite responders

(12) The licensee shall implement and maintain all Actions required by Attachment 2
to NRC Order EA-06-137, issued June 20, 2006, except the last action that
requires incorporation of the strategies into the site security plan, contingency
plan, emergency plan and/or guard training and qualification plan, as appropriate.

3. This renewed license is subject to the following conditions for the protection of the
environment:

A. To the extent matters related to thermal discharges are treated therein, operation           
of Peach Bottom Atomic Power Station, Unit No. 3, will be governed by NPDES      
Permit No. PA 0009733, as now in effect and as hereafter amended.  Questions
pertaining to conformance thereto shall be referred to and shall be determined 
by the NPDES Permit issuing or enforcement authority, as appropriate.

B. In the event of any modification of the NPDES Permit related to thermal           
discharges or the establishment (or amendment) of alternative effluent limitations
established pursuant to Section 316 of the Federal Water Pollution Control Act,           
the Exelon Generation Company shall inform the NRC and analyze any           
associated changes in or to the Station, its components, its operation or in the   
discharge of effluents therefrom.  If such change would entail any modification to 
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this license, or any Technical Specifications which are part of this license, or require
NRC approval pursuant to 10 CFR 50.59 or involve an environmental impact
different than analyzed in the Final Environmental Statement, the Exelon
Generation Company shall file with the NRC, as applicable, an appropriate 
analysis of any such change on facility safety, and/or an analysis of any such
change on the environmental impacts and on the overall cost-benefit balance for
facility operation set forth in the Final Environmental Statement and a request for
an amendment to the operating license, if required by the Commission's
regulations.  As used in this Condition 3.B, Final Environmental Statement (FES)
means the NRC Staff Final Environmental Statement related to Operation of
Peach Bottom Atomic Power Station, Units Nos. 2 and 3, dated April 1973, as
modified by (1) the Initial Decision of the Atomic Safety and Licensing Board   
dated September 14, 1973, (2) the Supplemental Initial Decision of the Atomic
Safety and Licensing Board dated June 14, 1974, (3) the Decision of the Atomic
Safety and Licensing Appeal Board dated July 5, 1974, (4) the Memorandum    and
Order of the Commission dated August 8, 1974, (5) any further modification
resulting from further review by the Appeal Board and by the Commission, if any,
and (6) any Environmental Impact Appraisal which has been or may be issued by
the NRC since the FES was published in April 1973. 

4. This renewed license is effective as of the date of issuance and shall expire at midnight       
on July 2, 2034.

FOR THE UNITED STATES NUCLEAR
REGULATORY COMMISSION

/RA/

Samuel J. Collins, Director 
Office of Nuclear Reactor Regulation

Attachments:
Appendices A and B
Technical Specifications

Date of Issuance: May 7, 2003
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