
September 6, 2007
Robert J. Duncan II, Vice President
Shearon Harris Nuclear Power Plant
Carolina Power & Light Company
Post Office Box 165, Mail Code:  Zone 1
New Hill, North Carolina   27562-0165

SUBJECT: SHEARON HARRIS NUCLEAR POWER PLANT, UNIT 1 - NRC GENERIC
LETTER 2006-01:  STEAM GENERATOR TUBE INTEGRITY AND
ASSOCIATED TECHNICAL SPECIFICATIONS (TAC NO. MD0082)

On January 20, 2006, the U.S. Nuclear Regulatory Commission (NRC) issued Generic Letter
(GL) 2006-01, “Steam Generator [SG] Tube Integrity and Associated Technical Specifications
[TSs].”  This GL requested that addressees either submit a description of their program for
ensuring SG tube integrity for the interval between inspections or adopt alternative TS
requirements for ensuring SG tube integrity. 

By letter dated February 16, 2006, Carolina Power & Light Company, the licensee for Shearon
Harris Nuclear Power Plant, Unit 1 (HNP), now doing business as Progress Energy, submitted
a response to GL 2006-01.  This response provided a regulatory commitment to submit a
request to modify the SG portion of the TSs.  By application to the NRC dated May 23, 2006,
the licensee requested an amendment to adopt the alternative TS requirements for ensuring
SG tube integrity.  The new TSs were modeled after Technical Specification Task Force (TSTF)
Traveler, TSTF-449, “Steam Generator Tube Integrity.”  By letters dated October 3, 2006, and
October 24, 2006, the licensee provided the NRC staff with supplements to the original
application.  On March 16, 2007, the NRC staff issued Amendment No. 124 to the HNP Facility
Operating License which approved the new SG TSs.

The NRC staff finds the licensee’s adoption of the new SG TSs modeled after TSTF-449 to be
an acceptable and complete response to GL 2006-01.  This completes the NRC staff’s efforts
on TAC No. MD0082.  If you have any questions regarding this letter, please contact me at
301-415-3178.

Sincerely, 

/RA/

Marlayna Vaaler, Project Manager 
Plant Licensing Branch II-2
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation
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Shearon Harris Nuclear Power Plant, Unit 1

cc:
David T. Conley
Associate General Counsel II - 
   Legal Department
Progress Energy Service Company, LLC
Post Office Box 1551
Raleigh, North Carolina 27602-1551

Resident Inspector/ Harris NPS
c/o U. S. Nuclear Regulatory Commission
5421 Shearon Harris Road
New Hill, North Carolina 27562-9998

Ms. Margaret A. Force
Assistant Attorney General
State of North Carolina
Post Office Box 629
Raleigh, North Carolina 27602

Public Service Commission
State of South Carolina
Post Office Drawer 11649
Columbia, South Carolina 29211

Ms. Beverly Hall, Section Chief
Division of Radiation Protection
N.C. Department of Environment
    and Natural Resources
3825 Barrett Drive
Raleigh, North Carolina 27609-7721

Mr. J. Paul Fulford
Manager, Performance Evaluation and
   Regulatory Affairs PEB 5
Carolina Power & Light Company
Post Office Box 1551
Raleigh, North Carolina 27602-1551

Mr. Chris L. Burton
Director of Site Operations
     and Acting Plant General Manager
Shearon Harris Nuclear Power Plant
Carolina Power & Light Company
Post Office Box 165, Mail Zone 1
New Hill, North Carolina 27562-0165

Mr. Robert P. Gruber
Executive Director
Public Staff NCUC
4326 Mail Service Center
Raleigh, North Carolina 27699-4326

Chairman of the North Carolina
   Utilities Commission
Post Office Box 29510
Raleigh, North Carolina 27626-0510

Mr. Tony Gurley, Chair
Board of County Commissioners
   of Wake County
P. O. Box 550
Raleigh, North Carolina 27602

Mr. Carl Thompson, Chair
Board of County Commissioners
    of Chatham County
P. O. Box 87
Pittsboro, North Carolina 27312

Mr. Thomas J. Natale, Manager
Support Services
Shearon Harris Nuclear Power Plant
Carolina Power & Light Company
P. O. Box 165, Mail Zone 1
New Hill, North Carolina 27562-0165

Mr. David H. Corlett, Supervisor
Licensing/Regulatory Programs
Shearon Harris Nuclear Power Plant
Carolina Power & Light Company
P. O. Box 165, Mail Zone 1
New Hill, NC 27562-0165

Mr. John H. O’Neill, Jr.
Pillsbury Winthrop Shaw Pittman, LLP
2300 N Street NW.
Washington, DC 20037-1128
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