
TENNESSEE VALLEY AUTHORITY

CHATTANOOGA, TENNESSEE 37401

830 Power Building

DEC 7 197,§

Mr. James P. O'Reilly, Director
Office of Inspection and Enforcement
U.S. Nuclear Regulatory Commission
Region II - Suite 3100
101 Marietta Street
Atlanta, Georgia 30303

Dear Mr. O'Reilly:

WATTS BAR NUCLEAR PLANT UNITS 1 AND 2 - NRC-OIE REGION II LETTER
RII:WPA 50-390/78-23, 50-391/78-20 - INSPECTION REPORT - RESPONSE
TO INFRACTION AND DEFICIENCY

The subject letter dated November 16, 1978, cited TVA with one infraction
and one deficiency. Enclosed is our response to the infraction and the
deficiency.

If you have any questions concerning this matter, please get in touch
with M. R. Wisenburg at FTS 854-2581.

Very truly yours,

J. E. Gilleland
Assistant Manager of Power

Enclosure
cc: Mr. John G. Davis, Acting Director (Enclosure)

Office of Inspection and Enforcement
U.S. Nuclear Regulatory Commission
Washington, DC 20555
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WATTS BAR NUCLEAR PLANT UNITS 1 AND 2
INSPECTION REPORT 50-390/78-23 AND 50-391/78-20

RESPONSE TO INFRACTION AND DEFICIENCY

INFRACTION 390/78-23-01

10.CFR.50, appendix B, criterion.V,-as implemented by Watts BarFSAR section 17.1A.5, states in part, "Activities affectingquality shall be prescribed by documented instructions,procedures or drawings...and shall be accomplished in accordance
with these instructions, procedures, or drawings."

1. Paragraph 6.3.6.3.5 of appendix E to WBNP-QCP-4.0 states in
part, "...if it becomes necessary to leave an open itemunattended, the protective cover and seal shall be
reinstalled..."

Contrary to the above, on September 20, 1978, the unit 1reactor vessel was left unattended with the top cover raised
approximately two feet above the vessel.

2. Paragraph 6.3.1.1 of WBNP-QCP-4.7 states in part, "Theequipment...shall be level and/or plumb to manufacturers'
specifications."

Contrary to the above, no acceptance criteria was referencednor was the manufacturers' specifications referenced forstep 9 of tWBNP MIQP operation sheet nos. 2-62-F-1-3, 2-62-F-1-4, 1-62-F-1-3, and. 1-62-F-1-4 for the four chemical andvolume control charginq pumps. Step 9, which providesverification of the level of the pump, had been signed off on
all of these operation sheets.

3. Paragraph 6.1.3 of WBNP-QCP-I.8 states, "...Quality assurancerecords may be corrected by marking through the error withone line, inserting the correction above it, initialing, anddating this modification by an authorized person. Erasures
are unacceptable.

Contrary to the above, the operation sheets noted inexample 2 contained numerous erasures and corrections made bywhite correction fluid. None of the noted corrections were
initialed or dated.

RESPONSE TO ITEM 1

The protective cover between the vessel and the top cover wasreplaced. In the future the cover will be left in place except
when actual work is being performed.

Craft personnel has been given emphatic instructions to notifythe responsible mechanical engineer each time they require entryinto any component of the nuclear steam supply system in orderthat proper surveillance can be maintained.

Full compliance was achieved on October 17, 1978.



S. RESPONSE TO ITEM 2

The operation sheet, attachment A of WBNP-QCP-4.7, has been
revised to provide an acceptance criteria for use in checking the

6 preliminary alignment and verifying elevation of mechanical
** equipment to WBNP.

All operations that have been documented on operation sheet
nos. 2-62-F-1-3, 2-62-F-I-4, -1-62-F-l-3, and l-62-F-l-4 shall be
rechecked or verified and redocumented on the revised attachment
A of WBNP-QCP-4.7 R5.

It is anticipated that the installation of these pumps can be
reinspected and the new documentation sheets completed by
December 15, 1978.

RESPONSE TO ITEM 3

All personnel involved in the documentation of quality assurance
activities has been given emphatic instructions in the proper
method to be used when correcting documentation errors.

All erasures or corrections made with white correction fluid on
the operation sheets cited under item 2 above will be abrogated
by the preparation of new documentation sheets for the four
chemical and volume control pumps when they are reinspected.. Full compliance will be achieved by December 15, 1978.

DEFICIENCY 390/78-23-02

10CFR50 appendix B, criterion V, as implemented by Watts Bar FSAR
section 17.1A.5 states in part, "Activities affecting quality
shall be prescribed as documented instruction, procedures, or
drawings." Paragraph 6.1.2 of CONST QAP 2.08 states, "Personnel
performing quality assurance audits shall be certified by the
auditor examiners as lead auditor/auditor within the scope of
this procedure."

Contrary to the above, one of three individuals listed as
auditors on audit report no. WB-M-78-04 had not been certified as
an auditor by the auditor examiner. Two of four individuals
listed as auditors on audit report no. WB-M-78-05 were not
certified as an auditor by the auditor examiner. All the
individuals involved had been erroneously listed as "auditors" in
lieu of "auditors-in-training." None of the individuals involved

.had actually performed audit function for the audits involved.

CORRECTIVE ACTION TAKEN AND RESULTS ACHIEVED

The "auditors-in-training" listed as auditors on audit repor-t. nos. WB-M-78-04 and WB-M-78-05 were certified as lead auditors on
September 28, 1978, in accordance with requirements of CONST QAP
2.08.

DATE WHEN FULL COMPLIANCE WAS ACHIEVED

Full compliance was achieved on September 28, 1978.


