
FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Energy '(GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2 Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A8089 ,

768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL# 7RDBI44FGOOS

0 Applicable ASNIE Code: Section III, Edition 1974 Addenda Date W'75 Case No. N207, 1361-2 •Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
o" the ASME Code Section Ill. (T-he applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
pari . An NPT Certification Holdcr for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
Dapputenances is not included in the comSponent Design Specification and Stress Report).

D ate I11/i3:0041 Signed GE -N I! B y j-' -j4
(NPT Certificate odr (500 a presetttative)

Certificate of Authoti zation Expires 06/16/2005 Certificate of Authorization No NPT N-I 131

CERITIFICATION OF DESIGN FOR APPURTENANCEi

Dcsign infon-tation on file at GE COMlPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE. CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by I.B.N. SIUDIIAR Prof Eig State CALIF. Reg. N-o. 18345

23A-4920, Rev. 02
Stress analysis report certified by J.C. CARUTI' Prof. Eng State CALIF. Reg No M21193

CERTIFICATION OF SIIOP INSPECTION

I. the unidersited. holding a valid contmission by the National Board of Boiler and Pressure Inspectors'anriLor the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

., .' 3/1, .' ý I. and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance wvith'
the ASME Code Section II.
By signing this certificate, neither the Inspector nor his employer marees any warranty, expressed or implied, concerning the part described in Ore
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date 3 '~ Inspector's Signature
NB8214 IBNA

Nationai Board, State, Province and No.

'Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 i', x" I1", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in itetr 3 "Remarks".



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)

110 1 Market Street
Name

Chattanooga, TN 37402-2801
Address

Date February 28, 2005

Sheet 1 of 3

Unit I2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

DCN 18883 / Work Order (WO) 02-016049-010
Reoair/Reolacement Oroanization P.O. No.. Job No. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Cede (Piping) ASME Sec III 19 71

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19

Edition*, N/A Addenda, N/A Code Case N/A

95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM-085-26-07 GE A6785 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-22-07 GE A3974 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-18-07 GE A6950 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-14-07 GE A6985 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-30-11 GE A6650 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-26-11 GE A6956 N/A N/A 2003 Installed Yes

7. Description of Work Replaced CRD Bank "K" drives and bolting.

Replacements built to ASME Section 11, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic El

Other LI

Pneumatic LI Nominal Operating Pressure 0

psi Test Temp. o

Exempt LI

Pressure

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UItC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date February 28, 2005

1101 Market Street
Name

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000

Sheet 2 of 3

Unit 1

DCN 18883/ Work Order (WO) 02-016049-010
Address Reoair/Reolacement Oroanization P.O. No . Job No etc

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec III 19 71

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19

Edition*, N/A Addenda, N/A Cede Case N/A

95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM-085-22-11 GE A6964 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-02-23 GE A8119 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-06-27 GE A6884 N/A N/A 2003 Installed Yes

BFR-I-CRDM-085-02-27 GE A6957 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-10-31 GE A8156 N/A N/A 2003 Installed Yes

Bolting NOVA N/A N/A N/A 2005 Installed No

7. Description of Work Replaced CRD Bank "K" drives and bolting.

Replacements built to ASME Section III, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic LI Pneumatic LI Nominal Operating Pressure 0] Exempt LI

Other Fl Pressure psi Test Temp. _F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/½ in. X 11 in., (2) information in items 1 through 6
on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 3 of 3
WO 02-016049-010

FORM NIS-2 (Back)

9. Remarks Pressure testing was Performed bv Procedure 1-Sf-3.3.1.A in WO 04-713480-000.
Applicable Manufacturer's Data Reports lo be attached

-Cede Data Reports (Form N-2) are attached.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xt.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ,iI Program Engineer Date ' ' ,20 L,7,9
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of yy ... .and employed by HSB CT of
natford, Connecticut have, inspected the components described

in this Owner's Report during the period aD -- 2 (,.i.. to - zoc-. ,,.) -( - , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
Commissions 1- -- . "

National Board, State, Province, and Endorsements

Date .Q - 1/.\ 20

,U I C61Z



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Energy ;( GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVAIBrowns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6785

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASMIE Code: Section III, Edition

CONTROL ROD DRIVE; NIODELfI 7RDB144FG005

1974 1 Addenda Date W'75 Case No. N207, 1361-2 , Class 1

3. Remarks: STANDARD PART FOIR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statemnts in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report').., 1

Date 04/27/20)04 Signed GE-NE By._

Ce a d e p tv(NPI'C rificce oler)(S prsdrtatvt

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NTT N-I 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Dcsign information on file at GE COMPANY, SAN JOSE, CALIFOFRýNIA

Stress analysis report on file at CE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by 1.tN. SR[IDIIAR Prof. Eng. State CALIF. Reg. No. 1S345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CAL[F. Reg. No. N121193

CERTIFICATION OF SI10P INSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and en iloyed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

l" K of. and state that to tie best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ,SME Code Section' III.
By signing this certificate, neither the Inspector nor his employer makes any varr-anty, expressed or implied, concerning tie part described in the
Partial Datai Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

a'-i
Date ~2 Inspcrtor's Signature

NB8214 IBNA
National Board, Stare, Province and No.

*Supplemental sheets in form of lists, sketches or drawing nmay be used provided (I) size is 8 VA " x II", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE )
3901 Castle Hayne Road, Wilmington, Nbrtfi Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A3974

(a) Constructed According to Drawing No. 768E534G008, ReJ. 09

Nat'l Bd. No. N/A

Drawing Prepared by EM. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

1974 , Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MiLN.
(Brief description of service for which component was designed)

.We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design S ecification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Da:,e 04/27/2004 Signcd G E-NTE By - .C
(NPT Cemificate Holder) ative)

Certificate of Authorization Expires 06!W16/2005 Certificate of Authorization No. NPT N-I151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANPY, SAN JOSE, CALIFORNLA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified b' B.N. SRmIE)AIA Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CA RUTH Prof. Eng. State CALIF. Reg. No. N.21193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

2/V :2 and state that to the best of ty knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the ASME Code Section II1.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damag-!s or
a loss of any kind arising from or connected with this inspection.

.Iý .. L.\Pplemer

Jilloluded on

ale
NBS214 IBNA

(7 Inspector's Signature National Board. SLatc, Province and No.

ital sheets in form of lists, sketches or drawing may be used provided (I) size is 8 V1 " x I 1"., (2) information in 1-2 on the Data Report is
each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Enerty r G l-NE )
3901 CastleHayneRoad,_Wilmington,_NorthCarolina_28401 ___________

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant

2. Identification - Certificate Holder's S/N of Par

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

(Name and address of N Certificate Holder for completed nuclear component)

A6950 Nat'l Bd. No. N/A

768ES34G008, Rev. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL#.7RDBI44FG005

© Applicable ASME Code: Section III, Edition 1974 Addenda Date W'75 , Case No. N207, 1361-2 , Class 1

3. Remarks: STANDARD PART FOR USE WVITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

Wecertify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section IMI. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). • / y

Date 0427/20004 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. I4PT N-1151

CERITIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANFY, SAN JOSE, CALIFORNFIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev, 02
Design specification certified by U.N. SRIDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analy~is report certified by J.C. CARUT1I Prof. Eng. State CALIF. Reg. No. 5121193

CERT IFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and ern loyed by De artment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

7/ "7 , andstate that to the best of my knowledge and belief, the N-PT Certificate Holder has constructed this part in accordance with
the ,SNIE Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, conceming the part described in the
Partial Data Report. Furthermore. neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date
A~ NB8214 IBNA

( Inspector's Signature National Board, State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 1a " x II ", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is iumbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company'_Nuclear Energy,,(..qE-NE )
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's SIN of Part A6985

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

CONTROL ROD DRIVE; NIODEL# 7RDBI44FGOOS

1974 , Addenda Date W'7S Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. Ht'DROSTATICALLY TESTED AT 1820 PSI. NIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction

of the ASME Code Section II. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). _ f /

Datc 03/29/2004 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NTI"T N-I IS I

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFOIRNIA

DC22A6253, Rev. 02
Design specification ccrtified by B.N. SRIDmHAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg. No. N121193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned. holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and .emvloycd by Deoartment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

_• •, and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising frotm or connected with this inspection.

Dale
NB8214 IBNA

National Board, State. Province and No.Inspector's Signature

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 ,7 " x It", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Energy" (GE-NE
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA/Browns Ferry Nuclear Plant Athens, AL 35611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A6650 ,

768ES34G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL# 7RDB 144FG005

0 Applicable ASME Code: Section IH. Edition 1974 Addenda Date W'75 Case No N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction

of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 11/16/2004 Signed GE-NE By
(NPT Certificate Ilolder) ( c R rcncati-v2

\.. RjI f t It I

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-i1151

CERTIFICATION OF DESIGN FOR AI'PURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CAImFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SIDIIAR Prof. Eng State CAILIF. Re. No. 18345

23A-1920. Rev. 02
Stress analysis report certified by J.C. CARUTII Prof. Eng. State CALIF. Ree. No. N121193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors andor the State or Province of North Carolina

and imployed by Deoartment of Labor of State of North Carolina have inspected the part of a pressure vessel descibed in this Partial Data Report on

I 1i.L.L1(. 0 . and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance v.,ith

•the ASME Code Section [II.
By signing this certificate, neither the Inspector nor his employer makes any warranty. expressed or implied, concerning the part described in the
Partial Data Report. Furtthermore. neither the In;pector nor his employer shall be liable in any ntanner for any personal injury or property damages or

a loss of any kind arising from or conncred with ttis inspection

Date
C',

nspcctor's Signature

r 117Z.-5- A B N N5
National Board, State, Province and No

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 ,'/i x 11", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE )
3901 Castle Hayne Road, Wilmington, Nortli Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVAfBrowns Ferry Nuclear Plant Athens, AL 35611

2. Identification -Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

(Name and address of N Certificate Holder for completed nuclear component)

A6956 Nat'I Bd. No. N/A

768E534G008, RIv. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; IMODEL# 7RDB144FGOOS

© Applicable ASME Code: Section IlI, Edition 1974 1 AddendaDate W'75 I Case No. N207, 1361-2

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.

Class 1

(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section IllI. (T'e applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Spycification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). -

Date 07/23/2r003 Signed GE-NE By. _
2f(NPT Certificate Holder) (C eett e

Ce-tificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-1151

CERTUIICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORINIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORUNIA

DC22A6253, Rev. 02
Design specification certificd by B.N. SPd I-kAR Prof. Eng. State CALIT. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTII Prof Eng. State CALIF. Reg. No. Nl.21193

CERTIFICATION OF SHOP IN-SPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
aid employed by Deoartment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

2, _.and. state that to the best of my knoýa lege and belief, the NPT Certificate Holder has contstructed this part in accordance with
the ASME Code Section It.
By signing this certificate, neither the Inspector nor his employer makes any war-rarity, expressed or implied, concerning the part described in Uhe
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damnages or
a loss of any kind arising from or connected with this inspection.

Daic!

NC 1231, Ohio, WC 3686 PA____

VInspector's Signature
National Board, State, Province anod No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is S Vi -" (2) information in 1-2 on the Data Report is

included on each sheet, atd (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy.- G`E-NE )
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed. nuclea-r component)

2. Identification - Certificate Holder's S/N of Part A6964 ,

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

CONTROL ROD DRIVE; MODEL# 7RIDBI44FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HlY1)ROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).. -_ / 7

Date 04/-27/2004 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Aulhorization Expires 06/16/2005 Certificate of Authorization No. NTT N-1 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFOIRNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SR.I.DIIAR Prof. Eng. State CALIF. Reg No. 1S345

23A4920, Rev. 02
Stress ,ialysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg. No. NU21193

CERIIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid conmnission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Deoartment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

" -, . and sta•e that to bte best of n•y knowIldge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section III.
By signing this certificate, neith•er the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising fromn or connected with this inspection.

Date
NB8214 IBNA

National Board. State, Province and No.(I" Inspcctur's Signaitre

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 "A " x II", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section Ill, Division I

I. Manufactured and certified by General Electric Company Nuclear Energyw ( GE-NE )
3901 Castle Havne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA/Browns Fern, Nuclear Plant Athens, AL 35611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A8119

(a) Constructed According to Drawing No. 76SE534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.MI. DERRO

(b) Description of Part Inspected

© Applicable ASNME Code: Section III. Edition

CONTROL ROD DRIVE; NIODEL# 7RDBI44FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANMDARD PART FOR USE WITH REACTOR. IIYDROSTATICALLY TESTED AT 1820 PSI. MEN.
(Brief description of service for which component was designed)

We certify that the statements in this report rue correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section 1i1. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtetances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). - I I

Datice 10/20/2003

Ccrtificate of Authorization Expires

Si-.Ined GE-NE
S- (NPT Certificate Holder)

Byv
(S CQ l~r•p ~csentati.'e)

06/16/2005 Certificate of Authorization No. NTT N- 1.51

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE CO,,I'ANY. SAN JOSE, CALIFORNIA

Stress analysis report on file at GE CONMANY. SAN JOSE. CALIFOR.N-LA

DC22A6253. Rev. 02
Design specification certified by B.N. SRIDIL R Prof. Eng. State CALIF. Reg. No 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTII Prof. Erg. State CALIF. Reg. No. iN121193

CERTI.FICATION OF SI1OP L";SPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of'North Carolmire
and empl oyed by Deartment of Labor of State of North Carolina have inspecctd the part of a pressure vessel described in this Partial Data Report on

.,,' .-• ':.,3and state.that to the best of my knorwv ledge and belief, the NPT Cer-tificate Holder has constructed this part in accordance ,vi:i:
the ASNIE Code Section Ill.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied. concerning the part described in the
Partial Data Report. Furthermore. neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of anry kind arising from or connected with this inspection.

Date lnspector s sigrieulte
NC 1231, Ohio, WC 3686 PA

National Board. State. Pro',in,:e and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 V7 x I I", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each shce is numbered and number of sheets is recorded in item 3 -Remarks-.



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section 111, Division I

I. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE)
3901 Castle Hayne Road, Wilhington, NgrtlWCarolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

(N~ame and address of N Certificate Holder for completed nuclear component)

A6884 NatIl Bd. No. N!/A

768E534G008, Rev. 09 Drawing Prepa-red by -EM. DERRO

CONTROL ROD DRIVE; MVODELf9 7RDBI144FG005

© Applicable ASME Code: Section 111, Edition 1974 Addenda Date W'75 Case No. N207, 1361-2

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1320 PSI. MIN.

Class I

(Brief descriptio:n of service for which component was designed)

*We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section II. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Dare I120/2003 Signed G E -NTE _- _ _

(NI' Certificate Holder). •renta

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N.1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALUIORlNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by B.N. SRIDH-1A R Prof. Eng. State CALIrF. V-ý_ No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CAKU-It I Prof. Eng. State CALIF. P,2. No. i%21193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and ernployed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

• , and state that to the best Of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance w'ith
the ASME Code Section III.

y)' signing this certificate, iteither the Inspector nor his employer males any warranty. expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for a2. personal injury or propierty damnages or
a loss of any kind arising from or connected with this inspection.

Date

11 NC 1231, Ohio, WC 3686 PA
Naaicral Board. Snare, Province and NoInspector's Signature

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 i,• , x 11 ". (2) ideformation in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE)
3901 Castle Hayne Road, Wilmington, Nprth Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A6957 Nat'l Bd. No. N/,

768E534G008, P.ev. 09 Drawing Prepared by E.

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

A

M. DERRO

AM. DERRO
© Applicable ASME Code: Section III, Edition 1974 , Addenda Date W'75 Case No. N207, 1361-2 Class 1 -

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MEN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction

of the ASME Code Section 1I1. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the

appurtenances is not included in the component Design Specification and Stress Report). _ A, A

Date 10/20/2)003 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/2fi05 Certificate of Authorization No. NPT N-I151

CERTITICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIL,

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by B.N. SRL.DILAR Prof Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg. No. NU21193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors arid/or the State or Province of North Carolinia

and en 1noyed by Deoartment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

c and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance ,with
the ASME Code Section Mi.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the

Partial Data Report: Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property darnages or

a loss of any kind arising from or connected with this inspection.

Date lnpector's Signature
NC 1231, Ohio, WC 3686 PA

National Board, State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 , x I I", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Enirgv ( GE-NE)
3901 Castle I-lavne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Pa

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

IT AS156 Nat'l Bd. No. N/A

76SE534G008, Rev. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE: NIODEL# 7RDBI44FG003

Q Applicable ASME Code: Section 1II, Edition 1974 . Addenda Date W'75 Case No. N207, 1361-2 Class

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MEN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section 111. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 10/20/M003 Signed G E -,,CE By
(NPT Cerificate Holder) - (Sm F.epresenative)

Certificate of Authorization E.xpirf:s 06/16/2005 Certificate of Authorization No. N1'T N-ll11

CERTIFICATION OF DESIGN FOR APPU-RTENANCE

Design information on file at GE COMPANY, SAN JOSE. CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev, 02
Drsi.-n specification certified by B.N. SRIDAIL- R Prof. Eng. State CALUI. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF-. Reg. No. N1-21193

CERTIFICATION OF SHOP LNSPECTION

I. the undersig-ned. holding a valid commission by the National Board of Boiler. and Pressure Inspectors anrd/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

__ - and state that to the best of my knowledge arid belief, the NTT Certificate Holder has const-tcted this part in accordance vi.
the ASMIE Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the

Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

Dae / ,
npeorsSignature

NC 1231, Ohio, .WC 3686.PA
National Board. State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 V3 - x 11". (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date February 28, 2005

Sheet 1 of 3

Unit 1

Address

2 Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 18883 / Work Order (WO) 02-016049-011
ReDairrlReolacemerrt Oraanization P 0. No . Job No. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Red Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec III 19 71 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM-085-10-35 GE A6758 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-06-35 GE A6858 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-06-39 GE A6643 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-06-43 GE A6835 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-22-59 GE A6923 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-10-51 GE A6816 N/A N/A 2004 Installed Yes

7. Description of Work Replaced CRD Bank "L" drives and bolting.

Replacements built to ASME Section III, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic El Pneumatic 11 Nominal Operating Pressure [D Exempt EZ

Other [ Pressure psi Test Temp. _F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date February 28, 2005

Sheet 2 of 3

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

DCN 18883 / Work Order (WO) 02-016049-011
Reoair/Reolacement Oraanizatton P.O. No . Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 085, Control Red Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec III 19 71 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM- 085-14-51 GE A6808 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-18-51 GE A6977 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-22-51 GE A6403 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-26-51 GE A8176 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-30-51 GE A8104 N/A N/A 2004 Installed Yes

Bolting NOVA N/A N/A N/A 2005 Installed No

7. Description of Work Replaced CRD Bank "L" drives and bolting.

Replacements built to ASME Section III, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic F1 Pneumatic El Nominal Operating Pressure E Exempt El
Other LI Pressure psi Test Temp _F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/ 2 in. X 11 in., (2) information in items I through 6
on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 3 of 3
WO 02-016049-011

FORM NIS-2 (Back)

9. Remarks Pressure testincj was performed by procedure 1-S1-3.3.1.A in WO 04-713480-000.
Applicable Manuiacturer's Data Reports to be attached

Code Data Reports (Form N-2) are attached.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed iISI Program Engineer Date • "2 20 2
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA 4 HA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 0(&-O2-OS to Ok-02-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ _ _ _ _ _ _ _ _ Commissions AjjpI136L
Inspector's Signature National Board, State, Province, and Endorsements

Date Oo-OZ 20 07

UIC6R



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR N1UCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III,.Division I

1. Manufactured and certified by General Electric Company Nuclear Energy,, ( GE-NE)

3901 Castle Havne Road, Wilmington, North Carolina 28401
(Name and address of NPT Certificate Holder)

(b) Manufactured for TVAfl3rowns Ferry Nuclear Plant Athens, AL 35611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6758 Nat'l Bd. No. N/A

(a) Constructed According to Drawing No. 768E534G008, Rev. 09 Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected CONTROL ROD DRIVE; MODEL# 7RDBI44FG005

© Applicable ASME Code: Section III, Edition 1974 , Addenda Date W'75 I Case No. N207, 1361-2 Class

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction

of the ASME Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 04W27/2004 Signed GE-NE By
(NPT Cerit-icate Holder) (sC presentative)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NTT N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

D.,zign information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFOR.NiA

DC22A6253. Rev. 02
Design specification certified by B.N. SIUDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALM. Reg. No. N1-21193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid conutrttssion by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

a, • and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with

t ME Code Section Ill.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the

Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or Connected with this inspection.

Date V , A,"-> -atio NB8214 iBNA
Datc tuIspector's Signature National Board, State. Proviaec and No.

'Supplemental sheets itt form of lists, sketches or drawing may be used, provided ( I) size is 8 •, x I I", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".

j



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens,AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A6858 r Nat'l Bd. No. NI/

768E534G008, Rev. 09 Drawing Prepared by E.

CONTROL ROD DRIVE; MODEL4 7RDB144FG0OS

A

MI. DERRO

AM. DERRO
© Applicable ASME Code: Section III, Edition 1974 Addenda Date W'75 Case No. N207, 1361-2 , Class 1

3 Remarks: STANDARD PART FOR USE WITH REACTOR. H-YDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section IllI. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Ceriificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). / / //

Dare 09/28/2004 Signed GE-N-E
W(PT Crtificate H[older)

By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-115l

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMIPANY, SAN JOSE, CALIFOIRN-IA

Stress analysis report on file at GE- COMPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by It.N. S I .IDIIA R Prof. Eng. State CA L.1F. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg. No. M2 1193

CERTIFICATION OF SIIOP INSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and emp oyed by Deoartment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

3 ),cQ Y. and state that to the best of my knowledge anid belief, the NPT Certificate Holder has constructed this part in accordance with
the ,SIME Code Section Ill.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthertore, neither the Inspector nor his employer shalh be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Da V lnspec:or's Signature

NBS214 IBNA
Nationmal Board, State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing njay be used provided (1) size is 8 " x II", (2) ittformation in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy (GE-NE)
3901 Castle Hayne Road, Wilmington, N6'rih Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6643
re -(a) Constructed According to Drawing No. 768E534G008, Rev,. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

CONTROL ROD DRIVE; MODEL# 7RDBI44FGO05

1974 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. lPYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). _, I All

Date , 05/18/2004 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/20M5 Certificate of Authorization No. NPT N-1151

CERTI-FICATION OF DESIGN FOR APIFURIENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COIMPAN'Y, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified b, B.iN. SRID I-AR Prof. Eng. State CALIF. Reg. No. 18345

23,A,4920, Rev. 02
Stress analysis report certified by J.C. CARUIII Prof. Eng. State CALIF. Reg. No. ,I-21193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

-, ,, ,'and state that to Ohe best of my knowled-ge and belief, th,- NPT Certificate Holder has Constructed this part in accordance with
the ASME Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concemning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable inany manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date

cc-
NBS214 IBNA

National Board. State. Province and No4:57 Inspector's Signature

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 1A - x I I". (2) information in 1-2 on the Data Peport is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in itern 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section.III, Division I

I, Manufactured and certified by General Electric Company Nuclear Energf- ( 6E.NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVAJBrowns Ferry Nuclear Plant Athens, AL 35611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A6835 r

768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

© Applicable ASNIE Code: Section II1. Edition 1974 1 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MlIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Rejport)

Date 04/27/2004 Signed GE-NE By 7_
(NPT Certificate Holder) ýS', X esentative)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NIl N-1151

CERT-'IICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMIPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Eng. State CALIF. Reg. No. 1S345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg. No. Nt21193

CERTIFICATION OF SHOP LNSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by De_-artment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report o•n

3 .•,,, , and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section I1I.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthennore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date ~ -_
NB8214 IBNA

(7' Inspector's Signature National Board, State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 9 1/ " x I1", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section I11, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy' (GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry N

2. Identification - Certificate Holder's SfN of Part

(a) Constructed According to Drawing No. 7

(b) Description of Part Inspected

'uclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

A6923 r Nat'l Bd. No. N/A

68ES34G008, Rev. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; NIODEL# 7RDBI44FG005

© Applicable ASME Code: Section Ill, Edition 1974 , Addenda Date W'75 I Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NMN.
(Brief description'of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report)

Date 07/13/2004 Signed G E-NE By " _

(NPT Certificate Holder)
(S Q\ l rese ntat i ye)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N.l1151

CERTI-FICATION OF DESIGN FOR APPUURTENANCE

Design information on file at GE CO\IPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE- COMPANY, SAN JOSE, CALIfORNIA

DC22A6253, Rev. 02
Design specification certified by BN. SRfDHAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920. Rev.02
Stress analysis report certified by J.C. CARUT'I Prof. Eng. State CALIF. Reg. No. N121193

CEtRTIFICATION OF SHOP INSP.ECTION

I. the undersigned, holding a valid cocnmmission by the National Board ot Boiler and Pressure Inspectors andlor the State or Province of North Caroona
and employed by Department of Labor of State of North Carolina have inspected the pat of a pressure vessel described in this Partial Data Report on

-" , and state that to the bestof' my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the AtME Code Section IIl.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report, Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with thifs inspection.

T/VP-' -. cY
Da t.

-- A---1 - CL,4j, A -11,
NB82 14 1BNA

National Board, State. Province and No.61 tispector's Signature

'Supplementail sheets in form of lists, sketches or drawing may be used provided (I) size is 8 1A " x I 1". (2) information in 1.2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energyh C(rE-NE )
3901 Castle H-ayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6816 r-

(a) Constructed According to Drawing No. 768ES34G008, Rev. 09

Nat'l Bd. No. NIA

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STANT)ARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 06/'23/2004 Sig-ned GE-F P--
(NPT Certificate Holder) --- (S 1U prýsentacive)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. -NIPT N - tI

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORjNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORINIA

DC22A6253, Rev. 02
Design specification certified by II.N. SRIDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg. No. M21193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid comnrission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

• %.4a , • , and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the AISME Code Section IIl.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected v,,ith this inspection.

Date
NB8214 IBNA

National Board, State, Province and No.
V/ Inspector's Signature

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 V/ " x I 1", (2) information in l-2.on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ,( GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Niame and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVAfBrowns Ferry Nuclear Plant
(Name and add

2. Identification - Certificate Holder's S/N of Part. A6808

(a) Constructed According to Drawing No, 76SE534G008, R

(b) Description of Part Inspected CONTROL R

ress of N Certificate Holder for completed nuclear cotrnponent)

Nat'l Bd. No. N/,

tev. 09 Drawing Prepared by E..

OD DRIVE; NIODEL97RDB144FG005

A

M. DERRO

© Applicable ASME Code: Section II, Edition 1974 , Addenda Date W'75 Case No. N207, 1361-2

3. Remarks: STANDARD PART FOR USE WVIT REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MNN.

Class 1

(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. C(The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
pars. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report),,1 1 /I

Date 06/23/2004

Certificate of Authorization Expires

Signcd GE-NE
(NPT Certificate Holder)

06/116/2005 Certificate of Authorization No. NPT N-11S1

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on f-le at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on File at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALMF. Reg. No. N[211193

CERTIFICATION OF SHOP LNSPECTION

I. the undersigned, holding a valid cormnission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report ott

'.at.d• a state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section IllI.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, conceming the part described in the
Partial Data Report. Furthermore, neither the inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date Signature
NB82\14 IBNA

National Board. State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 ½ " x I 1". (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. NManufactured and certified by General Electric Company Nuclear Energy..(..GE-NE)___
3901 Castle Hayne Road, Wilminigton, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Par

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A6977 Nat'l Bd. No. N/A

768E534G008, Rev. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

© Applicable ASLME Code: Section III, Edition 1974 Addenda Date W'75 Case No. N207, 1361-2

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.

Class I

(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section IIl. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). , ..

Date 06/23/2004 Sigsned GE-NE B.
(NPT Certificate Holder)

Certificate of Authorization Expires 06116/2005 Certificate of Authorization No. NTT N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng State CALIF. Reg. No. 2I-1193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid cominussion by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on4 -and state that to the best of my knowlge and belief, the NPT Certificate Holder has constructed this part in accordance with

the ASME Code Section I11.
By signing this certificate, neither the Inspector nor his employer makes any warramty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date V Inspector's Signature
NBS214 IBNA

National Board, State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (t) size is 8 1i' " x II". (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



'4 . . .-
5-'" ': ') ,

FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy.,( GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

(Name and address of N Certificate Holder for completed nuclear component)

A6403 Nat'l Bd. No. N/A
r"

768E534G008, Rev. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; NIODEL# 7RDBI44FG005

Q Applicable ASME Code: Section III, Edition 1974 , Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. ITYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
pans. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). .,4A J ,

Date 06/23/2004 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/161200-5 Certificate of Authorization No. NTVT N- 1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by .I.C. CARUTII Prof. Eng. State CALIF. Reg. No. M21193

CERTIFICATION OF SIIOP INSPECTION

1, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and em;loyed by Deprnment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

.' , , and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the ASME Code Section I11.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the

Partial Data Repor. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising front or connected with this inspection.

Date
Inp- ct--. r's.-. . au
n2tspeetor's Signature

NB8214 IBNA
National Board. State. Province and No.

"Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 ¼/ " x I", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND.APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE)
3901 Castle Nayne Road, Wilmindton, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA/Browns Ferry Nuclear Plant Athens, AL 35611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A8176 r

768E534G008, Rev. 09

NatI Bd. No. N/A

Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL9 7RDBI344FG005

@ Applicable ASME Code: Section 1II. Edition 1974 . Addenda Date W'75 I Case No. N207, 1361-2 Class I

3. Remarks: STANIDARI) PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section 111. (Thle applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). .-

Date 1113/2004 Signed GE-NIL By 7 16 .' r
(NPT Certificate Holder). (S '1Q R5 resentative)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NTT N- 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFOR.NIA

Stre.s a:ialsi s report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by B.N. SkIDIIAR Prof. Eng. State CALI]-. Reg. No. 18345

23A1920, Rev. 02
Stress analysis report certified by .J.C. CARUTHI Prof. Eng. State CALIF. Reg. No. M21193

CERTIFICATION OF SHOP INSPECTION

1. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the Stare or Province of North Carolina
and enr~loyed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

• 6 (-/ ' . ) and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section Il1.
By signing this certificate, neither the Inspector nor his entployer niakes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore. neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or coniected with this inspection.

Date
NBS214 IBNA

National Board. State. Province and No.Ul Inspector's Signature

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 ,i., x 11", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



. .. , ...., :..

FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Energy (GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S[N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

© Applicable ASME Code: Section I11, Edition

A8104 r

768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

1974 Addenda Date WV'75 Case No. N2072 1361-2 Class 1

3. Remarks: STANDAR) PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1S20 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). 11"- /

Date 11/3/2004

Certificate of Authoriration Expir'-s

Signed GE-NE By
(NPT Certificate Holder)

06/16/2005 Certificate of Authorization No. r PF N,-1I15 1

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE' COMlPANY, SAN JOSE, CALIFORNL\

Stress analysis report on file at GE COMfPAN-Y. SAN JOSE, CA LIFORNIA

DC22A6253. Rev. 02
Design specification certified by B.N, SRIDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CA.RUTII Prof. Eng. State CALIF. Reg. No. M21193

CERTIFICATION OF SHOP INSPECTION

1. tie unde:rsigned, holding a valid conmmission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carohna
and emIdord by De artment of Labor of State o[ North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

). . and state that to the best of my k-noledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the ASME Code Section Ill.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, conceming the part described in the
Partial Data Report. Furthermore. neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

-, 5' e-Kl __c,, __

Date Inspector's Signature
NB821.4 IBNA

National Board, State. Province jrnd No

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 V7 " x I 1", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA)

110C1 Market Street
Name

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Date February 28, 2005

Sheet 1 of 3

Unit 1

DCN 18883 / Work Order (WO) 02-016049-012
Reoair/Reolacement Ormanization P.O No.. Job No etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec III 19 71 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM-085-30-19 GE A6651 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-26-15 GE A6666 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-26-19 GE A6760 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-22-15 GE A8121 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-22-19 GE A6745 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-18-15 GE A6848 N/A N/A 2004 Installed Yes

7. Description of Work Replaced CRD Bank "M" drives and bolting.

Replacements built to ASME Section III, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. - Tests Conducted: Hydrostatic F1 Pneumatic El Nominal Operating Pressure 0 Exempt El

Other E] Pressure psi Test Temp. °F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date February 28, 2005

Sheet 2 of 3

Unit I

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 18883/ Work Order (WO) 02-016049-012
Address ReDairReslacement Oroanization P 0 No Job No etc

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec III 19 71

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19

6. Identification of Components

Edition*, N/A Addenda, N/A Code Case N/A

95 Edition, 1996 Addenda

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM-085-18-19 GE A6864 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-14-15 GE A8174 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-14-19 GE A6994 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-10-15 GE A8218 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-06-15 G E A6993 N/A N/A 2004 Installed Yes

BFR- 1 -CRDM-085-10-19 GE A8151 N/A N/A 2003 Installed Yes

Bolting NOVA N/A N/A N/A 2005 Installed No

7. Description of Work Replaced CRD Bank "M" drives and bolting.

Replacements built to ASME Section III, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic El Pneumatic DI Nominal Operating Pressure [ Exempt El

Other El Pressure psi Test Temp. "__ F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items I through 6
on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 3 of 3
WO 02-016049-012

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed by procedure 1-SI-3.3.1 .A in WO 04-713480-000.
Applicable Manufacturer's Data Reports to be attached

Code Data Reports (Form N-2) are attached.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Cede, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed IS1 Program Engineer Date 6/"/ & ,20 6"2
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALA5AtA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 06 4-:Z1- 0.- to O6-O2-O7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ _ _ _ _ _ Commissions ALIoIb38L
Inspector's Signature National Board, State, Prowince, and Endorsements

Date 06-02 2 07'

UIC6R



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Divi~ion I

1. Manufactured and certified by General Electric Company Nuclear Energy "GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA[Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A6651 r

768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.NI. DERRO

CONTROL ROD DRIVE; NIODEL# 7RDBI344FG005

t Applicable ASIE Code: Section 1I, Edition 1974 Addehda Date W'75 Case No. N207, 1361-2 Class 1

3 Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NIIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
ofthe ASNIE Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). ,., /

Dite 11/16/2004 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Erpires 06/16/2005 Certificate of Authorization No NPT N-I 1]51

CERTI-ICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMIPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMIPANNY, SAN JOSE. CALIFORNIA

DC22A6253. Re', 02

Desigti spccific:ation ccrtified by B. N. SRIDH111IA Prof Eng State CA:LIF. Re No. 18345

23A;1920, Rev. 02
Stress analysis report certified by J.C. CARUTHI Prof. Eng. State CALIF. Reg. No. N121193

CERTIFICATION OF SHIOP INSPECTION

I Ite tind._rsi.gned, holding a valid conifiussion by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina

and mloD-d by Depyartment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this P,-artial Data Report ott

I ý. -_ ., and state that to tlte best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the ASNIE Code Section Ill.
By signing this certificate, neither the Inspector nor his employer makcs any wvarranty, expressed or implied. concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

U I_ /_ _(- -

'Date
rn11cx2LI c- G~. Dmi-, ~NS 111Z•ý f9 N

-"v Inspector's Signature
National Board. State, Province and No.

'Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 ,'/ " x 11". (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered anod number of sheets is recorded initem 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy" ( GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6666 ,

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected CONTROL ROD DRIVE; MODEL# 7RDB 144FG005

(D Applicable ASME Code: Section It[, Edition 1974 Addenda Date VW'75 Case No. N207, 1361.2 . Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NIIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section 1II. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). .

Dat. 11/16/2004 Stined G E-NNT.
(NPT Certificate Holder)

By *~*,6 A

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-I 151

CEIRTIFICATION OF DESIGN FOR APPURTE-NANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at Ol". COMPANY, SAN JOSE, CALIFORNIA.\

DC22A6253. Rev. 02
Design specificatini certified b', I1.N. SIR 1))IIA R Prot'. 'no St;ite CA lI'. R., No. 18345

23A-t920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng State CA.I1F. Rea. No. \121193

CERTIFICATION OF SHOP INSPECTION

I. [te undersigned, holding a valid commission by (he National Board of Boiler and Pressure Inspectors andlor ihe State or Province of North Carolina

and employed by Dcanment of Labor of State of North Carolin;. have inspected the part of a pressure vessel described in this Partial Data Report on

IL J . C and state that to the best of my knowledge and belief. the NPT Certificate Holder has constructed this part in accordance w.ith
the ASME Code Section Ill
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the

Partial Data Report. Furtliermore, neither the Inspector nor his employer shall be liable in any,, manner far any personal injury or property damages or

a loss of any kind arising from or conn-cted with this inspection.

Date _ 0 1UAeýC QxxvI lssPeQCtor~s Signlature National Board. State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 V• " x I1", (2) information in 1-2 on the Data Report is

included on cacti sheet, and (3) each sheet is numbered artd number of sheets is recorded in itern 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy, (.GE-NE)

3901 Castle Hayne Road, Wilmington, North Carolina 28401
(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA/Browns Ferry Nuclear Plant Athens, AL 35611
(Name aand address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6760 Nat'l Bd. No. N/A
r

(a) Constructed According to Drawing No. 768E534G008, Rev. 09 Drawing Prepared by E.M. DERRO

- (b) Description of Part Inspected CONTROL ROD DRIVE; NIODEL# 7RDB144FGOOS

© Applicable ASME Code: Section I11, Edition 1974 , Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of ser-vice for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section III (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Dale 07/07/2004 Signed GE-NE By
(NPT Certificate Holder) resentative)

.Jertificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-115 I

CERTIT'ICATION OF DESIGN FOR AP'PURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COIMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by 11.N. SRD)I1AR Prof. Eng. State CAI1F. Reg, No. 183-15

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CAL LF. Reg. No. N121193

CERTITFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid conimission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Departint of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

• , and state that to the best of ny knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied. conceming the part described in the
Partial Data Report. Furthennore, neither the Inspector nor his employer shall be liable in any nmanner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

e"/, "7g.•__,,tK' -)-.•--_-., - NBS214 IBNA
Inspector's Signature National Board. Slate. Province and No.

"Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 V- x ,11" (2) information in 1-2 on the Data Report is
included on each sheet, ard (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".
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FORM\I N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Envrg.) ( GE-NE)
3901 Castle BNayne Road, WilmindetonN North Carolina 28401

(Name and address of NPT Certificate Hol~der)

(b) Manufactured for TVA/Browns Fern' Nuclear Plant Athens, AL 35611

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

(Name and address of N Certificate Holder for completed nuclear component)

A812]. Nat'l Bd. No. N/A

76SE534G008, Rev. 09 Drawing Prepared by E.MI. DERRO

CONTROL ROD DR.IVE: MODEL# 7RDBI4-4FGO05

© Applicable ASNIE Code: Section Ill. Edition 1974 Addenda Date W'75 , Case No. N207. 1361-2

3. Remarks: STANDARD PART FOR USE WITH REACTOR. IYDROSTATICALLY TESTED AT 1820 PSI. MIEN.

Class I

(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conform. to the nrdes of construction
of the ASN[E Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Desian Specification and Stress Report). -- I , I I

Date 11/05/2003 Sigsned GE-NE
(NPT Certificate Holder)

Certificate of Authorization Exp.ires 06/16/204)5 Certificate of Authorization No. NPT N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Desigm information on file at GE COM[PAN-Y. SA-N lOSE, CALFIORINIA

Stress analysis report on file at GE COM-PANY. SAN JOSE. CALIFORNiA

DC22A6253. Rev. 02
Design specification certified by B,N. SR7DI-LAR Prof. Eng. S(tate CALIF. Rea. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg. No. Ni ,21193

CERTIFIICATION OF SHOP INSPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Depaartment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

. and state that to the best of my knowledee and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section [1I.
By sigring this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, conceming the part described in the
Partial Data Report. Furthermore. neither the Inspector nor lis employer shall be liable in any, manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

Date Inspector's Signature

NC 1231, Ohio, WC 3686 PA
National Board. Scale. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 Vi -i ,1". (2) information in 1-2 on the Data Report is

included on each sheet. and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provisiou of the AME code Rules, Section 11, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy A GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens,AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6745 Nat'l Bd. No. N/A

(a) Constructed According to Drawing No. 76SE534G008, Rev. 09 Drawing Prepared by E.M. DERRO

(M) Description of Part Inspected CONTROL ROD DRIVE; MODEL# 7RDB]44FG005

© Applicable ASME Code: Section 111, Edition 1974 Addenda Date W'75 Case No. . N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).._ 4 / I

Date 07/13/200 Signed GE-NE
(NPT Certificate Holder)

By

tati ve)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-1151

CERTLFICATIOiN OF DESIGN FOR APPURTENANCE

Design information on file at

Stress analysis report on file at

DC22A6253, Rev. 02
Design specification certified by

23A4920, Rev. 02
Stress analysis report certified by

GE COMfPANY, SAN JOSE, CALITORNiA

GE COMPANY, SAN JOSE, CALIF ORNIA

18345

ML21193

B.N. SRIDIIAR Prof. Eng. State

.I.C. CARU'I' I Prof. Eng. State

CALIF. Reg. No.

CALIF. Reg. No.

CERTLF1CATION OF SHIOP' INSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

, •j and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section Ill.
By signing this certificate, neither the Inspector nor his emphloyer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

D te Inspector's Signature

NB8214 IBNA
National Board, State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 1A " x I", (2) information in 1-2 on the Data RePOrt is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by
-;

General Electric Company Nuclear Energ'7 GE-NE)
3901 Castle Hlayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVAJBrowns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

A6848 r

768E534G008, Rev. 09.

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; NIODEL, 7RDB144FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks. STAN'DARD PART FOR USE WITH RPEACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of constriction

of the ASMIE Code Section I11. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). / '1 ..4 / .

DFItc IP1 1/2004 Signed GE-NE
(NPT Certificatc Holder)

By "

Certificate of Authorization Expires 06/16/200 5 Certificate of Authorization No. Nt-FT N- 1151

CERTIFICAYTION OF DESIGN FOR APPURTENANCE

Design information on file at G1_E COMPANY, SAN JOSE. CALIFORNIA

Stress analysis report on file at GE CO-MPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev 02
Design spzcit'icaction certified by UI.N. SRIMDI1A.R Prof Eng. State CALIF. Reg. No 1S345

23A4920. Rev 02
Stress analysis report c.rtified by J.C. CARUTH Prof. Eng. State CALIF. PCeg. No. N12 1193

CIERTIFIICATION OF SHIOP INSPECTION

1, the undersigned, holding a valid comrinssion by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed bv Departnsent of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

.•'£ 5. .,.• atia-d state that to the best of my knowled and belief. the NPT Certificate Holder has constructed this par: in accordance with
the ASME Code Section Ill.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerming the part described in ihe
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date hinspector's Signature

N-B8214 IBNA
National Board, State, Province andi No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 ½ " x II". (2) information in 1-2 on the Data Report is

included on each slieet, and (3) each sheet is numbered and number of sheets is recorded in itemn 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Enertyh Ca i T-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A6864 Nat'l Bd. No. NI/

768E534G008, Rev. 09 Drawing Prepared by E.;

CONTROL ROD DRIVE; MODELI 7RDB144FGOOS

MI. DERRO

AM. DERRO
© Applicable ASME Code: Section III. Edition 1974 Addenda Date 'V'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). • / ,

rI:tc 07/07/2004 Signed - G E-NE2
(N(T Certificate Holder)

By

Certificate of Authorization Expires 06/1612005 Certificate of Authorization No. N IT N-I 1s 1

CERTIFICATION OF DESIGN FOR APPURTFENANCE

Design information on file at GE COMNIANY, SAN JOSE, CALIFORN'IA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALFFORNIA

DC22A6253. Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUT'I Prof. Eng. State CALIF. Reg. No. M21193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and c.. yed b.y Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

, ý•, • and state that to the best of sy knowledge and belief, the NP' Certificate Holder has constructed this part in accordance with
the ASME Code Section Ill.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected with dtis inspection.

Da Ce Inspector's Signature
NB82L4 IBNA

National Board. State, Province and No.

"Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 '/i " x I1", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the ANIE code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Eneggvi( GE-NE)
3901 Castle Havne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA/Browns Ferry Nuclear Plant Athens, AL 35611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A8174,-

(a) Constructed According to Drawing No. 76SE53-4GOOS, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.,M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

CONTROL ROD DRIVE; MODEL4 7RDBI44FG005

1974 Addenda Date W'7S Case No. N207, 1361-2 Class I

3. Remarks: STAN'DARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NIuN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and (his vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section I11. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumisihing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). _ .

Date 10/20'2003

Certificate of Authorization Expires

,Signed G E- NTE
(NPT Certificate .Holder)

By

06/16/2005 Certificate of Authorization No. NI'T N-I 151

CERTI'FICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY. SAN JOSE, CALFFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE. CAL-FOC)RNLk

DC22A6253. PRev. 02
Design specification certified by B.N. SR.LDIHLk R Prof. Eng. State CALIF. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARU1rH Prof. Eng. State CALIF. Ree. No. 42)1193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned. holding a valid cormmission by the Naiotal Board of Boiler and Pressure Inspectors and/or the State or Province of N'orth Carolina
and ecnplo)ed by' Department of Labor of State of North Carolina have insp-cted the part of a pressure vessel described in this Partial Data Report on

"and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the A'MNE Code Section I11.
By si-ning this certificate, neither the Inspector nor his employer makes any ,arranty. expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in way manner for any personal injury or property damages ot
a loss of any kind arising from or connected with this inspection.

bate

NC 1231, Ohio, WC 3686 PA
ltuspector's Signature National Board. State. Province and No,

*Supplemental sheets in form of lists. sketches or drawing may be used provided (I) size is 8 1i " x I1", (2) information in 1-2 on the Data Report is
included on each sheet. and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE )
3901 Castle Hayne Road, Wilmington, North'Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA[Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6994

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'[ Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

1974 . Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MiEN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Sp cification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report) /?.//; ..

Date 07/23r"003 Signed GE-NE - By __-_/______"_.' ___-- _.. __

(NPT Certificate Holder) (S Q R.e resentative)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NT'T N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANLY, SAN JOSE, CALWORNIA

Stress analysis report on file at GE COvNIPA:N'Y, SAN JOSE, CALEFORN1.A

DC22A6253. Rev. 02
Design specification certified by B,.N. SRIUD[DIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTII Prof. Eng. State CALFF. Reg. No. NL21193

CIRTWl1CATION OF SHOP ENSPECTION

I. the undersigned, holding a valid convnmission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

6 "/, , state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ,SNIE Code Section II.
By signing this cettificate. neither the Inspector nor his employer makes any warranty, expressed or implied. concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

Date

NC 1231, Ohio, ,VC 3686 PA

V Inspector's Signature National Board, State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 ,i " x I 1", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR N-UCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy"( GE-NE )
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's SfN of Part A8218r

(a) Construc(ed According to Drawing No. 76ES3-4G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E..M. DERRO

(b) Description of Part Inspected

( Applicable ASIvE Code: Section II11 Edition

CONTROL ROD DRIVE: MODEL# 7RDB144FG005

1974 1 Addenda Date W'75 I Case No. N207, 1361-2 , Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NLD;.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code confomis to the rules of construction
of the ASME Code Section 111. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NbPT Certification Holder for appurtenances is responsible for fumislhing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). " f

Date 10/20/20)03 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NLPT N-1151

CERTITFICATION OF DESIGN FOR APPURTENANCE

Design infonration on file a( GE COMPANY. SAN JOSE. CALIFORN"Lk

Stress analysis report on file at GE COM.PANY, SAN JOSE, CALIFORINIA

DC22A6253. Rev. 02
Design specification certified by B.N. SRFDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTHl Prof. Eng. State CALIF. Reg. No. NI21193

CERTIFICA'ION OF SHOP LNSPECTION

I. the undersigned. holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Deo, artmeni of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

"< ,-•. . • and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section Ill.
By signing this certificate, neither the Inspector nor his employ,.'n makes an.,, v.aranty, expressed or implied. concemirig the part described in the
Partial Data Report. Furthermore. neidier the Inspector nor his eniployer shall be liable in any manner for an.; personal injury or prop-ory damages or
a loss of any kind arising fromi or connected with this inspection.

Datc

e-;1 NC 1231, Ohio, WC 3686 PA
tnmreCtor'. Signature Nationit Board. Stamt. Province and No.

*Supplemental sheets in form of lists. sketches or drawing may be used provided (1) size is 8 V, - x I 1". (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks",



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energ. C( GE-NE)
3901 Castle HayneRoad, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A6993 Nat'l Bd. No. NI

768E534G008, Rev. 09 Drawing Prepared by E.l

CONTROL ROD DRIVE; NIODEL4Y7RDBI44FG005

NvI. DERRO

AM. DERRO
© Applicable ASNME Code: Section 111, Edition 1974 Addenda Date W'75 Case No. N207,.1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction

of the ASME Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). 7

Date 03/29/2004 Signed GE-NE .' ' / . , '

(NP'T Certificate Holder) rescruative)

Certificate of Authorization Expires 06/16/2005 Certificate of Autihorization No. NPT N-1 151

CEFRTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALI-FORNIA

DC22A6253, Rev. 02
Design specitication certified by B.N . SRU)I.IAR Prof. Eng. Stste CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CA RUTH Prof Eng. State CALIF. Reg. No. M21193

CERTIFICATION Oi' SHOP INSPECTION

1, the undersigned, holding a valid comnmission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North C-arolina
arid employed by Deparrnsent of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

) arid state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the A MNIE Code Section III.
By signing this certificate, neither tie Inspector nor his employer makes aity warranty, expressed or implied. concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any nianner for any personal injury or property danmages or

a loss of any kind arising from or connected with this inspection.

Dife Inspector's Signature

NB82,1 IBNA
National Board. State, Provirice and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 /1 " x I I ", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section 111, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy-( GE-NE )
3901 Castle Havne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part AS5L

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.MI. DERRO

(b) Description of Part Inspected

© Applicable ASNIE Code: Section III, Edition

CONTROL ROD DRIVE; MODEL# 7RDBI44FG005

1974 , Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. ,ILN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel pan or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 07/[23/2003 Signcd GE-NE B13i
(NPT Certificate Holder) (S Q -- . "sentarie)

Certificate of Authorization Expires 06116/2005 Certificate of Authorization No. NPT N-1151

CERTI.FICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE CO%1ANY, SAN .JOSE, CALIFORNIA

Stress analysis rcport on file at GE CO N MANY, SAN JOSE. C.\ LEFORN-,,A

DC22A6253, Rev. 02
Design specification certified by B.N. SRIDtL-kR Prof. Eng. State CALIF. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTII Prof. Eng. State CALIF. Reg. No. NL2.1193

CERTIFICATION OF SHOP LNSPECTION

1, the undersigned, holding a valid commission b'y the National Board of Boiler and Pressure Inspectors andfor the State or Province of North Carolina
and em loyed by D-antment of Labor of State of North Carolina have inspected the part of a pressure ',essel described in this Partial Data Report on

•. 3, •. and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the ASME Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied. concerning the part described in the

Partial Data Report. Furthermore. neither the Inspector nor his employer shall be liable in any manner for any personal injury or properry dacmages or
a loss of any kind arising from or connected with this inspection.

Dace Isetrs Signature
INC 1231. Ohio, WC 3686 PA____

National Board. State. Province and No.

*Supplemental sheets in form of lists, sketches or drawýing may be used provided (1) size is 8 1i - x I I", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date February 28, 2005
Name

1101 Market Street

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 3

Unit 1

DCN 18883/ Work Order (WO) 02-016049-013
Reoair/Reolacement Oroanizaoton P 0 No . Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec III 19 71 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM-085-14-31 G E A8216 N/A N/A 2003 Installed Yea

BFR-1-CRDM-085-30-35 GE . A6953 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-26-35 GE A6990 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-22-35 GE A6887 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-18-35 GE A6872 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-14-35 GE A8206 N/A N/A 2004 Installed Yes

7. Description of Work Replaced CRD Bank "N" drives and bolting.

Replacements built to ASME Section III, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic "I

Other El

Pneumatic LI Nominal Operating Pressure 2 Exempt 1I

Pressure psi Test Temp. -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date February 28, 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 2 of 3

Unit 1

DCN 18883 /Work Order (WO) 02-016049-013

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Reoair/Reolacement Oroanization P 0 No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Cede Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec III 19 71 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM-085-10-39 GE A6922 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-06-47 GE A6904 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-10-47 GE A8084 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-14-47 GE A8086 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-18-47 GE A8170 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-22-47 GE A8049 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-26-47 GE A8221 N/A N/A 2003 Installed Yes

Bolting NOVA N/A N/A N/A 2005 Installed No

7. Description of Work Replaced CRD Bank "N" drives and bolting.

Replacements built to ASME Section III, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic EZ Pneumatic EI Nominal Operating Pressure 0 Exempt LI

Other Ml Pressure pst Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1 through 6
on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

is amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 3 of 3
WO 02-016049-013

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed by procedure 1-SI-3.3. 1.A in WO 04-713480-000.
Applicable Manufacturer's Data Reports to be attached

Code Data Reports (Form N-2) are attached.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed I Program Engineer Date 2 ,20 _7
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALA,•SAA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period to 06-OZ-07 , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

41 (-,ý ,N- V Commissions AL4O 3 /...L
Inspector's Signature Natronal Board, State, Province. and Endorsements

Date O6-02. 2067

UIC6R



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision orthe AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Energy"( GE-NE )
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA/Browns Ferry Nuclear Plant Athens, AL 33611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A8216,

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.N. DERRO

(b) Description of Part Inspected

© Applicable ASNLE Code: Section 111, Edition

CONTROL RODDRI-WE; MODEL#7RDBI44FG005 -

1974 Addenda Date WV'7S Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NuN.
(Brief description of service for w.hich component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section II1. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for

parts. An N-PT Certification Holder for appurtnnances is responsible for furnishing a separate Design Specification and Stress Report if the

appurtenances is not included in the component Design Specification and Stress Report). . .

Date 10/20/2003 Signed GE-NTE(NPT Cen-ftcate Holder) By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NvT N-I 151

CERTrIFICA'TION OF DESIGN FOR APPPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFOI-RN-L-k

Stress analysis report on file at GE CONI'A.NY', SAN JOSE, CALFFORN-L-k

DC22A6253. Rev. 02
Design specification certified by B.N. SRIDILAR Prof. Eng. State CALIF. Reg. No. 1S345

23A4920, Rev. 02
Stress analysis report certified by I.C. CARUTII Prof. Eng. State CALIF. Reg. No. NU21193

CEtRTIFICATION OF S1IOP INSPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina

and employed by Dprtment of Labor of State of North Carolina ha%,e inspected the pa-re of a pressure vessel described in this Partial Data Report on

' 2a, iatd st'ate that to the best of mv knoledle and belief. the NPT Certificate Holder has constructed this part in accordance with
the ,SME Code Section Ill.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the

Partial Data Report. Furthermore, neither the Inspector nor his entployer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected v ith this inspection.

Da. ( ~ .
-st> -- <ýý cý

Inspector's Signature
NC 123-11, Ohi'o, WC 36S6 PA____

National Board. State. Province and No.

*Supplemental sheets in form of lists. sketches or drawing may be used provided (I) size is 8 Vi " x I I", (2) infomeation in I-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE )
3901 Castle Hayne Road, Wilmington, Nprtly Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant

2. Identification - Certificate Holder's SIN of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

(Name and address of N Certificate Holder for completed nuclear component)

A6953 Nat'l Bd. No. N/A

76SE534G00S, Rev. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL# 7RDB144FGOOS

© Applicable ASME Code: Section 1Il, Edition 1974 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STA)NDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MEN.
(Brief description of service for whlich component was designed)

We certify that the statements in this report are correct and this vessel par or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). A . /

Date 09/23/2003 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N- 1511

CERTIFICATION OF DESIGN FOR AI'TPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALUFORPN°IA

Stress analysis rcport on file at GE COMPANY, SAN JOSE, CALITFORNIA

DC22A6253, Rev. 02
Design spccification certified by B.N. SR.DI IAR Prot'. Eng. State CALLF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg. No. M21193

CERTIFICATION OF SIIOP LNSPECTION

1. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by D,.partment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

c , , and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
theASM E Code Section 111.

By signing this certificate, neither tite Inspector nor his employer maJ.es any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his etnployer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

U>, ic
NC 1231, Ohio, WC 3686 PA

" inspector's Signature Narinal Board, Scate, Province and No.

*Supplemental shleets in form of lists, sketches or drawing may be used provided (1) size is 8 Vaý " a I I", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and numnber of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE )
3901 Castle HaNne Road, Wilmindton, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and add

2. Identification - Certificate Holder's S/N of Part A699(

(a) Constructed According to Drawing No. 768E534G008, I

Athens, AL 35611
ress of N Certificate Holder for completed nuclear component)

r

Rey. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

Q Applicable ASME Code: Section Ill. Edition

CONTROL ROD DRIVE; NIODEL# 7RDBI44FG005

1974 Addenda Date XV'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE wIrT REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the AStIE Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Dae I11/1612004 SindGE-NE yjF/~ -
(NP'f Certificate Holder) (SC'Vj4ý'presentativye)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. N-PT N- 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Desig-n informaitiotl on file at GE COMPANY. SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Entg State CALIF. Reg No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C.CA:RUTII Prof. Eng. State CALIF. Rcg. No. N121193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid commiission by the National Board of Boiler and Pressure Inspectors andlor the State or Province of North Carohna
and mployed by Department of Labor ol State o'f North Carolinat have inspected the part of a pressure vessel described in this Partial Data Report on

_and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance wih
the ASMvIE Code Section ItI.
By signing this certificate. ticither the Inspector nor his employer makes any warranty. expressed or implied, concerning the part described in the
Partial Data Report. Furthermore. neither (he Inspector nor his employer shall be liable in any mariner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

1( . Sýo
ate (1hpector s Signatufe National Board. State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 'A " x I1". (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets.is recorded in item 3 "Remarks".
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Divis;ion I

1. Manufactured and certified by General Electric Company Nuclear Energy ' GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and add

2. Identification - Certificate Holder's S/N of Part A6887

ress of N Certificate Holder for completed nuclear component)

7r Nat'l Bd. No. N/A

Drawing Prepared by E.N. DERRO(a) Constructed According to Drawing No. 76SE534G008, Rev. 09

(b) Description of Part Inspected

Q Applicable ASME Code: Section III, Edition

CONTROL ROD DRIVE; MODEL# 7RDBI44FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the-code conforms to the rules of construction
of the ASME Code Section II1. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 11/16/2004 Signed GE-NE By .
% (NP" Certificate Holder) I tative)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-1151

CERITFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysts report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certiried by ,.N. SlKID:I.IA R Prof. Eig. State CALIF. R :, No. 18345

23A.920. Rev. 02
Stress analysis report certified by I.C. CARRUTH Prof. Eng State CALIF. Reg. No. NL21193

CERT IFICATION OF SHOP INSPECTION

I. the undersigined, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and e iploycd by Dcatmertt of LabY or o- State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

I I and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the A- ME Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, eApressed or implied. concerning the part described in the
Partial Data Report. Furthermore, neilher the Inspector nor his enmployer shall be liable in any manner for any personal injury or property damages or
a loss of arty kind arising from or conticted with this inspection.

Date -n-ectors Stgnaiiri National Board. State, Province and No

*Supplenrental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 V2 x I I", (2) information in [-2 on the Data Report is
included on each sheet. and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



• " .'t- . : i... .

FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE)

3901 Castle Havne Road, Wilminaton, North Carolina 28401
(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA/Browns Ferry Nuclear Plant Athens, AL 35611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6

(a) Constructed According to Drawing No. 768E534G00

(b) Description of Part Inspected CONTRO

© Applicable ASNIE Code: Section II1, Edition 1974

8721

8, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

L ROD DRIVE; NIODEL47RDB144FG005

Addenda Date W'75 Case No. N207, 1361-2 , Class 1

3. Remarks. STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 11/16/2004 Sin G E-ricE B- .'

(NPT Certificate Holder) P -Presentatire)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-I 151

CERT[FICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALWFORNIA

DC22A6253. Rev. 02
Design specification certified by B...N. SIUDI.IA R Prof. Eng. State CALIF. Reg No 1834S

23A,4920. Rev. 02
Stress analysis report certified by JC. CARUTII Prof. Eng. State CALIF. Reg No. Ni21193

CERTIFICATION OF SHOP INSPECTION

1, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolna
and eiployed by Dep•.itent of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

\ [[.__L . •_.. and state that to the best of ntv knovledge and belief, the NPT Certificate Holder has constructed this part in accordance vith
the A MEICode Section III
By signing this cerhtficate, neitlser the Irnspector nor his emplo)er makes airy "ar,'utr. expressed or implied, conceming the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of arty kind arising from or connected with this inspection.

III I,-_P
-U 4s fctor's Signaturei.

/ 17-Ls A 9 N 45S
National Board. State, Province and No

*Supplemental sheets in forns of lists, sketches or drawing may be used provided (1) size is 8 1,i " x I 1", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in itemn 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( "GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens,AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and add

2. Identification - Certificate Holder's S/N of Part A8206

(a) Constructed According to Drawing No. 768E534G008, I

(b) Description of Part Inspected CONTROL R

ress of N Certificate Holder for completed nuclear component)

6 r Nat'l Bd. No. . N/A

Rev. 09 Drawing Prepared by E.NI. DERRO

OD DRIVE; MIODEL# 7RDB144FG005

© Applicable ASME Code: Section ll, Edition 1974 Addenda Date WV'75 Case No. N207, 1361.2 . Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1920 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report ifthe
applurte•nances is not included in the component Design Specification and Stress Report). --)_ A

Date 11/1 1/2004 Signed GE-NE By
(NPT Certificate Holder)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-i 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE CO"IPANY, SAN JOSE, CALIFORvNIA

Stress analysis report on file at GE COMI'ANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by [.N. SRIDIIAR Prof. Eng. State CALIF. Reg. No. 18343

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTH Prof Eng. State CALIIF. Reg. No. M21193

CERTIFICATION OF SHOFP INSPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by D 'partment of Labor of Statc of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

/ `2 c . and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASiME Code Section 11.
Bv signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore. neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Da•te
NBS214 IBNA

6_f/ Inspector's Signature National Board. State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 1A " x I1", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section II1, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE)
3901 Castle Havne Road, Wilmington, N.0rth Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6922

(a) Constructed According to Drawing No. 76SE534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by EM. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

'CONTROL ROD DRIVE; MODEL# 7RDBI44FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. I[YDROSTATICALLY TESTED AT 1820 PSI. NILN.
(Brief description of secrvice for which component wvas designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section 111. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for

parts. An N-PT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report)./. ,4 /7

Dste 09/23/2003 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. MfIT N-I 151

CEIRTIfICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFO-ORIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Eng. State CALIFI. Reg. No. 18345

23A4920, Rev. 02
Scress analysis report certified by I.C. CARUTII Prof. Eng. State CALIF. Reg. No. NM21193

CERTIFICATION OF SHOP LNSI'ECTION

I, the undersigned, holding a valid conumission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolin

and empoyed by Dcpartment of Labor of Stare of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

M ', . . and state that to the best of my knowledge and belief, the NPT Certificate Holder ha. constructed this pan in accordance with
the<\SME Code Section III.
By signing this certificate, ncithler the Inspector nor his employer makes any warranty, expressed or implied, conceming the part described in the

Partial Data Report. Furthermore. neither the Inspector nor his employer shall be liable it any manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

Dlate Inspeclor's Signature

NC 1231, Ohio, WC 3686 PA
National Board, State, Province and No.

Supplenental sheets in fornm of lists, sketches or drawing may be used provided (I) size is S " x II", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in itecm 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energk-(-dE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and add

2. Identification - Certificate Holder's SIN of Part A6904

(a) Constructed According to Drawing No. 768E534G008, F;

(b) Description of Part Inspected CONTROL R

ress of N Certificate Holder for completed nuclear component)

I Nat'l Bd. No. N/A

,ev. 09 Drawing Prepared by E.M. DERRO

.OD DRIVE; MODEL# 7RDBI44FGOOS

Q Applicable ASME Code: Section II1, Edition 1974 , Addenda Date W'75 Case No. N207, 1361-2 , Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section ItI. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NTPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report)>. / /

Date 03/29/2004 Sigped GE-NE
(NPT Certificate Holder)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. LNTPT N-!1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMIPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GiE CONII'AN'X, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by BN. SR[DHAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg. No. ,N121193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and em• ocd by Department of Labor of State fNorthCrolina have inspccted the part of a pressure vessel described in this Partial Data Report on

• . • and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the AN'ME Code Section IllI.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, conceming the part described in the
Partial Data Report. Furthermore, neither (he Inspector nor his enmployar shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Daic IVas pecror's Signature
NB38214 IBNA

National Board, State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 1/7 " x I1". (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA/Browns Ferry Nuclear Plant Athens, AL 33611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part fnspected

© Applicable ASME Code: Section III, Edition

A8084 Nat'l Bd. No. N/.

768E534G008, Rev. 09 Drawing Prepared by E.

CONTROL ROD DRIVE; MODEL# 7RDBI44FG005

MI. DER-RO

-kM. DERRO
1974 Addenda Date W'75 Case No. N207, 1361-2 , Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1S20 PSI. NUN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section II1. (The applicable Desig-ned Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Desiggn Specification and Suess Report if the
appurtenrances is not included in the component Design Specification and Stress Report). I /

Dat,- 09/23/2003

Certificate of Authorization Expires

Signed G E-NT-E
(NPT Certificate Holder)

B y

06/16/2003 Certificate of Authorization No. NTT N-1 tII

CEIcrIICATION OF DESIGN FOR APPURTENANCE

Desitn information on file at GE COMPANY, SAN JOSE, CALITORNIA

Stress analysis report on file at GE COMPANY. SAN JOSE, CALITORNI.A

DC22A6253. Rev. 02
Design specification certified by I.N. SRI1)EL\R Prof. Eng. State CALIF. Ree. No. 18343

23A4.920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIT. Reg. No. N-121193

CERTLFICATION OF SH10' INSPECTION

I. the undersigned. holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

?:-;7• •. , and state that to the best of my know.led-de and belief, the NPT Certificate Holder has constructed this part in accordance with
theKASNIE Code Seciion Ill.
By signing this certificate, neither the Inspector nor his employer makes any %varranty. expressed or implied. conceming the part described in the
Partial Data Report. Furthermore. neither the Inspector nor his employer shall be liable in any manner for any personal injury or procerty da-mages or
a loss of any kind arising from or connected with this inspection.

Date 7/ Inspector's Signature
NC 1231. Ohio, WC 36S6 PA

National Board. State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 1,5 " x I I", (2) information in 1-2 on the Data Report is
included ot each sheet. and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Energy' ( GE-NE )
3901 Castle Havne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for . TVAfBrowns Fern- Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A808ý Nat'l Bd. No. N1

76SE534G008, Rev. 09 Drawing Prepared by E.

CONTROL ROD DRIVE; NIODEL# 7RDB144FG005

A

M. DER-RO

Ahi. DERRO
© Applicable ASME Code: Section IIl, Edition 1974 1 Addenda Date W'75 Case No. N207, 1361-2 Class I

Remarks: STANDARD PART FOR USE WITH REACTOR. ItYDROSTATICALLY TESTED AT 1820 PSI. MENI.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel pant or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). -A / ,

Date 09/23/2003 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COIPANY, SAN JOSE, CA:LIFORNIA

Stress analysis report on file ai GE COMP.ANY, SAN JOSE, CALIF-ORNIA

DC22A6253, Rev. 02
Design specification certified by B. N. SRIDHAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTtH Prof. Eng. State CALIF. Reg. No. 5121193

CERTIFICATION OF SIHOP INSPECTION

I. the undersigned. holding a valid conmission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and cmpjloyed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

_ . and state that to the best of ntv kno' ledte and belief, the NPT Certificate Holder has constructed this pan in accordance with
the ASNIE Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied. cortceming the part described in the
Partial Data Report. Furthennore. neither the Inspector nor his etip!oyer shall be table in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Ac)
Inspector's Signature

NC 1231, Ohio, NVC 3686 PA
National Bcard. State. Province and No.

"Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 '/ " x I I". (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy (GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Fernr Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A8176

(a) ConstructedAccording to Drawing No. 76SE534G008, Rev. 09

Nat'l Bd. No. N/A

Drawving Prepared by E.MI. DERRO

(b) Description of Part Inspected CONTROL ROD DRIVE: MNODEL# 7RDBI44FG005

© Applicable ASME Code: Section III, Edition 1974 Addenda Date NW'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NIN.
(Brief description of service for which component was designed)

WVe certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code confortns to the rules of construction
of the ASNIE Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specitication and Stress Report). -,\ / /

Date 09123/2003

Certificate of Authorication Expires

-Signed GE-N'E
(NPT Cetificate Holder)

By

06/16/2005 Certificate of Authorization No. NPT N-115I

CERI'FIICATION O1F DESIGN FOR A PPLU-RTENANCE

Design information on file at GE CO.H'ANY. SA N JOSE, CA LIFO RN-LA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFO-NIMA

DC22A6253, Rev. 02
Design specitication certified by B.N". SRDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A,4920. Re'. 02
Stress analysis report certified by J.C. CARUTH1 Prof. Eng. State CALIF. Reg. No. M21193

CERTIFICATION OF SHOP INSPECTION

I. the undcrsignted, holding a valid conuti-ssion by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
a•id cn-poyed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Repaort on

/ . . and state that to the best of m[ know. ledcge and belief, the NPT Certificate H-older has; constructed this part in accordance with

the NS E Code Section I1I.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Funhermore, neither the Inspector nor his employer shall be liable in any manner for any pe,-rsonal injury or property darnages or
a loss of any kind arising from or connected with this inspection.

Dace ~ c) tnrspcccr's Sienature

. NC 1231, Ohio, WC 3686 PA
National Board. State. Province and No.

'Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 ,? ".x I I", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE )
3901 Castle Hayne Road, Wilmington, North.WCarolina 28401

(Name and address of NtPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A8049

(a) Constructed According to Drawing No, 768ES34G008, Rev. 09

Nat'[ Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section 111, Edition

CONTROL ROD DRIVE; NIODEL4 7RDBI44FG005

1974 Addenda Date W"75 Case No. N207, 1361-2 , Class I

3. Remarks: "STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MNIN.
(Brief description of service for whch component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furmishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report)"

Date 09/23/2003 Signed GE-NE Bv /
(NPT Certificate Holder) (SC( Pe~xsentlative.)

Certificace of Authorization Expires 0611612005 Certificate of Authorization No. NTT N.1151

CERTLFICA'ITION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALLFORNLa,

DC22A6253, Rev. 02
Design specification certified by ..N. SR IDHIAR Prof. Eng. State CALHIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTHI Prof Eng State CALIF. Reg. No. MN121193

CER•tIFICATION OF SHOP 1NSPECTION

I. the undersigned. holding a valtd corrunisstan by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Deoartment of Laboc of State-_ of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

d_•- , __ and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ýSNIE Code Section I11.
By signing this certificate, neither the Inspector tnor his employer makes any warranty. expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of alty kind arising from or cotnnce.ed with this inspection.

__ ~½
are

NC 1231, Ohio, WC 3686 PA

6>'/ Inspector's Signature National Board, State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 1., " x I 1", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORIM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy (f GE-NE )
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVAIBrowns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A8221 ,-

(a) Constructed According to Drawing No. 768E5-4G008. Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASNE Code; Section ItI. Edition

CONTROL ROD DRIVE; NIODEL# 7RDB144FG-5

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks STANDARD PART FOR USE WITH REACTOR. H-DROSTATICALLY TESTED AT 1820 PSI. NUlN.
(Brief description of serice for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of constnruction

of the ASME Code Section Ill. (Ihe applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the

appurtenances is not included in the component Design Specification and Stress Report).

Date 09/23/2003 Signed G E-NE By"
(NPT Certificate Holder) (StZ.& lpresentcati.e)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No: NPt] N-I 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE CO3[1':IANY, SAN JOSE. CA L IF'OR 0 -A

Stress analysis report on file at GE CONU'ANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev,. 02
Design specificaton certified by B.N. SRIUDiL-AR Prof. Eng. State CALL T. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTHI Prof. Eng. State CALIF. Reg. No. M21193

CERTI'FICATION OF SHOP INSPECTION

I. the undersigned, holding a valid comnission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and enitploved by Departmcnt of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Da'a Report on

, , and state that to the best, of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the A.SME Code Section IIl.
By signing this cenificaxe. ticither thc Inspector nor his employer makes any v.arr-anty, expressed or implied. conceming the part described in the

Partal Data Report. Furthennore. neither the Inspector nor his employer shall be liable in any manner for any, personal injury or propýrty dartages or

a loss of any kind arising from or conmected with this inspection.

6ate

NC 1231, Ohio, WC 3686 PA

6i Inspector's Signature National Board. State. Province and No.

*Supplemental sheets in form of lists. sketches or drawing nmay be used provided ( 1) size is 8 i,, " x I I", (2) information in 1-2 on the Data Report is'

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date February 28, 2005

Sheet 1 of 3

Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 18883/ Work Order (WO) 02-016049-014
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Reoair/Reolacement Oroanization P 0 No.. Job No . etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec I11 19 71

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19

Edition*, N/A Addenda, N/A Code Case N/A

95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR1CRDM-0852623 GE A6576 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-30-27 GE A6801 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-22-23 GE A6812 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-26-27 GE A6974 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-18-23 GE A8111 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-22-27 GE A8222 N/A N/A 2004 Installed Yes

7,. Description of Work Replaced CRD Bank "0" drives and bolting.
Replacements built to ASME Section Il, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic El

Other 11

Pneumatic El Nominal Operating Pressure 0 Exempt []

Pressure psi Test Temp. °F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

Owner Tennessee Valley Authority (TVA) Date February 28, 2005

1101 Market Street
Name

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Sheet 2 of 3

Unit 1

DCN 18883/Work Order (WO) 02-016049-014
Address Reoair/Reolacement Oroanization P 0. No.. Job No . etc

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec III 19 71 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM-085-14-23 GE A6967 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-18-27 GE A8172 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-10-23 GE A8118 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-14-27 GE A8041 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-06-23 GE A6949 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-10-27 GE A8116 N/A N/A 2004 Installed Yes

Bolting NOVA N/A N/A N/A 2005 Installed No

7. Description of Work Replaced CRD Bank "0" drives and bolting.

Replacements built to ASME Section Il1, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic 0I Pneumatic 0] Nominal Operating Pressure E Exempt LI

Other fl Pressure psi Test Temp. _F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items I through 6
on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UI C6R



Page 3 of 3
WO 02-016049-014

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed by procedure 1-SI-3.3.1 A in WO 04-713480-000.
Applicable Manufacturer's Data Reports to be attached

Code Data Reports (Form N-2) are attached.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Cede, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed I , SI Program Engineer Date _ -, 20 a7
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALAIRAA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period OG-0-OS to C6-02-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore. neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

•A . 4 A Commissions AUO((bo3.L
Inspector's Signature National Board, State, ProAnce, and Endorsements

Date 011-602 20 07

UIC6R



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and add

2. Identification - Certificate Holder's S/N of Part A657t

(a) Constructed According to Drawing No. 768E534G00S, I

(b) Description of Part Inspected CONTROL R

ress of N Certificate Holder for completed nuclear component)

6 , Nat'l Bd. No. N/A

Rev. 09 Drawing Prepared by E.NI. DERRO

OOD DRIVE; MODELN 7RDBI44FG005

@ Applicable ASME Code: Section Ill. Edtion 1974 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH R-EACTOR. IlYDROSTATICALLY TESTED AT IS20 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section Ill (The applicable Designed Specification and Stress Report. are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Hlolder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 11/16/2004 Signed GE-NE By / -
(NPT Certi ficate Holder) SQR rcntai:

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NiPT N-I 15

CERTIFICATION OF DESIGN FOR APfPURTENANCE

Design itformation on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE CO\IPANY', SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Eng. State CALIF. Res No. 18345

23A4r520. Rev. 02
Stress analysis report certified by J.C. CARUTIH Prof. Eng State CALIF. Reg No. N121 193

CERTIFICATION OF SHOP INSPECTION

1. the undersigned, holding a valid comomission by the National Board of Boiler and Pressure Inspectors rind'or the: State or Province of North Carolina
and employed by Departmenr of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

ii . .__q and state that to the best of my knovledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the .SNIE Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, conceming the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any msanner for any personal injury or property damages or

a loss of any kind arising front or connected with this inspection.

Date
_c -D•r' atuI'Inspector' Signaiture

Nr R ' 7 *2-"S A r N N5
National Baerd, State. Province and No.

*Supplemental sheets in fornm of lists, sketches or drawing may be used provided (I) size is 8 1/i " x 1I", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered andnumber of sheets is recorded in item 3 "Remarks".
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Divikion I

I. Manufactured and certified by General Electric Company Nuclear Energy" ( GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens,AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6801

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section [11, Edition

CONTROL ROD DRIVE; MODELU 7RDB144FG005

1974 . Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicahle Designed S.pecificatinn and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report)

Date 11/16/2004 Signed GE-NE By C "i
(NkPT CerUtifcate Holder) ~ eeett'e

Certificate of Authorization Expires 066/ 6/2005 Certificate of Authorization No. NPT IN-.1 151

CERTIFICATION OF DESIGN FOR APP.RTENANCE

Design information on file at GI" CONIPANN, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMiPANY, SAN JOSE, CALIFORINIA

DC22A6253, Rev. 02
Design specification certified by II.N. SRIDIIAR Prof. Eng. State CALIF. Rcg No. 1S345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUT1I Prof. Eng. State CALIF. Reg. No. N121193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

I1..L.. 1 , 0 .. , and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section 1II.
By signing this certificate, neither the Inspector nor his ertployer makes any warranty, expressed or implied. concerning the part described in the
Partial Data Report. Furthcrtore, nitther the Inspector nor his employer shall be liable in arty manner for any personal injuiy or property damages or
a loss of any kind arising from or connected with this inspection.

Ba 1(i' r Signature
S BoardZESt A Nd No.
National Board, State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 V7 " Y. 11". (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each shecet is numbered and number of sheets is recorded in item 3 "Remarks".



sz

FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Enerth f GE-NE)
3901 Castle 1-ayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6812 , Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO(a) Constructed According to Drawing No. 768E534G008, Rev. 09

(b) Description of Part Inspected

© Applicable ASNIE Code: Section Ill. Edition

CONTROL ROD DRIVE; MODEL# 7RDBI44FG005

1974 , Addenda Date W'75 Case No. N207, 1361-2 Class

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). /" , A I .

Date 11/16/2004 Signed GE-NE
(N Pf Certificate Holder)

B',

Certificate of Auihorization Expires 06/16/2005 Certificate of Authorization No. NPT N-1151

CER•TIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE CONIPANY, SAN JOSE, CALIFOR-NIA

Stress analysis report on file at GE" COMPANY, SAN JOSE, CALIFOR,-NIA

DC22A6253. Rev. 02
Design specitication certified by B.N. SRLDI.IAFR Prof. Eng. State CALIF. Rep. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTtI Prof. Eng State CALIF. Reg No. N121193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned. holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and emoloyd by DetQartntettt of Labor of State of NortLh Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

_Iki. _. .• . and state that to the best of my knovledge and belief, the NPT Certificate Holder has constructed this part in accordance vwith
the ASNE Code Section Ili
By signtin g this certificate, neither the Inspector nor his employer makes any warranty. expressed or implied, concening the part described in the

Partial Data Report. Furtherniore, neither the Inspector nor his entployer shall be table in any manner for any personal injut, or property damages or

a loss of any kind arising from or connected with this inspection

I Date
(1pee tor's ign ature

N,6 117ZS- ABNNS
National Board. State. Province and No.

*Supplemental sheets in foim of lists, sketches or drawing tnay be used provided (1) size is 8 'A" x I I". (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy. e GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

(Name and address of N Certificate Holder for completed nuclear component)

A6974 Nat'l Bd. No. N/A

768E534G00S, Rev. 09 Drawing Prepared by . E.NI. DERRO

CONTROL ROD DRIVE; MODEL4 7RDB144FG005

© Applicable ASME Code: Section Ill. Edition 1974 Addenda Date W'75 Case No. N207, 1361-2

3. Remarks: STANDARD PART FOR USE WITH REACTOR. trYDROSTATICALLY TESTED AT 1820 PSI. NIIN.

Class I

(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section 1l1. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 03/29/2004 Signed GE-NE By _ _. _

(NPT Certificate Holder) (ScQ Presentative)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NTT N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design infonnationon file at GE COL"IPANY, SAN JOSE, CAL[FORNL,

Stress analysis report on file at GE COMNI'AN-Y, SAN JOSE, CAL-FORN-i,

DC22A6253, Rev. 02
Design specification certified by B.N. SIUDIIAR Prof. Eng. State CALIF. Reg No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg. No. Ni21193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned. holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and em loyed by De artment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

(D and state that to the best of my knowledge and belief, the ,'VE Certificate Holder has constructed this part in accordance with
the ASMIE Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date Inspector's Sigccacurt

NB82 14, IBNA
National Board. State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 1-1 - x 11". (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number otsheets is recorded in item 3 "Renmarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section II, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy (GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder).

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's SIN of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A8111 r Nat'lBd. No. N/A

768E534G008, Rev. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; NIODEL# 7RDBI44FG005

© Applicable ASNIE Code: Section III, Edition 1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section [iH. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). .. € /

Date 11/1 1/2004

Certificate of Authorization Expires

Signed GE-NT
(NPT Certificate Holder)

By

06/16/2005 Certificate of Authorization No. N'PT N-II5t

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by I.N. SRIDIIAR. Prof Eng. State CALIF. Reg. No, 1834S

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALLF. Reg. No M2 1193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid comnission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carohna
and employed by Departmcnt of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

• ar_ d state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section 11I.
By signing this cern ficattc, neither the Inspector nor his employer makes any warranty. expressed or implied, concerning the part described in the

Partial Data Report. Furtherrmtore. neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

Date~
Date Inspector's signature

NBS214 IBNA
National Board, State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 1i " x I1I". (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is sunumbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

General Electric Company Nuclear Energy ( GE-NE)1. Manufactured and certified by

3901 Castle Hayne Road, Wilmington, North Carolina 28401
(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A8222 ,

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by . E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section II1, Edition

CONTROL ROD DRIVE; NMODELP 7RDBI44FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STAN'DARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section II. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 1l/I 1/2004 Signed GE-NE By ' .7-'

(NPT Certificate Holder) (SC *e re.sentative)

Certificate of Authorization Expires 06/16(/2005 Certificate of Authorization No. N-PT N-1 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE CONI'ANY, SAN JOSE, CALIFORNIA

Stress analysis report oin file at GE COMPANY. SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Eng State CALIF. Reg No. 18345

23A4-\920. Rev. 02
Stress analysis report certified by J.C. CARUTII Prof. Eng. State CALIF. Reg. No. 1%121193

CERTIFICATION OF SHO' INSPECTION

I. the undersigned, holding a valid comrmission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Departnitnt of Labor of Sttte of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

L•:, ! .,, and state that to the best of my knowledge and belier, the NPT Certificate Holder has constructed this part.in accordance vi th
the ASME Code Section I11.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the -
Partial Data Report. Furthermore, neihicr the Inspector nor his employer shall be liable in any manner for any personal injury or property danmages or
a loss of any kind arising from or connected with this inspection.

-? -'t .
Inspector's Signature

NBS2 14 IBNA
National Board, State. Province and No.

*Suppletrsenttal sheets in form of lists, sketches or drawing may be used provided (1) size is 8 !, " x I1I", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

I. Manufactured and certified by General Electric Company Nuclear Energy (CGE-NE)
3901 Castle H-ayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

(Name and address of N Certificate Holder for completed nuclear component)

A6967 Nat'l Bd. No. N/A

768E534G008, Rev. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

© Applicable ASME Code: Section IIl, Edition 1974 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MEN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 11/05/2003 Signed GE-NTE By _____________

(NPT Certificate Holder) (SC~~resentative)

Certificate of Authorization Expires 06/16/2005 Certificate o1 Authorization No. NPT N-1 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE CO1I'ANA, SAN JOSE, CA LIFOR N0.A

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253. Rev. 02
Design specification certified by I;.N. SRItI LAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CA RUITH Prof. Eng. State CALIF. Reg. No. N121193

CERTIFICATION OF SHOI' iNSPECTION

I, the undersigned, holding a valid commnission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Ca.rolns
and emnployed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

" . f ý .,and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance wtur
theASLME Code Section II.
By signing •tis certifica'e, neith-r the Ihspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any nmmner for an- personal injury or property damags,
a loss of arty kind arising from or connected wvith this inspection.

-Date (trspeetot's Ssiviacure
NC 1231, Ohio, WC 3686 PA

National Board, State, Province and No.

"Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 l.a" x I1". (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



- ,

FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section 11, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy (GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA/Browns Ferry Nuclear Plant Athens, AL 35611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Parn

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A8172 r

768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE: MODEL# 7RDB144FG005

© Applicable ASMvIE Code: Section I1l, Edition 1974 Addenda Date W'75 . Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYI)ROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). , /

Date 11/11/2004 Signed GE-NE
(NPT Certificate Holder)

By -

Certnficate of Authlorization Expires 06116/2005 Certificate of Authorization No NPT N-1 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Dcsign information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at G( COMPAN"Y, SAN JOSE, CALIFORNIA

DC22A15253. Rev 02
Design specificationi certificd by I..N. S R ID -IAR Prof. Eng. State CALIF. Rcg No 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTII Prof. Eng. State CALIF. Reg. No. N121193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned. holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina

and emplnyed by Dcpartment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

_ , and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the ASME Code Section I1I.
By signing this certificate, neither the Inspector nor his employer makes any warranty. expressed or implied, concerning the part described in the
Partial Data Report. Furthermore. neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date

NB82114 IBNA
National Board. State. Province and No.e•' Inspector's Signature

*Supplementta sheets itn form of lists, sketches or drawing may be used provided (1) size is 8 V3"x 11", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section Ill, Division I

I. Manufactured and certified by General Electric Company Nuclear Energy .4 GE-NE )
3901 Castle Havne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVAiBrowns Ferry Nuclear Plant Athens, AL 35611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Pant A8118 Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO(a) Constructed.According to Drawing No. 768E534G0S, Rev. 09

(b) Description of Part Inspected

© Applicable ASNI.E Code: Section 11. Edition

CONTROL ROD DRIVE; MODEL# 7RDBI44FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NILN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of const-r-uction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). 1./ 1, / /

Date 07/23/2003 Signed G E-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/201)5 Certificate of Authorization No. NTPT N -1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORANiLk

Stress analysis report on file at GE COMI-PAN'Y, SAN JOSE, CALIORNiLk

DC22A6253, Rev. 02
Design specification certified by B.N. SRI 1HAR Prof. Eng. State CALUW. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUT1t Prof. Eng. State CALIF. Re,. No. NU)21193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid commtission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Depnartnment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

.2L. and sate that to the best of .atosv.edse and belief, the NPT Certificate Holder has constructed this par in accordance withadsaecatohebsofmy partegead d,.a

the ASME Code Section Ill.
By signing this certificate, neither the Inspector nor his employer mak-es any warranty, expressed or implied. conceming the part described in the
Partial Data Report. Furthermore, neither the Insp-ctor nor his employer shall be liable in any manner for any personal injury or proprty damages or
a loss of any kind arising from or connected with this inspection.

-71-- -3?
Dace

NC 1231, Ohio, WC 3686 PA

C I nspector's Signatujre National Board, State. Pro'ince and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 1/i " x I I". (2) information in 1-2 on the Data Report is

included on eacht sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section 1l1, Division I

General Electric Company Nuclear Energy ( GE-NE)1. Manufactured and certified by
3901 Castle 1layne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A8041 r

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section I[I. Edition

CONTROL ROD DRIVE; MODEL# 7RDB144FGOOS

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section [11. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 11/11/2004 SLgned GE-NE By • ('S
(NPT Certificate If.oldcr) (S 'QIR Presentative)

Certificate of Authorization Expires 06/16/2005 Certificate of Auwhorization No. NPT N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COLMPANY, SAN JOSE, CALIFORINIA

DC22A6253. Rev. 02
Design specification certified by 1.N. SRI.DHAR Prof. Eng. State CALIF. Reg. No 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CALIF. Reg No. N121193

CE'RTIFICATION OF SHOP INSPECTION

I. the undersigned, holding a vald roumnissin by the National Board of Boiler and Pressure Inspectors andior the State or Province of North Carolinýi
and employed by Department of Labor of Stat..e of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

J/,•'•, •__.•/, and state that to the best ot myt knowledg. and belief, the N',T Certifica.e Holder ha3 con.truct•d this part in accordance with
the ASME Code Section III.
By signing this certificate. neither th-i nspecror nor his employer makes any warranty, expressed or implied, conceming the part described in the

Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising front or connected with this inspection.

Pate

NB8214 IBNA
National Board. State. Province and No.6t rispccior's Signature

*Supplemental sheets in form of ists, sketches or drawing may be used provided (1) size is 8 1/i " x I1", (2) information in 1-2 on the Data Report is

included ott each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE )
3901 Castle Hayne Road, Wilmington, NortW Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6949

(a) Constructed According to Drawing No. 76SE534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASM.E Code: Section III, Edition

CONTROL ROD DRIVE; NIODEL#t 7RDB144FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. -I-DROSTATICALLY TESTED AT 1820 PSI, TVIIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). , .4 A I

Date 10/20/2003 Signed GE-NE
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. N-PT N-1151

CERTIFICATION OF DESIGN FOR APPLT-ENANCE

Dcsign information on file at GE COMPANY, SAN JOSE, CALIFORN-L.

Stress analysis report on file at GE COMPANY, SAN JOSE, CALEFORJN1A

DC22A6253, Rev. 02
Design specification certified by B.N. SR[IDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTII Prof. Eng. State CALIF. Reg. No. N121193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid comnmissioi by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and eniipoyed by D netntL of Labhor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

, and state that to the best of my knowledge and belief, the NPPT'Certificate Holder has constructed this part in accordance with
the 4SNIE Code Section III
By signing this certificate, neither the Inspector nor hi:s etiployer makes any war-ranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the hispector nor his employer shall be liable in any nianner for any personal injury or property damages or
a loss of any kind arising from or connected ,iah this inspection.

Date lntPector' s gnature

NC 1231, Ohio, WC 3686 PA
Natioeal Board, State, Province and No.

"Supplemental sheets in formi of lists, sketches or drawing may be used provided (1) size is 8 y~ " x 11". (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provisionof the AME code Rules, Section II1, Division I

1, Manufactured and certified by General Electric Company Nuclear Energyf~ GJE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferr

2. Identification - Certificate Holder's S/N of Par

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

y Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

t A8116 - Nat'l Bd. No. N/A

768E534G008, Rev. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL# 7RDB144FG005 -

© Applicable ASME Code: Section Ill, Edition 1974 1 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASNIE Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). J ,

Date 07/07/2004 Signsed GE-NE
(NIT Certificatc Holder)

By

Certificate of Authorization Expires 06/16/2-005 Certificate of Autlhorzation No. NTT N- 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE-, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23.-'0920, Re,. 02
Stress analysis rcport certified by J.C. CA..UITIL Prof. Enrg. State CALMF. Reg. No. N1\21193

CEIRTIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Ca-olin..a

and emp oyed by Deparnent of Labor of Scate of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on
._ _, t Wand state that to the best of my knowvledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the SSME Code Section II1.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Repart. Furthermore. neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of arty kind arising from or connected with this inspection.

Date Inspector's Signature National Board, State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 1A " x I I", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date February 28, 2005

Sheet 1 of 3

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 18883 / Work Order (WO) 02-016049-015
Address Reoeer/Reolaceme nt Oroeanization P.O No . Job No.. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec III 19 71 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM-085-18-31 G E A8142 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-22-31 GE A8217 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-26-31 GE A8065 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-26-39 GE A8178 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-22-39 GE A6850 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-18-39 GE A8136 N/A N/A 2003 Installed Yes

7. Description of Work Replaced CRD Bank "P" drives and bolting.

Replacements built to ASME Section III, 1974 - Winter 1975, with Code Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure 1E Exempt El

Other El Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date February 28, 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 2 of 3

Unit 1

DCN 18883 / Work Order (WO) 02-016049-015

Name

P.O0. Box 2000, Decatur, AL 35609-2000
Address Reoair/Reolacement Oroanization P.O No. Job No etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 085, Control Red Drive (CRD) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) ASME Sec III 19 71 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-CRDM-085-14-39 GE AN/A 2004 Installed Yes

BFR-1-CRDM-085-10-43 GE A6809 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-14-43 GE A687 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-18-43 GE A687 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-22-43 GE A6814 N/A N/A 2004 Installed Yes

BFR-1-CRDM-085-26-43 GE A6866 N/A N/A 2003 Installed Yes

BFR-1-CRDM-085-30-43 GE A6970 N/A N/A 2004 Installed Yes

Bolting NOVA N/A N/A N/A 2005 Installed No

7. Description of Work Replaced CRD Bank "P" drives and bolting.
Replacements built to ASME Section I11, 1974 - Winter 1975, with Cede Cases N207 and 1361-2.

8. Tests Conducted: Hydrostatic E]

Other nI

Pneumatic LI Nominal Operating Pressure 0 Exempt E]

Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1 through 6
on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

is amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 3 of 3
WO 02-016049-015

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed by procedure 1-S!-3.3. 1 An WO 04-713480-000.
Applicable Manufacturer's Data Reports to be attached

Code Data Reports (Form N-2) are attached.

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALABAMA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 06-03-OS to 0 -,-02-O7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ _ _________ _Commissions 6-oI5 13L
Inspector's Signature National Board, State, Province, and Endorsements

Date O(a-OZ 2007

UIC6R
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FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section I11, Division I

1. Manufactured and certified by General Electric Company Nuclear Energyj GE-NE)
3901 Castle Havne Road. Wilmin, ton, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's SIN of Part A8142 r

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'[ Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected CONTROL ROD DRIVE; MODELf# 7RDB I44FGO0S

© Applicable ASME Code: Section I11, Edition 1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDTARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section I11. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 09/2S/2I004 Signed GE E- N. By , ntative)
(NPT Certificate Holder) 4 C Rr

Certificate of Authorization Expires 06116/2005 Certificate of Authorization No. NT T N-i 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

• )csivn information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Strcs3 analysis report on file at GE- COMPAN'Y, SAN .JOSE, CALIFORNIA

DC22A6253. Rev 02
D.:sin srec,:ifictatioln ccitifed by B.N. SRIDII.AR Prof Enc. State CALIF. Reg. N'o. 18345

23A4920. Re'. 02
Strcss analy sis report certified by I.C. CARUTH Prof Eng. State CALIF. Reg. No. M21193

CERTIFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid com'\mission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

" • . • , and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the AS-IME Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the

Pa'-tial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

Dalt l/ • nspector's Signature
NBS2) 4 IBNA

National Board. State. Province and No.

"Supplemrental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 !, " x I I", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

S/

I. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVA!Browns Ferry Nuclear Plant Athens, AL 35611
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A8217 r" Nat'l Bd. No. NI

768E534G008, Rev. 09 Drawing Prepared by E.i

CONTROL ROD DRIVE; NIODEL# 7RDBI44FG0OS

M4. DERRO

Ahi. DERRO
© Applicable ASME Code: Section I11, Edition 1974 Addenda Date W'75 Case No. N207, 1361,2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NI[N.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel parn or appurtenance as defined in the code conforms to the rules of construction
of the AS'ME Code Section IIl. (The applicable Designed Specification and Strcss Report are not thc responsibilit) of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report)....-% /

Date . 09/28/12004 Signed GE-NE By
(NPT Certificate Holder) -(S(.\,]Jresentative)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at (;E COMPANY, SAN lOSE, CALIFORNLA

Stress analysis report on file at GE COIPANY, SAN JOSE, CALIFOR.NIA

DC22A6253. Rev. 02
Design specification certified by B.N. SRIDIIAR Prof". Eng. State CALIF. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTHI Prof. Eng. State CALIF. Reg. No. N121193

CERTIFICATION OF SIHOP INSPECTION

I, the undersigned. holding a valid conmmission by the National Board of Boiler and Pressure Inspectors andlor the State or Province of North Carolina
and em loyed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

' Yand tate 1-h- t to the best of nmy knowlede and belief, the NPT Certificate Holder has constructed this part in accordance with
the ,SNIE Code Section IIl.
By signing this certificate, neither the Inspector nor his employer makes any warranty. expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date'
NBS214 IBNA

- Inspector's Signature National Board. State. Province and No.

'Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 V• " x 1", (2) information in 1-2 on the Data Report is
included on each sheet, and ,3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND.APPURTENANCES*
As required by the Provision of the AME code Rules, Section II, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE )
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

(b) Manufactured for TVAfBrowns Ferry Nuclear Plant
(Name and addr

2. Identification - Certificate Holder's S/N of Part A8065

Athens, AL 35611
ess of N Certificate Holder for completed nuclear component)

Nat'l Bd. No. N/A

(a) Constructed According to Drawing No. 768E534G00S, Rev. 09 Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

Q Applicable ASME Code: Section IlI. Edition

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASLME Code Section IIl. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 03/29/2004 Signed GE-NE By y //

(NPT Certificale Holder) ( Q •cresentative)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No, NT'T N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPAN-Y, SAN JOSE, CALrFORNIA

DC22A6253, Rev. 02
Design specification certified by f.N. SRIDIIAR Prof. Eng. State CALHF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTI- Prof. Eng. State CALIF. Reg. No. M21193

CERTIFICATION OF SIIOP INSPECTION

1, the undersigned, holding a valid commission by the National Board o[ Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Departtnen•t of Labor of State of Nort_ h Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

0',7, .. . and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the AIME Code Section Ill
By signing this certificate, neither the Inspector nor his employer msakes any warranty, expressed or implied, conceming the part described in the
Partial Data Report. Furthermort, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

Date S Inspctor's Signature

NB8214 IBNA
National Board, State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 Vi - x I 1", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 -'Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVAfBrowns Ferry Nuclear Plant
(Name and add

2. Identification - Certificate Holder's S/N of Part A8178

(a) Constructed According to Drawing No. 768E534G008, F

(b) Description of Part Inspected CONTROL R

ress of N Certificate Holder for completed nuclear component)

r Nat'l Bd. No. N/A

Rev. 09 Drawing Prepared by E.NI. DERRO

.OD DRIVE; MODEL# 7RDB144FG005

© Applicable ASNIE Code: Section III. Edition 1974 Addenda Date W'75 I Case No. N207, 1361-2 Class 1

3. Remarks: STAN"DARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NUN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).,.,--,, / '

Date 09/28/200-1

Certificate of Authorization Expires

Signerd G E-NE By
(NPT Certificate Holder)

0(6/16/2005 Certificate of Authorization No. NI'T N- 1151

CERTIFICATION OF DESIGN FOR APIURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANI, SAN JOSE, CALIFORUNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SRIDtIAR Prof. Eng. State CALIF. Reg. No. 18345

23.A4920. Rev. 02
Stress analysis report certified by J.C. CARUTHI Prof. Eng. State CALIF. Reg. No. N121193

CIERTI.FICATION OF SIHOP INSPECTION

1, the undersigned, holding a valid comsmission by the National Board of Boiler and Pressure Inspectors andior the State or Province of North Carolina
and employed by Departntent of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

.. . and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the A6NIE Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, conceming the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any tnanner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

11127 . ýO0)7
Datý

NBS214 IBNA

F Inspector's Signature National Board. State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing nay be used provided (I) size is 8 %. - x I 1". (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy- ( dE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6850

(a) Constructed According to Drawing No. 768ES34G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected CONTROL ROD DRIVE _mpODELn 7RDwaI44eGOed

0 Applicable ASME Code: Section III, Edition 1974 1 Addenda Date W'75 Case No. N207, 1361-2

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.

Class I

(Brief description of service for wh~ich component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section IIM. (The applicableDesigned Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). / 4 ,

Date 05/261'2004 Sign•cd GE-NE
(NPT Certificate H-lolder)

By

Certificate of Authorization Expircs 06,16/2005 Certificate of Authorization No. NPT N-I 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SRMDIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTII Prof. Eng. State CALIF. Reg. No. N121193

CERTI-FICATION OF SHOP INSPECTION

1. the undersigned, holding a valid corrunission by the National Board of Boiler and Pressure Inspectors aitd/or the State or Province of North Carolina
and emp loyed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

- and state that to the best of mny knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with

the ASSME Code Section Ill.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the

Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

Date Inspector's Signature
NB8214 IBNA

National Board, State, Province and No.

'Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 /a " x I1", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORMI N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUJCLEAR PART AN]D APPURTENANCES*
As required by the Provision of the AMIE code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Engrg/ ( GE-NE )
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A813.

(a) Constructed According to Drawing No. 768E53-4GOOS, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by EM. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

CONTROL ROD DRIVE; MIODEL# 7RDB144FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

.3. Remarks: STANDARD PART FOR USE WITHI REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. NM[N.
(Brief description of ser-ice for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conformas to the rules of construction

of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder F'or

parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the

appurtenances is not included in the component Design Specification and Stress Report). / / Y

Date 11/05/2003

Certificate of Authorization Expires

Sizned GE-NE
(NPT Certificate Holder)

B'

06/16/2005 Certificate of Authorization No. NPT N-1 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE CONMLA.NY, SAN JOSE, CALIFOR.NIA

Sircss analysis report on file at GE COMPANY. SAN JOSE: CALIFORNIA

DC22A6253. Re'. 02
Design specification certified by B.N. SRDHIIAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTHl Prof. Eng. State CALIF. Reg. No. N121193

CERrTFICATION OF SHOP INSPECTION

I. the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina

and employed by Dea-rtment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

' -'- _.. and state that to the best of my' knowvlede and belief, the NPT Certificate Holder has constructed this part in accordance with

theiAS-IvE Code Section II1.

By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied. concerning the part described in the

Partial Data Report. Furthennore, neither the Inspector nor his employer shall be liable in any manner for an- personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

Date [ nspccwor' Sienaiurc

NC 1231, Ohio, WVC 3686 PA
Natonal Board. State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 Vi " x I I". (2) information in 1-2 on the Data Report is

included on each sheet. and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy (GE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens,AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part

(a) Constructed According to Drawing No.

(b) Description of Part inspected

A8132 r Nat'l Bd. No. N/A

768E534G008, Rev. 0.9 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

© Applicable ASME Code: Section Ill, Edition 1974 Addenda Date W'75 . Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASIME Code Section I11. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtentances is not included in the component Design Specification and Stress Report). - / j'

Date 09/28/2004

Certificate of Authorization Expires

Signed GE-NT By'
(NPT Certificate Holder)

0)6/16/200)5 Certificate of Authorization No. rNTT N-1151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN .OSE, CALTFORPNIA

Stress analysis report on file at G_., COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SRIDIIAR Prof. Eng. State CALIF. Reg. No. 1S345

23A4920, Rev. 02
Stress analysis report certified by J.C. CARUTIH Prof. Eng. State CALIF. Reg. No, 1),4121193

CERTIFICATION OF SIIOI' INSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors andlor the State or Province of North Carolina
and emplpyed by D5oartment of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

.. __¢_.2 _andl state that to the best of my. knowledge and belief, the NPT Certificate [[older has constructed this part in accordance with
the A ME Code Section III.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or cortiected with this inspection.

gi 2 eC
NBS214 IBNA

9' Inspector's Signature National Board. State. Province and No,

*Supplemental sheets in form of lists, sketches or drawing may be used provided (1) size is 8 1/i " x I I" (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energyh.( GE-NE )
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVAIBrowns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6809

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section III, Edition

CONTROL ROD DRIVE; NIODEL# 7RDB144FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service Cor which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NTPT Certification Holder for appurtenances is responsible for furnishing a separate Design Sp cification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). ,-/) ,/

Date 05/18/2004 Signed GE-NET"
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NTT N-1 151

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY, SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SRIDH.AR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by J.C. CA.RUTH Prof Eng. State CALIT. Reg. No. l121193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid conusission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and em loycd by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

S 2,, z_ and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section Ill.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the part described in tdi,
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

ate

NBS214 IBNA ____

Ins pectore -0ign aLu re N4ational Board, State. Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 1/i " x I1I", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE )
3901 Castle Havne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferr' Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Par

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

A6587 Nat'l Bd. No. N/A

768E534G008, Rev. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; NMODEL4t 7RDB144FG005

© Applicable ASME Code: Section III, Edition 1974 Addenda Date W'75 Case No. N207, 1361-2 Class I

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

\We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section II1. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report).

Date 05/2512004 Signed GE-NE By
(NPT Certificate Holder) (S ( esentatie)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NPT N-1151

CE'RTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at

Stress analysis report on file at

DC22A6253, Rev. 02
Design specification certified by

23A4920, Rev. 02
Stress analysis report certified by

GE COMPANY, SAN JOSE, CALIFORNIA

GE COMPANY, SAN JOSE, CALIFORNIA

B.N. SRIDIlAR Prof. Eng. State CALIF. Reg. No. 18345

J.C. CARUTH Prof. Eng. State CALIF. Reg. No. N-1-11193

CERTIFICATION OF SHOP INSPECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

.'..• , _ and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the ASME Code Section III.

By signing this certificate, neither the Inspector nor his employer makes any wvarranty, expressed or implied, concerning the panr described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any' manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

Date Inspector's Signature
NBS214 IBNA

Nationat Board. State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 ½ " x I I", (2) information in 1-2 on the Data Report is
included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Coadmpany Nuclear Energyth CoE-NE )
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6814 Nat'l Bd. No. N/A

(a) Constructed According to Drawing No. 768ES34G003, Rev. 09 Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected CONTROL ROD DRIVE; MODEL# 7RDB144FG005

© Applicable ASME Code: Section III, Edition 1974 Addenda Date W'75 Case No. N207, 1361-2 Class

3. Remarks: STANDARD PART FOR USE wrrIH REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined inthe code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenance- is not included in the component Design Specification and Stress Report). / - .

Dat:n 05/252004 Signed . GE-NE
(NPT Certificate Holder)

By

Certi ficate of Authorization Expires 06/16/2005 Certificate of Authorization No. N1PT N-I 151

CERTIFICATION OF DESIGN FOR API'URTENANCE

Design information on file at

Stress analysis report on file at

DC22A6253, Rev. 02
Design spccif-cation certified by

23A4920. Rev. 02
Stress analysis report certified by

GE COMPANY, SAN lOSE, CALIFORNIA

GE COMPANY. SAN JOSE, CALIFORNIA

BRN. SRIDIIAR Prof. Eng. State

Prof. Eng. State

CALIF. Reg. No.

CALIF. Reg. No.

18345

N1121193J.C. CARUTH

CERTIFICATION OF SHOP INSI'ECTION

I, the undersigned, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carohna
and employed by DepatInient of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

',_ý ' n.5'and state that to the best of my knowledge and belief, the NP'T Certificate Holder has constructed this part in accordance with
the ASNIE Code Section Ill.
By siguing this certificate, neither the Inspector ttor his cnsployer makes any wa-ranty, expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

it loss of any kind arising front or connected with this inspection.

-. Datc Inspecor's Signature
NB821.4 IBNA

riational Board, State, Province and No.

*Supplenmental sheets in fornt of lists, sketches or drawing may be used provided (I) size is 8 ,-½ " x I I", (2) information in 1-2 on the Data Report, is
included on eitch sheet, and (3) eacht sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy (.gE-NE)
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6813

(a) Constructed According to Drawing No. 768E534G008, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section I11, Edition

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks: STANDARD PART FOR USE WITH. REACTOR. HYDROSTATICALLY TESTED AT 1820 PSI. MUN.
(Brief description of service for which component was designed)

WVe certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for furnishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). , , /I I

Date 05/25/2004 Signed GE-Nh/
(NPT Certificate Holder)

By

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NiI' N-11S1

CE-RT[FICA'I'ION O1 DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALIFORNIA

Stress analysis report on file at GE COMPANY', SAN JOSE, CALIFORNIA

DC22A6253, Rev. 02
Design specification certified by B.N. SRmIDLAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920, Rev. 02
Stress analysis report certified by I.C. CARUTI- Prof. Eng. State CALIF. Reg. No. M21193

CERT'F'ICATION OF SHOP fVNSPECTION

I. the undersigned, holding a valid commission by the Naiion:d Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and employed by Department of Labor of State of North Cauolina have inspected the part of a pressure vessel described in this Partial Data Report on

5__c:7, and state that to the best of my knowlede and belief, the NPT Certificate Holder has constructed this part in accordance with

the ASME Code Section 1iI.
By signing this certificate, neither the Inspector nor his employer makes any warranty. expressed or implied, concerning the part described in the
Partial Data Report. Furthermore, neither die Inspector nor his employer shall be liable in any mnaniner for any personal injury or property damages or
a loss of any kind arising from or connected with this inspection.

Date ( lIspector's Signature
NB8214 IBNA

National Bloard, State, Province and No.

*Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 '/i " x I1-, (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy ( GE-NE)
3901 Castle Hayne Road, Wilmington, Northf Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant

2. Identification - Certificate Holder's S/N of Par

(a) Constructed According to Drawing No.

(b) Description of Part Inspected

(Name and address of N Certificate Holder for completed nuclear component)

S A6866 Nat'l Bd. No. N/A

768E534G008, Rtv. 09 Drawing Prepared by E.M. DERRO

CONTROL ROD DRIVE; MODEL# 7RDB144FG005

© Applicable ASME Code: Section III. Edition 1974 1 Addenda Date W'75 Case No. N207, 1361-2 1 Class

3. Remarks: STANDARD PART FOR USE WITH REACTOR. HYDROSTATICALLY TESTED AT 18240 PSI. MNIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction

of the ASNIE Code Section III. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NhPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included in the component Design Specification and Stress Report). ').d I e

Date 09/23/2003 Signed GE-NE By
(P'T" Certificate Holder)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. NTT N-1151

CER.TUICATION OF DESIGN FOR APPURTENANCE

Design information on File at GE COMiPAN'Y, SAN JOSE, CALITFOINIA

Stress analysis report on file at GE COMP:ANY, SAN JOSE, CALIFORPNIA

DC22A6253. Rev. 02
Design specification certified by 1,.N. SR _)HII.AR Prof. Eng. State CALIF. Reg. No. 1S345

23A4920. Rev. 02
Stress analysis report certified by J.C. CARUTH Prof. Eng. State CA.1LIF. Reg. No N-21 193

CERT1FICATION OF SIHOI' INSPECTION

I. the undersigned, holding a valid comnnission by the National Board of Boiler and Piessure Inspectors and/or the State or Province of North Carolina
and employed by Debarineilt of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

Sa-na•dstae thit (a thet best of my keowlec-de ad bcelef, the NTT Certificate Holder has constructed this parn in accordance xilth
the ASME Code Section II1.
By signing this certificate, neither the Inspector nor his employer makes any warranty, expressed or implied. conceming the part described ini the
Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or
a loss of arty kind arising from or connected wich this inspection.

Date 6Inspector's Signature

NC 1231, Ohio, WC 3686 PA
National Board. State. Province and No.

"Supplemental sheets in form of lists, sketches or drawing may be used provided (I) size is 8 1,.i, x 1'", (2) information in 1-2 ott the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM N-2 CERTIFICATE HOLDERS' DATA REPORT FOR NUCLEAR PART AND APPURTENANCES*
As required by the Provision of the AME code Rules, Section III, Division I

1. Manufactured and certified by General Electric Company Nuclear Energy- ( GE-NE )
3901 Castle Hayne Road, Wilmington, North Carolina 28401

(Name and address of NPT Certificate Holder)

Athens, AL 35611(b) Manufactured for TVA/Browns Ferry Nuclear Plant
(Name and address of N Certificate Holder for completed nuclear component)

2. Identification - Certificate Holder's S/N of Part A6970

(a) Constructed According to Drawing No. 768E534G00S, Rev. 09

Nat'l Bd. No. N/A

Drawing Prepared by E.M. DERRO

(b) Description of Part Inspected

© Applicable ASME Code: Section I11. Edition

CONTROL ROD DRIVE; MODEL# 7RDBI,44FGOOS

1974 Addenda Date W'75 Case No. N207, 1361-2 Class 1

3. Remarks. STANDARD PART FOR USE WITH REACTOR. HtYDROSTATICALLY TESTED AT 1820 PSI. MIN.
(Brief description of service for which component was designed)

We certify that the statements in this report are correct and this vessel part or appurtenance as defined in the code conforms to the rules of construction
of the ASME Code Section Ill. (The applicable Designed Specification and Stress Report are not the responsibility of the NPT Certificate Holder for
parts. An NPT Certification Holder for appurtenances is responsible for fumishing a separate Design Specification and Stress Report if the
appurtenances is not included itt the component Design Specification anid Stress Report).

Date 03/29/2004 Signed GE-NY B37 -Oy (S tate
(NPT Certificate Holder) - Q R p escative)

Certificate of Authorization Expires 06/16/2005 Certificate of Authorization No. -NTT N-I 15 1

CERTIFICATION OF DESIGN FOR APPURTENANCE

Design information on file at GE COMPANY, SAN JOSE, CALMORNIA

Stress analysis report on file at GE COMPANY, SAN .JOSE. CALIFO.RNIA

DC22A6253, Rev. 02
Design specification certified by [.N. SRI, 1).I1IAR Prof. Eng. State CALIF. Reg. No. 18345

23A4920. Rev. 02
Stress analysis report certified by I.C. CARUT1H Prof. Eng State CALIKF. Reg. No 121, 193

CERTIFICATION OF SHOP INSPECTION

I. the undersigncd, holding a valid commission by the National Board of Boiler and Pressure Inspectors and/or the State or Province of North Carolina
and etp oyed by Department of Labor of State of North Carolina have inspected the part of a pressure vessel described in this Partial Data Report on

_ , O . and state that to the best of my knowledge and belief, the NPT Certificate Holder has constructed this part in accordance with
the A ME Code Section Ill.
By signing this certificate, neither the Inspector tior his employer makes any warranty, expressed or implied, conceming the part described in the

Partial Data Report. Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury or property damages or

a loss of any kind arising from or connected with this inspection.

D ?/' ., C~___
1/ Inspector's Signature

NB8214 IBNA
National Board. State. Province and No.

*Supplementai sheets in form of lists, sketches or drawing [nay be used provided (1) size is 8 1,i " x I1", (2) information in 1-2 on the Data Report is

included on each sheet, and (3) each sheet is numbered and number of sheets is recorded in item 3 "Remarks".



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date October 3, 2006

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 51020 Work Order (WO) 02-016053-000
Address Reoair/Reolacement Oroanization P O No . Job No etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Cede Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS B3 1. 1.0 19 67* Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-622 TVA N/A N/A Old ID 2006 Removed No
HPCI-1-R6

1-47B455-623 TVA N/A N/A Old ID 2006 Removed No
HPCI-1-H48

7. Description of Work Removal only of supports to allow for modification of building steel.

New supports to be installed per WO 02-014857-014.

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure EL

Test Temp. N/A 'F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 02-016053-000

FORM NIS-2 (Back)

9. Remarks
Apphcable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISI Program Engineer Date / , 20 1!6
Owner or Owners Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AL/AB3AWA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 12-31-0 2. to io-04-0, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_____________-_ Commissions AL 46
Irspectors Signature National Board. State, Province, and Endorsements

Date iot-o4 20 0(o

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Address

Date August'16, 2005

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Order (WO) 02-016302-001
Reoair/Reelacement Oroanization P 0. No.. Job No . etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 068, Reactor Water Recirculation (RWR) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (RPV) ASME Section III 19 65' Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Fuel Support Casting General Electric N/A N/A None 2005 Removed No
at location 26-47 Old

Fuel Support Casting General Electric 010 N/A None 2005 Installed No
at location 26-47 New

7. Description of Work Removed old casting and installed new fuel support casting.

This is a like-for-like material replacement per GE Dwg. 117C4050, 729E584 and TIIC CDP-999T.

8. Tests Conducted: Hydrostatic El Pneumatic 11 Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt 0

Other L] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

ItJC6.,\X



Page 2 of 2
WO 02-016302-001

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed S ProgramEngineer Date _ _ _'_ _,20 ____-

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of IV. and employed by HSB CT of

Hartford, Connecticut have ipspected the components described
in this Owner's Report during the period _ _f__ _c/o_ S to g_// 7, and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-4A~ t./('••O 7 Commissions /Z-LY" /--e--,•
Inspectors Signature National Board, State. Province, and Endorsements

Date ccc-. 17 200 5
7ý

U IC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date January 8, 2007

1101 Market Street
Name

2.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Sheet 1 of 2

Unit 1

Work Order (WO) 02-016531-000
Address ReoawfReolacement Oroanization P 0. No.. Job No etc

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 001 & 010, Main Steam (MS) System & Boiler Drains & Vents (BD&V)/ ASME Code Class 1 & 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)
RSSJ-1 & 2 (10") TVA N/A N/A New I D will be 2003 Removed No

1-47B4011-38 1
RVVH-14 (10") TVA N/A N/A New ID will be 2003 Removed No

1-47B401-39
RSSJ-3 & 4 (10") TVA N/A N/A New ID will be 2003 Removed No

1-47B401-411
RSSL-1 & 2 (10") TVA N/A N/A New ID will be 2003 Removed No

1-47B401-49
RVVH-15 (10") TVA N/A N/A New ID will be 2003 Removed No

1-47B401-50
RSSL-3 & 4 (10") TVA N/A N/A New ID will be 2003 Removed No

1-47B401-51
MS-1-HD4 (26") TVA N/A N/A New ID will be 2003 Removed No

1-47B400-72 1
MS-1-SSCI (26") TVA N/A N/A New ID will be 2003 Removed No

1__ _1-47B400-101 1

7. Description of Work Temporary removal of supports to allow for drywell steel removal. See Remarks.

8. Tests Conducted: Hydrostatic El Pneumatic EI Nominal Operating Pressure El Exempt E

Other nl Pressure N/A psi Test Temp. N/A -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 02-016531-000

FORM NIS-2 (Back)

9. Remarks Support modification/re-installation is in WO# 02-014851-001 (supports 38, 39, and 41), WO# 02-014851-007
Apphcable Manufacturer's Data Reports to be attached

(support 49 and 50), WO# 02-014851-008 (support 51), WO# 02-014857-001 (support 72), and WO# 02-014857-006 (support 101).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed , L2.A," ISI Program Engineer Date 0:1,,-•x Z-7 200
Owner or Cwner's Desrgnee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board ot Boiler and Pressure Vessel Inspectors and the State

or Province of AL,• AtmA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 12- ^3O -.-0• to 07-03- 't , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

""• Commissions A LI ta 3 G.
Inspector's Signature National Board, State. Province, and Endorsements

Date 01?-03 20

U1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date February 4, 2006

Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN 51019 Work Order (WO) 02-016531-001
ReoairrReolacement Oroanization P.O. No .Job No.. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Expiration Date N/A

4. Identification of System System 001, Main Steam (MS) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MDH-5A (2") TVA N/A N/A New ID will be 2005 Removed No
1-47B400-214

MDH-6 (3") TVA N/A N/A New ID will be 2005 Removed No
11-47B400-219

MDH-7 (3") TVA N/A N/A New ID will be 2005 Removed No
I 1_ _ 11-47B400-213

MSS-7 (3") TVA N/A N/A New ID will be 2005 Removed No
I__ _ I_ _ 1-47B400-216

7. Description of Work Removal only of supports to allow for drywell steel removal. See Remarks.

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure El

Test Temp. N/A -F

Exempt Z

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 02-016531-001

FORM NIS-2 (Back)

9. Remarks Support modification/re-installation is in WO# 02-014857-010 (-213 & -214) and 02-014857-011 (-216 & -219)
Applicable Manulacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - Z,,Z'- ISI Program Engineer Date . _-_ _ _ ,20 "6
Owner or Owner's Designee, Title L7

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 7•-e.A , /SZ .!6 and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period .21/3 01 .1 to .//</..( ,andstate that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions 7""/ ,;z S?
Inspector's Signnaeybt National Board, State, Province, and Endorsements

Date 20 i '

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 Owner Tennessee Valley Authority (TVA) Date July 31, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 of

Unit I

2

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 51019 Work Order (WO) 02-016531-002
Address Reoair/Reolacement Oroanization P 0 No Job No etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 001, Main Steam (MS) System / ASME Cede Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B401-60 (10") TVA N/A N/A None N/A Removed No

7. Description of Work Removal of supports to allow for drywell steel removal. See Remarks section for re-installation Work Order.

8. Tests Conducted: Hydrostatic El
Other El

Pneumatic El Nominal Operating Pressure El Exempt 0

Pressure N/A psi Test Temp. N/A

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 02-016531-002

FORM NIS-2 (Back)

9. Remarks Support modification/re-installation is in WO# 02-014851-009.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed .'i . ,ISl Program Engineer Date ,20 )
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALMAJVYA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period Qf- 17- 03 to O6 -C I- cc-. , , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4 L ~ Q L )Commissions AJ, 4/6
Inspector's Signature National Board, State, Province, and Endorsements

Date 0i4 Au.ats 20 06

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date November 20, 2006

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 51019 Work Order (WO) 02-016531-003
Address Reoair/Reolacement Oroanization P 0 No.. Job No . etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 001, Main Steam (MS) System / ASME Cede Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B400-71 (26") TVA N/A N/A MS-1-HD3 2006 Removed No

7. Description of Work Removal only of support to allow for drywell steel removal. See Remarks section for re-installation Work Order.

8. Tests Conducted: Hydrostatic El

Other F1

Pneumatic El Nominal Operating Pressure E]
Test Temp. N/A 0F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 02-016531-003

FORM NIS-2 (Back)

9. Remarks Support modification / re-installation is in WO# 02-014857-001.
Applicable Manufacturers Data Reports to be attached

CERTIFICATE OF COMPLIANCE

certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 4-4 ,"(ikD,'-' 9 ,ISI Program Engineer Date ,Ab V••! )-.- 7-/ 20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of AL.A4 •KttA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 01-- i7 - 0 3 to -1-0- .( , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ _ _ _ _ _ _ Commissions A4k,
Inspectors Signature National Board, State, Province, and Endorsements

Date It - 2'7 20 O-

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
N•ame

2.

3.

Chattanooga. TN 37402-2801

Address

Plant Browns Ferry Nuclear Plant (BFN)

NHae

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000. Decatur, AL 35609-2000
Address

Date November 28, 2006

Sheet 1 of 2

Unit 1

DCN 51020 Work Order (WO) 02-016531-004
Reoair,'eolacement Oroanization P 0. No.. Job No . etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Drains and Vents (BDV) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B401-7 (10") TVA N/A N/A N/A 2003 Removed No

1-47B401-14 (10") TVA N/A N/A N/A 2003 Removed No

1-47B401-18 (10") TVA N/A N/A N/A 2003 Removed No

7. Description of Work Removal only of support to allow for drywell steel removal. See Remarks section for re-installation Work Order.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure LI Exempt [

Other LI Pressure N/A psi Test Temp. N/A -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1

through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 02-016531-004

FORM NIS-2 (Back)

9. Remarks Support modification / re-installation is in WO# 02-014851-001 (1-47B401-7). WO# 02-014851-002 (1-47B401-14). and.
Applicable Manufacturer's Data Reports to be attached

WO# 02-014851-003 (1-47B401-18).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed C ( • .,r")' ISI Program Engineer Date .___________-_ 20 0)c
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned. holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA BA ri/A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period ." 2•Z-L)3 to ' 2-'.- . and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

•______-_"_,,___-_____•.,, _ _Commissions NIL 46
Inspector's signature National Board, State, Province, and Endorsements

Date 11'-2 20 06

U t C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date February 15, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN 51019 Work Order (WO) 02-016531-005
Reoairtfleolacement Oroanization P 0. No .Job No . etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Cede Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 001, Main Steam (MS) and System 010, BDV System / ASME Code Class 1 and 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MS-1-SSD12 (SSD-1) TVA N/A N/A New ID will be 2006 Removed No
(26" Class 1 - Main 1-47B400-101
Steam)
MS-1-SSD12 (SSD-2) TVA N/A N/A New ID will be 2006 Removed No
26" Class 1 - Main 1-47B400-102
Steam)
MSS-3 TVA N/A N/A New ID will be 2006 Removed No
(10" Class 2 - BDV) 1-47B401-59
MSS-6 TVA N/A N/A New ID will be 2006 Removed No
(10" Class 2 - BDV) 1-47B401-73

7. Description of Work Removal only of supports to allow for drywell steel removal. See Remarks.

8. Tests Conducted: Hydrostatic El

Other E]

Pneumatic El Nominal Operating Pressure 11

Test Temp. N/A 5F

Exempt E

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UtIC6R



Page 2 of 2
WO 02-016531-005

FORM NIS-2 (Back)

9. Remarks Support modification/re-installation is in WO# 02-014857-006 (-101 & -102), 02-014851-008 (-59), and 02-014851-009 (-73).
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed Z,, , -Z - ISI Program Engineer Date -2-/ , ,20 61,
Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of l,-,.,,e s.S • and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period //,3o/O_2 to , e'./// , , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

44A,&e..tx•£ ,),I"j4.- Commissions /,'/,- /
Inspector's Signature 6 National Board, State, Province, and Endorsements

Date ,,___, _ _20 .J

IJIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

I. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date February 15, 2006

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51019 Work Order (WO) 02-016531-006
Address ReoaIr/Reolacement Oroanization P 0. No.. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 001, Main Steam (MS) and System 010, BDV System / ASME Code Class 1 and 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B400-103 TVA N/A N/A MS-1-SSC4 (old ID) 2006 Removed No
(New ID) (26" Class 1 - Main

Steam)
1-47B400-104 TVA N/A N/A MS-1-SSC5 (old ID) 2006 Removed No
(New ID) (26" Class 1 - Main

Steam)
1-47B401-27 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No
1-47B401-28 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No
1-47B401-30 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No
1-47B401-32 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No
1-47B401-33 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No
1-47B401-35 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No
1-47B401-43 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No
1-47B401-44 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No
1-47B401-45 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No
1-47B401-46 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No

7. Description of Work Removal only of supports to allow for drywell steel removal. See Remarks.

8. Tests Conducted: Hydrostatic El Pneumatic 11 Nominal Operating Pressure Eli

Test Temp. N/A 0F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81,2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UI C6R



Page 2 of 2
WO 02-016531-006

FORM NIS-2 (Back)

9. Remarks Support modification/re-installation is in WO# 02-014857-006 (-103 & -104), 02-014851-004 (-27 & -28),
Applicable Manufacturers Data Reports to be attached

02-014851-005 (-30, -32, -33, & -35), 02-014851-006 (-43 & -44), and 02-014851-007 (-45 & -46).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed -& 1;1 ProgramEngineer Date .- / .- ,20 ____

Owner or Owners Designee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of , ;S e, e- and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period v_',1,;_'3 to ,,l//k/o,6 , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xt.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspectors Signature Li
Commissions ' ,t53 Y

National Board, State, Province, and EndorsementsInspector's Signature U.

Date A/ia' 20 P_6

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA) Date April 22, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN 51019 Work Order (WO) 02-016531-007
Reoair/Reolacement Oroanization P.O No. Job No . etc

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000

Address

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 001, Main Steam (MS) and System 010, BDV System / ASME Code Class 1 and 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B400-90 TVA N/A N/A (26" Class 1 - MS) 2006 Removed No
(Strut only) (Partial)

1-47B401-8 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No

1-47B401-9 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No

1-478401-22 TVA N/A N/A (10" Class 2 - BDV) 2006 Removed No

7. Description of Work Removal only of supports to allow for drywell steel removal. See Remarks.

8. Tests Conducted: Hydrostatic E

Other r-1

Pneumatic E3 Nominal Operating Pressure []

Test Temp. N/A -F

Exempt E

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Y2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 02-016531-007

FORM NIS-2 (Back)

9. Remarks Support modification / re-installation is in WO# 02-014851-001 (-8), 02-014851-002 (-9), and 02-014851-004 (-22 and -90).
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed -z 2-, Program Engineer Date ~ 2 ,20 06
Owner or Owner's Designee, Title f

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of / 4IBAK4V and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period oz- I'Z-03 to o5- oi- o( . , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-_ _ _ _ _ _ _ Commissions A4,
Inspector's Signature National Board, State. Provnce, and Endorsements

Date OS - 20 Wo

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA)

110 1 Market Street
Name

Chattanooga, TN 37402-2801
Address

Date November 20, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51019 Work Order (WO) 02-016531-008
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Reoair/Reolacement Oroanization P 0 No.. Job No . etc

Type Cede Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 010, BDV System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped

Name of Name of Manufacturer Board Other Year Removed, or (Yes
Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B401-37 (10") TVA N/A N/A N/A N/A Removed No

1-47B401-63 (10") TVA N/A N/A N/A N/A Removed No

1-47B401-47 (.10") TVA N/A N/A N/A N/A Removed No

1-478401-31 (10") TVA N/A N/A N/A N/A Removed No

1-47B401-74 (10") TVA N/A N/A N/A N/A Removed No

7. Description of Work Removal only of supports to allow for drywell steel removal. See Remarks.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure fl Exempt 0

Other Ml Pressure N/A psi Test Temp. N/A -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 02-016531-008

FORM NIS-2 (Back)

9. Remarks Support modification / re-installation is in WO# 02-014851-005 (-37 and -31), 02-014851-007 (-47), and
Applicable Manufacturer's Data Reports to be attached

02-014851-009 (-63 and -74).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed (-7i2t..-J. ". ".,,>-' ISI Program Engineer Date 20 ,20 6L,

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of Li-, &j'.., . and employed by HSB CT of

Hatiod, Connecticut have inspected the components described
in this Owner's Report during the period , Z- _-r c,.c.C Z. to 2 - -_ -- D ( ") , and state that
to the best of. my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

K~ 1 2 Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date I, \ " 2:T--- 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions-of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date December 5, 2005

Sheet 1 of 2

Unit I

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

DCN 51019 Work Order (WO) 02-016531-009
Reoair/Reolacement Oroanization P.O No Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 001, Main Steam (MS) System / ASME Code Class 1 & 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping).USAS B31.1 0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

H-f (class 2) TVA N/A N/A New ID will be 2005 Removed No
1-47B401-55

MSS-1 (class 2) TVA N/A N/A New ID will be 2005 Removed No
1-47B401-54

SSA-1 (class 1) TVA N/A N/A New ID will be 2005 Removed No,
1-47B400-88

SSA-2 (class 1) TVA N/A N/A New ID will be 2005 Removed No
1-47B400-89

7. Description of Work Removal only of supports to allow for drywell steel removal. See Remarks.

8. Tests Conducted: Hydrostatic 0 Pneumatic El Nominal Operating Pressure El Exempt 0

Other LI Pressure N/A psi Test Temp. N/A 5F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 02-016531-009

FORM NIS-2 (Back)

9. Remarks Support moditication/re-installation is in WO# 02-014851-008 (-54 & -55) and 02-014857-004 (-88 & -89)
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A

Signed i '"-..-'-- " L- SAl Program Engineer
/ Owner or O'ner's Designee, Title

Expiration Date N/A

Date " -,'- 120 _ _ý:

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of __ ____-,__, and employed by HSB CT of

Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 02 ,Z,5',3 to 02- 7/04 , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in thts Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

= 4- l--a4 Commissions &A 5SSI

Inspector's Signtaure National Poard, State, Prourece, and Endorsements

Date o2-107 20 06

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

Owner Tennessee Valley Authority (TVA) Date January 30, 2007

1101 Market Street
Name

Chattanooga, TN 37402-2801

Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 of 2

Unit 1
Name

P. 0. Box 2000. Decatur, AL 35609-2000 DCN 51019 Work Order (WO) 02-016531-010
Address Reoaar/Reolacement Oroanization P 0. No . Job No.. etc

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

System 010, Boiler Drains and Vents (BDV) / ASME Code Class 2 equivalent
4. Identification of System System 001, Main Steam (MS) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

HA-4 TVA N/A N/A New ID will be 2007 Removed No
(MS Class 1) 1-47B400-85
RSSB-1 TVA N/A N/A N/A 2007 Removed No
(BDV Class 2)

RSSB-2 TVA N/A N/A N/A 2007 Removed No
(BDV Class 2) 1
RVVH-21 TVA N/A N/A New ID will be 2007 Removed No
(BDV Class 2) 1-47B401-25 I I

7. Description of Work Removal only of supports to allow for drywell steel removal. See Remarks.

8. Tests Conducted. Hydrostatic El Pneumatic El Nominal Operating Pressure El Exempt 0

Other 0I Pressure N/A psi - Test Temp. N/A -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria

l I (I C R



Page 2 of 2
WO 02-016531-0t0

FORM NIS-2 (Back)

9. Remarks Support modification / re-installation will be performed in WO# 02-014857-003 (support -85) & WO# 02-014851-004 (support -25)
Applicable Manufacturer's Data Reporls to be atlached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed '-ISI Program Engineer Date 1 30 20
Owner or Owner's Designee, Trtle

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAZtA•" A , and employed by HSB CT
Hartford. Connecticut have inspected the components described

of
J

in this Owner's Report during the period 02-25*- Zoc_.3 to 01- -.31-2037 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
Commissions At 4 / 4LIoo J1 3L

National Board, State, Province, and Endorsements

Date 01I-31 20o7

tJ I COIR



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA) Date February 14, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P.O0. Box 2000, Decatur, AL 35609-2000
Addres

DCN 51019 Work Order (WO) 02-016531-012

3. Work Performed by TVA-BFN

Reoair/Reolacement Oraanization P 0 No.. Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 001, Main Steam (MS) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B401-53 TVA N/A N/A None 2005 Removed No

7. Description of Work Removal of spring can support to allow for drywell steel modification. See Remarks.

8. Tests Conducted: Hydrostatic El Pneumatic 11 Nominal Operating Pressure El
Test Temp. N/A -F

Exempt E

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

ULt C6R



Page 2 of 2
WO 02-016531-012

FORM NIS-2 (Back)

9. Remarks Support modification/re-installation is in WO# 02-014851-008 per DCN 51065.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed L -"• -" 7 - ISI Program Engineer Date J-__ -.- _____ .-_,____,20 _

7Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of eŽ-..,•.,- c> and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period V -' 3 to .¢L//.," , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

L6 7Z~t~C Y&Commissions J/~SS
tnspector's Signature C-' National Board, State, Province, and Endorsements

Date '. 3i1 20 .. &_

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date November 28, 2006

Sheet 1 of 3

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000. Decatur, AL 35609-2000

DCN 51019 Work Order (WO) 02-016531-015
Reoair/Reolacement Oroanization P 0. No.. Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 001 & 010, Main Steam (MS) and Boiler Drains and Vents (BDV) System!

ASME Code Class 1 (MS) & 2 (BDV) equivalent
(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B3 1.1.0 19 67' Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 . 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected. Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B401-12 (10') TVA N/A N/A (Old ID RVVH-1) 2003 Removed No

1-47B401-16 (10") TVA N/A N/A (Old ID RVVH-2) 2003 Removed No

1-47B401-16 (10") TVA N/A N/A (Old ID RSSC-1 & 2003 Removed No

RSSC-2)

1-47B401-13 (10)" TVA N/A N/A (Old ID RSSC-3 & 2003 Removed No
RSSC-4) I

1-47B401-15 (10)" TVA N/A N/A (Old ID RSSD-1 & 2003 Removed No
RSSD-2)

7. Description of Work Removal only of support to allow for drywell steel removal. See Remarks section for re-installation Work Order.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure E] Exempt E

Other [] Pressure N/A psi Test Temp. N/A -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/, in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

110 1 Market Street
Narne

Chattanooga, TN 37402-2801
Acddress

Date November 28, 2006

Sheet 2 of 3

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)

P. 0. Box 2000, Decatur. AL 35609-2000 DCN 51019 Work Order (WO) 02-016531-015
Address

3. Work Performed by TVA-BFN
Nane

P. 0. Box 2000, Decatur, AL 35609-2000

Reoair/Reolacemenl Oraanizatlon P 0 NJo Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 001 & 010, Main Steam (MS) and Boiler Drains and Vents (BDV) System /

ASME Code Class 1 (MS) & 2 (BDV) equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B401-17 (10") TVA N/A N/A (Old ID RSSD-3 & 2003 Removed No
RSSD-4)

1-47B400-119 (26") TVA N/A N/A (Old ID MS-1-SSB4) 2003 Removed No

1-47B400-118 (26") TVA N/A N/A (Old ID MS-1-SSB-5) 2003 Removed No

1-47B400-121 (26') TVA N/A N/A (Old ID MS-1-SSB6) 2003 Removed No



Page 3 of 3
WO 02-016531-015

FORM NIS-2 (Back)

9. Remarks Support modification / re-installation is in WO# 02-014851-002 (1-47B401-11. -12, and -13), WO# 02-014851-003

Applicable Manufacturer's Data Reports to be attached

(1-47B401-15, -16, and -17) and WO# 02-014857-008 (1-47B400-118, -119, and -121).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ' , ISI Program Engineer Date '-- ,20 _(_3

Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AUL'VWA1A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 0-- 3 ,5" to /.i- 2.de-o , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

______ ___ __ _Commissions AL4"
Inspector's Signature National Board, State. Province, and Endorsements

Date A-2-6 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date December 5, 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P.O . Box 2000, Decatur, AL 35609-2000
Address

DCN 51019 Work Order (WO) 02-016606-000

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Reoear/Reolacement Oroanization P.O. No.. Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 003, Reactor Feedwater (RFW) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

FW-1-SSB3 TVA N/A N/A New ID will be 2005 Removed No
1-47B415-44

FW-1-H7 TVA N/A N/A New ID will be 2005 Removed No
1-478415-56

7. Description of Work Removal only of supports to allow for drywell steel removal.

The new supports will be installed later per other WOs.

8. Tests Conducted: Hydrostatic El
Other 11

Pneumatic El Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 2

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 02-016606-000

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed _ ._L_- ISI Program Engineer Date -- - 20
C'vner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of cIYJ, F" -. and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period / --" 0 - L) " to - - 7 -, and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

7--
-4 _F.y'-, ._ ... ' Commissions 77t-/ .t5/,7 3'

InspoEtor's Signature National Board, State. Province, and Endorsements

Date 20 C)7 .20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

I. Owner Tennessee Valley Authority (TVA) Date September 8, 2005

1101 Market Street

2

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)

Name

P. 0. Box 2000. Decatur, AL 35609-2000

Sheet 1 of 2

Unit 1

DCN 51019 Work Order (WO) 02-016606-002
Address Heoair/ReDIacement Oroanization p 0 No.. Job No etc.

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification ot System . System 003, Reactor Feedwater (RFW) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

FW-1-SSB3 TVA N/A N/A 1-47B415-53 2005 Removed No
FW-I-SSB4 TVA N/A N/A 1-47B415-54 2005 Removed No

FW-1-SSB6 4 TVA N/A N/A 1-47B415-64 2005 Removed No

FW-1-SSB7 TVA N/A N/A 1-47B415-48 2005 Removed No

FW-1-H9 TVA N/A N/A 1-47B415-61 2005 Removed No

7. Description of Work Removal only of snubbers and spring support to allow for drywell steel removal.

The new supports will later be installed per other WOs.

8. Tests Conducted: Hydrostatic El Pneumatic LI Nominal Operating Pressure El Exempt 0

Other E] Pressure N/A psi Test Temp. N/A 0F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6R



Page 2 of 2
WO 02-016606-002

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ý .- ,--,, I SI Program Engineer Date 9' ,20 _-_ '
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

1, the undersigned, holding a valid commission issued by the National. Board of Boiler and Pressure Vessel Inspectors and the State
or Province of NC- and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period /' /a2/1c)3 to - /-7/4) , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken c6rrec'tive measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

.J•L t 4 /,,t. • 'JCommissions ,/. -
F L Inspector's Signature National Board, State, Province, and Endorsements

Date 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date November 30, 2005

Sheet 1 of 2

Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51019 Work Order (WO) 02-016606-003
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Reoair'Reolacement Oroanization P 0. No . Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 003, Reactor Feedwater (RFW) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

FW-1-SSA3 TVA N/A N/A New ID 2005 Removed No
1-47B415-21

FW-1-SSA4 TVA N/A N/A New ID 2005 Removed No
1-47B4115-22

7. Description of Work Removal only of snubbers to allow for drywell steel removal.

The new supports will be installed later per other WOs.

8. Tests Conducted: Hydrostatic EZ Pneumatic [] Nominal Operating Pressure El Exempt 0

Other fl Pressure N/A psi Test Temp. N/A -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 02-016606-003

FORM NIS-2 (Back)

9. Remarks
Applicable Manutracturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed .SI Program Engineer Date ,20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of "' ,.. %-,- and employed by HSB CT of
-atf-ord, Connecticut have inspected the components described

in this Owner's Report during the period .- ' -,, C.• ,"2 - to i 2 - "' - 2, 2•C•-, , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature

Date '" 'or '-

Commissions ucs,(,•
National Board, State, Province, and Endorsements

I*

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date March 9, 2006

Sheet 1 of 2

Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

DCN 51019 Work Order (WO) 02-016606-004
Reoair/Reolacement Oroanization P 0 No Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 003, Reactor Feedwater (RFW) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National % Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

FW-1-SSA8 TVA N/A N/A New ID 2006 Removed No
1-47B415-26

FW-1-SSA9 TVA N/A N/A New ID 2006 Removed No
1-47B415-27

FW-1-Ht TVA N/A N/A New ID 2006 Removed No
1-47B415-41

7. Description of Work Removal only of supports to allow for drywell steel removal.
The new supports will be installed later per other WOs.

8. Tests Conducted: Hydrostatic El Pneumatic 0I Nominal Operating Pressure El Exempt [

Other El Pressure N/A psi Test Temp. N/A 0F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.. as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6R



Page 2 of 2
WO 02-016606-004

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed • •".. -., ISI Program Engineer Date .ii. ,20 6•
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALABAH,'IA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period O2-( Z-41 03 to c3 7 Toc i, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4-. CLQ,,Q. Commissions AL 4-(
Inspector's Signature National Board, State. Province, and Endorsements

Date 0.3 fiO 20 016

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Date March 7, 2006

Sheet 1 of , 2

Unit 1

DCN 51019 Work Order (WO) 02-016606-005
ReDair/Reolacement Oroanizahion P 0 No. Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 003, Reactor Feedwater (RFW) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67' Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition. 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identilication Built Installed or No)

FW-1-H3 TVA N/A N/A New ID 2006 Removed No
1-47B415-37

FW-1-SSA7 TVA N/A N/A New ID 2006 Removed No
11-47B415-25

7. Description of Work Removal only of supports to allow for drywell steel removal.

The new supports will be installed later per other WOs.

8. Tests Conducted: Hydrostatic E Pneumatic El Nominal Operating Pressure LI Exempt CE

Other El Pressure N/A psi Test Temp. N/A 5F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used. provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6R



Page 2 of 2
WO 02-016606-005

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed --6•. • •-.L f 'tiProgram engineer Date 2' ,20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding avalid comnmission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of - and employed by HSB CT of
Hartford,-Connecticut have inspected the components described

in this Owner's Report during the period Z 2L.- - , to 2,1' , , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

l&Commissions _ _ __--_ _ _ _ _ _ _

Inspector's Signature National Board, State, Province, and Endorsements

Date 20 C_)

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date November 29, 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 51019 Work Order (WO) 02-016621-000
Address Reoair/Reslacement Orasnization P 0 No.. Job No . etc

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-635 TVA N/A N/A N/A 2005 Removed No

1-47B456-629 TVA N/A N/A N/A 2005 Removed No

1-47B456-630 TVA N/A N/A N/A 2005 Removed No

7. Description of Work Removal of 3" RCIC supports to facilitate drywell steel removal.
The supports will be installed/modified in WO#02-012013-001

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure LI Exempt [

Other El Pressure N/A psi Test Temp. N/A °F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6 X-X



Page 2 of 2
WO 02-016621-000

FORM NIS-2 (Back)

9. Remarks Supports will be re-installed/modified in WO#02-012013-001.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ( __ L,__ <r ,ISI Program Engineer Date , 20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of 7"N and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period /A - ••0 - 03 to 4/ -6, -- 0 '• , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

lns3rctor's Signature
Commissions 77"i ;;75

National Board, State, Province, and Endorsements

Date ______ 20e

UICC6 "XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

I. Owner Tennessee Valley Authority (TVA) Date April 14, 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of

Unit 1

2

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51019 Work Order (WO) 02-016621-002
Address Reoair/ReDlacement Oroantzaeton P 0 No.. Job No . etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 068, Reactor Water Recirculation (RWR) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

H- 1A (R- 1-H10) TVA N/A N/A 1-47B465-455 2005 Removed No
Beam Attachment

7. Description of Work

8. Tests Conducted:

Removal only of support beam attachment to building steel.
(Other support items were removed by WO 02-002075-001. The new support will later be installed per

WO 02-012011-003.)

Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A 'F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U IC6_,XX



Page 2 of 2
WO 02-016621-002

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed . Program Engineer Date ,20
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of -V'•v- t .<'L p .,, -,. &4 £k and employed by HSB CT of
Hartfr&dConnecticut have inspected the components described

in this Owner's Report during the period ii- \ ,,• ? "- C.. to -..- ; 0. ) , 7_• -C' , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions Nati o-d , rs
Inspector's Signature National Board, State, Pro',,nee, and Endorsements

Date "-Q-7• '.. 20il

UtC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date January 17, 2005

Sheet 1 of 2

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
N~lame

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN 51200- 02 Work Order (WO) 03-000638-002
Reoawr/Reolacement Oraanrzation P 0 No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A** Code Case

- (b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-CKV-075-0606 Flowserve 90AYP N/A Check valve 2004 Installed No
Model 80AYT

I-CKV-075-0607 Flowserve 89AYP N/A Check valve 2004 Installed No
Model 80AYT

1-SHV-075-0650 Flowserve 45AYH N/A Gate valve 2004 Installed No
Class 800

Piping (2") TVA N/A N/A N/A 2004 Installed No

7. Description of Work Replaced valves and installed new valves and piping in 2" Core Spray line.
**Code Case N-416-2 utilized.

8. Tests Conducted: Hydrostatic LI Pneumatic El Nominal Operating Pressure Z Exempt E]

Other LI Pressure psi Test Temp. -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the lop of this form.

.as amended by additional quality assurance'requirements found in Contract 68C37-90744 and Design Criteria BFN-50-C-7105.

UIC6R



WO# 03-000638-002
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed in procedure 1-SI-3.3.6 per WO 04-713487-000.

-LLRT was performed per 1-SI-4.7.A.2.g-3/75.

IST!/ PMVT valve testing was performed per procedures l-SI-3.2.3 and 1-SI-3.2.31.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Cede, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed I SI Program Engineer Date 'C--- --- - ,20

Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned. holding a valid coinmission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of v, A - and employed by HSB CT of

H~rtfbrd, Connecticut have inspected the components described
in this Owner's Report during the period I • 12 -,2 (U -*\ •a. to T- 3 "xA"("•'T , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

P-ý, ""ý SL i Commissions , A~ s -
National Board. State. Pro'ince and 9ndorsementsInsoector's Sianature

Date 20 %-J

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date June 9, 2006

Sheet 1 of 2

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P.O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000. Decatur, AL 35609-2000

DCN 51200 - 02 Work Order (WO) 03-000638-003
Reoair/Reolacement Oroanization P.O. No.. Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 075, Core Spray / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-SHV-075-0083 (3") Unknown Unknown N/A N/A 1974 Removed old No
Flowserve /

1-SHV-075-0083 (3") Borg-Warner 51694 N/A N/A 2006 Installed new No

1-FCV-075-0009 (3") Unknown Unknown N/A N/A 1974 Removed old No

1-FCV-075-0009 (3") Flowserve AW-200 N/A N/A 2006 Installed new No

Piping (2-1/2" and 3") Unknown N/A N/A N/A 1974 Removed old No
Consolidated

Piping (2-1/2" and 3") Power Supply N/A N/A N/A 2006 Installed new No

7. Description of Work Install piping and valves.

**Code Case N-416-3 utilized.

8. Tests Conducted: Hydrostatic EZ Pneumatic LI Nominal Operating Pressure 0 Exempt El

Other ED Pressure psi Test Temp. °F

See Remarks

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



WO# 03-000638-003
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed by procedure 1-SI-3.3.6 in WO 04-713487-000.
Aootrcable Manufacturer's Data Reoours to be attached

Appendix J LLRT was performed by procedurel-SI-4.7.A.2.g-3/75.

Valve testing was performed per procedures 1-SR-3.3.3-1.4(1/1) and 1-SR-3.6.1.3.5(CS I).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Cede, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed C -"'. ISI Program Engineer Date
Owner or Owner's De-sianee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of - € . and employed by HSB CT of

Hartford, Connecticut have inspected the components described

in this Owner's Report during the period I - .Y.2- ,(Y. (I , to -{ -,. C-'C" ( , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inas ector's Sionature
Commissions •A._" Ž-(.,

National Board State. Province and Endorsements

Date "r - Z 20O( f

U I C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 10, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000 Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN 51200- 03 Work Order (WO) 03-000638-007
ReoairfReslacement Oroanzation P.O. No.. Job No. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 075, Core Spray / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda*

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Piping (12" and 2") TVA / Shaw N/A N/A N/A 2005 Installed No

1-CKV-075-0609 Flowserve 87AYP N/A N/A 2005 Installed No

1-CKV-075-0610 Flowserve 88AYP N/A N/A 2005 Installed No

1-SHV-075-0649 Flowserve 27AYJ N/A N/A 2005 Installed No

7. Description of Work Install piping and valves.

**Code Case N-416-3 utilized.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure 0 Exempt E]

Other 0
See Remarks

Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6R



WO# 03-000638-007
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed by procedure 1-SI-3.3.6 in WO 04-713487-000.
ADslicable Manufacturer's Data Recorts to be attached

Appendix J LLRT was performed by procedure 1-SI-4.7.A.2.g-3/75.

Valve testing was performed by procedures 1-SI-3.2.3 and 1-SI-3.2.31.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed -'rogram Engineer Date ., , . 20
Owner or Owner's Desianee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of &- _\A and employed by HSB CT of
Hahtford, Connecticut have inspected the components described

in this Owner's Report during the period 2 - '- -2 (•Ci•(i to -. 2 Z2.(C , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

atsoectr's Si"naturea
Commissions . . .'

National Board. State. Promce and Endorsements

Date 20-

U IC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions.of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
tIame

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date March 10, 2005

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P.O0. Box 2000, Decatur, AL 35609-2000
Address

flCN 51200 -04 Work O"rrl~r (W0)• n3-nnnS3R-fl11
ReDair/Reolacement Oroanization P 0. No.. Job No.. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A"

Address

Expiration Date N/A

4. Identification of System System 075, Core Spray/ ASME Code Class 2 equivalent

(Valves) ASME Section III, 1974 Edition, Summer 1975 Addenda

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

Addenda, N/A** Code Case

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-SHV-075-0523A N/A N/A N/A N/A N/A Removed No

1-SHV-075-0523B N/A N/A N/A N/A N/A Removed No

2-1/2" piping N/A N/A N/A N/A N/A Removed No

7. Description of Work Removal only of valves and piping in 2-1/2" Core Spray line.

8. Tests Conducted: Hydrostatic El Pneumatic LI Nominal Operating Pressure El

Test Temp. N/A oF

Exempt E

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Contract 68C37-90744 and Design Criteria BFN-50-C-7105.

UIC6_ ,CX



WO# 03-000638-011
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks
Aoolicable Manutacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed . Program Engineer Date . , '0 ,20 -
Owner or Owner's Desionee Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of '\L)j 1-LA' and employed by HSB CT of

" Connecticut have inspected the components describedin this Owner's Report during the period .•J -, ,_.•_•",.. to ,2-ý •,v ,_"G••adsaeta
Z I and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions
National eoard State Province. and EndorsementsInsaectors Sio.2ature

Date tc) 20 0_5

U I C6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 5, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry NuclearPlant (BFN)
Name

P. 0. Box 2000. Decatur. AL 35609-2000
Address

Unit 1

DCN 51200-03 Work Order (WO) 03-000638-013
Reoair/Reclacement Ofoanizalion P 0 No. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000. Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 075, Core Spray / ASME Code Class 2 equivalent

(Valves) ASME Section I11, 1995 Edition, 1996 Addenda
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Cede Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-075-0037 Flowserve AW-201 N/A N/A 2004 Installed No
(3") 1

Pipe Cap Colonial Machine HT# 8860857 N/A N/A 2003 Installed No(2-1/2")

7. Description of Work Installed 3" diameter valve and 2-1/2" diameter pipe cap in Core Spray System.

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure ED Exempt EL

Other Z Pressure psi Test Temp. -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



WO# 03-000638-013
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks Pressure testing performed by 1-SI-3.3.6. **Code Case N-416-3 utilized.
AoDhtcable Manufacturer's Data Reoorts to be attached

Valve testing performed by 1-SR-3.6.1.3.5(CS II) and 1-SR-3.3.3.1.4(I/2).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A.

Certificate o 41,)Lorization No N/A , Expiration Date N/A

S ig ned yij 4'• .r ,ISI Program Engineer Date 2E('L./ ( ( ,20
Sr esionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of All-ASA'1 and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 0 1 - 24--o4 to 0"7- 1/- 0 7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4 & •-~ L Commissions Auct(a3 -
tnsoector's Sionature National Board State. Province and Endorsements

Date 0-11• 20 OT

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date July 4, 2007

Sheet 1 of 2

Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN # 51200- 02 Work Order (WO) 03-000638-022
Address Reoair[Reolacement Oroanization P.O No.. Job No etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000. Decatur. AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address
Expiration Date N/A

4. Identification of System System 075, Core Spray (CS) / ASME Cede Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case **N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

16" diameter pipe US Steel HT# B65583 N/A N/A 2003 Installed No

7. Description of Work

8. Tests Conducted:

Installed 16" piping in place of valve in Core Spray System (075) per DCN 51200-02.
(The 16" valve 1-SHV-75-0001 had previously been removed from the system per WO 03-004052-000.)

Hydrostatic El Pneumatic Ei Nominal Operating Pressure 0 Exempt [F]

Other ED Pressure psi Test Temp. °F

See Remarks
NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/". in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

tJIC6R



Page 2 of 2
WO 03-000638-022

FORM NIS-2 (Back)

9. Remarks Pressure test performed by 1-SI-3.3.6. Code Case N-416-3 utilized.
Applicable Manufacturer's Data Reports to be attached

Containment Inteqrated Leak Rate Test (CILRT) performed by 1-SI-4.7.A.2.A-F.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Autl rization No N/A Expiration Date N/A

Signed (J1 t-iQ(Z 1 ý IweSI Program Engineer Date Tle20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of • t and employed by HSB CT of

Ha ora, Connecticut have inspected the components described
in this Owner's Report during the period 2- L G-• !M2,c. to 7 L 2-,/ C. " , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Dat Commissions '---- - k (:)-I o-1
Inspector's Signature National Board. Stale. Province, and Endorsements

Date "20 4I

LTI1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date July 5, 2007

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P.O0. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51200 - 03 Work Order (WO) 03-000638-023
Reoair/Reolacement Orcanization P.O No.. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 075, Core Spray (CS) / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case **N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

16" diameter pipe US Steel HT# B65583 N/A N/A 2003 Installed No

7. Description of Work Installed 16" piping in Core Spray System (075) per DCN 51200-03.

(The 16" valve 1-SHV-75-0029 had previously been removed from the system per WO 03-004054-000.)

8. Tests Conducted: Hydrostatic 1:1 Pneumatic II Nominal Operating Pressure 12 Exempt LI

Other Z Pressure psi Test Temp. _F

See Remarks
NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6R



Page 2 of 2
WO 03-000638-023

FORM NIS-2 (Back)

9. Remarks Pressure test performed by I-SI-3.3.6. **Code Case N-416-3 utilized.
Applicable Manufacturer's Data Reports to be attached

Containment Integrated Leak Rate Test (CILRT) performed by i-SI-4.7.A.2.A-F.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Cede, Section XI.

Type Cede Symbol Stamp N/A

Certificate ofAtorization No. N/A Expiration Date N/A

Signed -< , ISIProgram Engineer Date , 20 6,7)

CERTIFICATE OF INSERVICE INSPECTION

I, the undcersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of '•j ,,.,. , , and employed by HSB CT of

Hartffbrn, Connecticut have inspected the components described
in this Owner's Report during the period .2 - 1P ' Z_( . to -• •. -2_(.C"' , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
Commissions V .A I (--),1 (

National Board, State. Provnce. and Endorsements

Date -T- - k 20o

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Address

Date July 5, 2007

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51200 Work Order (WO) 03-000638-026
Reoair/Reolacement Oroanization P 0 No . Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 075, Core Spray / ASME Code Class 1 and 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Serial Board No. Other Year Removed, or (Yes

Component Manufacturer No. Identification Built Installed or No)

Bonnet bolting (3/4") for Nova HT# S67159 (nuts) N/A N/A 2005 Installed No
1-FCV-075-0022 (Class 2) HT# 230940 (studs) 2004
Valve stem locknut to disc weld TVA N/A N/A N/A 2005 Installed No
CS- 1-WO03000638026-001 -CORO
for 1-FCV-075-0022 (Class 2)

Disc for 1-FCV-075-0025 Walworth 101318 N/A N/A 1974 Corrected No
(Class 1)

7. Description of Work Tack welded valve stem locknut to valve disc for valve 1 -FCV-075-0022.

Installed new bonnet bolting (3/4" diameter) on valve 1-FCV-075-0022.

Drilled hole in downstream side of disc of valve 1-FCV-075-0025 to prevent pressure locking.

8. Tests Conducted: Hydrostatic El

Other 0
See Remarks

Pneumatic El Nominal Operating Pressure E Exempt [1

Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8112 in. X If in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Contract 68C37-90744 and Design Criteria BFN-50-C-7105.

UtC6 _)0(



WO# 03-000638-026
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks Pressure test performed by 1-SI-3.3.6 (1-FCV-075-0022 and I-FCV-075-0025) and I-SI-3.3.1.A (1-FCV-075-0025).
Aoolicable Manufacturer's Data Reo7rAs 2o3be attached

Code Case N-416-3 utili7ed Annendix J LLRT nerformed on valve 1-FCV-075-0025 by 1-SI-47 A 2o-3/75 Valve testing nerformed by

1-SR-3 6.1.3.5(CS I) and 1-SR-3.3-3.1 4(1/1) for 1-FCV-075-0025- Valve testino performed by 1-SR-3.5.1 6(CS I-COMP) and 1-SR-3.3.3-1.4l/1i)

for 1-FCV-075-0022.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of,.Aut.orization No. N/A Expiration Date N/A

Signed / , ISI Program Engineer Date TOiJ 0~>( ,20 07
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAiw•AI and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 12-27-04 to n"7- IZ-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-4 lav Commissions AL4 U t •-
Insoector's Sionature National Board. State Province and Endorsements

Date 07 -12. 2007

UIC6_X'X



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date July 5, 2007

Chattanooga, TN 37402-2801

Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

DCN 51200 Work Order (WO) 03-000638-027P. O. Box 2000. Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Reoair/Reolacemrent Oroaarzation P.O No Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray / ASME Cede Class 1 and 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Serial Board No. Other Year Removed, or (Yes

Component Manufacturer No. Identification Built Installed or No)

Bonnet bolting (3/4") for Nova HT# S52752 (nuts) N/A N/A 2003 Installed No
1-FCV-075-0050 (Class 2) HT# 8992181 (studs) 2004

Valve stem locknut to disc weld TVA N/A N/A N/A 2005 Installed No
CS-1 -W003000638027-001-CORO
for 1-FCV-075-0050 (Class 2) 1 1 1 1

Disc for 1-FCV-075-0053 Walworth 101488 N/A N/A 1974 Corrected No
(Class 1)

7. Description of Work Tack welded valve stem locknut to valve disc for valve 1-FCV-075-0050.

Installed new bonnet bolting (3/4" diameter) on valve 1-FCV-075-0050.

Drilled hole in downstream side of disc of valve 1-FCV-075-0053 to prevent pressure locking.

8. Tests Conducted: Hydrostatic El

Other [
See Remarks

Pneumatic l , Nominal Operating Pressure 2 Exempt 1:]

Pressure psi Test Temp. 'F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/ in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Contract 68C37-90744 and Design Criteria BFN-50-C-7105.

U 1C6_XCX



WO# 03-000638-027
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks Pressure test performed by 1-SI-3.3.6 (1-FCV-075-0050 and 1-FCV-075-0053) and 1-SI-3.3. 1.A (t-FCV-075-0053).
Ao ,licable Manufacturers Data ReDorts lo be attached

C.ndrlc r.Aqp N-A1R-1 "fili7prd Annpnhiy .I I PT nerfnrr•rl nn vAlvs i '-J f n-7.-Ofl hv _- I-_ 7 A 2n-/17r VAIvp tpqtinn nPrfnrrcnrt hv

1-SR-3.6 1-3.5ICS 1) and 1-SR-3.3.3.1 4(I/2) for 1-FCV-075-0053- Valve testino performed by 1-SR-3 5 1 6(CS II-COMP) and

1-SR-3.3.3.1.4(1/2) for 1-FCV-075-0050.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of A uhzation No. N/A Expiration Date N/A

Signed SI Program Engineer Date 20
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALABAMIA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 12-14-04 to "7-12-07  
, and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ _- _ _ _ _ _ Commissions &L.a(.,)c (6L
Insoector's Sionature National Board. State. Province. and Endorsements

Date 07- (i2 20 07

U I C6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date June 22, 2006

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51202- 01 Work Order (WO) 03-000996-017
Address Reoair/Reolacement Oroanization P 0. No . Job No etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 077. Radwaste System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B3 1.1.0 19 67 Edition%, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-77-0015A Velan 6288 N/A Drywell Floor Drain Sump 2006 Removed No
(3") Inboard Isolation Valve old

1-FCV-77-0015B Velan 6576 N/A Drywell Floor Drain Sump 2006 Removed No
(3") Outboard Isolation Valve old

I-FCV-77-0015A Worcester Controls AW-276 N/A Drywell Floor Drain Sump 2006 Installed No
(3") Inboard Isolation Valve new

1-FCV-77-0015B Worcester Controls AW-277 N/A Drywell Floor Drain Sump 2006 Installed No
(3") Outboard Isolation Valve new

Piping (3") TVA N/A N/A N/A 2006 Removed old No
Installed new

7. Description of Work Removed old valves and piping and installed new valves and piping.
**Code Case N-416-3 utilized.

See Remarks for Pressure Testing and Leak Testing details

8. Tests Conducted: Hydrostatic El

Other nl
See Remarks

Pneumatic El Nominal Operating Pressure 0 Exempt E]

Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-000996-017

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed per 0-TI-364 Appendix F in WO# 06-719524-000.
Applicable Manufacturer's Data Reports to be attached

Leak testing was performed per I-SI-4.7.A.2.g-3/77 (LLRT) in accordance with 10CFR50 Appendix J requirements.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed , ISI Program Engineer Date ___,20 i 2
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of . and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period %C,.'- , to KL) ,,...C"t , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions
National Board, State. Province, and EndorsementsInspector's Signature

Date 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date May 30, 2006

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN

Name
P. 0. Box 2000. Decatur, AL 35609-2000

Unit 1

DCN 51202 Work Order (WO) 03-000996-019
Reoair/ReDlacement Oroanization P 0 No.. Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 077, Radwaste System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B482-16 TVA N/A N/A N/A 2006 Installed No
(3")

7. Description of Work Install pipe support.

8. Tests Conducted: Hydrostatic LI Pneumatic El Nominal Operating Pressure El

Test Temp. N/A °F

Exempt 0

Other FI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/ 2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-000996-019

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed I-• 1 T, Ž SI Program Engineer Date ' / 3 20 6 6
.// Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA¶T'W'IA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 0) - 2.8 -,(.4 to 6.- I(, -,,1' , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

t-k CL Commissions AL 44
Inspector's Signature National Board, State, Province, and Endorsements

Date ___ .____,, _20 Oýu,

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date June 22, 2006

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1

Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51202-02 Work Order (WO) 03-000996-020
Address Reoair/Reolacemerlt Oroanization P 0. No . Job No etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 077, Radwaste System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda*

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-77-0002A Velan N/A N/A Drywell Floor Drain Sump 2006 Removed No
(3") Inboard Isolation Valve old

t-FCV-77-0002B Velan N/A N/A Drywell Floor Drain Sump 2006 Removed No
(3") Outboard Isolation Valve old

1-FCV-77-0002A Worcester Controls AW-274 N/A Drywell Floor Drain Sump 2006 Installed No
(3") Inboard Isolation Valve new

1-FCV-77-0002B Worcester Controls AW-275 N/A Drywell Floor Drain Sump 2006 Installed No
(3") Outboard Isolation Valve new

Piping (3") TVA N/A N/A N/A 2006 Removed old No
Installed new

7. Description of Work Removed old valves and piping and installed new valves and piping.

-Code Case N-416-3 utilized.
See Remarks for Pressure Testing and Leak Testing.

8. Tests Conducted: Hydrostatic El

Other 0
See Remarks

Pneumatic El Nominal Operating Pressure 0 Exempt []

Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UtC6R



Page 2 of 2
WO 03-000996-020

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed per 0-TI-364 Appendix F in WO# 06-719524-000.
Applicable Manufacturer's Data Reports to be attached

Leak testing was performed per 1-SI-4.7.A.2.g-3/77 (LLRT) in accordance with 10CFRhO Appendix J requirements.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Cede Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed .,St Program Engineer Date _,_ _ _ _,20

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of n- " n --- " and employed by HSB CT of
i i
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period k 0 - , ZS - 6,•. to C:ý- I. - C 7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss ol any kind arising from or connected with this inspection.

Commissions ,As- •,,•"•"•
.Inspectors Signature National Board. State, Province, and Endorsements

Date 5 k 20 QL

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date August 18, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet I of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51245- 03 Work Order (WO) 03-001184-003
Address Reoair/Reolacement Oroanization P.O. No.. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

4. Identification of System System 064, Primary Containment (PCI) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Piping TVA N/A N/A New Welds 2006 Removed old No
(3" Standpipe) PCI-1-008-001 Installed new

PCI-1-008-041
PC I-1-008-042

7. Description of Work Remove old piping and install new piping.
**Code Case N-416-3 utilized.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El Exempt 11

Other 0
See Remarks

Pressure psi Test Temp. oF

NOTE: SupplementalSheets in form of lists, sketches, or drawings may be used, provided (.1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-001 184-003

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed per 10CFR50 Appendix J Integrated Leak Rate Test (ILRT) per 1-SI-4.7.A.2.A-F
Applicable Manufacturers Data Reports to be attached

in WO 04-715898-000.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ?, ISI Program Engineer Date , ,20 _____

Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAWAMA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 06-.6-o 4 to 06-3o-o'7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Dae4[=,3 
20 

ALlt 37Cmisin
Commissions AL1O0103L

Inspector's Signature National Board, State, Provnce, and Endorsements

Date 06-30 2007

U I C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Date July 6, 2006

Sheet 1 of

Unit 1

2

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51245- 03 Work Order (WO) 03-001184-004
Address Reoair/Reolacement Oroanization P.O No Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 064, Primary Containment (PCI) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, 'or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Piping TVA N/A N/A New Welds 2006 Removed old No
(3") PCI-1-008-047 Installed new

PCI- 1-008-068

7. Description of Work Remove old piping and install new piping.
**Code Case N-416-3 utilized.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El Exempt El

Other 0
See Remarks

Pressure psi Test Temp. -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UtC6R



Page 2 of 2
WO 03-001184-004

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed per IOCFR50 Appendix J Integrated Leak Rate Test (ILRT) per 1-SI-4.7.A.2.A-F
Applicable Manufacturer's Data Reports to be attached

in WO 04-715898-000.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xt.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - Program Engineer Date • 0 20
Owner or Owner's Designee, Title 

2

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALABAMA - and employed by HSB CT of

Hartford, Connecticut have inspected the components described

in this Owner's Report during the period O2-2.--O- to C Co - .9-07 , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in

any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions ALto 16'3 UL(.
Inspector's Signature National Board, State, Promnce, and Endorsements

Date OGo-29 200-7

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date Mey 30, 2006

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

DCN 51245- 03 Work Order (WO) 03-001184-005
ReDair.'ReDlacement Oroanization P 0 No. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 064, Primary Containment (PCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B600-5527 TVA N/A N/A N/A 2006 Installed No
(3")

1-47B600-5528 TVA N/A N/A N/A 2006 Installed No
(3")

7. Description of Work Install pipe supports.

8. Tests Conducted: Hydrostatic El Pneumatic 11 Nominal Operating Pressure E]

Test Temp. N/A -F

Exempt 0 -

Other Eli Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-001184-005

FORM NIS-2 (Back)

9. Remarks
Applicable Manutaclurer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed .t• j., 7 j _Gt.-SI Program Engineer Date ('.$L tJ..-- 3 20
-Dwner or Owners Designee, Title I

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of • .L,. K.. . and employed by HSB CT of
Hatfold, Connecticut have inspected the components described

in this Owner's Report during the period 4a - Q-- ?-,00.. (2 to ( , ) 2CV•'( ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner tor any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

L kA- Commissions " < - '.-
National Board, Slate, Province, and EndorsementsInspector's Signature

Date 20C

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 . Owner Tennessee Valley Authority (TVA) Date June 27, 2006

110 1 Market Street

Chattanooga, TN 37402-280 1 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN 51245 - 03 Work Order (WO) 03-001184-006

3. Work Performed by TVA-BFN

Reoair/Reolacement Oroanization P 0 No.. Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 064, Primary Containment (PCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B600-5529 TVA N/A N/A N/A 2006 Installed No
(3")

1-47B600-5530 TVA N/A N/A N/A 2006 Installed No
(3")

7. Description of Work Fabricate and install pipe supports on Torus standpipe (for level indication).

8. Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure El

Test Temp. N/A -F

Exempt Z

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-001184-006

FORM NIS-2 (Back)

9. Remarks
Appicsable Manduactuyer's Data Reports to be attach~ed

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AlAi3AH A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 04 - Ic-- c>G. to ck -2.t - ,.1. , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

___ ___ ___Commissions AL 4(o
Inspector's Signature National Board, State, Province, and Endorsements

Date C6-- 28 20 06

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 4, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 of 2

Unit 1

P. O. Box 2000, Decatur, AL 35609-2000 DCN # 51196 - 02 Work Order (WO) 03-001991-002
Address Reoair/Reoiacement Oroanization P.O. No.. Job No.. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class I and 2 equivalent

(Valves) ASME Section III, 1995, Addenda 1996

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-071-0040 Rockwell N/A N/A N/A N/A Removed No

1-FCV-071-0040 Atwood & Morrill 3-15184-02 N/A Model NP-831654E 2005 Installed No
RCIC Testable Check
Valve, Class 1,
6" Pressure Seal
Class 2 Pipe Consolidated Power N/A N/A N/A 2005 Installed No
(6" Sch 120) Supply

7. Description of Work Replace Class 1 valve and Class 2 pipe, both 6" diameter.

8. Tests Conducted: Hydrostatic LI Pneumatic E] Nominal Operating Pressure 0 Exempt LI

Other El Pressure psi Test Temp. -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6R



Page 2 of 2
WO 03-001991-002

FORM NIS-2 (Back)

9. Remarks Pressure Test performed by procedure 1-SI-3.3.1 .A. **Cede Case N-416-3 utilized.
Appicable Manulacturev's Dala Reports lo be attached

Valve testing performed by 1-SR-3.6.1.3.5(SD) and 1-SI-4.7.A.2.G-3/3.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Cede, Section XI.

Type Cede Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed (i •-•' , ISI Program Engineer Date 5 "-i f ,20 0 7
Owner or Owner's Desrgnee, Tritle

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALAZ iA . and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 11-07-e4 to O-7-o4--7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-i.Commissions __LIOI__,3___L

Inspector's Signature National Board, stale, Province, and Endorsements

Date 07-04 20 07

t II C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

t. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date October 18, 2005

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

.P.O. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51196 - 02 Work Order (WO) 03-001991-004
Reoair/Reolacement Oroanization P 0 No.. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Cede Class 2 equivalent

(Valves &
Piping) USAS B31.1.0 19 675. (a) Applicable Construction Code Edition%, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-071-0008 (4" Walworth L615012 N/A N/A 1974 Remove/ No
valve) Install

7. Description of Work Remove and re-install tack weld between stem and disc to allow valve refurbishment.

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure 0 Exempt El

Other [] Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-001991-004

FORM NIS-2 (Back)

9. Remarks Pressure Testing performed by procedure 1-SI-3.3. 10 in WO 04-713496-000.
Applicable Manufacturer's Data Reports to be attached

Valve testing performed by procedures 1-SR-3.6.1.3.5(RCIC) and 1-SR-3.3.3.1.4(F)

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Cede, Section XI.

Type Cede Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 151.-" ISI Program Engineer Date -"____ .__. _ '_ _ , 200-7
Owvner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of " . . and employed by HSB CT of
Haftford, Connecticut have inspected the components described

in this Owner's Report during the period i.CS I-C -- 'Tr- to 7- 5 -- -2 ,Cyý.( , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature

Date __ 20 Q

Commissions kA-:-, - I M ( 7'
National Board. State, Province, and Endorsements

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date September 10, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

P. 0. Box 2000, Decatur, AL 35609-2000 DCN# 51196 Work Order (WO) 03-001991-011
Address Resair/Reolacement Oroanization P 0. No Job No. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A**

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-ISV-012-0742 TVA N/A N/A N/A 2004 Removed No

2" Pipe and Pipe Cap TVA N/A N/A N/A 2004 Installed No

7. Description of Work Remove valve, and cut and cap 2" pipe.

**Code Case N-416-2 utilized.

8. Tests Conducted: Hydrostatic LI Pneumatic El Nominal Operating Pressure 0 Exempt El

Other nl Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-001991-011

FORM NIS-2 (Back)

9. Remarks Pressure Testing was performed by t-SI-3.3.10 in WO 04-713496-000.
Applicable Manufacturers Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xt.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - Program Engineer Date - "? 20 6•2
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
1 the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of jand employed by HSB CT of
Hatford, Connecticut have inspected the components described

in this Owner's Report during the period e n22--C)CZ.' to 'Tj - - , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures-described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

~\' Commissions I •R (L
National Board, State. Province, and EndorsementsInspector's Signature

Date _ _ _ _ _ 20

tJ1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date July 12, 2007

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P.O0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51196/Work Order (WO) 03-001991-013
Renair/Reolacement Oroanization P 0 No . Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A*

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
National Corrected, Code

Name of Name of Manufacturer Board Other Year Removed, or Stamped
Component Manufacturer Serial No. No. Identification Built Installed (Yes

or No)

3" gate valve Velan Unknown N/A N/A 1974 Removed old No
1-FCV-071-0059 Weir 1-52082-A N/A N/A 2005 Installed new No

2" gate valve Flowserve 79AZJ N/A 1-SHV-071-0520 2004 Installed No
I -SHV-071-0520

2" gate valve Flowserve 99BDZ N/A 1-SHV-071-0612 2005 Installed No
1-SHV-071-0612

3" RCIC piping welds TVA None N/A N/A 2006 Installed No
RCIC-1-011-001, 002, 009

2" RCIC piping welds TVA None N/A N/A 2006 Installed No
RCIC- 1-011-003 through 008

7. Description of Work Installed new valves 1-SHV-071-0520, -0612, relocated 1-PRO-071-0551. and replaced valve 1-FCV-071-0059.

8. Tests Conducted: Hydrostatic EL Pneumatic LI Nominal Operating Pressure 10 Exempt El

Other 0 Pressure N/A psi Test Temp. N/A °F
See Remarks

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UI C6R



Page 2 of 2
WO 03-001991-013

FORM NIS-2 (Back)

9. Remarks Pressure testing for ASME Section XI performed by 1-SI-3.3.10. **Code Case N-416-3 utilized.
Applicable Manufacturer's Data Reports to be attached

10 CFR 50 Appendix J leakage testing for Primary Containment pressure boundary performed by 1-SI-4.7.A.2.G-2/PB and 1-SI-4.7.A.2.g-3/71.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed . SI Program Engineer Date _____. ________ ,20 ___

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of II•_____'_,__,__and employed by HSB CT of

Hdrtfbrd, Connecticut have inspected the components described
in this Owner's Report during the period ,2. - "D -ýZ C-) 3 6- to 1. "X)'-,.L.- ( , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions % - \
Irnspector's Signature National Board, State, Province, and Endorsements

Date ý --1 20 ('

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date July 12, 2007

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1

Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51196 / Work Order (WO) 03-001991-014
Address Reoair/Reslacement Orsanization P.O No.. Job No. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A**

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-CKV-071-0580 Velan Unknown N/A N/A 1974 Removed old No
(10")

1-CKV-071-0580 Flowserve AY-704 N/A N/A 2005 Installed new No
(10")

7. Description of Work Replaced valve 1-CKV-071-0580.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure E Exempt El

Other ED Pressure N/A psi Test Temp. N/A -F

See Remarks
NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

LfC6(,R



Page 2 of 2
WO 03-001991-014

FORM NIS-2 (Back)

9. Remarks Pressure testing for ASME Section Xl performed by 1-SI-3.3.10. **Code Case N-416-3 utilized.
Applicable Manufacturers Data Reports to be attached

10 CFR 50 Appendix J seat leakage test performed by 1-SI-4.7.A.2.G-3/71. Valve flow test performed by 1-SR-3.5.3.3(COMP).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl,

Type Cede Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed L4(AC4-*i U 44tiW , ISI Program Engineer Date "YU L.- -, 20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of "%"4\ 'r •", . and employed by HSB CT of

Ha ord, Connecticut have inspected the components described
in this Owner's Report during the period ,1- t (L) Qý-3 to - .. C) , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

K1.~9 ~7+~-~K~ Commissions AY Cti
Inspector's Signature National Board, State. Province, and Endorsements

Date _'• _________20

U IC61R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date July 12, 2007

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

Work Order (WO) 03-001991-019
Reoair/Reolacement Oroanizahton P.O. No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A**

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Weld RCIC-1-004-001 TVA N/A N/A N/A 2004 Installed No

Weld RCIC-1-004-002 TVA N/A N/A N/A 2004 Installed No

7. Description of Work Installed 6" diameter spool piece for RCIC pump suction piping.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure 0 Exempt ID

Other 0 Pressure N/A psi Test Temp. N/A °F
See Remarks

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

ll C6R



Page 2 of 2
WO 03-001991-019

FORM NIS-2 (Back)

9. Remarks Pressure testinq for ASME Section XI performed by 1-SI-3.3.10. **Code Case N-416-3 utilized.
Applicable Manufacturer's Data Reports to be attached

10 CFR 50 Appendix J Primary Containment pressure boundary leak test performed by 1-SI-4.7.A.2.A-F.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. NIA Expiration Date N/A

Signed A'.- (5,ISI Program Engineer Date J -0 Y I - 20 02.
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of . and employed by HSB CT of
. . ,-_

HArtfrord, Connecticut have inspected the components described
in this Owner's Report during the period 2,.- I u 2 II 2 (I " - to 77T C- Z - -.' )(•(•Y- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions C) ,T • " "
Inspector's Signature National Board, State, Province, and Endorsements

Date '-(.- k. 200-r

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 12, 2007
Name

1101 Market Street

Chattanooga, TN 37402-280 1
Address

2. Plant Browns Ferry Nuclear Plant (BEN)

Sheet I of 2

Unit 1
Name

P, 0. Box 2000, Decatur, AL 35609-2000 DCN 51196 - 02 Work Order (WO) 03-001991-028
Address Reoair/Reolacement Oraanization P 0 No . Job No.. etc

3. Work Performed by TVA-BFN
Name

P, 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B3 1.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Stem to disc nuttack weld TVA N/A N/A N/A 2005 Removed old No
RCIC-1-005-005 Installed new

7. Description of Work Tack welded disc nut to stem for 1-FCV-071-0038.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt []

Other 0 Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UiC6R



Page 2 of 2
WO 03-001991-028

FORM NIS-2 (Back)

9. Remarks Valve testing performed by 1-SR-3.6.1.3.5(RCIC) and 1-SR-3.3.3.1.4(F).
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISI Program Engineer Date "U Li I ,20 (o "
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a vajid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of " , . ;• . and employed by HSB CT of

Ha ora, Connecticut have ins ected the components described
in this Owner's Report during the period 'Q -, .. W" to " .- "-i-Z,•, ."( ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

I&-D Commissions V °" C, -. C--,
Inspector's Signature National Board, State, Prownce, and Endorsements

Date 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date July 12, 2007

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit I

Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51196-02 Work Order (WO) 03-001991-032

3. Work Performed by TVA-BFN
Name

P. O. Box 2000. Decatur, AL 35609-2000

Reoair,'Reolacement Oroanization P 0 No . Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 1 and 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda**

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-071-0003 Walworth Unknown N/A N/A 1974 Removed No
(3" Class 1)

1-FCV-071-0003 Flowserve AZ-364 N/A N/A 2005 Installed No
(3" Class 1)

Class 1 pipe (3") welds TVA N/A N/A N/A 2006 Installed No
RCIC- 1-006-010 and 011

Class 2 pipe (3") welds TVA N/A N/A N/A 2006 Installed No
RCIC-1-006-003 through
009 and -026

7. Description of Work Replaced valve 1-FCV-071-0003 and associated 3" Class 1 and Class 2 pipe.

8. Tests Conducted: Hydrostatic El

Other 23
See Remarks

Pneumatic El Nominal Operating Pressure 0

Test Temp. N/A 0F

Exempt 11

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/z in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-001991-032

FORM NIS-2 (Back)

9. Remarks Pressure testing for ASME Section Xl performed by 1-SI-3.3. 10 (Class 2) and 1-SI-3.3.1 .A (Class 1). **Code Case N-416-3
Applicable Manulacturer's Data Reports to be attached

utilized. 10 CFR 50 Appendix J seat leakage test performed by 1-SI-4.7.A.2.G-3/71. Valve testing performed by 1-SR-3.6.1.3.5(RCIC) and

1-SR-3.3.3.1.4(F).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No N/A Expiration Date N/A

Signed A.,11, , ISI Program Engineer Date T1,I Li 20 .2
owner or Owner'ý Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of '. -. 4,% and employed by HSB CT of

-artford, Connecticut have inspected the components described
in this Owner's Report during the period 1 2 - R& , --. _CY(X to T \ -2._(.}(iiC ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XA.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
Commissions •"<..- 0 ("(b

National Board, State, Proince, and Endorsements

Date 20 (-)-

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date January 17, 2007

Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51196 - 02 Work Order (WO) 03-001991-040
Addres Reuar/Reolacer.n ro- zao P 0. t10 ,ioO Hn . ele

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

RCIC-8 TVA N/A N/A N/A 2007 Removed No
(4")

7. Description of Work Removal only of support. No work performed on the integral attachments.

8. Tests Conducted: Hydrostatic E] Pneumatic E] Nominal Operating Pressure E]

Test Temp. N/A -F

Exempt Z

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used. provided (1) size is 81/. in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top ot this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

lit C6R



Page 2 of 2
WO 03-001991-040

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manutfacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed '.--, _ - .----.-- .St Program Engineer Date .20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA SAt•-'1A - and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 6 i -I'S -07 to 61 - 7- 07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

.4ka cl- o7-73-Z3
-"____ _ -- _,,_.__ Commissions - A:4.64i.- ALIOU,'3.L

Inspector's Signature National Board, State. Province, and Endorsements

Date 01-17 20 L`1,

t r I C611



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date August 30, 2006

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 of

Unit 1

2

Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51019 Work Order (WO) 03-003744-000
Reoair/Reolacement Oraanization P 0 No . Job No. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

7. Description of Work Removal only of support beam attachments from the drywell building steel.

Supports were removed from the system previously in WO 02-002072-007 (3038) & WO 02-002072-008 (3040),

New supports will be installed per WO 02-012011-007 (3038) and WO 02-012011-008 (3040).

8. Tests Conducted: Hydrostatic El Pneumatic LI Nominal Operating Pressure E]

Test Temp. N/A -F

Exempt E

Other Ml Pressure N/A psi

NOTE: Supplemental.Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

'as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-003744-000

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed S Program Engineer Date -5.2 -1-'2"--- ,20 C72
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AL.ACKA , and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 03-12.03 to OS- Z31o7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

.4l-• Commissions A,1G, 31?'L
Inspector's Signature National Board, State, Province, and Endorsements

Date 05-3 20 07

U IC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date April 22, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 of 2

Unit 1

P. 0. Box 2000, Decatur, AL 35609-2000 Work Order (WO) 03-004035-000
Address Reeair/Reolacement Oraanization P.O No. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System Systems 074, Residual Heat Removal (RHR) System, ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped

Name of Name of Manufacturer Board Other Year Removed, or (Yes
Component Manufacturer Serial No. No. Identification Built Installed or No)

RCIC Suppression Pool
Valve Associated Control 6906-2959-1 N/A N/A N/A Removed No
BFR-1-HCV-074-0085 Equipment

Weld # TRHR-1-228 TVA N/A N/A N/A N/A Removed No

Weld # TRHR-1-229 TVA N/A N/A N/A N/A Removed No

7. Description of Work Removed valve BFR-1-HCV-074-0085 and associated welds from system.

8. Tests Conducted: Hydrostatic 11 Pneumatic E] Nominal Operating Pressure El

Test Temp. N/A oF

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_XX



Page 2 of 2
WO 03-004035-000

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF INSERVICE INSPECTION
I, the undersig.ed, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of (-e...4-. , • and employed by HSB CT of
<"J Hartford, Connecticut I have inspected the components described

in this Owner's Report during the period ' la•/' zl a/e .J to Z5 56/6 '//6 • , and state that
to the best of my knowledge and belief, the Owner hag performied examinations and taken corhective fneasures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

'2'
Commissions G-4 ,.-e,

' Inspector's Signature National Board. State. Province, and Endorsements

ý/O/Date 200q

U1 C6_-X•X



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

I. Owner Tennessee Valley Authority (TVA) Date November 4, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

Work Order (WO) 03-004037-000
Reoair/Reolacernent Oraanzation P 0. No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System, ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

RHR Suppression Pool Associated Control 6906-2959-2 N/A N/A 2004 Removed No
Suction Isolation Valve Equipment
1-HCV-074-0088

7. Description of Work Removed 30" valve 1-HCV-074-0088 from the RHR System.

8. Tests Conducted: Hydrostatic E]

Other E1

Pneumatic El Nominal Operating Pressure E]

Test Temp. N/A oF

Exempt E

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_X(



Page 2 of 2
WO 03-004037-000

FORM NIS-2 (Back)

9. Remarks Replacement pipe will be installed in WO 03-005591-065 per DCN 51199 later.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - . . . ISI Program Engineer Date ,< - ,20 _

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ' and employed by HSB CT of
H&rtfbrd, Connecticut have inspected the components described

in this Owner's Report during the period 2 - Z<L-,(LŽCY-&. to \,\\- •. -... (,<" , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

%.

L \ V-1-111A
Commissions C-I- (

National Board, State, Province, and EndorsementsInspector's Signature

Date Z\- s 20 o )\

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date October 13, 2004

Sheet 1 of 2

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000 Work Order (WO) 03-004051-000
Address Reoarr/Reolacement Oroanizaton P O No Job No.. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Cede Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME

Cede
National Corrected, Stamped

Name of Name of Manufacturer Board Other Year Removed, or (Yes
Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-FCV-074-0035 RHR Pump D Suction
Weld buildup on disc Walworth N/A N/A Isolation Valve 2004 Installed No

BFR-1-FCV-074-0035 RHR Pump D Suction
Bolting (studs & nuts) TVA N/A N/A Isolation Valve 2004 Installed No
replacement

7. Description of Work Performed weld buildup on disc and replaced bonnet studs and nuts.

8. Tests Conducted: Hydrostatic E

Other nI

Pneumatic El Nominal Operating Pressure 2 Exempt El
Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/' in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

lIt C6R



Page 2 of 2
WO 03-004051-000

FORM NIS-2 (Back)

9. Remarks Pressure testinq was performed per procedure 1-SI-3.3.8.B in WO 04-713493-000.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Cede Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed SI Program Engineer Date 2/'0 , 620
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid comrnission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of and employed by HSB CT of
Hairtfod, Connecticut have inspected the components described

in this Owner's Report during the period i - ,..c) " j--.K) <j- to 7(-- T _ "e -2 (C) " " , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

ý. -ý "'Y"L Commissions "-•J( .
Inspector's Signature National Board. State, Province, and Endorsements

Date I ) 20

U I C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date April 20, 2004

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000. Decatur, AL 35609-2000

Work Order (WO) 03-004052-000
Reoair[Reolacement Oroanizaoton P.O No . Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System Systems 075, Core Spray System (CS), ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

CS Suppression Pool
Valve Associated Control 6906-2958-5 N/A BFR-1-ISV-075-001 N/A Removed No
BFR-1 -HCV-075-0001 Equipment

Weld # TCS-1-102 TVA N/A N/A N/A N/A Removed No

Weld # TCS-1-103 TVA N/A N/A N/A N/A Removed No

7, Description of Work Removed valve BFR-1-HCV-075-0001 and associated welds from system.

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure E]

Test Temp. N/A oF

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6XKX



Page 2 of 2
WO 03-004052-000

FORM NIS-2 (Back)

9. Remarks
Applicabte ManuLacturer's Data Reports to be attachred

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 'VV~ Ž "\ t, , and employed by HSB CT of
I-Nrtford, Connecticut have inspected the components described

in this Owner's Report during the period .'-, --. i. -,2 cc"C' to S•- ,2.C,-" C.C .-. , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

ý, ý 2t, , .. ý, ý ý i:ý,` I Commissions ,,.. . •P'" K ,
Inspector's Signature National Board, State, Povince, and Endorsements

Date " -C_ - 20

JIC6-XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date April 21, 2004

Sheet 1 of 2

Unit 1

Work Order (WO) 03-004054-000

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

ReeairtReolacement Oraantzation P 0 No. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System Systems 075, Core Spray System (CS), ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

CS Suppression Pool
Valve Associated Control 6906-2959-4 N/A BFR-1-ISV-075-029 N/A Removed No
BFR-1-HCV-075-0029 Equipment

Weld # CS-1-1 TVA N/A N/A N/A N/A Removed No

Weld # CS-1-2 TVA N/A N/A N/A N/A Removed No

7. Description of Work Removed valve BFR-1-HCV-075-0029 and associated welds from system.

8. Tests Conducted: Hydrostatic LI

Other MI

Pneumatic EL Nominal Operating Pressure 11 Exempt 0

Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6_XX



Page 2 of 2
WO 03-004054-000

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed , ISI Program Engineer Date 20 '• j ,20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of "v'VL .,•, '•.C and employed by HSB CT of
Hirtfdrd, Connecticut have inspected the components described

in this Owner's Report during the period , -. 2_I-.,__ J.. to , -2A -,CY)d. ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

V ik-,) z\ý Commissions k-n- l.•- c,-,. K) I
Inspector's Signature National Board, State, Prottnce, and Endorsements

Date (Y- ;,k- 20

U1C6_XX(



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date September 13, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Reoair,Reolacement Oroanization P 0. No. Job No . etc.

Work Order (WO) 03-004061-001

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray (CS) System, ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Bonnet bolting on
1-FCV-075-0030 N/A N/A N/A Model No 5202WE 2004 Installed No

7. Description of Work Replaced bonnet bolting on valve 1-FCV-075-0030.

8. Tests Conducted: Hydrostatic LI Pneumatic El Nominal Operating Pressure Z Exempt E]

Other MI Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

tJIC6R.



Page 2 of 2
WO 03-004061-001

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed per procedure 1-SI-3.3.6 in WO 04-713487-000.
Applicabte Manutacturer's Oata Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorizaon No. N/A Expiration Date N/A

Signed I S Program Engineer Date 2' ,20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of .and employed by HSB CT of

Hartftrd, Connecticut have inspected the components described
in this Owner's Report during the period t - <, 2 - , ,to "2V . (i)CYT , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

•,,ALN. zA. . 7 Ih.4 < Commissions VA k rocnnret

Inspector's Signature National Board, State, Province, and Endorsements

Date S)gk 20

U IC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date September 9, 2004
Name

110 1 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 of

Unit 1

2

Name

P. O. Box 2000, Decatur. AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Order (WO) 03-004064-001
Reoair!Reolacement Oroanizahon P.O. No.. Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray (CS) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Disc (wedge) for CS
Pump D Suction Isolation Removed old
Valve 1-FCV-75-039 Walworth N/A N/A N/A 2004 Installed new No
Bonnet Bolting
(studs & nuts) TVA N/A N/A N/A 2004 Installed No

7. Description of Work Replaced disc (wedge) and bonnet bolting on valve 1-FCV-75-039.

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure 1E Exempt EL

Other El Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8142 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-004064-001

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed per procedure i-SI-3.3.6 in WO 04-713487-000.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - Program Engineer Date 20 _,_

Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of .-. 4 \ and employed by HSB CT of
Hartford. Connecticut have inspected the components described

in this Owner's Report during the period -a - k, . -- ,,( .(f I.. to .- -2 (Ž , -_Lk( , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions V (.§t c -C
National Board, State. Province. and EndorsementsInspector's Signature

Date ._____ 200

U I C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

I. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date April 22, 2004

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000 . Work Order (WO) 03-004065-000
Address RenairIReolacement Oroenization P.O. No Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

4. Identification of System Systems 073, High Pressure Coolant Injection (HPCI), ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

HPCI Suppression Pool
Valve Associated Control Not Available N/A BFR-1-SHV-073-0025 N/A Removed No
B FR-1-HCV-073-0025 Equipment

Weld # THPCI-1-1 16 TVA N/A N/A N/A N/A Removed No

Weld # THPCI-1- 117 TVA N/A N/A N/A N/A Removed No

7. Description of Work Removed valve BFR-1-HCV-073-0025 and associated welds from system.

8. Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure El Exempt 0

Other E] Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UiC6_XX



Page 2 of 2
WO 03-004065-000

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code,.Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed Z - I , L--ý- SI Program Engineer Date -- 20 6--)
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of FJASE -. and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period - - L/ to Ž-/' 2_/ -0-ti , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

SInspector's Signature

Commissions TA) 3 i 7,P
National Board, State, Provnce, and Endorsements

Date 20 L

UIC6_MX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date January 31, 2005
Name

1 101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 ot 2

Unit 1

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Reoair/Reolacement Oroanizat,on P.O. No . Job No.. etc.

Work Order (WO) 03-004066-000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System Systems 073, HPCI System, ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67* Edition. N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-073-0026
Disc (hard face) Crane N/A N/A N/A 2005 Installed No

Nova Machine
Bonnet studs and nuts Products N/A N/A N/A 2005 Installed No

7. Description of Work Added hard-surface build-up to disc. Replaced lost bonnet studs and nuts.

8. Tests Conducted: Hydrostatic 11 Pneumatic El Nominal Operating Pressure 0 Exempt El

Other 0
See Remarks

Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-004066-000

FORM NIS-2 (Back)

9. Remarks Pressure test was performed by procedure 1-Sf-3.3.9 in WO 04-713495-000.
Applicable Manufacturer's Data Reports to be attached

LLRT was performed per procedure 1-SI-4.7.A.2.G-3/73.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed e5r rogram Engineer Date 7' "-•' ,20 (,.2
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of v , - . and employed by HSB CT of

HartfOrd, Connecticut have inspected the components described
in this Owner's Report during the period I Z - I - (S- (..E - to 1- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XA.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

L ., ,. 1.',. Commissions - - (..-
Inspector's Signature National Board, State, Province, and Endorsements

Date "- ____,,' _- ___ 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 26, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 ot 2

Unit 1
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Address

ReDair/Reolacement Oroanization P.O. No.. Job No.. etc.

Work Order (WO) 03-004067-000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System Systems 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B3 1. 1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) . Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-073-0027 Valve S/N Suppression Pool
Disc (hard face) Crane CV-06005-8-06 N/A HPCI Outboard 2006 Installed No

Disc S/N Suction Valve
C5378

7. Description of Work Added hard-surface build-up to disc.

8. Tests Conducted: Hydrostatic El Pneumatic 11 Nominal Operating Pressure E Exempt L]

Other E
See Remarks

Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-004067-000

FORM NIS-2 (Back)

9. Remarks Pressure test was performed by procedure 1-SI-3.3.9 in WO 04-713495-000.
Applicable Manufacturer's Data Reports to be attached

10CFR5O Appendix J Local Leak Rate Test (LLRT) was performed per procedure 1-SI-4.7.A.2.G-3/73.

Valve testing was performed per procedures 1-SR-3.6.1.3.5(HPCI) and 1-SR-3.3.3.1.4(G).

CERTIFICATE OF INSERVICE INSPECTION
I, the undersignqd, holding a valid comjnission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of `'VN.._. , and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 12 - I 6'-f,-ýCX ) k(, to "- - ;(; "-,, .( ) 'C-J{ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section X1.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspectors Signature
Commissions _ (, i G C-,

National Board, State. Province, and Endorsements

Date "T - ,a-

U IC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date December 20, 2005

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000 Work Order (WO) 03-004067-001
Address Reoair/Reolacement Oroanizalion P.O. No.. Job No. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbot Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System Systems 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 " 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Valve S/N Suppression Pool
1-FCV-073-0027 Crane CV-06005-8-06 N/A HPCI Outboard 2006 Installed No

Suction Valve

7. Description of Work Replaced bonnet bolting (studs and nuts).

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure 0 Exempt El

Other LI Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-004067-001

FORM NIS-2 (Back)

9. Remarks Pressure test was performed by procedure 1-SI-3.3.9 in WO 04-713495-000.
Applicable Manufacturer's Data Reports to be attached

Valve testing was performed by procedures 1 -SR-3.6.1.3.5(HPCI), 1 -SR-3.3.3.1.4(G), and 1 -SI-4.7.A.2.G-3/73.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Auth rization No. N/A Expiration Date N/A

Signed , 1S, Program Engineer Date ,20 •2
Owner or O.yners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AUý,51A, and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period I-Z-.- (3 ro to 0-- 27-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4 , Commissions WOLOI (63 OL
Inspector's Signature National Board, State, Province. and Endorsements

Date 07 27 20 07

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 20, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

Work Order (WO) 03-004068-000
ReDair/Reolacement Oroanization P.O No.. Job No.. etc

3.

* P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National . Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-CKV-073-0517 Nova Machine William Powell -
(nut on bonnet) Products N/A N/A Model 91523 2004 Installed No

7. Description of Work Installed nut on bonnet of 16" HPCI Check Valve.

8. Tests Conducted: Hydrostatic El

Other 11
See Remarks

Pneumatic 11 Nominal Operating Pressure 0

Test Temp. N/A 5F

Exempt El

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-004068-000

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed per procedure 1-SI-3.3.9.
Applicable Manufacturer's Dala Reports to be attached

Valve testing was performed per procedure 1-SI-3.2.3 and 1-SR-3.6.1.3.5(HPCI).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 6(-- I ox ,,/t.d - IS[ Program Engineer Date "3" i-1 2-0 20 6,2

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of and employed by HSB CT of
Hirtford, Connecticut have inspected the components described

in this Owner's Report during the period I I - I s', ;"? ,CV "3 to - 2,-.c --,,.kLY "(i- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions -k0• 'ý-'
Inspectorts Signature National Board, State, Province, and Endorsements

Date _ _ _ _ __J 200

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April122, 2004
Name

1101 Market Street

2.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of

Unit 1

Work Order (WO) 03-004072-000

2

3. Work Performed by TVA-BFN

Reoair/Fteolacement Oraanizafton P.O No. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System Systems 071, Reactor Core Isolation Cooling (RCIC) System, ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

RCIC Suppression Pool
Valve Associated Control 6906-2957-1 N/A N/A N/A Removed No
BFR-1-SHV-071-0016 Equipment

Weld # TRCIC-1-63 TVA N/A N/A N/A N/A Removed No

Weld # TRCIC-1-64 TVA N/A N/A N/A N/A Removed No

7. Description of Work Removed valve BFR-l-SHV-071-0016 and associated welds from system.

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure El Exempt E

Other El Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_XX



Page 2 of 2
WO 03-004072-000

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturers Data Reports lo be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 6- , ISI Program Engineer Date ,20 d__
Owner or Owner's Destgnee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ""x•j&,., - and employed by HSB CT of

Hahfrrd, Connecticut have inspected the components described
in this Owner's Report during the period k -- \.-;, ,2._.Q., to d. - , - ,.)Q C • ,a. , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature

Commissions kY V-§(.. 1,• L
National Board, State, Province, and Endorsements

Date 20o

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 13, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000 Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

WO 03-004229-000
Renair/ReDoacerment Oroanization P 0. No Job No.. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 001, Main Steam System 001 (MS) / ASME Code Class 1 equiv.

5. (a) Applicable Construction Code ASME Section III 19 68 * Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Ed

S 70 with Article 9,

1965 Addenda, N/A Code Case

ition, 1996 Addenda*

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Main Steam Relief Valve Target Rock 246-1076 N/A BFR-1-PCV-001-0022 2006 Installed No
w/studs and nuts

7. Description of Work Installed rebuilt MSRV. Replaced inlet and outlet studs and nuts. Replaced spline bolts and nuts.

8. Tests Conducted: Hydrostatic C3 Pneumatic C1
Other [ Pressure N/A psi

See Remarks

Nominal Operating Pressure 0

Test Temp. N/A °F

Exempt El

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in.. (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-004229-000

FORM NIS-2 (Back)

9. Remarks Pressure testing performed by 1-SI-3.3.l .A. Valve testing performed by 1-SR-3.4.3.2 and 0-SR-3.4.3.1.a.
Aoohcable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ,4jw l ISI Program Engineer Date J- 'Y 3L, 20 o"
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period ( - "',..( )(, to ,t 2 L ,) , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

I r. Commissions I"-\ A "' • .-
Dn" Declor- s Sionature National Board State. Prownce. and Endorsements

Date U_ _ _ 20 U__

U I C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date July 13, 2007

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

WO 03-004230-000
ReoairReolacement Oraanization P . No . Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 001, Main Steam System 001 (MS) / ASME Code Class I equiv.

5. (a) Applicable Construction Code ASME Section 1I1 19 68 * Edition,

S 70 with Article 9,

1965 Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Main Steam Relief Valve Target Rock 1032 N/A BFR-1-PCV-001-0023 2006 Installed No
w/studs and nuts

7. Description of Work Installed rebuilt MSRV. Replaced inlet and outlet studs and nuts. Replaced spline bolts and nuts.

8. Tests Conducted: Hydrostatic IZ

Other 0
See Remarks

Pneumatic 1:1

Pressure N/A psi

Nominal Operating Pressure ED

Test Temp. N/A 5F

Exempt []

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-004230-000

FORM NIS-2 (Back)

9. Remarks Pressure tesing performed by 1-SI-3.3.1.A. Valve testing performed by 1-SR-3.4.3.2 and O-SR-3.4.3,1.a.
Aoihcable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed y - ISI Program Engineer Date To)-,y 13 20
Owner or Owneres Desicnee Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ,n e, 1 y • ,or Province of- ý i'•.,.,.••.• ,i__k.,%L and employed by HSI3 CT of

Hrtfbrd, Connecticut have inspected the components described
in this Owner's Report during the period - , (-. to :" -_ '2)4.• , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

(Nt

Commissions - k C.)
National Board. State Province, and EndorsementsInsoector's Sionature

Date __ _ _ _ _ _ 20 -- LL-

U1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

I Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date July 13, 2007

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

WO 03-004232-000
Recair/Reolacement Oroanization P.O. No . Job No. etc

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

4. Identification of System System 001, Main Steam System 001 (MS) / ASME Code Class 1 equiv.

S 70 with Article 9,

5. (a) Applicable Construction Code ASME Section ttt 19 68 Edition, 1965 Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected. Stamped
Name of Name ot Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Main Steam Relief Valve Target Rock 1034 N/A BFR-1-PCV-001-0034 2006 Installed No
w/studs and nuts

7. Description of Work Installed rebuilt MSRV. Replaced inlet and outlet studs and nuts. Replaced spline bolts and nuts.

8. Tests Conducted: Hydrostatic El Pneumatic [] Nominal Operating Pressure 0

Test Temp. N/A -F

Exempt El
Other 10 Pressure N/A psi

See Remarks

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top ol this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-004232-000

FORM NIS-2 (Back)

9. Remarks Pressure tesinq performed by 1-SI-3.3.1.A. Valve testinq performed by 1-SR-3.4.3.2 and 0-SR-3.4.3.1.a.
A0olicable Manufacturer's Data ReDorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed . ii(46. ,, , IS Program Engineer Date ,L-y I ,20 .) 7
Owner or Owner's Desianee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ________"______ ,.__ and employed by HSB CT

Hartford. Connecticut have inspected the components described
of

-I

in this Owner's Report during the period t - t ,, (_k )1C._ to -J - ,(/ -- 2.i( `) .( I. , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Insoector's Sonature

Date _ _ __-_ 20

Commissions k"•\ Q
National Board. State Province. and Endorsements

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 13, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 of 2

Unit 1

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Reoair/ReDlacement Oraanization P 0 No Job No etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

WO 03-004233-000

4. Identification of System System 001, Main Steam (MS) / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code ASME Section III 19 68 * Edition, S 70, &
Art 9, 1965

Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Studs and nuts for Target Rock 31-1068 N/A N/A 2006 Installed No
Main Steam Relief Valve
BFR-1-PCV-001-0041

7. Description of Work Installed rebuilt MSRV. Replaced inlet studs and nuts and spline bolts and nuts.

8. Tests Conducted: Hydrostatic E Pneumatic E]

Other 0 Pressure N/A psi
See Remarks

Nominal Operating Pressure 0

Test Temp. N/A -F

Exempt El

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6R



Sheet 2 of 2
WO 03-004233-000

FORM NIS-2 (Back)

9. Remarks Pressure testing performed by 1-SI-3.3.1.A. Valve testing performed by 1-SR-3.4.3.2 and 0-SR-3.4.3.1.a.
ADDhicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ,(G & 9dAe--,/ ,ISI Program Engineer Date T-'--'/L.Y 13 20 6)
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of "A3,,AJ . . and employed by HSB CT
Halfi'rdc. Connecticut have insoected the comoonents described

of

:1

in this Owner's Report during the period - - _ ý.2 U(k. "- X to "-1t 0_,. A"C.)f2 I. , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for Any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions •"- S 'C"
Insoeesor's Sionature se aNational Board. State Pro,.nce. and Endorsements

Date . 1 U 20 C 1

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date July 16, 2007

Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000. Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Addess

WO 03-004234-000
Reoair/Reslacement Oroanizalton P.O. No.. Job No etc

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

4. Identification of System System 001, Main Steam (MS) / ASME Cede Class 1 equivalent

5. (a) Applicable Construction Code ASME Section III 19 68 * Edition, S 70 Addenda N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Studs and nuts for Target Rock 185-1064 N/A N/A 2006 Installed No
Main Steam Relief Valve
BFR- 1-PCV-001-0042

7. Description of Work Installed rebuilt MSRV. Replaced inlet studs and nuts and spline bolts and nuts.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure ED Exempt E]

Other Z
See Remarks

Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1 C6R



Sheet 2 of 2
WO 03-004234-000

FORM NIS-2 (Back)

9. Remarks Pressure testing performed by 1-SI-3.3.1.A. Valve testing performed by 1-SR-3.4.3.2 and 0-SR-3.4.3.1.a.
Acolicable Manufacturer's Data Reoors to be attached

Form N-2 Data Report for Spline nuts is attached.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 69- D x ISI Program Engineer Date 20
Owner or Owner's Desianee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA•A• A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 07-O1-Og. to 07-27-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4- •cZ~--. J Commissions b.MoI(.,, IL
Insoector's Sionature National Board. State. Province. and Endorsements

Date 07-- Z- 20 07

U1 C6R
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FORM N-2 N OR NPT CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL
NUCLEAR PARTS AND APPURTENANCES"

As Required by the Provision of the ASME Code, Section III, Division I
Not To Exceed On* Day's Production P

'W MTaret Pck Corp., 1966E BroadhoLlow Rd, E. Farmingdale, NY 11735

a Manufa.1wadtof Tennessee Valley Authority, Chatranooga, TN 37401

3, Location of inwl--ation Browns Ferry Nuclear Plant, Athens. Alab.ma 35611

4, Type See Back See Back See Back N/A 1988
Idie*.r.i no I (masrl. isar. no.) fielfs airengmfi ficte. N

5, ASMECode, Section ll': 1968 Surrener 1970 1 N/A
10 1oil€ ladw ) Ileis') -- oftirtarwaa

6, Fabricated in accord.ince with Const. Spec. (Div. 2 only) N/A Revision N/A -Date N/A

7. Remarks: Spare Parts for a completed valve assembly, 25 Bolts, Item 107, 688 Nuts,

Item 115 for valve style 7567F-000

8. Nom. *hickness(in.) N/A Min. design thickness (in.)N/A Oua.ID(ft.8& in) NIA Lengtn overall (f. & in )I!LA

9. When applicaole. Certificate Holders' dale reports are attached for each itam of this report:

Part or Apgurtenance

Serial Number

N/A

National
Board No.

in Numerlcal Order

N/A

Parl Or Appurtenance

S&Wa; Number

National

Board Number

In Numerical Order

(1)
(2)-
(3)
(4)

(5)
(e)
(7)-
(8)

(9)-
(10)
(11)

(12)
(13)
(14)
115)
(16)

1 "Y•

14 /A i -

I-

4

'4

(26)
(27)
(28)
(29)
(30)
(31)
(32)
(33)
(34)
(35)
(36)
(37)
138)
(39)
(40)
(41)
(42)
(43)
IAA!

+

4

4-

4-

*

+

(18)

(19) _

(20)
(21)
(22)
(23) -
(24)
(25)

1Ar%

(47)
(48)
(49)
(50)

AI
10 Design pr assure N/A psi Ternp- NIA OF. Hydro. test pressure -- NIA at temp. OF-

lise'4" aw4k

65s.ppl.ri.ntai infonm.iIon In t"* ~form of Otis. skstchye of drevInsy "'ay L.* used orrovided (I &1izes, 95. X 1. 12) ~information In~ ige,.m
2 er'd 3 on ttsl* Cote report is Includw on each sheet. (3) *ch sh'eet it numrb~er ed frid th .s,,b~r of asheots is irscortied at the too of
this form.

(8/85),t S I .I7TP,, form, C000o40' may I>* 0I~tfirig. from the oa.' 0401.. ASME . 34.3 E. 47111 St . New Vort N. Y 1001 7.



SFORM N.2 * N/)
FOM -2 Wz) r. Seral No. N/A

CUTFIrCATE OF Dew"N

R R. Ghosh p. Cai-f. 16371
twheftIU.* Y 94

D. 1. Patcarint .t t R. 029841

CUMiFICATIF OF SHOP COMPLIANCE

We cer1ty that the statements made In this report We correct 04 that this (hes Par,
eonformn to the rulet of constflction of the ASME Code. Section Ill.

NPT Corllesticu of Authorization no. 1948 Expires 12-9-89

Oate - Nae Target Rock Corporation _________________

Wt, CMs,1"WOM M G. Abruzzo,"'l". anager

CERTIFICATE OF SHOP INSPECTION

1h the undersigned., holding a valid commission Issued by the Nalt Board of Boller and Pressure Vessel Inspectors aNO the state ow pro-
Ica of New York employedb, Conmmercia Union Insurance Coompan

SBostonf ss. I p ectd C•e tems desc d in this "ati report on I stale owl to he
Ieat of my knowledge and belief, the Cerificate Holder has fabricated these paris or appurltnances in accoroance with the ASM Code%
ficlcon Ill. Each W listed has been authorized for stamping on the date shown above.
Bty signing this celificatS. neither the Inspector not his employer makes any warranty, sxpressed O Implied, concerning the c-quipment
deecroied In this data report. Furthermore. naither the Inspector nor his employa shall be liable in any manneir for any pomonall injury or
pfroperty damage or loss of any kSndTarlACnS from r ed ,. In

(Aq-- /u•l / n'g" MJi~ 5•/' ?ar Il.• .•..l. W,nWAI. v, • d

Pl, ITEM # PART NAME PART NAME MATERIAL TENSILE LOT CODE

107 Bolt 204018-1 Rev. A SA-193 B7 125,000 MIN SPS-B7
115 Nut 204041-1 Rev. B SA-194 GR 7 SPS-7

w ... .. • _



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 16, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

WO 03-004235-000
Reoair/Reolacement Oroantzatlon P.O No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 001, Main Steam (MS) / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code ASME Section I11 19 68 ' Edition, S 70 Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Studs and nuts for Target Rock 35-1071 N/A N/A 2006 Installed No
Main Steam Relief Valve
BFR-1-PCV-001-0180

7. Description of Work Installed rebuilt MSRV. Replaced inlet studs and nuts and spline nuts.

8. Tests Conducted: Hydrostatic LI

Other E
See Remarks

Pneumatic LI Nominal Operating Pressure 0 Exempt E]

Pressure psi Test Temp. -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1 C6R



Sheet 2 of 2
WO 03-004235-000

FORM NIS-2 (Back)

9. Remarks Pressure testing performed by !-SI-3.3.1.A. Valve testing performed by 1-SR-3.4.3.2 and 0-SR-3.4.3.1.a.
Aoolicable Manutacturer's Data Reoorts to be attached

Form N-2 Data Report for Spline nuts is attached.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Cede, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed U'& DA4•" n( ISI Program Engineer Date "- 20 07)
Owner or Owners Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of "BAMA " and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 07-05-66 to 07-27-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4 Commissions ALAt,33L
Insoector's Sonature National Board. State Province. and Endorsements

Date 0-7- 27 20 07

U I C6R.



375 037P

FORM N-2 N OR NPT CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL
NUCLEAR PARTS AND APPURTENANCESO

As Required by the Provisjons of the ASME Code, Section III, Division 1
Not To Exceed One Dry's Production 1

1 anelrre. rltflodbyTarjet T.ck Corp., 1966E Broadhollow Rd, E. Farmingdale, NY 11735

2. Manufleured for Tennessee Valley Authority, Chattanooga, TN 37401

3. LocalionofinstLllation Browns Ferry Nuclear Plant, Athens, Alabima 35611
lI'n ,am4

4. Type See Back See Back See Back N/A 1988
Ide.,no l enwl. in04m. no.) IISV,*, s neli ffi. t" 061 b.1 1

5. ASME Code, Seclion 111: 1968 Summer 1970 1 N/A
1069-901 16da ,i") leg&") -O &ee C no ran

6. Fabricated in accord.ince with Const. Spec. (Div. 2 only) N/A -Revision N/A -Date N/A
(Noil

7. Remarks: Spare Parts for a completed valve assembly, 25 Bolts, Item 107, 688 Nuts,

Item 115 for valve style 7567F-000

8. Nom. 1hickness (in.) N/A Min. design thickness (in.)N/_A_ Dia. ID (ft. & in) N/A Lengin overall (ht. & in ) -IN.A
9. When applicaole, Certificate Holders' date reports are attached for each item of this repot:

('(

(
(
(
(

Pont or Appurtenance National
Serial Number Board No.

In NumaritAl Order

N4/A N/A
'21
3) _____________ ______________

4) ___________

5) ____________

W)____________ ____________

(7)
(8)
(9).-
(10)

(11)
(12)
(13)
(14)
(15)
(16)
(17)
(18)
(19)

4'

Part or Appuflenance National
Sorla; Number Board Number

In Numerical Ornlar

(26)
(271
(28)
(29)

(30)
(31)
(32)

(33)
(34)
(35)
(36)

(37)
(38)

(39)
(40)

(41)
(42)
(43)
(44)
(45)

(46)_
(47)
(48)
(49)
(50)

-4

,,=

-4

4.

-4.

(21)
(22)
(23)
(24)
(25)ftI

10 Oesign pr esue N/A psi Temp- N/A OF- Hydro. test pressure N/A -at temp. OF.
le,*AOM W.Si

*Su~ppleme~ntal -,formetIon In.t, I" orm of IlI,,v sketch", or dfov*Ins may~ oe used olvd~ III sixis Is S(4 X 1, (2) In~formation In itemse
2 end 3 onl this acts report Is Inclded~ on oct. shot (3) coch shot.. is n.IlbeCend is%&th n.mnbor of isists. @ sOcoroad at rho top of
this form.

11.4 'cr- IEO0d00 may "4 o0tsirsoo from inl. Cio, Dep t . ASPA.4 3)45 E. 471n ST.. New 'Vork. F.Y 1001 7.

11mokmom



I 37.5 037._

FORM N-2 N OR NPT CERTIFICATE HOLDERS DATA REPORT FOR IDENTICAL
NUCLEAR PARTS AND APPURTENANCES*

As Required by the Provhlom of the ASME Code, Section III, Division 1
Not To Exceed One DOy's Production

1

1l. Mnuulactw id4 Wc llled by Tar3ert F ck Corp., 1966E Broadhollow Rd, E. Farmingdale, NY 11735
cowe & ad&,€ fitM ew"Acttof4l iachftn

I menufm.lidfor Tennessee Valley Autho:-lt , Chattanooga, TN 37401

3. Locationofinsullation Browns Ferry Nuclear Plant, Athens, Alab.ma 35611

4. Type See Back See Back See Back N/A 1988
Idewbrv g no I (mari l. now.. no.) (l*l We W*iwftIl Wal1 l

5. ASME Code, Section 111: 1968 Summer 1970 1 N/A

6. Fabricated in accoerdince with' Const. Spec. (Div. 2 only) N/A Revision N/A -Date N/A

7. Remarks: Spare Parts for a completed valve assembly, 25 Bolts, Item 107, 688 Nuts,

Item 115 for valve style 7567F-000

8. Nom. 'hickness (in.) N/A Min. design thickness(in.lN/A DOa ID (ft.& in.) N/A Lengin overall (h. & in NA

9. When applicaole. Certificate Holders' date reports are attached for each item of this report:

Pon1 or Appurlanance

Serial Number

National
Board No.

in NumerIcal Order

N/A(1) . N/A

(2)
(3)
(4)

(5)
(6)

(7)
(8)

(9)-
(10)
(01)
112)
(13)
(14)
(15)
(16)
(17)
(18)
10Q1

4.

6.

-- p

Pan of APpurlOnance National
Sulls: Number Board Number

In Numerical Order

(26) ..

(27)
(28)
(29) .......

(30)
(31)
(32)
(33)
(34)
(35)
(36)

(37)
(38)

(39)
(40)
(41) __
(42)
(43)
(44)
(45)
(46)

(47)

(48)
(49)
(50)

4.

-t

I~vJ *1*

(22)
(23)
(24)

r_ _,.. .

10 2eW g pi
10 Design pr essure N/A psi Temp. NIA OF. Hydro. test pressure N/A -at temp. OF.

1whon #eAieA

S~plornemntal ,nfc,,ntion In tne form of Offr,. skwich.,. or dra"lngs 'nay PC used povided (11 via* Is 9r4 X 1, 121 Intfnration In items
anmd 3 on thi dto elort to Inci.,dd on each sheet. (a) 0&:h &hooet 10 nfl.~b*Fd SOn the A~rhbe of shoot.s torecorded at the top of

this form.
*This forn, 1E00040! may 04 obt.Il..d fromn the lde 0 00' pi.. ASMAE. 345 t. 47th St.. New Yl>,K hi.Y tDOI 7.

I



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 16, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12 Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3, Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

WO 03-004236-000
ReDair/Reolacement Oroanization P.O No Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 001, Main Steam System 001 (MS) / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code ASME Section III 19 68 * Edition, S 70 Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda*

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

BFR-1-PCV-001-0005 Target Rock 63-1017 N/A N/A 2006 Installed No
Main Steam Relief Valve
w/studs and nuts

7. Description of Work Installed rebuilt MSRV. Replaced inlet and outlet studs and nuts. Replaced spline bolts and nuts.

8. Tests Conducted: Hydrostatic El

Other 2
See Remarks

Pneumatic El Nominal Operating Pressure 10

Test Temp. N/A oF

Exempt []

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-004236-000

FORM NIS-2 (Back)

9. Remarks Pressure testing performed by 1 -SI-3.3. 1.A. Valve testing performed by 1 -SR-3.4.3.2 and 0-SR-3.4.3. l.a.
AoDlicable Manufacturers Data Resorts to be attached

Form N-2 Data Report for Spline nuts is attached.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Cede Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed , ýA . ". , ISI Program Engineer Date T\.L,• I / 20 07
Owner or Owner's Desjonee Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ,ALAI•AIA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 07- OS- O( to W-27-O7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-Ak t • • .• Commissions W_ ol_,63_ __9_ _

Insoector's Sianature National Board. State. Province. and Endorsements

Date 07-27 20 07

U1C6R



J 37.5 5 037i

FORM N-2 N OR NPT CERTIFICATE HOLDERS' DATA REPORT FOR IDENTICAL
NUCLEAR PARTS AND APPURTENANCESO

As Required by the Provisons of the ASME Code, Section III, Division 1
Not To Exceed One Da's Production

U _ _
--wQff 1. Manufacturod w4 c*Mlflsd by Ta r g a t F , k L 0 6 E Broadhollow Rd, E. IFYnivingdale, NY 11735

m• Ono" Wil &a"" of &eotf""Caa f

I. Itinufaluirsdlor Tennessee Valley Author'ity, C).atcanoaga, TN 37401
1-o OWa soon" o0f1

3. Locationofinsl-llation Browns Ferry Nuclear Plant, Athens, Alabima 35611

4. Type See Back See Back See Back N/A 1988
14ldow-ri no I (wrn l. kow. nJo.J IT-ftese Wi tp91141 .,' t!row b.0

5. ASMECode. Sectionll1: 1968 Summer 1970 1 Ni/A

6. Fabricated in accord.ince wit-It Const. Spec. (Oiv- 2 only) N/A Revision N/A -Date N/A
INO 1

7. Remarks: Spare Parts for a completed valve assembly, 25 Bolts, Item 107, 688 Nuts,

Itemn 115 for valve style 7567F-000

8. Nom. thickness(mn.) N/A Min. design thickness (in.)N/A Dia. ID(ft. & in.) NIA Lengin overall (h. & in I _NJ) A

9. When apllicable. Certificate Holders' date reports are attached for each item of this report:

Pon or Appurlenance
S*erIl Number

National
Board No.

in Numerical d0er

N/A

Part Or Appurlenance
Sofia; Number

Natioral
Board Number

In Numerical Order

(1) 14/A

(2)
(3)
(4)
(5)
(6)
(7)
(8)

(10)
110)

(11)
(12)
(13)
(14)
115)

(16)
(17)
118)
(19)

4

1*

f
(26)
(271
1(28)
129)
(30)

(31)
(32)
(33)
(34)
(35)
(36)
(37)
(38)
(39)
(40)
IA I

I 

I

-- 4

.

.

1*

+

1~

4-

_4

-4 4-

-I

-I
m

-4

-4

(20)
(21)

(42)
(43)
(44)
(45)
(46)
(47)
(48)
(49)
(5O)

4

-

+

.4

_4

(22)
(23)

t

.4

(24).

_____ ____.___, f -___ _ ___•_
10 Design pr'ess-ure N/A psi Temp. NIA OF. Hydro. test pressure N/A -at temp. OF.

*Su.pplemental -,fornmetion In I"e form of) 11all skeith.l, or dravvings rnay tre vod oowIou4e (1) sle. It 8 X 1. 121 Intffination In .ueone
1 cr.d 3 0. this cote report If Inclu~ded on eg.ch ,Ir.,t. 13) each &hoot ie n~.mrbelld 0,0 the wn..rb*, of sh"%c ta, recorded at thes top of
Ieal, to'em.

18/85t.1 fe/es).' ft' or-, ltOOO4OW may be4 obtel,',d frorn Ina 0.00' Dcept . ASPAE. ;)45 E. 471na St_ New v,)k Ny~ V tO 7.

m



FORM W-2 03ak)
Mir. serio No. -N/A

CERT1P)CAE OF DESIGN

Oeeigasp..cetifledby R R, Chosh PE . Calif. 16371
Iwhen ,-~m

DeOnrW" "M *ceirlimm•_ D. N. Pattarini P.F_ stm, my A6n 029841

C"MTIFICAT9 OF SHOP COMPUANCI

We cetilly that the statements made In this raPOM ae Correct and that this (Il~a: Part
conform to the rules of constrUctiOn of the ASME Code. S1eclion III.

NPT Crlftieets of Authorization no. 1948 Expires 12-9-89

Date Name Target Rock Corporation Sig.ne 6*IiiiA f.'ApssI W' T C -n l , t , e m I r G . , b r 'uz z o , T - -" a n a g e r

CERTIFICATE OF SHOP INSPECTION

I, the underslgned. holding a valid commission Issusd by the Nt nllW Board of Boiler and Pressure VeseiM Inspectors and the state or pmimcc| NeW YOrk Comercia L Union Insurance Companr
of Boston, Mass. have inspected the" item,3 d••adin this Cata reporl on . 4 • I.- adstate that to te
best of my knowledgs and belief. the Certliicate Holde has fabricaled these parts or appuflenances in accoroance with the ASME Code.
Section IlII. Each part listed hW* been authorized for stamping on the date shown above.
By signing this ceillficate. neither the Inspector nor his employer makes any warranty. exfeissed Of Implied. Concerning the cquipment
d6crkbed in this data repot. Furthermore. neither the Inspector nor his employer shall be liable in any manner tor any personal injury or
proPerty dcago ,or loss of any kind arising from or c tled , IN this InsM3q Y=i STATE COMaMi eMN NM.
Oats Sqned/4S Ct" IW ftb Dug aQu

PL, ITEM # PART NAME PART NAME MATERIAL TENSILE LOT CODE

107 Bolt 204018-1 Rev. A SA-193 B7 125,000 MIN SPS-B7
115 Nut 204041-1 Rev. B SA-194 GR 7 - SPS-7

01-M =



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date April 18, 2007

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit I
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Order (WO) 03-004243-001
Reoair/Reoiacement Oroanization P 0. No Job No. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 001, Main Steam (MS) System / ASME Code Class I equivalent

(Valve) ASME Section III, 1968 Edition, Summer 1970 Addenda & Article 9, 1965, with no stamp

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Bolt Target Rock Valve S/N 1069 N/A 1-PCV-001-0031 1988 Removed old No
Part # 107 Installed new

Spline Nut Target Rock Valve S/N 1069 N/A 1-PCV-001-0031 1988 Removed old No
Part # 115 Installed new

7. Description of Work. Replaced bolt and nut that were damaged during disassembly and refurbishment of spare valve.

ez-', ,, /i 1ý"/j) Installed valve (S/N 1069) in Unit 1.

1i~ 3j1 fa-t
8. Tests Conducted: Hydrostatic E] Pneumatic LI Nominal Operating Pressure 2 Exempt E]

Other EI Pressure psi Test Temp. -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6R



Page 2 of 2
WO 03-004243-001

FORM NIS-2 (Back)

9. Remarks Pressure test performed per procedure 1-SI-3.3.1.A in WO 04-713480-000.
Applicabte Manufacturers Data Reports to be attached

Valve testing performed per procedures 0-SR-3.4.3.1.a and 1-SR-3.4.3.2.

Corrected Description of work to include installation of valve in BFN Unit 1

Form N-2 for bolts and nuts is attached.

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a rpalid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of y_]X* , and employed by HSB CT of

Hgrtf~rd, Connecticut have inspected the components described
in this Owner's Report during the period <.-- -V- X-.. - _ to .. - z - , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

xyi I ~7j Commissions VA - k u t
Inspector's Signature National Board, State, Province. and Endorsements

Date S_ _ _k
20 (3k

UIC(6RF-



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date July 16, 2007

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN # 51231-07 Work Order (WO) 03-004722-074
ReDair/Reolacement Oroanization P 0. No.. Job No.. elc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 003, Reactor Feedwater (RFW) System, ASME Code Class 1 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda*

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-CKV-003-0554 Atwood-Morrill 2-994 N/A N/A 1974 Removed No

1-CKV-003-0554 Weir 1-52116-A N/A N/A 2004 Installed No

Weld RFW-1-019-001 TVA N/A N/A Old ID 2005 Installed No
(Valve-to-Pipe Weld) GFW-1-1

Weld RFW-1-019-007 TVA N/A N/A N/A 2005 Installed No
(Gamma Plug-to-Pipe Weld)

7. Description of Work Replaced 24" check valve 1-CKV-003-0554 and associated piping.

8. Tests Conducted: Hydrostatic El

Other 21
See Remarks

Pneumatic El
Pressure N/A psi

Nominal Operating Pressure 0

Test Temp. N/A 'F

Exempt E

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-004722-074

FORM NIS-2 (Back)

9. Remarks Pressure test for ASME Section Xl performed by 1-SI-3.3.1 .A. **Code Case N-416-3 utilized.

Applicable Manufacturer's Data Reports to be attached

10 CFR 50 Appendix J seat leakage test performed by 1-SI-4.7.A.2.G-3/3. Valve flow test performed by 1-SI-3.2.31.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section X.

Type Cede Symbol Stamp N/A

Certificate of Aut4orization No. N/A Expiration Date N/A

Signed , SI Program Engineer Date -J s 20 (3 7
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of 4LOAW and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period I 1-Z 4- to 07- •8--O7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

44 c-}J ' Commissions A U01b•39L
Inspector's Signature National Board, state, Province, and Endorsements

Date 07-28 20 07

U 1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 16, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51231-07 Work Order (WO) 03-004722-075
Reoar/dReolacement Oraanization P 0 No Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp

Authorization No. N/A

N/A

Expiration Date N/A

4. Identification of System System 003, Reactor Feedwater (RFW) System, ASME Code Class 1 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-CKV-003-0568 Atwood-Morrill Unknown N/A N/A 1974 Removed No

1-CKV-003-0568 Weir 2-52116-A N/A N/A 2004 Installed No

Weld RFW-1-019-004 TVA N/A N/A Old ID 2005 Installed No
(Valve-to-Pipe Weld) GFW-1-18

Weld RFW-1-019-009 TVA N/A N/A N/A 2005 Installed No
(Gamma Plug-to-Pipe Weld)

7. Description of Work Replaced 24" check valve 1-CKV-003-0568 and associated piping.

8. Tests Conducted: Hydrostatic El

Other E
See Remarks

Pneumatic El

Pressure N/A psi

Nominal Operating Pressure 0

Test Temp. N/A 'F

Exempt El

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8112 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-004722-075

FORM NIS-2 (Back)

9. Remarks Pressure test for ASME Section Xl performed by 1-SI-3.3.1 .A. **Code Case N-416-3 utilized.

Applicable Manufacturer's Data Reports to be attached

10 CFR 50 Appendix J seat leakage test performed by 1-SI-4.7.A.2.G-3/3. Valve flow test performed by 1-SI-3.2.31.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed t- . . , ISI Program Engineer Date "Y -/ 1L 20 07

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALA•vI',A and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period (I -Z4-O" to 07- 2&--aT , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in

* any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

+kc J Q Commissions ALLo0I13 13L
Inspector's Signature National Board, Slate, Province, and Endorsements

Date ,YT-"26 20 07

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Narre

1101 Market Street

Chattanooga, TN 37402-2801

Date June 13, 2007

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Namroe

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Reoair/Reolacement Oroanization P.O. No . Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

Work Order (WO) 03-004964-000

4. Identification of System System 074, Residual Heat Removal (RHR) System, ASME Cede Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-074-0066 Walworth N/A N/A RHR Loop II 2006 Corrected No
Throttle Valve

7. Description of Work Perform Weld Buildup to repair degraded body and disc rib guides and reweld skirt to disc.

8. Tests Conducted: Hydrostatic E

Other El

Pneumatic El Nominal Operating Pressure 0 Exempt El

Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in.. (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

Ut ! C6-_..x



Page 2 of 2
WO 03-004964-000

FORM NIS-2 (Back)

9. Remarks - Code case N-416-3 utilized. Pressure testing performed by I-SI-3.3.8.C. Valve testing performed by 1-SR-3.6.1.3.5(RHR II) and
Applicable Manufacturer's Data Reports to be attached

1-SR-3.3.3.1.4(H II).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date NIA

Signed e& ISI Program Engineer Date J U t'Jf 3 , 20
cwner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA•A•A - and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period O(-13--og to M-14-o7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code. Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_Commissions ALat I 3Bi-
Inspectors Sfgnature National Board, State. Province. and Endorsements

Date 00- A4- 2007

U1C6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date September 20, 2006

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN # 51341 Work Order (WO) 03-005172-001
Reoarr/ReDlacement Oraanizafion P.O No Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

(Supports) BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-48 TVA Bergen Power N/A 1-47B456-32 (old UNID) 2006 Installed No
42852 1-SNUB-071-5021
42851 1-SNUB-071-5022

1-47B456-49 TVA Bergen Power N/A 1-47B456-33 (old UNID) 2006 Installed No
42713 1-SNUB-07175023
42714 I-SNUB-071-5024

1-47B456-41 TVA N/A N/A None N/A Removed No
1-47B456-50 TVA N/A N/A None 2006 Installed No
1-47B456-89 TVA N/A N/A None N/A Removed No
1-47B456-60 TVA N/A N/A None 2006 Installed No
1-47B456-61 TVA N/A N/A 1-47B456-90 (old UNID) 2006 Installed No
1-47B456-63 TVA N/A N/A 1-47B456-88 (old UNID) 2006 Installed No
1-47B456-622 TVA N/A N/A 1-47B456-87 (old UNID) 2006 Installed No
1-47B456-86 TVA N/A N/A None N/A Removed No
1-47B456-2021 TVA N/A N/A None 2006 Installed No

7. Description of Work Replace existing support 1-47B456-41 with new support 1-47B456-50, 1-47B456-89 with 1-47B456-60,

1-47B456-86 with 1-47B456-2021. Modify and rename existing supports 1-47B456-48, 1-47B456-49, 1-47B456-61,

1-47B456-63, and 1-47B456-622. Snubber testing of 1-47B456-48 & -49 will be per WO 04-712201-000,

04-712202-000, 04-712200-000, and 04-712199-000.

8. Tests Conducted: Hydrostatic El
Other []

Pneumatic El Nominal Operating Pressure El

Test Temp. N/A °F

Exempt 2

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-005172-001

FORM NIS-2 (Back)

9. Remarks Request for Relief 1-ISI-18 is applicable to snubbers in this WO.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed " ,ISI Program Engineer Date 44,1,6 ( J 2-- , 20 __ 7
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALAA•lIA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period l.5 -'-.••c4 to O-?4--,-, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

""--( Q 1-&•9 •J Commissions AL Lot 63 f iL
Inspector's Signature National Board, State, Province, and Endorsements

Date o4-14-- 20 07

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date August 3, 2006

Sheet I of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

DCN # 51341 Work Order (WO) 03-005172-002
Reoair/Renlacement Oroanization P 0 No.. Job No.. etc

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Cede Class 2 equivalent

(Supports) BFN-50-7107

5. (a) Applicable Construction Cede (Piping). USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-620 TVA N/A N/A None 2006 Installed No

1-478456-39 TVA N/A N/A None N/A Removed No

7. Description of Work Replace existing support 1-47B456-39 with new support 1-47B456-620.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El Exempt 0

Other LI Pressure psi Test Temp. -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-005172-002

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be atlached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed (....L.(2.4-.-L,• 9 , ISI Program Engineer Date 12S,'/._.4'. /4- 20
j- Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ,ALAT•._ MA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 0,5 --o -64-,- to 06-1'.4- a(, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

__________Commissions AL"I
Inspector's Signature National Board, Slate, Province, and Endorsements

Date 0 -/14 20 0 _ _

U I C6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 12, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51341 Work Order (WO) 03-005172-003
Reoair/Reolacement Oroanization P.O No Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No N/A

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

(Supports) BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-65 (2") TVA S/N 42718** N/A (Old ID 47B456-34) 2006 Removed old No
1-SNUB-071-5025 Installed new

1-47B456-66 (2") TVA N/A N/A (Old ID 47B451-46) 2006 Installed No

(Old ID R-16)
1-47B456-618 (3") TVA S/N 42712** N/A 1-SNUB-071-5026 2006 Installed No

7. Description of Work Modify/install new supports. **Snubbers supplied by Bergen Power and tested in WO# 04-712143-000 and
WO# 04-712144-000.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic El Nominal Operating Pressure EL

Test Temp. N/A °F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-005172-003

FORM NIS-2 (Back)

9. Remarks Request for Relief 1-ISI-18 is applicable to snubbers in this WO.
Applcable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

5;- -7-7

Signed _- L.-- - S Program Engineer Date 2 0 112
Owner or Owner's Desrgnee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA ZVA', A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period c5 -0. 3•- 09._ to 04-/ -407 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_______ --_-______--__Commissions AL iO, 636L
inspector's Signature Nalional Board, State, Provnce, and Endorsements

Date q4-i 4 20 1-T

UtIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 27, 2006
Name

110 1 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BEN)

Sheet 1 of .2

Unit 1

DCN # 51341 Work Order (WO) 03-005172-004

Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

ReoairlReDlacement Oroanization P 0 No.. Job No. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Removed old
1-HCV-071-0014 bolting TVA N/A N/A None 2006 Installed new No
(8" line)

7. Description of Work Install two new valve bonnet bolts during modification of hanger 1-47B456-703.

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure El Exempt CE

Other 11 Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

'as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-005172-004

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPUANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 1-(--/•.- ..- 7 ,ISI Program Engineer Date ___,._" _ /_,20_______
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AIAZAtA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 00 - 19 -0c., to 8.- oC)- V6 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4Commissions 4L-
Inspector's Signature National Board, State, Province, and Endorsements

Date C0 1 U.L6 20 (vo

UIC6_XXV



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date April 13, 2007

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P.O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51199 - 02 Work Order (WO) 03-005591-005
Reoair/Reolacement Oroanization P o No . Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

(Valves) ASME Section III, Class 2, 1995 with Addenda 1996

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Flowserve
1-SHV-074-0831 (Anchor Darling) 62AYQ N/A MK# 47W452-3579 2005 Installed No

Flowserve
1-CKV-074-0804 (Anchor Darling) 47AYQ N/A MK# 47W452-3581 2005 Installed No

Flowserve
1-CKV-074-0792 (Anchor Darling) 48AYQ N/A MK# 47W452-3581 2005 Installed No

2" pipe and fittings Consolidated MK# 47W452-3584
Power Supply N/A N/A thru -3587 2005 Installed No

7. Description of Work Installed new valves and piping.
- Code Case N-416-3 utilized.

8. Tests Conducted: Hydrostatic El

Other 19
See Remarks

Pneumatic LI Nominal Operating Pressure 0 Exempt El

Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81," in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-005591-005

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed by 1-SI-3.3.8.A in WO 04-713492-000 and by 1-SI-3.3.6 in WO 04-713487-000.
Applicable Manufacturer's Data Reports to be attached

Local Leak Rate Test (LLRT) performed bv 1-SI-4.7.2G-3/74.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed . Program Engineer Date 7'//"' ,20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid comnission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of vN\,4,X. and employed by HSB CT of
Hartfo~d, Connecticut have inspected the components described

in this Owner's Report during the period -N , ,. . to "- I , ,_ "X . ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

LI 3  t I§) ~Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date T- 1Cc 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date September 6, 2006

Chattanooga, TN 37402-2801
Address

Sheet I of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51199 Work Order (WO) 03-005591-006
Reoarr/Reolacement Oroanization P.O No.. Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3249 TVA Bergen Power N/A 2006 Installed No
41804"* 1-SNUB-074-5073

1-47B452-3333 TVA N/A N/A N/A 2006 Installed No

7. Description of Work Install supports.

**Snubber tested and installed in WO 04-720885-000.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El Exempt [a

Other Dl Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

'as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-005591-006

FORM NIS-2 (Back)

9. Remarks Relief Request 1-11-18 for Inservice Inspection of Snubbers applies to this Work Order.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed t -- 7 ,ISI Program Engineer Date 2 1,0 0
Owner or Owner's Designee, Title /

CERTIFICATE OF INSERVICE INSPECTION
I, the undersignejl, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of LAIt•AKA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period O,-O2-O4 to Q(-21107 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ _ _ _ _Commissions AL(, 1361L
Inspector's Signature National Board, State, Province, and Endorsements

Date 0 ,- •-7 2007

U1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 19, 2007
Name

110 1 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BEN)

Sheet I of 2

Unit I

P. 0. Box 2000, Decatur, AL 35609-2000 DCN # 51199- 02 Work Order (WO) 03-005591-009
Address Reoair/Reolacement Oroanization P 0. ro . Job No. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-74-0060
(Disc, studs, and nuts) Walworth Unknown N/A None 2006 Installed No

7. Description of Work Replace valve disc, studs, and nuts (Studs / nuts 1-1/8" diameter)

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure 0

Test Temp. N/A -F

Exempt LI

Other Di Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8112 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U t C61Z



Page 2 of 2
WO 03-005591-009

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed I Program Engineer Date 20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 'L.-.'A M~i A- and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period odd,-V9-0 5 to 04- 19.-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_____________________________Commissions l013L
Inspector's Signature National Board, State, Province, and Endorsements

Date " 094-9 2007

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date April 12, 2007

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN # 51199- 01 Work Order (WO) 03-005591-012
Address Reoair/ReDlacement Oroanization P 0. No.. Job No. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition, N/A Addenda. N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Bonnet studs & nuts for Nova Machine N/A N/A N/A 2005 Installed No
Valve 1-FCV-074-0012 Products

7. Description of Work Install new studs and nuts to replace those lost after disassembly.

8. Tests Conducted: Hydrostatic EL

Other Li

Pneumatic EL Nominal Operating Pressure 0 Exempt 11

Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 1t in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R
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WO 03-005591-012

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed by 1-SI-3.3.8.A in WO 04-713492-000.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section X1.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed C- - .- . ISI Program Engineer Date 2_0
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA I-AMA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 0-T- I 4 -o4 to Q 44- 15 --07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

•______- __-____________Commissions ALkelb3 •-•i
Inspector's Signature National Board, State. Province. and Endorsements

Date a4 - I S 20 c-7

U1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

1. Owner Tennessee Valley Authority (TVA) Date February 11, 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 of 2

Unit 1

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51199 - 01
ReoairReolacemenl Oroanization P 0 No Job No.. etc.

Work Order (WO) 03-005591-014

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Bonnet studs & nuts for Nova Machine N/A N/A N/A 2005 Installed No
Valve 1-FCV-074-0001 Products

7. Description of Work Install new studs and nuts to replace those lost after disassembly.

8. Tests Conducted: . Hydrostatic El Pneumatic El Nominal Operating Pressure ED Exempt Il

Other El Pressure psi Test Temp. °F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U IC6_\X
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WO 03-005591-014

FORM NIS-2 (Back)

9. Remarks Pressure testing performed by 1-SI-3.3.8.B in WO 04-713493-000.
Applicable Manutacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ( :5'--\I> "I-L-f7-1 SI Program Engineer Date ( (' i (2? ,20 ..
Owner or O"ner's Designee, Titte

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALABATIA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 0O- 1 4 -04 to 07- 2&-0.7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

- -- Commissions AL1,01t 68L
Inspector's Signature National Board, State, Pror.nce, and Endorsements

Date o0-26 20 a7

U1 C6 .'CX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date April 12, 2007

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN # 51199 - 01 Work Order (WOý 03-005591-017

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Reoair/Reolacement Oroanizafion P 0 No Job No. etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-74-0059 Walworth N/A N/A Model 5281 WE 2006 Installed No
(Weld connecting Disc to
Stem Locknut)

7. Description of Work Weld Disc to Stem Locknut.

8. Tests Conducted: Hydrostatic El Pneumatic El

Other 2 Pressure N/A psi
See Remarks (LLRT required)

Nominal Operating Pressure LI

Test Temp. N/A °F

Exempt [E

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-005591-017

FORM NIS-2 (Back)

9. Remarks Local Leak Rate Test (LLRT). as required by Appendix J of 10CFR50, was performed per procedure 1-SI-4.7.A.2.g-3/74.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section X.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date NIA

Signed . SI Program Engineer Date '/ ' 20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALA13"•AIA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 07-12-C/S" to 04-IC- -07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI. -.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_____ .______- ___--- _ -JAI Commissions ALi,313'L-
Inspector's Signature National Board, State. Provirce, and Endorsements

Date 04-16 20 07

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 12, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51199 - 01 Work Order (WO) 03-005591-019
Reoair/Reolacement Oroanization P 0. No.. Job No etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Address

Type Code Symbol Stamp

Authorization No. N/A

N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

I-FCV-74-0061 Walworth N/A N/A Model 12-329-81-Y 2006 Installed No
(Weld build-up on Disc) Mark No 3607

7. Description of Work Weld build-up on Disc.

8. Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure EL

Test Temp. N/A °F

Exempt EL

Other 11
LLRT

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UtIC6R



Page 2 of 2
WO 03-005591-019

FORM NIS-2 (Back)

9. Remarks Local Leak Rate Test (LLRT) was performed per procedure 1-SI-4.7.A.2.q-3/74.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed I--- - .- , 1SI Program Engineer Date . /' 7 20
Owner or Owner's Designee, Title (

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA(3AtIA - and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 07-12 -OS to 04-- 19-07 and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

C Commissions AUi •|tcttJ i L
Inspector's Signature National Board, State, Province, and Endorsements

Date 04•- 1.9 20 0"7

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 12, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name
P. 0. Box 2000, Decatur, AL 35609-2000

Address

DCN # 51199 -01
ReDair!Reolacement Oroanization P 0. No.. Job No. etc

Work Order (WO) 03-005591-020

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-74-0053 Crane Bonnet S/N N/A Valve Model 2006 Installed No
(Bonnet) D4227 5232-PS-WE

7. Description of Work Replace pressure-seal bonnet. Drill 1/4"-diameter hole in valve disc (to prevent pressure locking).

8. Tests Conducted: Hydrostatic El Pneumatic El
Other 0 Pressure N/A psi

See Remarks (LLRT)

Nominal Operating Pressure E

Test Temp. N/A 5F

Exempt LI

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/ 2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-005591-020

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed per procedure 1-SI-3.3.8.A in WO 04-713492-000.
Applicable Manufacturer's Data Reports to be attached

Local Leak Rate Test (LLRT), per Appendix J of 10CFR50, was performed per procedure 1-SI-4.7.A.2.g-3/74 (WO 04-723814-000).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A 1

Signed 1f oqram Engineer Date ,20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AL,•,PVA " and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period I?- -l •.-O4- to OA -I0Q-a-7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

"-____-_ __ _ _ Commissions Au O, L,3aL,

Inspectors Signature National Board, State, Province, and Endorsements

Date 0A - 19 2001

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA) Date April 12, 2007
Name

1101 Market Street

2.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 3

Unit 1

DCN 51199 Work Order (WO) 03-005591-024
Reoair/Reolacement Oroanizahion P.O No . Job No.. etc.

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda*

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

RHR-1-019-007 TVA N/A N/A N/A 2005 Installed No

TRHR-1-076A TVA N/A N/A N/A 2005 Removed No

1-FCV-74-0046 TVA N/A N/A N/A 2005 Removed No

TRHR-1-076 TVA N/A N/A N/A 2005 Removed No

TRHR-1-075 TVA N/A N/A N/A 2005 Removed No

TRHR-1-074 TVA N/A N/A N/A 2005 Removed No

TRHR-1-073 TVA N/A N/A N/A 2005 Removed No

TRHR-1-072A TVA N/A N/A N/A 2005 Removed No

TRHR-1-072 TVA N/A N/A N/A 2005 Removed No

7. Description of Work Removed 24" crosstie pipe, valves, and supports on RHR System between Loop 1 and Loop 2.
**Code Case N-416-3 utilized.
Pressure testing of the tee-to-cap weld accomplished per W.O.# 04-713492-000.

8. Tests Conducted: Hydrostatic [

Other L

Pneumatic [] Nominal Operating Pressure El Exempt E]

Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6R



Page 2 of 3
WO 03-005591-024

FORM NIS-2 OWNER'S REPORT FOR REPAIRIREPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1 Owner Tennessee Valley Authority (TVA) Date April 12, 2007

1101 Market Street
Name

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)

Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name
P. 0. Box 2000, Decatur, AL 35609-2000

Address

Sheet 2 of 3

Unit I

DCN 51199 Work Order (WO) 03-005591-024
Reoair/Reolacement Oroanization P.O. No . Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda**

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer . Serial No. No. Identification Built Installed or No)

TRHR-1-070 TVA N/A N/A N/A 2005 Removed No

TRHR-1-070A TVA N/A N/A N/A 2005 Removed No

RHR-1-H-014 TVA N/A N/A N/A 2005 Removed No

RHR-1-H-014-1A TVA N/A N/A N/A 2005 Removed No

RHR-1-H-015 TVA N/A N/A N/A 2005 Removed No

RHR-1-H-015-1A TVA N/A N/A N/A 2005 Removed No

RHR-1-H-016 TVA N/A N/A N/A 2005 Removed No

RHR-1-H-016-1A TVA N/A N/A N/A 2005 Removed No

H-017 TVA N/A N/A N/A 2005 Removed No

7. Description of Work Removed 24" crosstie pipe, valves, and supports on RHR System between Loop 1 and Loop 2.

**Code Case N-416-3 utilized.
Pressure testing of the tee-to-cap weld accomplished per W.O.# 04-713492-000.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure [ Exempt LI

Other LI Pressure psi Test Temp. °F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8½2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 3 of 3
WO 03-005591-024

FORM NIS-2 (Back)

9. Remarks Pressure testinq was accomplished per procedure 1-SI-3.3.8.A in W.O.# 04-713492-000.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Sign Proram Engineer Date ",20 ___

Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAsAtmA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 02-24-o4 to cA- 115 -o7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied; concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4LQ. Commissions AL.1, 1 ( "3 (3L
Inspector's Signature National Board, State, Province, and Endorsements

Date p,- 20 07

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 12, 2007

1101 Market Street
Name

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000

2.

Sheet 1

Unit 1

DCN # 51199 - 02

of 2

Work Order (WO) 03-005591-029
Address ReDair,'Reolacement Oroanizaton P 0 No.. Job No . etc.

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-TW-074-0111 Conax N/A N/A Part # 7TN5-59000-01 2006 Installed No

1-TW-074-0112 Conax N/A N/A Part # 7TN5-59000-01 2006 Installed No

1-TW-074-0115 Conax N/A N/A Part # 7TN5-59000-01 2006 Installed No

1-TW-074-0116 Conax N/A N/A Part # 7TN5-59000-01 2006 Installed No

7. Description of Work Install new thermowells.

**Code Case N-416-3 utilized

S. Tests Conducted: Hydrostatic 0I Pneumatic El Nominal Operating Pressure 0 Exempt E]

Other El Pressure N/A psi Test Temp. N/A 
0
F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-005591-029

FORM NIS-2 (Back)

9. Remarks Pressure test was performed by procedure 1-SI-3.3.8.C in WO 04-713494-000.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Cede Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Sign g n.. ,S Program Engineer Date ,20 -,
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of - -. and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 2 C " ,- to a - 7 , S ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature

Date \"• 20

Commissions t "]ý (C-)
National Board, State, Province, and Endorsements

U1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 12, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801

Address

Sheet 1 of 3

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51199- 02 Work Order (WO) 03-005591-035

3. Work Performed by TVA-BFN

Reoair/Reolacement Oroanization P.O. No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition%, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-074-0102 Unknown Unknown N/A N/A 2006 Removed No

1-FCV-074-0103 Unknown Unknown N/A N/A 2006 Removed No

RHR piping and fittings TVA N/A N/A N/A 2006 Removed No

7, Description of Work Removed valves, piping, and fittings from the Section XI boundary by cutting and capping Torus PEN 1-X-216.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure LI

Test Temp. N/A 0F

Exempt E (Non-Code)

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 812 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date April 12, 2007

Sheet 2 of 3

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51199 - 02 Work Order (WO) 03-005591-035
Reoair/Reolacement Oroanization P.O. No Job No.. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 064A, Primary Containment / ASME Code Class MC equivalent

1177
19 65* Edition, Winter Addenda, 67 Code Case 13305. (a) Applicable Construction Code Section III, Class B

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 92 Edition, 1992 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

4" pipe cap on Torus Pittsburgh 17001 N/A N/A 2006 Installed Yes
PEN 1-X-216 Des-Moines

7. Description of Work Installed pipe cap on Unit i Torus PEN 1-X-216.

8. Tests Conducted: Hydrostatic El

Other ED
See Remarks

Pneumatic El Nominal Operating Pressure El

Test Temp. N/A 'F

Exempt EL

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/'2 in. X II in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 3 of 3
WO 03-005591-035

FORM NIS-2 (Back)

9. Remarks ILRT was performed by procedure 1-SI-4.7.A.2.A-F in WO 04-715898-000.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed Engineer Date 20
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of -AL,4A•iA and employed by HSB CT • of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period I,?-2.- 2 3 to 04-i5 -0-7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

__ -_____- ___•_____--- __Commissions ALI0o C33L-
Inspectors Signature National Board, State, Province, and Endorsements

Date "A- 1 20 c17

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date April 13, 2007

Sheet 1 of 2

Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN # 51199 - 02 Work Order (WO) 03-005591-036
Address Reeair/Reolacement Oroanization P.O. No.. Job No.. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

Address

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

(Valves) ASME Section II. Class 2, 1995 with Addenda 1996

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Flowserve Removed old
1-SHV-074-0832 (Anchor Darling) 26AYJ N/A MK# 47W452-3579 2005 Installed new No

Flowserve Removed old
1-CKV-074-0802 (Anchor Darling) 46AYQ N/A MK# 47W452-3581 2005 Installed new No

Flowserve Rembved old
1-CKV-074-0803 (Anchor Darling) 45AYQ N/A MK# 47W452-3581 2005 Installed new No

2" pipe and fittings Consolidated Removed old
Power Supply N/A N/A MK# 47W452-3584 2005 Installed new No

I I_ thru -3587

7. Description of Work Install new valves and piping.

**Code Case N-416-3 utilized.

8. Tests Conducted: Hydrostatic El

Other L]

Pneumatic El Nominal Operating Pressure 0 Exempt EL
Pressure psi Test Temp. -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8,.i2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U tC6R



Page 2 of 2
WO 03-005591-036

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed by f-SI-3.3.8.C in WO 04-713494-000 and by 1-SI-3.3.6 in WO 04-713487-000.
Applicable Manufacturer's Data Reports to be attached

Local Leak Rate Test (LLRT) performed by 1-SI-4.7.A.2.G-3/74.

Valve testing was performed by 1-SI-3.2.3 and 1-SI-3.2.31.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XL

Type Cede Symbol Stamp N/A

Certificate of atio No. N/A, Expiration Date N/A

Signed I Program Engineer Date 20 6
Owner or Owner's Designee, Title /

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA(,Ad4.A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 0 3 -- 2-o-4 to 07-( 7-67 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_Commissions ALUOL6,36EL
Inspector's Signature National Board, State, Province, and Endorsements

Date 0- t1l 20 01

UlI C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 . Owner Tennessee Valley Authority (TVA) Date July 17, 2007
Name

10 1 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 ot 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 51199-02 Work Order (WO) 03-005591-037
Address Reoair/Reolacement Oroanization P.O. No.. Job No. etc

3. Work Performed by TVA-BFN
Name

P.O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification ot System System 074, RHR System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452H0159 TVA N/A N/A None 2006 Installed No

1-47B452-3348 TVA N/A N/A None 2006 Installed No

7. Description of Work Modified pipe supports.

8. Tests Conducted: Hydrostatic E]

Other El

Pneumatic LI Nominal Operating Pressure El

Test Temp. N/A °F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R
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WO 03-005591-037

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISI Program Engineer Date Y JL/L- 1 20 -)7
Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAM MIAt, and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period tI IO- 0 to 07-M8-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ _ _-_ _ _-_ Commissions ALI
Inspector's Signature National Board, State, Province, and Endorsements

Date 0a "- 28 20 01

U I C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 . Owner Tennessee Valley Authority (TVA) Date June_13, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN # 51199- 02 Work Order (WO) 03-005591-043
Address Reoair/ReDlacement Oroanization P 0 No.. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Serial Board Other Year Built Removed, or (Yes

Component Manufacturer No. No. Identification Installed or No)

Bonnet studs & nuts for Nova Machine HT# 226078 (studs) N/A N/A 2004 Installed No
Valve 1-FCV-074-0024 Products HT# 10280 (nuts)

7. Description of Work Installed new studs and nuts (1" diameter) to replace those lost after disassembly.

8. Tests Conducted: Hydrostatic E]

Other 0

Pneumatic El Nominal Operating Pressure 21 Exempt E]

Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/ 2 in. X 11 in, (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-005591-043

FORM NIS-2 (Back)

9. Remarks Pressure testing performed by 1-SI-3.3.8.B Valve testing performed by 1-SR-3.6.1.3.5(RHR II) and 1-SR-3.3.3.1.4(H II).
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA.BAMA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 07- 14.04 to 06-14-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ __ __ Commissions A,.OI*3 6'-
Inspector's Signature Nationat Board, State, Province, and Endorsements

Date 06- 14- 20 07

U t C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

1. Owner Tennessee Valley Authority (TVA)
Name

110 1 Market Street

2.

Chattanooga, TN 37402-2801
Address

Plant *Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Date September 13, 2006.

Sheet 1 of 2

Unit 1

DCN # 51199 - 02 Work Order (WO) 03-005591-052
ReoaaReolacemeni Oroonizaton P 0. HJo Job No etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-74-0073 Walworth Unknown - N/A N/A 2006 Installed No
Existing

7. Description of Work Weld stem nut to disc and install new bonnet studs and nuts.

8. Tests Conducted: Hydrostatic E] Pneumatic 0 Nominal Operating Pressure E Exempt El

Other 0 Pressure psi Test Temp.

See Remarks (LLRT)

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81,,2 in. X 11 in., (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-005591-052

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed per procedure 1-SI-3.3.8.B in WO 04-713493-000.
Applicable Manufacturer's Data Reports to be attached

Local Leak Rate Test (LLRT), per Appendix J of 10CFR50, was performed per procedure 1-SI-4.7.A.2.G-3/74.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed orDate 6<,,er' 20
Owner or Owiner's Designee. Title 1

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of .LABA•LA - and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period o_-__ _ _ _ _ to o ,-27-Q7 , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

• •---•"• '•--.• ~Com missions •[(l• (

Inspector's Signature C itional Board. State, Province, and Endorsements

Date OG-27 20 07

t_ I( ':(J"



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date September 12, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN # 51199- 02 Work Order (WO) 03-005591-055
Address Reoair/Reelacement Oroanization P.O No.. Job No.. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp

Authorization No. N/A

N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) • Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-74-0067 Crane Unknown - N/A Valve Model 2006 Installed No
Existing 5232-PS-WE

7. Description of Work Drilled 1/4"-diameter hole in valve disc (to prevent pressure locking).

8. Tests Conducted: Hydrostatic E] Pneumatic 11

Other 0 Pressure N/A psi
See Remarks (LLRT)

Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt E]

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-005591-055

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

Local Leak Rate Test (LLRT), per Appendix J of 10CFRS0, was performed per procedure 1-SI-4.7.A.2.G-3/74 in WO 04-723814-000.

Valve testing was performed per procedures 1-SR-3.6.1.3.5(RHR II) and 1-SR-3.3.3.1.4(H II).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed IS1 Program Engineer Date 20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of A"SAAt4A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period to 07-O02-01 , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_________ "__.-.- ____Commissions ALOI (m3 1,L
Inspector's Signature National Board. State, Province, and Endorsements

Date O--OZ- 20 07

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date January 5, 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 of 2

Unit 1

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Reoair/Reolacement Oroanization P.O. No Job No etc.

DCN # 51199 Work Order (WO) 03-005591-064

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Cede Class 2 equivalent

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

30" Pipe TVA N/A N/A N/A 2004 Installed No

7. Description of Work

8. Tests Conducted:

Install 30" diameter spool piece (carbon steel pipe) where Valve I-SHV-074-0085 had previously been located.
-*Cede Case N-416-2 utilized.

(Valve had been previously removed by WO 03-004035-000.)

Hydrostatic EL

Other nI

Pneumatic EL Nominal Operating Pressure 0 Exempt EL

Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R
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WO 03-005591-064

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed by procedure 1-SI-3.3.8.B in WO 04-713493-000.
Applicable Manufacturer's Data Reports to be attached

Integrated Leak Rate Test (ILRT) was performed by procedure 1-SI-4.7.A.2.A-F in WO 04-715898-000.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Cede, Section XI.

Type Cede Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed _ ' Program Engineer Date •/20 2
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAlUA14A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 02-/2-04 to 0 (o - Z8 - 07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4 c41Q-L Commissions /\LtOI63••3L
Inspector's Signature National Board. State, Province, and Endorsements

Date 6(o-26 20._7

lItC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date November 18, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000 Work Order (WO) 03-005591-065
Address Reoair/Reolacement Oroanization P 0 No . Job No . etc.

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR)/ ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

30" Spool piece TVA N/A N/A N/A 2004 Installed No

7. Description of Work Installed a 30" pipe (spool piece) where 30" Valve 1-HCV-074-0088 had previously been located. The valve was

previously removed from the system in WO 03-004037-000.
**Code Case N-416-2 utilized.

8. Tests Conducted! Hydrostatic El Pneumatic D Nominal Operating Pressure [ Exempt E

Other 19 Pressure psi Test Temp. °F

See Remarks (ILRT)

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6R



Page 2 of 2
WO 03-005591-065

FORM NIS-2 (Back)

9. Remarks Section Xl pressure testing was performed in procedure 1-SI-3.3.8.B per WO 04-713493-000.
Applicable Manufacturer's Data Reports to be attached

Appendix J (ILRT) pressure testing was performed in procedure 1-SI-4.7.A.2.A-F per WO 04-715898-000.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Auth rization No. N/A Expiration Date N/A

Signed . ,#.---•_o.SI1Program Engineer Date ,20 12
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALA, Am A and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 02- . .-o4 to C*-,S- -O7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

- Commissions AL/AUol
inspector's Signature National Board, State, Province, and Endorsements

Date O(6-26 20 0W

It 1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date March 1, 2005

2.

3.

Name
1101 Market Street

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)

Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN 51199 Work Order (WO) 03-005591-066
Resa,/Reolacement Oroanization P.O. No Job No . etc.

*Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identilication Built Installed or No)

1-47B452-3334 TVA N/A N/A N/A 2005 Installed No

1-47B452-3350 TVA N/A N/A N/A 2005 Installed No

7. Description of Work Install pipe supports.

8. Tests Conducted: Hydrostatic LI Pneumatic 1:1 Nominal Operating Pressure El
Test Temp. N/A °F

Exempt E

Other nl Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U 1 C6_XN



Page 2 of 2
WO 03-005591-066

FORM NIS-2 (Back)

9. Remarks None
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed , ISI Program Engineer Date 2 , 20 ,'--
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersivned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province P.,, 1. and employed by HSB CT of
Harfford, Connecticut have inspected the components described

in this Owner's Report during the period . "" -2 ("'(" to E7 - - , 0 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions V -<-, - ý -T (-,•

Datect' Signa,,tur2
National Board, State. Province. and Endorsements

Date 20

U I C6_XXC



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date December 5, 2005

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 Work Order (WO) 03-005591-077
Address Reoair/Reolacement Oroantzation P.O. No Job No etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System Systems 023 / 074, RHRSW and RHR System / ASME Cede Class 2 (RHR) & Class 3(RHRSW) equivalent

(Ht Exchanger) ASME Section III, Class C, 1965
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification ot Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Flange and Drain Bolting
(1-1/2" RHR Flange, Nova Machine Prod. N/A N/A BFR-1-HEX-074-0900A 2005 Installed No
1-3/8" Floating Head,
3/4" Drain) on
RHR Heat Exchanger A

7. Description of Work Installed new head flange nut, floating head bolting, and drain flange bolting.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic El Nominal Operating Pressure 11 Exempt El

Pressure psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U 1 C6 R



Page 2 of 2
WO 03-005591-077

FORM NIS-2 (Back)

9. Remarks Pressure testinq was performed per procedures 1-SI-3.3 13 (WO# 04-713498-000) and 1-SI-3.3.8.A. (WO# 04-713492-000).
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISI Program Engineer Date ,_ -_--___ ,20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a yalid c9 mmission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of " i" " - and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period , - ,,O.. , to " - " ", and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions - (S-1
National Board. State. Province, and EndorsementsInspector's Signature

Date . -, 20(31

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date June 11, 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801

Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name
P. 0. Box 2000, Decatur, AL 35609-2000

Address

DCN 51199 - 02
ReoairiReolacement Oroanization P 0 No . Job No . etc

Work Order (WO) 03-005591-093

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67" Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3278 TVA N/A N/A RHR-1-H-148 2005 Installed No

1-47B452-3279 TVA N/A N/A RHR-1-R-103 2005 Installed No

1-47B452-3280 TVA N/A N/A RHR-1-R-027A 2005 Installed No

1-47B452-3347 TVA N/A N/A None 2005 Installed No

7. Description of Work Install pipe supports.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt E

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6_XX



Page 2 of 2
WO 03-005591-093

FORM NIS-2 (Back)

9. Remarks None
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed *-'-TSt Program Engineer Date •"/" ,20 6".s-
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of - IC- __, and employed by HSB CT of

Hartford. Connecticut have inspected the components described

in this Owner's Report during the period ./-/,/_.,__,/_,_. __to 6-/__,:____o,_. , and state that
to the best of my knowledge and belief, the Owner has' performed examinations and taken corrective (neasures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

de,4, Commissions Arc. 5312
-- Inspector's Signature National Board, State, Province, and Endorsements

Date Y0 ,fQ2- 4o 20 6•"

U 1C6_.\&X



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 14, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN 51199- 02 Work Order (WO) 03-005591-094

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Resair/Reolacement Oroanization P.O No Job No elc.

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components ,

-I .
PCode

National CorrectEd. Stamped
Name of Name of . Manufacturer . Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3283 TVA N/A N/A RHR-1-H-147 2006 Installed No

1-47B452-3284 TVA N/A N/A RHR-1-R-028A 2006 Installed No

7. Description of Work

8. Tests Conducted:

Modify pipe supports.

Hydrostatic Z Pneumatic El Nominal Operating Pressure El

Test Temp. N/A -F

Exempt ED

Other E Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8'/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

LrlC6_XX



Page 2 of 2
WO 03-005591-094

FORM NIS-2 (Back)

9. Remarks None
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISI Program Engineer Date ,'' -"-- ,20 ___ "
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I. the undersigned, holding a valid commission issued by the Nationai Boaid ot Boiler and Pressure Vessel Inspectors and tne State

or Province of -_j _ and employed by HSB CT oi
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period j3 (, ,.2-Q , to ,:5 . , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

tnspector's Signature
Commissions - t 0 -1(6

National Board, State, Prownce, and Endorsements

Date Fý 20

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date October 26, 2005

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P.O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51199 - 01 Work Order (WO) 03-005591-099
Reoair/ReDiacement Oroanization P.O. No Job No . etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 074, RHR System / ASME Cede Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-FCV-074-0058 Removed old
Walworth N/A N/A N/A 2005 Installed new No

7. Description of Work Removed and replaced the tack weld joining the disc to locknut.

8. Tests Conducted: Hydrostatic E]

Other [
See Remarks

Pneumatic [E Nominal Operating Pressure El Exempt 11

Pressure psi Test Temp. -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

I 1 C6R



Page 2 of 2
WO 03-005591-099

FORM NIS-2 (Back)

9. Remarks Valve Leak Test was performed per Appendix J LLRT procedure 1-SI-4.7.A.2.G-3/74.
Applicable Manufacturer's Data Reports to be attached

Valve testing performed per procedures 1-SR-3.6.1.3.5(RHR I) and 1-SR-3.3.3.1.4(H I).

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed " "' SI Program Engineer Date 2 OP".20
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALAISAM and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 07-12-05 to 0 -Z8-O7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4A - ,o -4 g Commissions AL(oL(.0 3 M
Inspector's Signature National Board, State, Province, and Endorsements

Date o Z-28 20007

UI C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 21, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51377 WO# 03-006334-001

3. Work Performed by TVA-BFN

Reoair/Reolacement Oroanization P 0 No Job No. etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-48E1025-2 TVA N/A N/A Old ID 1-47N1025-9 2006 Installed No
(R53)

7, Description of Work Modify pipe anchor frames, located on RCIC turbine exhaust.

8. Tests Conducted Hydrostatic 11 Pneumatic 11 Nominal Operating Pressure .[

Test Temp. N/A 0F

Exempt 0

Other RI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U 1C6_X'X



Page 2 of 2
WO 03-006334-001

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section.Xt.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed I- Program Engineer Date 2-1 20 ___

Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA., SA#A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period )-- o,*4- to S-. a3-0(o , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ _--_ _ _ _ Commissions AL 4/6
Inspector's Signature National Board, State, Province. and Endorsements

Date 03 r"4%t 20 O(.

UItC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date July 11, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51377
Reoarr/Reolacement Oroanization P.O. No . Job No.. etc.

WO# 03-006334-002

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray (CS) System / ASME Cede Class 2 equivalent
(Structures) Design Criteria BFN-50-C-7100
(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67" Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME

Code
National Corrected, Stamped

Name of Name of Manufacturer Board Other Year Removed, or (Yes
Component Manufacturer Serial No. No. Identification Built Installed or No)

Old ID
1-48E1025-3 TVA N/A N/A 48N1025-1-A 2006 Installed No

7. Description of Work Modify pipe anchor frame, located near Core Spray Pump A.

8. Tests Conducted: Hydrostatic [] Pneumatic El Nominal Operating Pressure El

Test Temp. N/A eF

Exempt 1E

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-006334-002

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed C}--, Q.,I Z§(xi 2  , tSt Program Engineer Date 720
O nOwner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
1. the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAI3AY-u-N and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 0.-01-- c4 to 67-I 7-0C, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-' __ý,_ Commissions AL ona,

Inspector's Signature National Board, State, Province, and Endorsements

Date 07-/7 20 046

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 11, 2006
Name

1101 Market Street

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

*DCN 51377 WO# 03-006334-003
Reoair/Reolacement Oraanization P 0 No Job No. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray (CS) System / ASME Code Class 2 equivalent

(Structures) Design Criteria BFN-50-C-7100
(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Old ID
1-48E1025-4 TVA N/A N/A 48N1025-1-B 2006 Installed No

7. Description of Work Modify pipe anchor frame, located near Core Spray Pump B.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure 11

Test Temp. N/A 0F

Exempt 19

Other 0l Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81,7 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-006334-003

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manutacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration. Date N/A

Signed •"-.-..•lSlProgram Engineer Date ___ __ 2/•_ ,20
Owner or Owner's Designee, Title /

CERTIFICATE OF INSERVICE INSPECTION
I, the undersignpd, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of - & .&J& . and employed by HSB CT of
Ha~rtfbrd, Connecticut have inspected the components described

in this Owner's Report during the period - - " to - - C2 -•. , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

KA.,AA _O"_.J., Commissions V • ', &T_
Inspector's Signature National eoard, State, Province, and Endorsements

Date __ _, _ 20

UI C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date May 22, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801

Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 of 2

Unit 1

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51377
Reoaif/Reolacement Oroanization P.0 No. Job N~o.. etc

WO# 03-006334-004

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray (CS) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-48E1025-5 TVA N/A N/A Old ID 1-48N1025-1-C 2006 Installed No

7. Description of Work Modify pipe anchor frame, located near Core Spray pump C.

8. Tests Conducted: Hydrostatic El Pneumatic LI Nominal Operating Pressure El

Test Temp. N/A -F

Exempt E

Other EL Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U 1C6_,X\



Page 2 of 2
WO 03-006334-004

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed I -7 .'-.'lZ " SI Program Engineer Date 2. 2 20 _

Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAz3ftt and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period -7. Z,3 -c c5 to .23 - C L' , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-Lk)- - Commissions AL. 4(o
Inspectors signalure National Board, State, Province, and Endorsements

Date 6j-2.3 20 CL

l.) I(! .x•x



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 11, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Name

Sheet 1 of

Unit 1

2

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name
P. 0. Box 2000, Decatur, AL 35609-2000

Address

DCN 51377
eoair/'Reolacement Oraanization P 0 No ,Job No etc

WO# 03-006334-005

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray (CS) System / ASME Code Class 2 equivalent

(Structures) Design Criteria BFN-50-C-7100
(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, . Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Old ID
1-48E1025-6 TVA N/A N/A 48N1025-1-D 2006 Installed No

7. Description of Work Modify pipe anchor frame, located near Core Spray Pump D.

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure E]

Test Temp. N/A -F

Exempt E

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 812 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U IC6R



Page 2 of 2
WO 03-006334-005

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date A

Signed . iSIeProram Engineer Date ... 7 20 0 G
j Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA• 3•tI•A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 04 F29.t /,-, to 0-T 1 7 6Cs , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

S-Commissions AL44,
Inspector's Signature National Board, State, Province, and Endorsements

Date ci 1/7 20 ____

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date October 19. 2004

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51377 WO# 03-006334-006

3. Work Performed by TVA-BFN

Renair,'Reolacement Oroanization P.O. No. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000

Address
Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition ot Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-48E1026-1 TVA N/A N/A 1-47N11026-1 2006 Installed No

7. Description of Work Modify pipe anchor frames, located on HPCI turbine exhaust.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure EL
Test Temp. N/A -F

Exempt 0

Other MI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

Li1 C6_x)OX



Page 2 of 2
WO 03-006334-006

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificateof Authorization No. N/A Expiration Date N/A

Signed o Z.. - ,ISI Program Engineer Date _ ,,__,_..____ ,20 07
Cowner or Owvner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of LA •A4•iA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period OG -2T-0 59 to OS-,O2- 071 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

__•_ _Commissions AL|I o6 3 O35L
Inspector's Signature National Board, State, Province, and Endorsements

Date 0, - 02 20 07

U IC6_"X



FORM NIS-2 OWNERS REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date August 29, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 51377 WO# 03-006334-007
Address Reoeairieolacement Oroanization P 0 No.. Job No.. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition. 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-48E1027-1 TVA N/A N/A 1-47N1026-1 2006 Installed No
(Old ID RHR-1-R-35A &

-35B)

7. Description of Work Modify pipe anchor frame, located on RHR Pump A suction.

8. Tests Conducted: Hydrostatic E]

Other El

Pneumatic El Nominal Operating Pressure El

Test Temp. N/A °F

Exempt ED

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_XX



Page 2 of 2
WO 03-006334-007

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISI Program Engineer Date _ _ _ _ -_ ,20
7 Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAtqIA , and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period C)?- 2-1-05 to 0 1' -249.-••G , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

•_____ -__-____________Commissions /_ L4___
Inspector's Signature National Board, State, Province, and Endorsements

Date C16-29 20 C~i-

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga. TN 37402-2801
Address

Date October 11, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 51377 WO# 03-006334-008
Address ReDalr/Reolacement Oroanizalion PO No. Job No . etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-48E1030-X12
1-48E1030 TVA N/A N/A 1-48E1030-X13A 2006 Installed No

1-48E1030-X13B

7. Description of Work Modify pipe anchor frames at Penetrations X12, X13A & X13B

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt 1Z

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81,V in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-006334-008

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed or - ISI Program Engineer Date /_L20 Of) -7
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA6AmA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 041- 2S- 05 to 0,-02-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-_-_-----__________ ---_Commissions A•1 O,6t 3,L
Inspector's Signature National Board, State. Province, and Endorsements

Date OS- 02 20 6"7



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

Owner Tennessee Valley Authority (TVA) Dale December 1, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN 51377 WO# 03-006334-009

3. Work Performed by TVA-BFN

Reoair/Reolacement Oroanizaeton P.O No . Job No etc.

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-48E1032-1-X1 1 TVA N/A N/A N/A 2006 Installed No

7. Description of Work Modify pipe anchor frame at Penetration X11.

8. Tests Conducted: Hydrostatic Li

Other [0

Pneumatic I] Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-006334-009

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section X1.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ( - z Program Engineer Date 2 , / 20 0 2
COwner or Owner's Designee, Title 6

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of - ALAtsA '4 and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period o4- 03-o.(a to os-O.-o0 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ 4.__ _ _ _ _ _ _ Commissions ALIO-"(-36L
Inspector's Signature National Board, Slate. Province, and Endorsements

Date OS-2 220 O•T



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date October 13, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51377
Reoair/Reoiacement Oroanization P 0. No Job No etc

WO# 03-006334-010

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

4. Identification of System System 001, Main Steam (MS) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASM E
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-48E1032-5 TVA N/A N/A 48N1032 PEN X8 2006 Installed No

7. Description of Work Modify pipe anchor frame.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure E]

Test Temp. N/A °F

Exempt ED

Other MJ Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Y2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UJIC6R



Page 2 of 2
WO 03-006334-010

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manutacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section X1.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed A wot' ne 9o O1w DeS [ Program Engineer Date o 5e 20
Owner or Owner's Designee, Titte

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of (, aoar ". and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 4. /i,[ / to /" /'.7- i , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken c6rrecti•fe measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions
Insoector's Signature

70s dNational Board, State,-Provtnce, and Endorsements

Date i Z 20 Ot)

U[C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date July 11, 2006

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)

Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN 51377 WO# 03-006334-011
Reoair/Reolacement Oroanization P.O. No.. Job No. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray (CS) System / ASME Code Class 1 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-48E1033-1-X-16A TVA N/A N/A 48N 1033 2006 Installed No

1-48E1033-1-X-16B TVA N/A N/A 48N1033 2006 Installed No

7. Description of Work Modify pipe anchor frames.

8. Tests Conducted: Hydrostatic LI Pneumatic fl Nominal Operating Pressure 11

Test Temp. N/A -F

Exempt 0

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-006334-011

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N,/A

Signed -S( Program Engineer Date 2.1_2 ,20 04/
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALi sA lfA - and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period .5..-D--05 to _ 7-__-O(_ , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XA.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

A Commissions AL 4,
Inspector's Signature National Board, State, Province, and Endorsements

Date ,_-_ 20 0( 0

U IC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date September 1, 2006

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51377 WO# 03-006334-014
Reoair/Reolacement Oroanization P.O. No.. Job No etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67' Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

RHR-1-R-037A
1-48E1027-5 TVA N/A N/A RHR-1-R-037A-IA 2006 Installed No

RHR-1-R-37B
RHR-1-R-37B-IA

7. Description of Work Modify pipe anchor frames, located on 24" x 20" tee, for RHR Pump B Suction.

8. Tests Conducted: Hydrostatic El
Other El

Pneumatic E] Nominal Operating Pressure El
Test Temp. N/A 5F

Exempt 2

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-006334-014

FORM NIS-2 (Back)

9. Remarks AI'J+
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization Np. N/A Expiration Date N/A

Signed LIJ<-- X.&/) , SI Program Engineer Date S e 20 L__

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersignep, holding a yalid congmission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of "v " 4Lx and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period t(Z - I . to • •-' 2_X1")6 , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
Commissions k ' j-((

National Board, State, Province, and Endorsements

Date -- " 20 IýC

U1C6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1 Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date August 31, 2006

Sheet 1 of 2

Unit 1

Name

P.O0. Box 2000. Decatur, AL 35609-2000
Address

Work Order (WO) 03-006334-015
Reoair/Reolacement Oraanization P.O. No Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal System (RHR) / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Adcdenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Pipe Anchor RHR-1-R-037C
1-48E1027-7 TVA N/A N/A RHR-1-R-037C-IA 2006 Installed No

RHR-1-R-037D
RHR-1-R-037D-IA

+ 4 4 4 .4- 4

7. Description of Work Correct discrepancies on supports found during walk-downs. Pipe anchors for RHR pump 1 D suction piping.

8. Tests Conducted: Hydrostatic El

Other Ml

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A oF

Exempt N

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-006334-015
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
ADolicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of, Athorization No. N/A Expiration Date N/A

Signed ,ISI Proram Engineer Date I+U6U CJT '20

Owner or Owner's Desronee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALABAMIA and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period (O-2(m-04 to 90- OS GO•o , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

O*pO. Commissions &__ _4__o
InSDector's Sionature National Board. State. Province. and Endorsements

Date O9-05 20 CG

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date August 25, 2006

Sheet I of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1

Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51377 WO# 03-006334-016
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

ReDair/Reolacement Oroanization P 0 No Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Pipe Anchor Old IDs
1-48E1027-2 TVA N/A N/A RHR-1-R-035C 2006 Installed No

RHR-1-R-035D

7. Description of Work Modify pipe anchor frame.

8. Tests Conducted: Hydrostatic El Pneumatic "E] Nominal Operating Pressure LI
Test Temp. N/A 0F

Exempt 2

Other DI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/'2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-006334-016

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

or, -57

Signed -Z-.-•- , ISI Program Engineer Date ' ,20 676r
Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALA.Y30' •. and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 04-0.•- .C, to o -2.9-c,5 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ C ;-_________•_ _" _ _ _ _Commissions __ L4__,-_
Inspector's Signature National Board, State, Province, and Endorsements

Date Oc i-2- 29 20 Ck.

It IC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

I. Owner Tennessee Valley Authority (TVA) Date September 14, 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801

Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Na.e

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51375
Reoair/Reolacement Oraanization P.O No. Job No. eto

Work Order (WO) 03-006335-018

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074/303, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6 Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-1469 TVA N/A N/A RHR-1-R-2 (Old ID) 2005 Installed No
(20" RHR support)

7. Description of Work Remove and reinstall gusset plate Item # 5 to implement DCN 51375.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A -F

Exempt [

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
wo 03-006335-018

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ' .,. 0 / , , ISI Proqram Engineer Date .,20 _._

- Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of , , and employed by HSB CT of
HaNo , C-onnecticut have inspected the components described

in this Owner's Report during the period , '- 2 c "• to S> -- l -• _ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

V,4ýc IL Commissions '% AiE• - k 7,
Inspector's Signature National Board. State, Prosince, and Endorsements

Date _ __-_E,. 20

U 1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date January 16, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Name

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-013

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Reoair/Reolacement Oroanization P O No.. Job No . etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Drains and Vents (BDV) System / ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Quencher Arm Support TVA N/A N/A BDV-1- 2003 Installed No
01 W003006578013- 001

and 002

Quencher Arm Support TVA N/A N/A BDV-1- 2003 Installed No
Q2 W003006578013- 003

and 004

7. Description of Work Added shims to Quencher Arm Support Q 1 and Q2 (Main Steam Relief Valve discharge piping supports),

inside Torus Bay 1.

8. Tests Conducted: Hydrostatic 11 Pneumatic El Nominal Operating Pressure 11

Test Temp. N/A 5F

Exempt 0

Other 11 Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/' in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

J 1C6R



Page 2 Of 2
WO 03-006578-013

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ~ ~I Program Engineer Date 6/20
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALABAMA_,"_ . and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 11- 2.-03 to O( -2..8-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

A "• • Commissions AULLOIuA3L
Inspector's Signature National Board, State, Province, and Endorsements

Date O__-Z_ 20 0-7

Lt C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date March 10, 2004

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-014

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Reoair/Reolacement Oroanization P.O. No . Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Drains and Vents (BDV), and System 001, Main Steam, ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (piping) USAS B3 1.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Quencher Arm Support TVA N/A N/A BDV-1- 2003 Installed No
Q3 W003006578014- 001

and 002
Rigid Restraint RS-1 1 TVA N/A N/A MS-1-WO03006578014- 2003 Installed No

001 through 016

7. Description of Work Added shims to Quencher Arm Support Q3 and Rigid Restraint RS- 11 (Main Steam Relief Valve discharge piping

supports), inside Torus Bay 2.

8. Tests Conducted: Hydrostatic El Pneumatic 0l Nominal Operating Pressure El
Test Temp. N/A °F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8!i2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UICoR



Page 2 of 2
WO 03-006578-014

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - 'll -,ISI Program Engineer Date ' / , 20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA8At'IA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period I" -02-o3 to -O .-28-0 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-4 -.- C • .• Commissions .OLQ-•36L
Inspector's Signature National Board, State, Province, and Endorsements

Date 0(6-Z8 2007

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 . Owner Tennessee Valley Authority (TVA) Date April 21, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

2: Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-015

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

ReoairReDlacemen, Oroanization P 0 No . Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Vents and Drains, and System 001, Main Steam, ASME Cede Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Quencher Arm Support TVA N/A N/A BVD-1- 2003 Installed No
05 W0030065780115- 001

Rigid Restraint RS-4 TVA N/A N/A MS-1-WO03006578015- 2003 Installed No
002, 003 and 003A

Rigid Restraint RS-5 TVA N/A N/A MS-1-WO03006578015- 2003 Installed No
004 through 009

Rigid Restraint RS- 10 TVA N/A N/A MS-1-WO03006578015- 2003 Installed No
010 through 027

7. Description of Work Add shims to Quencher Arm Support Q5 and Rigid Restraints RS-4, RS-5 and RS-10, Unit 1 Torus Bay 3

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 11

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

LltC6_ X.



Page 2 of 2
WO 03-006578-015

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

This modification adds shims to pipe supports and add welds to Rigid Restraints RS-4, RS-5 and RS-10 for main steam relief valve

discharge piping inside torus. Pressure boundary is not affected by this modification

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section X.

Type Code Symbol Stamp N/A

Certificate of Authorization No N/A Expiration Date N/A

Signed - --A-1, ISl Program Engineer Date 2?6•, / ,20 ( 7
Owner or Owner's Designee, Title 0

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA W •A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 1_2- _ -._03 __.-0 __. _ to ),M.63.-C-7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-"J2• Commissions AL -3,3IO
Inspector's Signature National Board, State. Province, and Endorsements

Date O,.&,,- 03 20 07

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date May 2. 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2- Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

3.

P. O. Box 2000. Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name
P. 0. Box 2000, Decatur, AL 35609-2000

Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-016

Reoair/Reolacement Oroanization P.O No. Job No etc.

4. Identification of System System 010, Boiler Vents and Drains System, ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Quencher Arm Support TVA N/A N/A BVD-1- 2004 Installed No
Q6 W003006578016- 003

7. Description of Work Add shims to Quencher Arm Support Q6, Unit 1 Torus Bay 4

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure EL

Test Temp. N/A 'F

Exempt IE

Other nI Pressure N/A psi

NOTE: Supplemental Sheets in form ot lists, sketches, or drawings may be used, provided (1) size is 81/i in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U IC6X



Page 2 of 2
WO 03-006578-016

FORM NIS-2 (Back)

9. Remarks
Applicable Manulactureb's Data Reports to be attached

This modification adds shims to main steam relief valve discharge piping support inside torus.

Pressure boundary is not affected by this modification

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed j ".. ..'7, ISI Program Engineer Date 2 ,20 Ž
Z Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, hotding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of : ._ ' r and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period i ,.- 2 ,, to S "-,, .XC.iVC , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XA.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

L t I ne Sinaur
Inspector's Signature

Commissions Y-S \ ,-(•
National Board, State, Province, and Endorsements

Date %- -Z 20~j

U IC6_XO



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 20, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet I of 2

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-017

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Reoair/ReDlacement Oroanizahon P 0 No. Job No. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Vents and Drains System, ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section X) Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Quencher Arm Support TVA N/A N/A BDV-1- 2003 Installed No
Q8 W003006578017-

001 and 002

7. Description of Work Add shims to Quencher Arm Support 08, Unit 1 Torus Bay 5

8. Tests Conducted: Hydrostatic Li

Other Ri

Pneumatic LI Nominal Operating Pressure L]

Test Temp. N/A -F

Exempt ED

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6_X"X



Page 2 of 2
WO 03-006578-017

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reporis to be attached

This modification adds shims to main steam relief valve discharge piping support inside torus.

Pressure boundary is not affected by this modification

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ( --.-- Z•cr " Program Engineer Date - ,20 07
eOwner or Owner's Designee. Title V

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the StateI *

or Province of ., rk and employed by HSB CT of
Htirt-:rd, Connecticut have inspected the components described

in this Owner's Report during the period 1 2 - t,- , -_-_-• to z-c I." .1.t , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
Commissions - ( 0 t " n,

National Board, State, Province, and Endorsements

Date 20 Q1

UIC6_X0



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 23, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Address

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-018

ReoaFr/Reolacement Oroanization P 0. No . Jobr No etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 001, Main Steam System, ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Rigid Restraint RS-14 TVA N/A N/A Support for main steam 2003 Installed No
1-47W401-4 relief valve discharge

piping in Torus Bay 6

Rigid Restraint RS-15 TVA N/A N/A Support for main steam 2003 Installed No
1-47W401-8 relief valve discharge

piping in Torus Bay 6

7. Description of Work Add welds to Rigid Restraints RS-14 and RS-15, Unit 1 Torus Bay 6

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8l2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_XX



Page 2 of 2
WO 03-006578-018

FORM NIS-2 (Back)

I\ JU9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certiticate of Authorization No. N/A Expiration Date N/A

Signed Zr" .,S, Program Engineer Date A 2 .20 07
Owner or Owners Designee, Title U

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of - and employed by HSB CT of

-artaord, Connecticut have inspected the components described
in this Owner's Report during the period .2 - Z. ,.3 to , n--'..( , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report- Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

LaLo Commissions V-k - toTC.L " .•
Inspector's 

Signature

Inspector's SignatureNainloadStl.roncndEosens National Board, State, ProAnce, and Endorsements

Date 20 .(

UIC6.XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date April21, 2004

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-019

Reoair/ReDlacement Oroanization P.O. No . Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 001, Main Steam System, ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Rigid Restraint RS-1 TVA N/A N/A Support for main steam 2003 Installed No
1-47W401-4 relief valve discharge

piping in Torus Bay 7
Rigid Restraint RS-2 TVA N/A N/A Support for main steam 2003 Installed No
1-47W401-4 relief valve discharge

piping in Torus Bay 7
Rigid Restraint RS-9 TVA N/A N/A Support for main steam 2003 Installed No
1-47W401-4 relief valve discharge

I piping in Torus Bay 7 1 1
Quencher Support Q12 TVA N/A N/A Main steam relief in 2003 Installed No
48N1218-10 Torus Bay 7

7. Description of Work Corrected welds added lugs and shims on supports, Unit 1 Torus Bay 7

8. Tests Conducted: Hydrostatic LI Pneumatic LI Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 0

Other [1] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_XX



Page 2 of 2
WO 03-006578-019

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section X1.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed -e' ISI Program Engineer Date "_ _ _ _ __"_ ,20 ___

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ""v,, 4 .', ý,-, -, and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owners Report during the period I Z - k-< (-•.., to t- -- - C....'.) , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

\1 Commissions .-" ýS"r- tQ.• , -- - , K -
Inspector's Signaiure National Board, State. Province, and Endorsements

Date 20

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 22, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2.
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-020

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P 0. Box 2000, Decatur, AL 35609-2000
Address

Reoair/Reolacement Oroanization P 0. No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Vents and Drains System, ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Quencher Support Q 13 TVA N/A N/A Main steam relief in 2003 Installed No
48N1218-10 . Torus Bay 8

Quencher Support Q14 TVA N/A N/A Main steam relief in 2003 Installed No
48N1218-10 Torus Bay 8

7. Description of Work Added shims to quencher arm supports 013 and Q14, Unit 1 Torus Bay 8

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A 5F

Exempt E

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

Ut1 C6_<XX



Page 2 of 2
WO 03-006578-020

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No N/A Expiration Date N/A

Signed • • - 1,S Program Engineer Date '"- ,20 el.,
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of .LAISA.,A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 12-03-03 to OS. 07- o0 l , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions ALI•,,036L
Inspector's Signature National Board, State, Province, and Endorsements

Date OS-07 20 07

U I C6_XX,



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

I . Owner Tennessee Valley Authority (TVA) Date April 22, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-021

Address Reoar/Reolacement Oroanization P.O. No . Job No.. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Vents and Drains System, ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Quencher Support Q 19 TVA N/A N/A Main steam relief in 2003 Installed No
48N1218-10 Torus Bay 11

Quencher Support Q20 TVA N/A N/A Main steam relief in 2003 Installed No
48N1218-10 Torus Bay 11

7. Description of Work Added shims to quencher arm supports 0 19 and Q20, Unit 1 Torus Bay 11

8. Tests Conducted: Hydrostatic LI Pneumatic El Nominal Operating Pressure LI
Test Temp. N/A 0F

Exempt 0

Other E] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6_X(



Page 2 of 2
WO 03-006578-021

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASMVE Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed e ISI Program Engineer Date . ,- ,20 65_-2
Owner or Owners Designee. Title 1

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALABA"A - and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period I Z-03 O0 3 to &S..- 07- 07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

__ _.-_~--_ _:91_ .Commissions AL~oIl(3 IL
Inspectors Signature National Board, State, Provrnce. and Endorsements

Date OS- 07 20 07

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date April 24, 2004

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-022

Reoair/Reolacement Oraanization P o No . Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 010, Boiler Vents and Drains System, ASME Cede Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Quencher Support 021 TVA N/A N/A Main steam relief in 2004 Installed No
48N1218-10 Torus Bay 12

7. Description of Work Added shims to quencher arm support 021, Unit 1 Torus Bay 12

8. Tests Conducted: Hydrostatic El Pneumatic LI Nominal Operating Pressure El

Test Temp. N/A -F

Exempt E

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8Y2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U l C6-_ ,XD



Page 2 of 2
WO 03-006578-022

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the. report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed tSr PDroggramEngTineer Datet
Owner or Owner's Designee. Title 2 o1

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALABAMA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period I-Z,-0., -03 to 05--007-07 . , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

__ •--,, a.__ _ _ __ Commissions AL toI.36L
Inspector's Signature National Board, State, Province, and Endorsements

Date OS-07 2007

U I C6_,',,



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 21, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 of 2

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-023

Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Reoair/ReDlacement Oroanization P.O No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Vents and Drains System, ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section X1 Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Quencher Support 022 TVA N/A N/A Main steam relief in 2003 Installed No
48N1218-10 Torus Bay 13

7. Description of Work Added shims to quencher arm support Q22, Unit 1 Torus Bay 13

8. Tests Conducted: Hydrostatic 11 Pneumatic E] Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 1Z

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets.is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6-X



Page 2 of 2
WO 03-006578-023

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed e - ,IS] Program Engineer Date _ _! _ _ _ _ ,20 0 "
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of Mississippi and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period t .- -2 C?)CNYL to X -N ,A 2 '. , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
Commissions UA-- , ."TC-. K) I

National Board, State, Pr3vince, and Endorsements

Date A-2- L 20

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date April 20, 2004

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-024P. O. Box 2000, Decatur, AL 35609-2000

Address ReoairlReolacement Orsanizaeion P.O. No.. Job No etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Drains and Vents System, ASME Cede Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Rigid Restraint RS-13 TVA N/A N/A Support for main steam 2003 Installed No
1-47W401-4 relief valve discharge

piping in Torus Bay 14

7. Description of Work

8. Tests Conducted:

Add welds to Rigid Restraint RS-13, Unit 1 Torus Bay 14

Hydrostatic El Pneumatic LI Nominal Operating Pressure 1:1

Test Temp. N/A 5F

Exempt El

Other L] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C69-0(



Page 2 of 2
WO 03-006578-024

FORM NIS-2 (Back)

9. Remarks None.
Apphcable Manufacturers Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed St Program Engineer Date 11 -7420 61 2
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALABAMA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 12-10- 0- to 05-07-0-7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report, Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4 ,- --- "-Q"Q, Commissions AL,01G38L
Inspectors Signature National Board, State, Pro'nnce. and Endorsements

Date 05-O7 20 07

UIC6C-X



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date April120, 2004

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-025

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

ReoairReolacement Oroanization P.O No. Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identitication ot System System 010, Boiler Drains & Vents System, ASME Cede Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Cede (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Rigid Restraint RS-6 TVA N/A N/A Support for main steam 2004 Installed No
1-47W401-4 relief valve discharge

piping in Torus Bay 15
Rigid Restraint RS-7 TVA N/A N/A Support for main steam 2004 Installed No
1-47W401-4 relief valve discharge

piping in Torus Bay 15
Rigid Restraint RS-12 TVA N/A N/A Support for main steam 2004 Installed No
1-47W401-4 relief valve discharge

piping in Torus Bay 15
Quencher Support Q24 TVA N/A N/A Main steam reliet in 2004 Installed No
48N1218-10 Torus Bay 15

7. Description of Work Corrected welds and added lugs and shims on supports, Unit 1 Torus Bay 15

8. Tests Conducted: Hydrostatic []

Other El

Pneumatic LI Nominal Operating Pressure El
Test Temp. N/A 5F

Exempt 1E

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/ in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U _C6R



Page 2 of 2
WO 03-006578-025

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 1, Program Engineer Date .1 , ,20 __2
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of I . .. and employed by HSB CT of
-- • . -,,

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period i 2 "- i, Q '. to -I) - ;-" Q,.. " , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Lcz~w ~Px~ Commissions 1-3- • Q)~ ( ," .
Inspector's Signature National Board, State, Province, and Endorsements

Date _ _ _ _ 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date April 22, 2004

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

Design Change Notice (DCN) 51369-06
Work Order (WO) 03-006578-026

3. Work Performed by TVA-BFN

Reair'Reolacement Oroanization P 0 rNo.. Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 010, Boiler Vents and Drains System, ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Quencher Support Q25 TVA N/A N/A Main steam relief in 2003 Installed No
48N1218-10 Torus Bay 16

7. Description of Work Added shims to quencher arm support Q25, Unit 1 Torus Bay 16

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic El Nominal Operating Pressure E]

Test Temp. N/A oF

Exempt El

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U 1C6XKX



Page 2 of 2
WO 03-006578-026

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed Iý Program Engineer Date /" Cf - ,20 17
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAISAHtA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period l 2--OZ-03 to O.5-- 0 7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4_,_-" _ _ Commissions ALI . 36L
Inspector's Signature National Board. State, Provnce, and Endorsements

Date OS-o0 20 07

U I C6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

I. Owner Tennessee Valley Authority (TVA) Date August 4, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 3

Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 51369- 07 Work Order (WO) 03-006578-066
Address Reoair/Reolacement Oroanization P 0 No.. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 064A, Primary Containment / ASME Code Class MC equivalent

1177

5. (a) Applicable Construction Code Section III, Class B 19 65* Edition, Winter Addenda, 67 Code Case 1330

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 92 Edition, 1992 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK1-R9 MC Pittsburgh 17001 N/A Welds attaching support 1968 Installed Yes
Des-Moines to inside of Main Vent

Rigid Restraint, (Down-comer)
MK1 Restraint 9

7. Description of Work Restore welds connecting Rigid Restraint MK1 Restraint 9 to inside of Main Vent Down-comer (Containment).

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure 11 Exempt E]

Other ED Pressure
ILRT - See Remarks

psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

110 1 Market Street

Chattanooga, TN 37402-2801
Address

Date August 4, 2006

Sheet 2 of 3

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51369 - 07
Reoair/Reolacement Oroanizatlion P 0. No.. Job No. etc

Type Code Symbol Stamp N/A

Work Order (WO) 03-006578-066

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Drains & Vents / ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK1-R9 TVA N/A N/A Miscellaneous welds on 2006 Installed No
support for MSSRV

Rigid Restraint, Discharge piping
MK1 Restraint 9

_____________________ A. A A L A. A.

7. Description of Work Restore welds on Rigid Restraint MK1 Restraint 9.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure LI

Test Temp. N/A -F

Exempt Z

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/ 2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 3 of 3
WO 03-006578-066

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

This modification adds welds to the surface of the containment pressure-retaining boundary. This is considered a minor modification

which is subject to pressure test per IWE-5221. The pressure test requirement is satisfied by 1-St-4.7.A.2.A-F, Primary Containment

Integrated Leak Rate Test, performed under Work Order 04-715898-000.

The Class 2 support welds on Sheet 2 of NIS-2 do not require a pressure test.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed (ý'..••'-", 7 ,,SI Program Engineer Date 2- ,20 0•'7
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of . 4 'A and employed by HSBCT of

H rtfordConnecticut have inspected the components described
in this Owner's Report during the period Z t b to I ' - .•.C "{ , and state that
to the beat of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

___ _ k_ ___9-___ _ _ Commissions ýA 1v- - .
Inspector's Signature National Board, State, Province, and Endorsements

Date 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date August 4, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 3

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51369-07 Work Order (WO) 03-006578-067
Reoair/Reolace rent Oroanization P.O. No.. Job No etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 064A, Primary Containment / ASME Code Class MC equivalent

1177
5. (a) Applicable Construction Code Section Itt, Class B 19 65* Edition, Winter Addenda, 67 Code Case 1330

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 92 Edition, 1992 Addenda

6. Identification of Components

ASME

Code
National Corrected, Stamped

Name of Name of Manufacturer Board Other Year Removed, or (Yes
Component Manufacturer Serial No. No. Identification Built Installed or No)

MK1-R10 MC Pittsburgh 17001 N/A Welds attaching support 2005 Installed Yes
Des-Moines to inside of Main Vent

Rigid Restraint, (Down-comer)
MKI Restraint 10

7. Description of Work Restore welds connecting Rigid Restraint MK1 Restraint 10 to inside of Main Vent Down-comer (Containment).

8. Tests Conducted: Hydrostatic E] Pneumatic 11 Nominal Operating Pressure El Exempt E]
Other 10 Pressure
ILRT - See Remarks

psi Test Temp.

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UtC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1 . Owner Tennessee Valley Authority (TVA)
Name

110 1 Market Street

Date August 4, 2006

Chattanooga, TN 37402-2801
Address

Sheet 2 of 3

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51369- 07 Work Order (WO) 03-006578-067

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Reoair/Reolacement Orcanizahton P 0. No.. Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 010, Boiler Drains & Vents / ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK1-R10 TVA N/A N/A Miscellaneous welds on 2006 Installed No
support for MSSRV

Rigid Restraint, Discharge piping
MK1 Restraint 10

7. Description of Work Restore welds on Rigid Restraint MK1 Restraint 10.-

8. Tests Conducted: Hydrostatic il
Other L]

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A DF

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 814Ž in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

LUIC6R



Page 3 of 3
WO 03-006578-067

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

This modification adds welds to the surface of the containment pressure-retaining boundary. This is considered a minor modification

which is subject to pressure test per IWE-5221. The pressure test requirement is satisfied by 1-SI-4.7.A.2.A-F, Primary Containment

Integrated Leak Rate Test, performed under Work Order 04-715898-000.

The Class 2 support welds on Sheet 2 of NIS-2 do not require a pressure test.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XA.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed " .. ,SI Program Engineer Date J/ 1Y ,20 1

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAagMA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 0(5-23.--oc. to OIG-O- -O"7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section X1.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

___ Commissions AL ioIG,3al
Inspector's Signature National Board. State, Province, and Endorsements

Date 05- o3 20 -7

UtC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date August'19, 2006
Name

I t10o1 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

DCN # 51369 - 07 Work Order (WO) 03-006578-068
Recair/Reolacement Oraanization P 0. No. Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 010, Boiler Drains & Vents / ASME Cede Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK1-R7 TVA N/A N/A Support for MSSRV 2006 Installed No
Discharge piping

Rigid Restraint, (10" tailpipe)
MK1 Restraint 7
at AZ 337-30

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic El

Other nl

Pneumatic E] Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8112 in. X 11 in., (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-006578-068

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISI Program Engineer Date J'K ,20 c.
Owner or Owner's Designee. Trile

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of A l1M.i\-t4A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period O!-..24-cs to O,, 2. 2-a , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

___ _-"___ _'-- __-"_Commissions Ai- 4(6
Inspector's Signature National Board, State, Province, and Endorsements

Date 06-22. 20- CV

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date August 15, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN #D51369a -07 Work Order (WO) 03-006578-069
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Reoair/Reolacement Oraanization P 0. No.. Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Drains & Vents / ASME Cede Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Cede (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK1-R8 TVA N/A N/A Support for MSSRV 2006 Installed No
Discharge piping

Rigid Restraint, (10" tailpipe)
MK1 Restraint 8
at AZ 337-30

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 0

Other [] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number ol sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-006578-069

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed II, 7 7 ,,, A4 , 1Sf Program Engineer Date 6 ." 4 Y Z _ 20 OG
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of AL• B--••MA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 06S -24 -- to ,- 2_--- CA, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

____ ____ ____0__ Commissions AL4'6
Inspectors Signature National Board, State, Province, and Endorsements

Date ____ :•, _ ._ _ 20 UX

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date August 19, 2006

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51369- 07 Work Order (WO) 03-006578-070

3. Work Performed by TVA-BFN

Resair/Reolacement Oroanization P 0. No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 010, Boiler Drains & Vents / ASME Cede Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME

Cede
National Corrected, Stamped

Name of Name of Manufacturer Board Other Year Removed, or (Yes
Component Manufacturer Serial No. No. Identification Built Installed or No)

MK1-R1 TVA N/A N/A Support for MSSRV 2006 Installed No
Discharge piping

Rigid Restraint, (10" tailpipe)
MK1 Restraint 1
at AZ 157-30

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic E]

Other El

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-006578-070

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 11r• Program Engineer Date c:f;/ / 20 66'
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AL41,gMkMA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period "Y - a.- -L5 to 0&C -22-.o , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

"_______ ____..Commissions AL 4m
Inspector's Signature National Board, State. Province, and Endorsements

Date - 22. 20 OGu

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date August'19, 2006

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51369 - 07
Renair/Reolacement Oraanrzation P.O No.. Job No.. etc

Work Order (WO) 03-006578-071

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Drains & Vents / ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-71107
5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK1-R2 TVA N/A N/A Support for MSSRV 2006 Installed No
Discharge piping

Rigid Restraint, (10" tailpipe)
MK1 Restraint 2
at AZ 157-30

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic LI Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 0

Other F1 Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1 C6R



Page 2 of 2
WO 03-006578-071

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 3ISI Program Engineer Date ,2

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of i\A 'MA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 0(O-- I •- OS to o&-24-04, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

__ _ __ _ __ _ om i Commissions ___

Inspector's Signature National Board. State, Provnce. and Endorsements

Date -20 •-,

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date February 7, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Name

Sheet 1 of 2

Unit 1

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51369- 07
Reoair/Reolacement Oroanization P.O No.. Job No.. etc.

Work Order (WO) 03-006578-072

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 010, Boiler Drains & Vents / ASME Cede Class 2 equivalent

(supports) Design Criteria B&
5. (a) Applicable Construction Cede (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK3-R5 TVA N/A N/A Support for MSSRV 2006 Installed No
Discharge piping

Rigid Restraint, (10" tailpipe)
MK3 Restraint 5
at AZ 247-30

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure 11

Test Temp. N/A oF

Exempt ED

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

() IC6R.



Page 2 of 2
WO 03-006578-072

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - ..... -",ISI Program Engineer Date _ _ -- _ _ _ ,20 &-f
Owner or Owner's Designee, Title I/

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALA13AJ.'A and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period OS /(u,/o5 to oZ//-?70o . I and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XA.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

__Commissions AL 4-&
Inspector's Signature National Board, State, Province, and Endorsements

Date 02-I/1 20 (o

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date February 10, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801

Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 4 51369- 07 Work Order (WO) 03-006578-073
Address Reoair/Reolacement Oroanization P 0 No.. Job No . etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address
Expiration Date N/A

4. Identification of System System 010, Boiler Drains & Vents / ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK3-R6 TVA N/A N/A Support for MSSRV 2006 Installed No

Discharge piping
Rigid Restraint, (10" tailpipe)
MK3 Restraint 6
at AZ 2470-30'

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic E] Pneumatic E] Nominal Operating Pressure LI
Test Temp. N/A 0F

Exempt 0

Other DI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/12 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

ýas amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6tZ



Page 2 of 2
WO 03-006578-073

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manutacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed (. , ISI Program Engineer Date / 6 ,20 0 (-
Owner or Owners Designee, Title

CERTIFICATE OF INSER VICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 7",•,.', s s e- - and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period c'V, AT/.-" to -;2. ./31-01,- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signaturs-f/Naontord tt.Poic.ndEosens
Commissions 7/Aj : -5._3 C/

National Board, State. Province, and EndoTsements

Date .2 -3 20 0-(

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date February 17, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

P. 0. Box 2000, Decatur, AL 35609-2000 DCN # 51369- 07 Work Order (WO) 03-006578-074
Address Reoatr/Reolacement Oroanization P 0 No Job No.. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address
Expiration Date N/A

4. Identification of System System 010, Boiler Drains & Vents / ASME Code Class 2 equivalent

(supports) Design Criteria BF
5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK3-R3 TVA N/A N/A Support for MSSRV 2006 Installed No
Discharge piping

Rigid Restraint, (10" tailpipe)
at AZ 202'-30'

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic El Pneumatic LI Nominal Operating Pressure 11

Test Temp. N/A -F

Exempt 10

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8,'2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

'as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UItC6R



Page 2 of 2
WO 03-006578-074

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed " IS Program Engineer Date , l.'..LLu. A 4  / 7, 2 0 O
Owner or Owner's Designee. Title

CERTIFICATE OF INSER VICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period Kll,/.yl• 1 to :;1//, ,/- e , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature

Commissions . 5 -? , "
National Board, State, Province, and Endorsements

Date 20 _')_

UtI C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA) Date February 17, 2006
Name

1101 Market Street

2.

Chattanooga, TN 37402-2801

Address

Plant Browns Ferry Nuclear Plant (BFN)

Name

P. 0. Box 2000. Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN # 51369 - 07 Work Order (WO) 03-006578-075

3. Work Performed by TVA-BFN

Reoapr!Reolacement Oroanization P.O No Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 010, Boiler Drains & Vents / ASME Code Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Cede (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK2-R4 TVA N/A N/A Support for MSSRV 2006 Installed No
Discharge piping

Rigid Restraint, (10" tailpipe)
at AZ 202'-30'

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic El

Other n]

Pneumatic [] Nominal Operating Pressure El

Test Temp. N/A eF

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

tUIC6R



Page 2 of 2
WO 03-006578-075

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISt Program Engineer Date r-.•2_. / 7 20 (9GQ
Owner or Owner's Desrgnee, Title

CERTIFICATE OF INSERVICE INSPECTION
the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AL "t and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period O6-14-05 to 02-/5 -0(, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4 P, Commissions AL 41
Inspector's Signature National Board. State. Province, and Endorsements

Date ODL - / . - 20 O(a

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date August 9,2006

Sheet 1 ot 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

DCN # 51369- 07 Work Order (WO) 03-006578-076
Reoair/Reolacement Oroanization P.O. No.. Job No . etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 010, Boiler Drains & Vents / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK3-R11 TVA N/A N/A Support for MSSRV 2006 Installed No
Rigid Restraint, Discharge piping
at AZ 112°-30' (10" tailpipe)

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-006578-076

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed Z_ '-L---- SI Program Engineer Date _ _ _ _ _,20

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of (\L,3A MA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period e -1.-- ..LS to _ -________ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ _ _- _ _ _ _ _ _ Commissions /A_ L___
Inspector's Signature National Board, Stete, Province, and Endorsements

Date O8-10 20 L3

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date August 19, 2006

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN # 51369- 07 Work Order (WO) 03-006578-077
Address Renair/Reolacement Oraanization P 0 No.. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address
Expiration Date N/A

4. Identification of System System 010, Boiler Drains & Vents / ASME Cede Class 2 equivalent

(supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Cede (piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

MK3-R12 TVA N/A N/A Support for MSSRV 2006 Installed No
Discharge piping

Rigid Restraint, (10" tailpipe)
MK3 Restraint 12
at AZ 112-30

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic El
Other Ml

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A 0F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-006578-077

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturers Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed z - -Program Engineer Date _ _ _ _ __I'_ 20
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAKAI4- - and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period Oa-ll--os to O6-2.3-04, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4" " -* Commissions _____

Inspectors Signature National Board, State, Province, and Endorsements

Date O8-23 20 04

U IC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date March 28, 2005

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

I'CN 51257
Reoair/Reolacement Oroanization P 0. No Job No elc

WO 03-006599-001

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 070, Reactor Building Component Cooling Water (RBCCW) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B464-743 TVA N/A N/A N/A 2005 Removed old No
Installed new

1-47B464-744 TVA N/A N/A N/A 2005 • Installed No

1-47E3464-745 TVA N/A N/A N/A 2005 Installed No

7. Description of Work Install / modify small bore (1-1/2") supports on the RBCCW System near Penetrations X-23 and X-24.

8. Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure El

Test Temp. N/A oF

Exempt E

Other EL Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6X.•X\



Sheet 2 of 2
WO 03-006599-001

FORM NIS-2 (Back)

9. Remarks N/A
Aoolicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - 'l "I'-----.,SI Program Engineer Date .',20 __"_

Owner or Owner's Desranee Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 1C___ and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period q/3 .,fo 3 to 12-.M0____/____', and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

.7

SaInsoector's Sionature

Date fr-aA•C ?. 20._•

Commissions
National Board. State Province and Endorsements

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date May 2, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Name

Sheet 1 of 2

Unit 1

DCN # 51206 Work Order (WO) 03-006734-018

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name
P. 0. Box 2000, Decatur, AL 35609-2000

Address

Reoair/Reolacement Oroanization P.O. No.. Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda-

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-RTV-85-277A (2") Flowserve 43AYH N/A N/A 2006 Installed No

1-RTV-85-278A (2") Flowserve 42AYH N/A N/A 2006 Installed No

1-RTV-85-286A (2") Flowserve 44AYH N/A N/A 2006 Installed No

1-RTV-85-288A (2") Flowserve 24AXU N/A N/A 2006 Installed No

1-LS-85-45C (2") Magnetrol 548689-01-001 N/A N/A 2006 Installed No

1-LS-85-45D (2") Magnetrol 548689-01-002 N/A N/A 2006 Installed No

1-LS-85-45E (2") Magnetrol 548689-01-003 N/A N/A 2006 Installed No

1-LS-85-45F (2") Magnetrol 548689-01-004 N/A N/A 2006 Installed No

2" piping and fittings TVA N/A N/A N/A 2006 Installed No

7. Description of Work Modify piping, including RTVs and LSs, on Control Rod Drive (CRD) System (085) per DCN 51206.

**Code Case N-416-3 utilized.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure 19 Exempt El

Other El Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/ 2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-006734-018

FORM NIS-2 (Back)

9. Remarks Pressure testing was performed per procedure 1-S-3.3.1 .D in WO 04-713483-000.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the.ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed On, IS! Program Engineer Date k .,20

Ownet or Owner's Designee, Title /

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid co[nmission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of '__*_ __ _ and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period - t E-, to - --,2,C\" , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

tnspector's Signature

Date 20 g.

Commissions
National Board, State, Province, and Endorsements

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date February 23, 2006

Sheet 1 of 2

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51206 Work Order (WO) 03-006734-023
ReDair/Reolacement Oroanization P 0 No. Job No etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 085, Control Red Drive (CRD) System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-237 (3") TVA N/A N/A H-448 2006 Installed No

1-47B468-240 (2") TVA N/A N/A N/A 2006 Installed No

1-47B468-242 (2") TVA N/A N/A N/A 2006 Installed No

7. Description of Work Modify supports for Control Rod Drive (CRD) System (085) per DCN 51206.

8. Tests Conducted: Hydrostatic 11 Pneumatic 11 Nominal Operating Pressure -E

Test Temp. N/A 0F

Exempt ED

Other Li Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_ XX



Page 2 of 2
WO 03-006734-023

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ' X , ISI Program Engineer Date .20 7
Owner or Owners Designee, Title "

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of . and employed by HSB CT of

Ha'rtford, Connecticut have inspected the components described
in this Owner's Report during the period -S ,-2X7.Ci• . to . ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taker corrbctive measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
Commissions k QS) ., --.

National Board, State, Province, and Endorsements

Date

U IC6_X'X



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date June 12, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN # 51206 Work Order (WO) 03-006734-024
Address ReoairiReeolacement Oroanization P 0 No . Job No. e.c.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-2017 (4") TVA N/A N/A N/A 2006 Installed No

4 4 + 4 4 + 4

7. Description of Work Modify support for Control Rod Drive (CRD) System (085) per DCN 51206.

8. Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure El

Test Temp. N/A -F

Exempt El

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U It6.XNX



Page 2 of 2
WO 03-006734-024

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed .256 !.-,/•JLAJZ-•',lSI Program Engineer Date - /* 20 _--

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
Iý the undersigned, holding a valid commission issded by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of /AL4 .•4i,0 andemployed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period q7 -29--•c- to 6-14-06,- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

.4 _ Commissions AL 44,
Inspector's Signature National Board. State, Province, and Endorsements

Date ( i 4- 200(o

U I C6 _XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date June 13, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51206
ReDair/Reolacement Oroanization P.O. No . Job No . etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

WO# 03-006734-025

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-245 (2") TVA N/A N/A N/A 2006 Installed No

1-47B468-246 (3") TVA N/A N/A N/A 2006 Installed No

1-47B468-244 (3") TVA N/A N/A N/A 2006 Installed No

7. Description of Work Modify CRD supports.

8. Tests Conducted: Hydrostatic [1

Other El

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt E

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 812 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

Ut C6_.\XX



Page 2 of 2
WO 03-006734-025

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ( IS1 Program Engineer Date ,4,,lk4L 20
Owner or Owner's Designee, Tftle d

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of A ,ý Aý and employed by HSB CT of
Ha__ford, Connecticut have inspected the components described

in this Owner's Report during the period 4b-.,('V - P2CYC to 4_- y "Q-j-"•_ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

L ~~1b Commissions M= - kcý76D
Inspector's Signature National Board, State, ProAnce, and Endorsements

Date 43• - 0S20 0

U IC6_ XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 7, 2007
Name

110 1 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 of 2

Unit 1

wO) 0.3-0o7.t 21-f{oO

Name

P.O0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN

Reoair!ReDlacement Oroanizahion P O No Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification ot System System 001, Main Steam (MS) / ASME Code Class 1 equivalent

5. (a) Applicable Construction Code ASME Section III 19 68 * Edition,

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Ed

S 70 with Article 9,

1965 Addenda, N/A Code Case

ition, 1996 Addenda*

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Main Steam Relief Valve Target Rock 62-1027 N/A BFR-1-PCV-001-0179 2006 Installed No
w/studs and nuts

No

7. Description of Work Installed rebuilt MSRV. Replaced inlet and outlet studs and nuts. Replaced spline bolts and nuts.

8. Tests Conducted: Hydrostatic 1:1 Pneumatic DI Nominal Operating Pressure 0 Exempt El

Other F-1 Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 812 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1 C6R



Sheet 2 of 2
WO 03-007421-000

FORM NIS-2 (Back)

9. Remarks Presssure testing performed by 1-SI-3.3.1 .A.
ADolicable Manufacturer's Data Renorts to be attached

Valve testing performed by 1-SR-3.4.3.2 and 0-SR-3.4.3.1.a.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Cede Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed (" , IS] Program Engineer Date " O) ' 20
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the Stateor Province of - and employed by HSB CT
Hartfbrd. Connecticut have insoected the components describec

of
-t

in this Owner's Report during the period " .- , to -L - -[- ZA and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions 1 %S ,Y.-
National Board. State. Prownce. and EndorsementsInSoectos Sionature

Date "C- _-. 20~3

U1 C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date July 18, 2007

Sheet 1 of 2

Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000 Work Order (WO) 03-007690-001
Address Reoair/Reolacement Oroanization P.O No Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Cede Class 2 equivalent

5. (a) Applicable Construction Code USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Bolting for TVA N/A N/A N/A 2007 Installed No
1-FCV-073-0018

7. Description of Work Replaced inlet and outlet flange bolting and one cover flange bolt for 1-FCV-073-0018.

8. Tests Conducted: Hydrostatic El Pneumatic El
(See Remarks.)

Nominal Operating Pressure [

Test Temp. N/A 0F

Exempt []

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-007690-001

FORM NIS-2 (Back)

9. Remarks ASME Section X1 pressure test performed by 1-SI-3.3.9. Valve testing performed by 1-SR-3.5.1.7(COMP) and 1-SR-3.3.3.1.4(G).
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate ofrAuthorization No. N/A Expiration Date N/A

Signed ,Lk(&.& i 0/ , ISI Program Engineer Date T\JL,'( ('1' ,20 6 7
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of and employed by HSB CT of

Ha'rtfdrd, Connecticut have inspected the components described
in this Owner's Report during the period Z_ 'tC,' -2 (-0j@E to F 7-7V- RI.2J " , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
Commissions ., Y T..'

National Board, State. Province, and Endorsements

Date _ _ _ _ _

U1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1, Owner Tennessee Valley Authority (TVA) Date January 11. 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 of 2

Unit 1

3.

P. 0. Box 2000, Decatur. AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Address

Reoair.'ReDlacement Oroanization P 0 No Job No etc

Work Order (WO) 03-007690-004

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

5. (a) Applicable Construction Code USAS B31 1.0 19 67 Edition*. N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition. 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

10" HPCI Pipe TVA N/A N/A Old Weld No. 2007 Removed old No
Weld HPCI-1-018-004 THPCI-1-100 weld

Installed new

weld

7. Description of Work Remove existing weld down to the root to allow for re-alignment. Install new weld.

Repair does not penetrate through the pressure boundary.

8. Tests Conducted: Hydrostatic El Pneumatic 1:1 Nominal Operating Pressure El
Test Temp. N/A -F

Exempt [D (See Remarks)

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81,2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-007690-004

FORM NIS-2 (Back)

9. Remarks No pressure testing is required. as stated in Section Xl. IWA-4540(b)(3), since the repair excavation did not penetrate through the
Applicable Manufacturer's Data Reports to be attached

pressure boundary of the piping system.

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 4 - ISI Program Engineer Date ,.20 --,
Cwner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ""-ivC jC-L' .. . and employed by HSB CT of
Har}forJ, Connecticut have inspected the components described

in this Owner's Report during the period I Z- i. 2 -Z C.( ) G•-l to I - I ,.;--, ")X , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

nisper ' -Signatur
Commissions I ' .. "

National Board. State, Province, and Endorsements

Date _ "_ I Z _ 20 (L

I-1 C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 . Owner Tennessee Valley Authority (TVA) Date September 23, 2004

1101 Market Street

Chattanooga, TN 37402-280 1 Sheet 1 of 3
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN # 51347 Work Order (WO) 03-008315-001
Reoair,/Reolacement OroanizaTion P.O No. Job No . etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

Address

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-1465 TVA N/A N/A RHR-1-H-044 (old ID) 2004 Installed No

1-47B452-1466 TVA **42509 N/A 1-SNUB-074-5069 2004 Installed No

1-47B452-1467 TVA N/A N/A RHR-1-R-001 (old ID) 2004 Installed No

147B452-1470 TVA N/A N/A RHR-1-H-045 (old ID) 2004 Installed No

7. Description of Work Modify supports for RHR System (074) per DCN 51347.

**Snubber is supplied by Bergen Power. Testing and final installation by WO#04-712211-000 (-5069).

8. Tests Conducted: Hydrostatic LI Pneumatic LI Nominal Operating Pressure EL

Test Temp. N/A -F

Exempt 2

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date September 23, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 2 of 3

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51347 Work Order (WO) 03-008315-001
Reoair/Reoiacement Oroanization P o No . Job No.. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B3 1.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-1476 TVA N/A N/A RHR-1-H-049 (old ID) 2004 Installed No

1-47B452-1477 TVA N/A N/A N/A 2004 Installed No

1-47B452-1478 TVA N/A N/A RHR-1-H-050 (old ID) 2004 Installed No

7. Description of Work Modify supports for RHR System (074) per DCN 51347.

8. Tests Conducted: Hydrostatic El Pneumatic -El Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 2

Other E- Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1 through 6
on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U t C6R



Page 3 of 3
WO 03-008315-001

FORM NIS-2 (Back)

9. Remarks Relief Request 1-lS1-18 for Inservice Inspection of Snubbers applies to this Work Order.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 151 Program Engineer Date _ -_ _ _ _ _ _ ,20
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of •1 ,X,.• and employed by HSB CT of
SHrtford, Connecticut have inspected the components described

in this Owner's Report during the period F--- t Z" Z,•.( to --Z.22U ---,,0 jV-( , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME. Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

[N
V ~L)X~b) (----&~~~5l~ Commissions V k - t U I(,ý"'

National Board, State, Province, and EndorsementsInspecaor's Signature

Date 20

U IC61Z



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date May 29, 2007

Sheet 1 of 3.

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN # 51347 Work Order (WO) 03-008315-002
Address Reoair/ReDlacement Oraanization P 0. No Job rjo etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000. Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edifion*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-1468 TVA N/A N/A RHR-l-H-043 (old ID) 2004 Installed No

1-47B452-1469 TVA N/A N/A RHR-1-R-2 (old ID) 2004 Installed No

1-47B452-1471 TVA N/A N/A RHR-1-H-046 (old ID) 2004 Installed No

1-47B452-1472 TVA N/A N/A RHR-1-H-048 (old ID) 2004 Installed No

7. Description of Work Modified supports for RHR System (074) per DCN 51347.
**Snubbers are supplied by Bergen Power (testing and final installation in WO 04-712210-000 (# 5070) and

WO 04-712209-000 (# 5068).

8 Tests Conducted: Hydrostatic ED Pneumatic El Nominal Operating Pressure E]

Test Temp. N/A -F

Exempt 0

Other E] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8112 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)

Name

P. O. Box 2000, Decatur, AL 35609-2000

Date May 29, 2007

Sheet 2 of 3

Unit 12.

DCN # 51347 Work Order (WO) 03-008315-002
Address ReDair,'Reolacement Oraanization P.O No . Job No . etc.

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition. 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-1473 TVA N/A N/A RHR-1-H-047 (old ID) 2004 Installed No

1-47B452-1474 TVA N/A N/A RHR-1-R-003 (old ID) 2004 Installed No

1-47B452-1475 TVA N/A N/A RHR-1-R-004 (old ID) 2004 Installed No

BFR-1-SNUB-074-5068 Bergen Power 42510** N/A 1-47B452-1474 2006 Installed No

BFR-1-SNUB-074-5070 Bergen Power 42511* N/A 1-47B452-1472 2006 Installed No

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 3 of 3
WO 03-008315-002

FORM NIS-2 (Back)

9. Remarks Relief Request 1-ISI-18 utilized.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code. Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed "'6 d l.6e • 4, ISI Program Engineer Date AI-V " 20 __.
Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of - ,ALA.•SA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period O8-11Z-03 to 05-2,9-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-'J~Q Commissions A•..80I e.
Inspector's Signature National Board, State. Province. and Endorsements

Date 05-29 2007



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. owner Tennessee Valley Authority (TVA) Date September 14, 2004
Name

110 1 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BEN)

Sheet 1 of 2

Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN # 51347 Work Order (WO) 03-008315-003
Address Reoair/Rerlacement Oroanization P.O No. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-1481 TVA N/A N/A N/A 2004 Installed No

1-47B452-1483 TVA N/A N/A N/A 2004 Installed No

1-47B452-1486 TVA N/A N/A N/A 2004 Installed No

H-302 TVA N/A N/A 47A452-242 2004 Removed No

7. Description of Work Modify supports for RHR System (074) per DCN 51347.

8. Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure El

Test Temp. N/A 5F

Exempt 0

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_VX



Page 2 of 2
WO 03-008315-003

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed , ISI Program Engineer Date - 20 , )20
Owner or Owner's Designee, Title 1"

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, hol#ing a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of N... and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period I/•..3 to J-Z/ -3 l/~zl , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective.measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
AtC- ~• /5~2SCommissions

National Board, State, Province, and Endorsements

Date te _ _. 20 __-_

UIC6_K(



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

Owner Tennessee Valley Authority (TVA) Date August'11, 2004
Name

1101 Market Street

2.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of

Unit 1

DCN # 51347 Work Order (WO) 03-008315-004
Reoair/Reolacemen, Oroanization P 0 No . Job No.. etc

2

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

Code Case N/A

7. Description of Work Modify supports for RHR System (074) per DCN 51347.

8. Tests Conducted: Hydrostatic El

Other RI

Pneumatic El Nominal Operating Pressure C1

Test Temp. N/A 0F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6-XX



Page 2 of 2
WO 03-008315-004

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports lo be attached

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of %:L and employed by HSB CT of
Nahtford, Connecticut have inspected the components described

in this Owner's Report during the period 9'- '" 2-(C' - to *",- , , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

V Commissions ,- "- .•
National Board, State. Province, and EndorsementsInspector's Signature

Date 2-_- _______20

I-JUtC6-XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

Owner Tennessee Valley Authority (TVA)
rName

1101 Market Street

Chattanooga, TN 37402-2801

Date October 6. 2005

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51347 Work Order (WO) 03-008315-006
Reoair/Reolacement Oroaniza!,on P 0 No Job No. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000. Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda. N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

Existing 1-1/2"support TVA N/A N/A N/A 2005 Removed No
(no identity) downstream
of 1-SHV-074-0748A

7. Description of Work Removal only of support on RHR System (074) per DCN 51347.

8. Tests Conducted: Hydrostatic E] Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt Z

Other E] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 812 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-008315-006

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ----- ,ISI Program Engineer Date o 6-,"20 ____

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of " I and employed by HSB CT of
ilarbforT Connecticut have inspected the components described

in this Owner's Report during the period F , __ . to C _C to GL 2.-b Z- 2 c-0 Q and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

nsCommissionsommissiiond
Inspector's Signature Nationat Board, State, Province, and Endorsements

Date _ _ _ __'20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

I. Owner Tennessee Valley Authority (TVA) Date October 13, 2005

Name

1101 Market Street

Chattanooga, TN 37402-2801

Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

DCN # 51347 Work Order (WO) 03-008315-007
Reoa-rrReolacement Oroanization P.O No. Job No . etc

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name
P. 0. Box 2000, Decatur, AL 35609-2000

Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5 (a) Applicable Construction Code (Piping) USAS B331.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-1470 TVA N/A N/A RHR-1-H-045 2005 Installed No
(20")

1-47B452-1473 TVA N/A N/A RHR-1-H-047 2005 Installed No
(20")

1-47B452-1478 TVA N/A N/A RHR-1-H-050 2005 Installed No
(20")

1-47B452-1481 TVA N/A N/A N/A 2005 Installed No
(4") I I 1 1

7. Description of Work Modify supports on RHR System (074) per DCN 51347 and PER 77006.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-008315-007

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manulacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ( •a =:7? z o , ISl Program Engineer Date ( Li/&C'•-- / ,20

1- Owner or Owner's Desrgnee, Title

CERTIFICATE OF INSER VICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of - /V(-1- and employed by HSB CT of
CERTIFICATE OF INSERVICE INSPECTIONHartford, Connecticut have inspected the components described

in this Owner's Report during the period to___-__/ _--- _ to Y . , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature

Date 62 e7 /'Y 200___

Commissions Al Z /c 5-U
National Board, State, Province, and Endorsements

U1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Date July 20, 2004

Sheet 1 of 2

Unit 1

P. O. Box 2000, Decatur, AL 35609-2000 DCN # 51353 Work Order (WO) 03-008316-001
Address Reoair/Reolacement Oroanization P 0 No Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B3 1.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-261 TVA N/A N/A H-193 2004 Installed No

1-47B468-262 TVA N/A N/A H- 198 2004 Installed No

7. Description of Work Modify large bore (6-inch diameter) supports for Control Rod Drive (CRD) System (085) per DCN 51353.

8. Tests Conducted: Hydrostatic LI

Other LI

Pneumatic El Nominal Operating Pressure LI
Test Temp. N/A oF

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6_XX



Page 2 of 2
WO 03-008316-001

FORM NIS-2 (Back)

9. Remarks Wo -#,-3 -j
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of e It and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period ije3'/4-d to ./4o/O.9 ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

~~2~ Commissions I'• 9 3 ýJ
Inspector's Signature el National Board, State, Province, and Endorsements

Date 20 Oil

Date 20 oy

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 Owner Tennessee Valley Authority (TVA) Date June 1, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

DCN 51353 Work Order (WO) 03-008316-002
Reeair/Reelacement Oraanization P.O No Job No. etc

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name
P. O. Box 2000, Decatur, AL 35609-2000

Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B3 1.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-264 TVA N/A N/A Old ID H-1 17 2004 Installed No

1-47B468-265 TVA N/A N/A Old ID H-427 2004 Installed No

1-47B468-267 TVA N/A N/A Old ID H- 177 2004 Installed No

7. Description of Work Modify pipe supports in Reactor Building for System 085 Control Rod Drive.

8. Tests Conducted: Hydrostatic [] Pneumatic El Nominal Operating Pressure El
Test Temp. N/A 0F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top ot this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6",(



Page 2 of 2
WO 03-008316-002

FORM NIS-2 (Back)

9- Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed .••I- . S•-]'--.," ISI Program Engineer Date -- _ ,0
Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALA•,• A• and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period IO- V. -03 to G- 5O-O'7  , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

-_______-. __-_. ___-- ______Commissions AL 1OI(o"• L
Inspector's Signature National Board. State, Province, and Endorsements

Date OC - 30 20 07

U t C6_XVN



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date July 20, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

DCN # 51353 Work Order (WO) 03-008316-003

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Recair/ReDlacement Oroanization P 0. No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Red Drive (CRD) System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-336 TVA N/A N/A N/A 2004 Installed No

1-47B468-337 TVA N/A N/A N/A 2004 Installed No

1-47B468-426 TVA N/A N/A N/A 2004 Installed No

7. Description of Work Modify small bore (2-inch diameter) supports for Control Rod Drive (CRD) System (085) per DCN 51353.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic El Nominal Operating Pressure LI

Test Temp. N/A 5F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6-AO(



Page 2 of 2
WO 03-008316-003

FORM NIS-2 (Back)

9. Remarks
Applicable Manutacturers Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ,• -J•'..• -•••-"--- ,ISI Program Engineer Date 2 -- / ,20

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of "_.____,__,_. __,_',__and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period _ 0/ _ _ ..-:_1,,. _ to N,7/I)oý' Y , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

d4~2?$~ Commissions %A.-'~S 39Commissions Board, t, n ,aEden
National Board, State, Province, and EndorsementsInspector's Signature U

Date 20 0-_'/

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date August 30, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 of 2

Unit I

DCN # 51353 Work Order (WO) 03-008316-004P. 0. Box 2000, Decatur, AL 35609-2000
Address Reoair/ReDlacement Oroanization P 0 No.. Job No . etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Red Drive (CRD) System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-256 TVA N/A N/A H- 114 (Old ID) 2004 Removed old No
Installed new

1-47B468-257 TVA N/A N/A H-1 15 (Old ID) 2004 Installed No

1-47B468-259 TVA N/A N/A H- 116 (Old I D) 2004 Removed old No
Installed new

1-47B468-259-IA TVA N/A N/A H- 116 (Old ID) 2004 Installed No

7. Description of Work Modify large bore supports for Control Rod Drive (CRD) System (085) per DCN 51353.

8. Tests Conducted: Hydrostatic [] Pneumatic El Nominal Operating Pressure E]

Test Temp. N/A -F

Exempt 0

Other 11 Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6XX



Page 2 of 2
WO 03-008316-004

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed • -' ,lSl Program Engineer Date d .3'6) 20
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of jpk • . , and employed by HSB CT of
Ha'ttford, Connecticut have inspected the components described

in this Owner's Report during the period 0-' . -2_•C'Ž to P--j .- ,,,Q. X) . ,and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

\.. .AAKV,'1~ ." > • ' -k.•. Commissions I ..-- 0 (CYT.
Inspector's Signature National Board, state, Province, and Endorsements

Date c) 20

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

I. Owner Tennessee Valley Authority (TVA) Date August 31, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

DCN # 51353 Work Order (WO) 03-008316-005
Reoair/Reolacement Oroanization P 0 No.. Job No.. etc

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-258 TVA N/A N/A H-186 (Old ID) 2004 Installed No

1-47B468-274 TVA N/A N/A H-185 (Old ID) 2004 Installed No

1-47B468-260 TVA N/A N/A H-183 (Old ID) 2004 Installed No

1-47B468-277 TVA N/A N/A H-189 (Old ID) 2004 Installed No

7. Description of Work Modify supports (6" dia. West Scram Discharge Header) for Control Rod Drive (CRD) System (085) per DCN 51353.

8. Tests Conducted: Hydrostatic El

Other []

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U11 C6_XX



Page 2 of 2
WO 03-008316-005

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturers Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certilicate of Authorization No. .N/A Expiration Date N/A

Signed 6 ,ISI Program Engineer Date ./•" 205--

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of Lc a e••.j.s. ,ed by HSB CT of
-arftord, Connecticut have inspected the components described

in this Owner's Report during the period 9 -,•' - to . - .,, and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

¶• AXN • ) I \ ...- Commissions _..,__._______'_.__

tnspector's Signature National Board, State, Province, and Endorsements

Date Z-- 20

U1 C6_CK



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

. Owner Tennessee Valley Authority (TVA) Date October 6, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 of 2

Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN # 51353 Work Order (WO) 03-008316-006
Address Reoair/ReDlacement Oroanization P.O No.. Job No . etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Red Drive (CRD) System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-290 TVA N/A N/A H-120 2004 Installed No

1-47B468-293 TVA N/A N/A H-422 2004 Installed No

1-47B468-289 TVA N/A N/A H-157 2004 Installed No

1-47B468-291 TVA N/A N/A H-155 2004 Installed No

7. Description of Work Modify supports for Control Rod Drive (CRD) System (085) per DCN 51353.

8. Tests Conducted: Hydrostatic El Pneumatic LI Nominal Operating Pressure []

Test Temp. N/A 'F

Exempt Z

Other E] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6-XX



Page 2 of 2
WO 03-008316-006

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed .ISI Program Engineer Date / 6) 6' 20 C,//
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of A'C-2 and employed by HSB CT of
Hartford, Connecticut haye inspected the components described

' and state thatin this Owner's Report during the period / 0/Z2-- -/C' .3' to 71/// T , adsaeta

to the best of my knowledge and belief, the Owner has performed examinations and taken cofrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

AýZt,16,1, ANI"

Ale -"Commissions
Inspector's Signature National Board, State, Province, and Endorsements

Date •t/"' / 20 _9'_

UIC6_)C(



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

I. Owner Tennessee Valley Authority (TVA) Date October 27, 2004
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 of 2

Unit 1

DCN # 51353 Work Order (WO) 03-008316-007

Name

P. O. Box 2000, Decatur, AL 35609-2000
Address Reoair/Reolacement Oroanization P 0. No . Job No. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 085, Control Red Drive (CRD) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-292 TVA N/A N/A 47B11349-15 2004 Installed No

1-47B468-294 TVA N/A N/A 47B 1349-17 2004 Installed No

1-47B468-295 TVA N/A N/A 47B11349-10 2004 Installed No

1-47B468-297 TVA N/A N/A 47B11349-8 2004 Installed No

7. Description of Work Modify piping supports for Control Rod Drive (CRD) System (085) per DCN 51353.

8. Tests Conducted: Hydrostatic El
Other in

Pneumatic 11 Nominal Operating Pressure El
Test Temp. N/A °F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_XX



Page 2 of 2
WO 03-008316-007

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - Program Engineer Date 2____-"_,_ ,20_______ 2
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of /0C and employed by HSB CT of

Hartford. Connecticut have ins led the components described

in this Owner's Report during the period 0C. 7" 2 -r 4ct :5 to Cc.F 7..,-. - / '7' , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

/

ýVlr-9w Commissions AC ,4 /I,25"
National Board, State. Province. and EndorsementsInspector's Signature

Date oe4'l 29 20 0L

UIC6)O(



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000

Date October 6, 2004

Sheet 1 of 2

Unit 12.

DCN # 51353 Work Order (WO) 03-008316-008
Address Reoair/Reolacement Oraanization P 0 No.. Job No . etc

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. 0. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 085, Control Rod Drive (CRD) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-253 TVA N/A N/A H-451 2004 Corrected No

1-47B468-282 TVA N/A N/A H-421 2004 Corrected No

1-47B468-283 TVA N/A N/A H-122 2004 Corrected No

1-47B468-284 TVA N/A N/A H-150 2004 Corrected No

1-47B468-305 TVA N/A N/A H- 189 2004" Corrected No

7. Description of Work Modify supports for Control Rod Drive (CRD) System (085) per DCN 51353.

8. Tests Conducted: Hydrostatic LI Pneumatic 0i Nominal Operating Pressure Ln Exempt [

Other E] Pressure N/A psi Test Temp. N/A -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UI C6_X0X2



Page 2 of 2
WO 03-008316-008

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturers Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISI Program Engineer Date .- •6 4•" 20
Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of "A ,.,.%.s, •j ',,.- and employed by HSB CT of

Hartford', Connecticut have inspected the components described
in this Owner's Report during the period , to J.'- - -2CC¢cX•- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions W - I -
Inspector's Signature National Board, State, Province, and Endorsements

Date i c> -c 'L 20

U IC6_XX'



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Date October 6, 2004

Sheet 1 of 2

Unit 1

DCN # 51353 Work Order (WO) 03-008316-009P. O. Box 2000, Decatur, AL 35609-2000
Address ReDair/Reslacement Oroanization P 0 No.. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Cede Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identitication of System System 085, Control Red Drive CORD) System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31 .1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-285 TVA N/A N/A 47A1349-19 (H-123A) 2004 Corrected No

1-47B468-286 TVA N/A N/A 47A1349-6 (H-152) 2004 Corrected No

1-47B468-287 TVA N/A N/A 47A1349-38 (H-161) 2004 Corrected No

7. Description of Work Modify supports for Control Red Drive (CRD) System (085) per DCN 51353.

8. Tests Conducted: Hydrostatic 11 Pneumatic El Nominal Operating Pressure LI

Test Temp. N/A -F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8!/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6_XX



Page 2 of 2
WO 03-008316-009

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPUANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 6.41- ý ý--t-s...JSl Program Engineer Date , v 6 ,20 ,
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holqing a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of /'C and employed by HSB CT of
Hartford, Connecticut I have inspected the components described

in this Owner's Report during the period // / /O .3 to IC! ,,/2/A , and state that
to the best of my knowledge and belief, the Owner has'performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Y/
Commissions

National Board, State, Province, and Endorsements
Date~ ~ npeto' Signature ,• 2 ••,Z

Date 6Oc-7r 2?C6 20 0el

UIC6-,'0X



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date January 6, 2005

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

DCN # 51353 Work Order (WO) 03-008316-010
ReDair/Reolacement Oroanizatior, P.O. No . Job No.. etc.

Type Cede Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

Address

4. Identification of System System 085, Control Red Drive (CRD) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B468-271 TVA N/A N/A 47B 1349-37 2004 Installed No
(H-431)

1-47B468-272 TVA N/A N/A 47B1349-36 2004 Installed No
(H-430)

1-47B468-301 TVA N/A N/A 47A1349-96 2004 Installed No
(H-433)

1-47B468-302 TVA N/A N/A 47A1349-95 2004 Installed No
(H-432)

7. Description of Work Modify supports for Control Red Drive (CRD) System (085) per DCN 51353.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic LI Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 21

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_XX



Page 2 of 2
WO 03-008316-010

FORM NIS-2 (Back)

9. Remarks
Applicable Manufacturers Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - - ,ISI Program Engineer Date // V6 20
Owner or Owners Designee, Title f

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of A//C, and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period //5") 5 to _ _/7/_../c_/0_ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions At ,ý, /SW,5-
Datenpeto' -Signa-tu.re 0 • National Board, State, Province, and Endorsements

Date YRAIJ /0 20 6S•

U1C6_X,'



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 Owner Tennessee Valley Authority (TVA) Date October 17, 2003
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

Design Change Notice (DCN) 51353,
Work Order (WO) 03-008316-011

Reoair/Renlacement Oroanrzation P.O. No.. Job No etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

Address

4. Identification of System System 085, Control Red Drive Hydraulic System (ASME Code Class 2 equivalent)

Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

47A1349-98, 2"' pipe TVA N/A N/A H-435 N/A Removed No
support

7. Description of Work Remove support H-435 from the CRD system.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic El Nominal Operating Pressure El

Test Temp. N/A °F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Contract 68C37-91602 and Design Criteria BFN-50-C-7105.

Uxcx xK



WO# 03-008316-011
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks
Aolircable Manufacturer's Data Resorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

signed " ISI Engineer Date 2-__...__.___ 3 20

Owner or Owner's Desianee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of . \,l.9,&-. . . and employed by HSB CT of
'Cohnecticut have inspected the components described

in this Owner's Report during the period \ F. - ') ".,. .-. to r,, 2 •7.. ? (2."2VcC\ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions vk-%.,- 1 )• ; C ,
National Board. State. Province, and EndorsementsInsoector's Sianature

Date ' - .,, 20

UXCX_Xx



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date July 17, 2007

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN# 51353 Work Order (WO) 03-008316-014
ReDair/Reolacement Oroanization P o No . Job No . etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System Systems 085, Control Red Drive (CRD), ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

47B 1349-32 TVA N/A N/A N/A 2004 Removed No

1-47B468-293 TVA N/A N/A N/A 2005 Corrected No

1-47B468-258 TVA N/A N/A N/A 2004 Corrected No

7. Description of Work Deleted one support and modified dimensions of 2 supports.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A °F

Exempt Z

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in.. (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-008316-014

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed , ISI Program Engineer Date Th.i.• I" 20 07
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA.,,1A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period I1- 13-3 to 07-27-o7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

44 c.- . -- Q . . Commissions ALIo•163,L
Inspectors Signature National Board. State. Province. and Endorsements

Date 07---7 20 D?

U I C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

2.

Chattanooga. TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)

Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Date October 12. 2005

Sheet 1 of 2

Unit 1

DCN# 51353 Work Order (WO) 03-008316-019
Reoair,'Re acement Oroanizatron P 0 No . Job No. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System Systems 085, Control Rod Drive (CR0)!/ ASME Code Class 2 equivatent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Buitt Installed or No)

1-471468-257 TVA N/A N/A N/A 2005 Installed No

1-47B468-259 TVA N/A N/A N/A 2005 Installed No

1-47B468-260 TVA N/A N/A N/A 2005 Installed No

1-47B468-272 TVA N/A N/A N/A 2005 Installed No

1-47B468-290 TVA N/A N/A N/A 2005 Installed No

1-47B468-291 TVA N/A N/A N/A 2005 Installed No

1-47B468-294 TVA N/A N/A N/A 2005 Installed No

1-47B468-297 TVA N/A N/A N/A 2005 Installed No

7. Description of Work Modify supports in accordance with PER 77006 and DCN 51353.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure LI

Test Temp. N/A -F

Exempt Z

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-008316-019

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed T r I'[ esi Program Engineer Date 6T e20
CWner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of v t .r . and employed by HSB CT of
Hartfo'rd, Connecticut have inspected the components described

in this Owner's Report during the period i --. .5 - L•C..SS.. to .AO- • 2..- ;2L_ C' l , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

k \ SL Commissions
National Board, State, Promince, and Endorsementsnspectlo• s Signature

Date 20

U IC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date March 14, 2006

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51343 Work Order (WO) 03-008332-001
Address Reoair/Reolacenenm Orcanizailon P 0 No. Job No etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification ot System System 075, Core Spray System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-121 TVA N/A N/A R-40 2006 Removed No

7. Description of Work Removal only of support.

8. Tests Conducted. Hydrostatic El

Other [1

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 2

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

1A C6R



Page 2 of 2
WO 03-008332-001

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed L ')- -- •----,,---.SI Program Engineer Date " ,20 6- '
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of kfLP•A, A and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 8- 12 -cG4 to .3.- -O'--(0, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4 • 9L~ Commissions AL 4,

Inspector's Signature National Board, State, Province. and Endorsements

Date 03 20 O',

Li I C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA) Date June 12, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51343 Work Order (WO) 03-008332-002
Address Reoair/Reolacement Oroanization P.O. No . Job No.. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 073, High Pressure Core Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67* Edition. N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-52 TVA N/A N/A Old ID R-12 2006 Installed No

1-47B455-54 TVA/ Old ID R-53
(including Snubber) Bergen Patterson 42597** N/A I-SNUB-073-5020 2006 Installed No

Old ID R-52
1-47B455-55 TVA/ 42798"* 1-SNUB-073-5021
(including Snubbers) Bergen Patterson 42799** N/A 1-SNUB-073-5022 2006 Installed No
1-47B455-732 TVA N/A N/A Old ID R-51 2006 Installed No

1-47B455-733 TVA N/A N/A Old ID R-49A & R-49B 2006 Installed No

1-47B455-750 TVA N/A N/A Old ID R-58 2006 Installed No

7. Description of Work

8. Tests Conducted:

Modify supports.

**Snubbers are supplied by Bergen Power (testing and final installation by WO# 04-712221-000 (-5020),
04-712218-000 (-5021), and 04-712219-000 (-5022)).

Hydrostatic LI Pneumatic 11 Nominal Operating Pressure El
Test Temp. N/A 0F

Exempt E

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V,2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-008332-002

FORM NIS-2 (Back)

9. Remarks Relief Request 1-ISI-18 for Inservice Inspection of Snubbers applies to this Work Order.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed & - Program Engineer Date //Z•C-f - ( ,20 6)2
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid c~mmission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of , and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period .3 -. 2 Q( ., to I - _- ZC,ŽC , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xt.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_____ _____ _____Commissions k
Inspector's Signature National Board. State. Province. and Endorsements

Date 20

U I C61Z



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date March 10, 2006

1101 Market Street
Name

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN 51343 Work Order (WO) 03-008332-003
Reoair/Reolacement Oroanization P 0. No Job No. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, HPCI System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-39 TVA **42701 N/A 1-SNUB-073-5023 2006 Installed No

1-47B455-49 TVA **42665 N/A 1-SNUB-073-5024 2006 Installed No

**42664 1-SNUB-073-5025

1-47B455-50 TVA **42736 N/A 1-SNUB-073-5026 2006 Installed No

1-47B455-725 TVA N/A N/A N/A 2006 Installed No

1-47B455-728 TVA N/A N/A N/A 2006 Installed No

7. Description of Work Modify 2" diameter supports on the HPCI System. **Snubbers supplied by Bergen Power, final installation and testing
in WO#: 04-712132-000 (-5023), 04-712215-000 (-5024), 04-712214-000 (-5025), and 04-712212-000 (-5026).

8. Tests Conducted: Hydrostatic E1 Pneumatic [] Nominal Operating Pressure LI Exempt [

Other LI Pressure N/A psi Test Temp. N/A -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1

through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-008332-003

FORM NIS-2 (Back)

9. Remarks Relief Request 1-ISI-18 for Inservice Inspection of Snubbers applies to this Work Order.
Applicable Manutacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed z , ISI Program Engineer Date -2 / ,20 0?
1/ Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of and employed by HSB CT of
Ha?#ord, Connecticut have inspected the components described

in this Owner's Report during the period .-( - ,,0...)- C. to ' 2 C (_• : , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

t ~\ , CommissionsCommissions k-ý - i c) -1 (0L

Inspector's Signature National Board. State. Province, and Endorsements

Date _ _-_,. 20(3-

Ut1C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date May 29, 2007

1101 Market Street
Name

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)

Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN

Name
P. 0. Box 2000, Decatur, AL 35609-2000

Address

Sheet 1 of 2

Unit 1

DCN 51343 Work Order (WO) 03-008332-007
ReDair/Reolacement Oroanization P 0 No Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3004 TVA N/A N/A Old ID H-346 2006 Installed No
(30")
1-47B452-3005 TVA N/A N/A Old ID R-79 2006 Installed No
(24")
1-47B452-3008 TVA N/A N/A Old I D H- 187A 2006 Installed No
(6")

7. Description of Work Modified supports.

8. Tests Conducted: Hydrostatic El Pneumatic 0I Nominal Operating Pressure L] Exempt [

Other EL Pressure N/A psi Test Temp. N/A -F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81,2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-008332-007

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manulacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed &-}.--,i- ,&ISI Program Engineer Date M/4-y 2 q .20 0 9
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ' , • - and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period .,.. , • to .. 2 _ ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature

Date -_- ____ 2o0

Commissions in- LO
National Board, State, Province, and Endorsements



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date September 11, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 of 2

Unit 1

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51343
Reoair/Reolacement Oroanization P.O. No.. Job No.. etc

Work Order (WO) 03-008332-008

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, HPCI System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2040 (2") TVA N/A N/A None 2006 Installed No

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-008332-008

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed r or ISI Program Engineer Date .20 2_
L 

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid comtmission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of - ° " - . and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period " -2 c•-r, ('•" t to • l.A- , "Y') , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

1ý. ýNii &--,) Commissions
National Board, State, Province, and EndorsementsInspector's Signature

Date ________, _ 20 _.__

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date May 29, 2007

2.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)

Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN 51343 Work Order (WO) 03-008332-010

3. Work Performed by TVA-BFN

Reoair,'Reolacemeni Oroanization P.O NO . Job No . etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System -Systemn 073, HPCI System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-73 TVA N/A N/A 1947-2 2006 Installed No
(14") R-37

1-47B455-745 TVA N/A N/A 47A455-88 2006 Installed No
(14") H-37

1-47B455-746 TVA N/A 476455-40 2006 Installed No
(16") R-57

__ __ 42702 l-SNUB-073-5027
1-47B455-747 TVA N/A N/A 47A455-90 2006 Installed No
(16") 1 1 1 1 H-39 I _I

7. Description of Work Modified supports. -Snubber supplied by Bergen Power, final installation and testing in WO#: 04-712208-000 (-5027).

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A TF

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8112 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-008332-010

FORM NIS-2 (Back)

9. Remarks Relief Request 1-FSI-18 utilized.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed C ?!L1 4,2/ V ,ISI Program Engineer Date " q .20 6 7
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALABAt-FA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 07-27-<)S to .5-0o -0"7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

__ _ _ _ _ __ _ _ _ _ Commissions AL,.(Qi638
Inspector's Signature National Board, State, Province, and Endorsements

Date 05"-30 20 07"



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Date May 30, 2007

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51343
Recair/Reolacernent Oraanization P 0 No.. Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

Work Order (WO) 03-008332-011

4. Identification of System System 071, RCtC, and System 073, HPCI / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67" Edition, N/A Addenda, N/A Code Case N/A

(b) . Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-58 TVA N/A N/A Old ID R-23 2006 Installed No
(RCIC)
1-47B455-78 TVA & Snubbers N/A Old ID R-56 2006 Installed No
(HPCI) Bergen Power 42599"* 1-SNUB-073-5028

42598"* 1-SNUB-073-5029

1-47B456-95 TVA N/A N/A Old ID R-61 2006 Installed No
(RCIC)
1-47B456-97 TVA & Snubbers N/A Old ID R-4 2006 Installed No
(RCIC) Bergen Power 42703- 1-SNUB-071-5029

42704'* 1-SNUB-071-5030

7. Description of Work Modified supports.
**Snubbers supplied by Bergen Power, final installation and testing in WO 04-712216-000 (-073-5028),

WO 04-712217-000(-073-5029), WO 04-712194-000 (-071-5029), and WO 04-712196-000 (-071-5030).

8. Tests Conducted: Hydrostatic El

Other 1:1

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A 0F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/, in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Page 2 of 2
WO 03-008332-011

FORM NIS-2 (Back)

9. Remarks Relief Request 1-0SI-18 utilized.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of. A thorization No. N/A Expiration Date N/A

Signed ' , ISI Program Engineer Date / -"t "1D ,20 7)
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid pommission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of W . and employed by HSB CT of
Nairtford, Connecticut have inspected the components described

in this Owner's Report during the period , 2 " t. to ZOICYC- .2.,. , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions I 0tIG
National Board, State. Province, and EndorsementsInspectors Signature

Date s sC)20()-



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date April 17, 2006

Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51343 Work Order (WO) 03-008332-014

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Reoair/ReDlacemenl Oroanization P 0 No.. Job No etc.

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-617 TVA N/A N/A R-29 2006 Installed No

1-47B458-624 TVA N/A N/A R-25 2006 Installed No

7. Description of Work Modify supports.

8. Tests Conducted: Hydrostatic El Pneumatic 11 Nominal Operating Pressure [l

Test Temp. N/A 0F

Exempt E

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-008332-014

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed .SI Program Engineer Date "_ /" _ _ _ ,20 c2"
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ,Lf.i' & and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 53- 25 - c,. to , 24- (%, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

__Commissions AL 44
Inspector's Signature National Board, State. Province. and Endorsements

Date C4- Z4- 20 06

U I C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date April 19, 2006

Sheet 1 of 2

Unit I
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 51343 Work Order (WO) 03-008332-015
Address Reoair/Reolacement Oroanization P.O No.. Job No , etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS 631. 1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2024 (2") TVA N/A N/A (Old ID R-66) 2006 Installed No

7. Description of Work Modify piping support

8. Tests Conducted: Hydrostatic El Pneumatic LI Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of .this form.

as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

LU C6R



Page 2 of 2
WO 03-008332-015

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed , I , SI Program Engineer Date j ..- /" 20 __

O•" O ner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION

1, the undersigned, -holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of • 1,Us,& and employed by HSB CT of

Har~ora, Connecticut have inspected the components described
in this Owner's Report during the period 1-'- g F-, . to ,, ,2•c- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

1r spector's Signature National Board, State. Province. and Endorsements

Date 20 C2

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 . Owner Tennessee Valley Authority (TVA) Date February 28, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Add--ss

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P.O. Box 2000, Decatur, AL 35609-2000
Address

Reoair[Reolacement Oroanization P 0. No . Job No . etc

DCN # 51343 Work Order (WO) 03-008332-018

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

.National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3245 TVA N/A N/A (Old ID H-215C) 2006 Installed No
(6" pipe support)

4 + 4 4 4 4- 4

7. Description of Work Medity pipe support.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure E]

Test Temp. N/A 5F

Exempt E

Other ID Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8V2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UtC61Z



Page 2 of 2
WO 03-008332-018

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed w Program Engineer Date T20
O nror Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid c9 mmission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of • ,x . and employed by HSB CT of
- • =-

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period I '2 , ' -2 .,C..- to 12."13" ,,C-C,)t-3, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions -" \ C,"-

Insecor Sinaur National Board, State, Province, and Endorsements

Date _ý .- 20 ()(ý

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date November 14, 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

DCN # 51343 Work Order (WO) 03-008332-019P. O. Box 2000, Decatur, AL 35609-2000
Address Reoair/Reolacement Oroanizalion P.O No. Job No., etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B3 1.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-57 TVA & N/A (Old ID R-22) 2005 Installed No
(6" pipe support Bergen Power 41805 BFR-1-SNUB-071-5027
w/snubbers) 41806 BFR-1-SNUB-071-5028

7. Description of Work Modify pipe support 1-47B456-57 as shown in DCN 51343, which includes two snubbers.

8. Tests Conducted: Hydrostatic 1:1 Pneumatic LI Nominal Operating Pressure LI Exempt 19

Other FI Pressure psi Test Temp. oF

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8112 in. X 11 in., (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

Ut C6R



Page 2 of 2
WO 03-008332-019

FORM NIS-2 (Back)

9. Remarks Snubber testing in WO 04-712197-000.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of -,. and employed by HSB CT of

H-birtf'brd, Connecticut have inspected the components described
in this Owner's Report during the period I - ,- ('•C,59 to - .- - "-..2 -')C ) , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Signature
Commissions V -k C

National Beoard, State. Province, and Endorsements

Date \k- k'cb 20~

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date May 30, 2007

Name
1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Name

Sheet 1 of 2

Unit 1

DCN # 51343 Work Order (WO) 03-008332-020P. O. Box 2000, Decatur, AL 35609-2000
Address Re-air,Reslacement Oroanization P 0. No . Job No . etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray (CS) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-134 TVA N/A N/A N/A 2005 Installed No
(3" pipe support)

7. Description of Work Modified pipe support.

8. Tests Conducted: Hydrostatic El Pneumatic F1 Nominal Operating Pressure El

Test Temp. N/A °F

Exempt S

Other E] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/'2 in. X 11 in., (2) information in. items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6R



Page 2 of 2
WO 03-008,332-020

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturers Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xt.

Type Code Symbol Stamp N/A

Certificate of Auth rization No. N/A Expiration Date N/A

Signed (k, ISI Program Engineer Date A,,-y . ,20 02
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALABA•A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 01-27-OS to oS.3o --o7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

• \Q-tLJJ. Commissions Ut..
Inspector's Signature National Board, State. Province, and Endorsements

Date OS-"3 2007

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date June 14, 2006

Sheet 1 of 2

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000 DCN 51343 Work Order (WO) 03-008332-022
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Reoaer/Reolacement Oraanization P.O. No . Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67* Edition, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-91 TVA N/A N/A Old ID H-151 2006 Installed No(30")
1-471452-3237 TVA N/A N/A Old ID R-195 2006 Installed No
(24") 1

7. Description of Work Modify supports.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El Exempt 0

Other 11 Pressure N/A psi Test Temp. N/A 5F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X II in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U IC6R



Page 2 of 2
WO 03-008332-022

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COM PLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signec 5• I SI Program Engineer Date _ _ __ _ __ _ ,20

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I. the undersignel, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of • . and employed by HSB CT of
Hartfork, Connecticut have inspected the components described

in this Owner's Report during the period 3- - '5 Cy'" to - • -,• 21(Q ) and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

k) Commissions VAS -".., t 6Y .
Inspector's Signature National Board, State, Province, and Endorsements

Date 20,x)20 (-)(b_

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

I. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date May 30, 2007

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51343 Work Order (WO) 03-008332-023
Reoair/Reolacement Oroanizatiorn P.O No.. Job No . etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Code Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-696 TVA N/A N/A (Old ID RCIC-1-H-30) 2006 Installed No
(6" pipe support)

7. Description of Work Modified pipe support.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A s F

Exempt 1Z

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, Or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-008332-023

FORM NIS-2 (Back)

9. Remarks None.
Apphcable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ,& A )A 4 ?d ISI Program Engineer Date MI/ 3'0 20 6?
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAw'mA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 02-02-OS to 05.-pO-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore. neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions ALOI•1otoL
Inspector's Signature National Board, State, Province, and Endorsements

Date O%"3Q 20 o7

Ut C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date August 21, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN # 51343
Reoair/Reolacement Oroanization P.O No . Job No . etc

Work Order (WO) 03-008332-024

Type Cede Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Core Injection (HPCI) System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition*, N/A Addenda, N/A Cede Case N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-751 TVA N/A N/A Old ID 2006 Installed No
(16" pipe support) H-38

1-47B455-2039 TVA N/A N/A N/A 2006 Installed No
(2" pipe support)

7. Description of Work Modify pipe supports.

8. Tests Condutcted: Hydrostatic LI Pneumatic El Nominal Operating Pressure El

Test Temp. N/A 5F

Exempt 0

Other ID Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X II in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Page 2 of 2
WO 03-008332-024

FORM NIS-2 (Back)

9. Remarks None.
Applicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate.7 f Authorization No. N/A Expiration Date N/A

igned Dat P ram 2i0e••Date 20 0,60
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ýi9"11 "A and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period O8-ci-O S to O1j- 24-.1(., and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

" __Commissions L.4(,
Inspector's Signature National Board, State, Province, and Endorsements

Date CE -2-4- 20 C,&'

UtC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date June 21, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 of 2

Unit 1

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. . Box 2000, Decatur, AL 35609-2000
Address

flfN • 1l','R
DCN 513-38 WO 03-010978-002

Reoair/Reelacement Oraanizalion P.O. No. Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

We') nf•-.n1nq7g-nn23

4. Identification of System System 063, Standby Liquid Control (SLC) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS 131.1.0 19 67 * Edition, N/A Addenda, N/A Cede Case

(b) Applicable Edition of Section X1 Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B462-128 TVA N/A N/A N/A 2006 Installed No
(2-1/2")

1-471462-148 TVA N/A N/A N/A 2006 Installed No
(1-1/2")

1-47B462-149 TVA N/A N/A N/A 2006 Installed No
(1-1/2")

1-47B462-150 TVA N/A N/A N/A 2006 Installed No
(1-1/2")

7. Description of Work Install / modify supports.

8. Tests Conducted: Hydrostatic Li Pneumatic El Nominal Operating Pressure El
Test Temp. N/A 5F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-010978-002

FORM NIS-2 (Back)

9. Remarks N/A
Aooltcable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed - Program Engineer Data- ( " 7 20
Owner or Owner's Oesionee Title

CERTIFICATE OF INSERVICE INSPECTION

t. the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of . and employed by HSB CT of

C'onnecticut have inspected the components described
in this Owner's Report during the period .&O2 --,r7__ to 67-)-- ,,2.", cxY , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions , '11,C ,76-1
Insoector's Sionature National Board. State. Province and Endorsements

Date 20 LXC) 2_

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date April 16, 2007

Address

Sheet 1 of 3

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51338
Reoair/Reolacement Oroanization P.O. No . lob No . etc.

WO 03-010978-003

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 063, Standby Liquid Control (SLC) System / ASME Code Class 1 & 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

ASME Class 1 support TVA N/A N/A N/A 2006 Remove Old/ No
1-47B462-137 (3/4") Install New

ASME Class 1 support TVA N/A N/A N/A 2006 Installed No
1-47B462-138 (1-1/2")

ASME Class I support TVA N/A N/A N/A 2006 Remove Old/ No
1-47B462-139 (3/4") Install New

ASME Class 2 support TVA N/A N/A N/A 2006 Remove Old/ No
1-47B462-140 (1-1/2") Install New

7. Description of Work Installed / modified supports.

8. Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date April 16, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 2 of 3

Unit 1
Name

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Flfl..N .•!,•'
DCN 513-38 WO 0-3-010978-003

Reoair/Reolacement Oreanizatron P 0. No.. Job No etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

Wo" o.f•-oN I~7a-oof.

4. Identification of System System 063, Standby Liquid Control (SLC) System / ASME Code Class 1 & 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

ASME Class 2 support TVA N/A N/A N/A 2006 Installed No
1-47B462-142 (1-1/2")

ASME Class 2 support TVA N/A N/A N/A 2006 Installed No
1-47B462-143 (1-1/2")

ASME Class 2 support TVA N/A N/A N/A 2006 Remove Old/ No
1-47B462-146 (1-1/2") Install New

ASME Class 2 support TVA N/A N/A N/A 2006 Remove Old/ No
1-47B462-147 (1-1/2") Install New

7. Description of Work Installed / modified supports.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure E]

Test Temp. N/A -F

Exempt E

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8/2 in. X 11 in., (2) information in items 1 through 6
on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 3 of 3
WO 03-010978-003

FORM NIS-2 (Back)

9. Remarks, None
Aoohicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed (/_X" 4{, , ISI Program Engineer Date ,1 I L0 20 _7

Owner or Owner's Desianee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AL4A3,t-'A and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period .3. - .. 0. to o4- 17- O,- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions AL to 1s3 UL
Itsoeclor's Sionature National Board. State. Province. and Endorsements

Date 0 1-Ti 20 07

UI C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date June 21, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Sheet 1 of 2

Unit 1

DCN 51338 WO 03-010978-004
Reoair/Reolacement Oroanization P.O. No.. Job No etc.

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 063, Standby Liquid Control (SLC) System / ASME Code Class 2 equivalent

(Support) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B462-127 TVA N/A N/A N/A 2006 Installed No
(2-1/2")

7. Description of Work Install / modify support.

8. Tests Conducted: Hydrostatic El
Other El

Pneumatic EL Nominal Operating Pressure fl
Test Temp. N/A 0F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-010978-004

FORM NIS-2 (Back)

9. Remarks N/A
ADalicabte Monufacture~s Data Resorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed .S-t1eProgram Engineer Date 20 __

Owner or Owner's Des~onee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 'Ni t .K , and employed by HSB CT of
-Cn6ecticut have inspected the components described

in this Owner's Report during the period P!) • .-. _C'( Z("- to 6-3 , -"2 .(j'j j , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Sic nat ure Commissions U <,"- i U."-f G)
National Board. Slate. Province and Endorsements

Date 6 _ _ 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA) Date June 8, 2006

1101 Market Street
Name

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000. Decatur, AL 35609-2000

Sheet 1 of 2

Unit I2.

DCN 51338 WO 03-010978-007
Address Reoair/Realacement Oroanizahion P 0 No.. Job No.. etc

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 063, Standby Liquid Control (SLC) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B462-155 TVA N/A N/A N/A 2006 Installed No

1-47B462-156 TVA N/A N/A Old ID R-27 2006 Installed No

1-47B462-157 TVA N/A N/A N/A 2006 Installed No

1-47B462-158 TVA N/A N/A N/A 2006 Installed No

1-47B462-160 TVA N/A N/A N/A 2006 Installed No

7. Description of Work Install / modify small bore supports (1-1/2") on the Standby Liquid Control system.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic E]

Pressure N/A psi

Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 0

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_.V.X



Sheet 2 of 2
WO 03-010978-007

FORM NIS-2 (Back)

9. Remarks N/A
Aoohcable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISI Program Engineer Date DestAne TitDle

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALA13AMA and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period op-- C.5.- to oCC-. - and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

"--_ __ -___-._--__ _Commissions A\L 44,
Insoector's Sionature National Board State. Province and Endorsements

Date .A"3I,-E 10 20 L%_

U1C6X•,•



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Niame

1101 Market Street

Chattanooga, TN 37402-2801

Date July 5, 2005

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000. Decatur, AL 35609-2000
Address

DCN 51342 WO 03-010979-001
Resair/Reolacement Oraanizathon P 0. No Job No . etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-2027 TVA N/A N/A N/A 2005 Installed No

1-47B456-2041 TVA N/A N/A Old ID H-27 2005 Installed No

1-47B456-2042 TVA N/A N/A Old ID H-28 2005 Installed No

1-47B456-2043 TVA N/A N/A Old ID R-3 2005 Installed No

1-47B456-2048 TVA N/A N/A N/A 2005 Installed No

7. Description of Work Install / modify large bore supports on the Reactor Core Isolation Cooling System.

8. Tests Conducted: Hydrostatic E]

Other F1

Pneumatic El Nominal Operating Pressure 1l

Test Temp. N/A 0F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria

UIC6_XX



Sheet 2 of 2
WO 03-010979-001

FORM NIS-2 (Back)

9. Remarks N/A
Aooticable htantrfacturer's Data Recorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed -I S I Prog ram Engin eer Date 2' -•- 20 "
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ________,______and employed by HSB CT of
tonnecticut have inspected the components described

in this Owner's Report during the period 4a-.2-.A.,2cQ. to -r -. 5 -2 ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions Vk,]S - ,
National Board. State. Province, and EndorsementsInsoector's Sionature

Date --. e 20

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date August 7, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51342 WO 03-010979-002
Reoair/Reolace ment Oroanization P 0 No.. Job No . etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-2028 TVA N/A N/A Old ID 2006 Installed No
H-8

1-47B456-2029 TVA N/A N/A Old ID 2006 Installed No
R-1

1-47B456-2030 TVA N/A N/A Old ID 2006 Installed No
H-6

1-47B456-2031 TVA N/A N/A Old ID 2006 Installed No
H-5

7. Description of Work Install / modify large bore (6") supports on the Reactor Core Isolation Cooling System.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic 11 Nominal Operating Pressure LI
Test Temp. N/A °F

Exempt E

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-010979-002

FORM NIS-2 (Back)

9. Remarks None.
Aoolicabte Manuacturer's Data Re~oots to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed I Program Engineer Date c/" (L 20 __ 4/,
Owner or Owners Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of __ ,____.__l,_ _ and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period O0-25- 05 to 4'1 6 - oC, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4Q- :- Commissions AL4-'

tnsoector's Sionature National Board. State. Province and Endorsements

Date c• 4- 20 o6

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA) Date April 14, 2007
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

3.

P. O. Box 2000. Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51342
Reoair/Reelacement Oraanization P 0 No Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

WO 03-010979-003

4. Identification of System System 071, Reactor Core Isolation Cooling System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50GC-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Cede Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

RCIC-1-H-2 TVA N/A N/A N/A N/A Removed No

1-47B456-2036 TVA N/A N/A N/A 2005 Installed No

RCIC-1-H-25 TVA N/A N/A N/A N/A Removed No

1-47B456-2037 TVA . N/A N/A N/A 2005 Installed No

7. Description of Work Removed existing supports and installed new supports for 6" Reactor Core Isolation Cooling System piping.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 0

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_XX



Sheet 2 of 2
WO 03-010979-003

FORM NIS-2 (Back)

9. Remarks None.
Aooicable Manutacturer's Data ReDorMs to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ( " ISI Program Engineer Date /'-•) L I t ,20

Owner or Owner's Desionee Title

CERTIFICATE OF INSERVICE INSPECTION

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of - ALAX' .IA and employed by HSB CT of

Hartford, Connecticut have inspected the components described
in this Owner's Report during the period 04 - 21-C5 to aA - W •- 0? , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

.4 (-L(A- Commissions L OU1.3 1IL
Insoector's Sionature National Board State. Province. and Endorsements

Date cO4-fL 20 07

U I C6 XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

I. Owner Tennessee Valley Authority (TVA) Date August 7, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

1"flN 1• IA9

Reeair/Reolacement Oroanization P.O. No.. Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

Wo) n1-n 1n979-fl13u

4. Identification of System System 071, Reactor Core Isolation Cooling System (RCIC) / ASME Code Class 1 and 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Cede Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-2047 TVA N/A N/A N/A 2006 Installed No
(4" Class 1)

1-47B456-2049 TVA N/A N/A N/A 2006 Installed No
(6" Class 2)

7. Description of Work Install / modify large bore supports on the Reactor Core Isolation Cooling System.

8. Tests Conducted: Hydrostatic 1:1 Pneumatic LI Nominal Operating Pressure LI
Test Temp. N/A -F

Exempt 0

Other nI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6R



Sheet 2 of 2
WO 03-010979-004

FORM NIS-2 (Back)

9. Remarks None.
Asplicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XL.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 6• ?I .. •5-,ISI Program Engineer Date _ __ _, _" _ _ ,20 6•6._
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of . and employed by HSB CT of
._=

Hlarfford, Connecticut have inspected the components described
in this Owner's Report during the period L.-4 -ZA. - .C to 2.. 2, - P. .10 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

4 Commissions 1N S - I •"{ :

I Inspector's Sionature National Board. State. Province and Endorsements

Date 20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date October 2, 2006

Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000. Decatur. AL 35609-2000 DCN 51342 WO 03-010979-005
Address Reoair/Reolacement Oroanization P.O. No . Job No etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp

Authorization No. N/A

N/A

Expiration Date N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS 831.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-2032 TVA N/A N/A Old ID 2006 Installed No
H-4

1-47B456-2033 TVA N/A N/A Old ID 2006 Installed No
H-3

1-47B456-2034 TVA N/A N/A Old ID 2006 Installed No
H-2

1-47B456-2035 TVA N/A N/A Old ID 2006 Installed No
H-1

7. Description of Work Install / modify large bore supports (6" Class 2) on the Reactor Core Isolation Cooling System.

8. Tests Conducted: Hydrostatic 11 Pneumatic El Nominal Operating Pressure E]

Test Temp. N/A -F

Exempt 0

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

"as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Sheet 2 of 2
WO 03-010979-005

FORM NIS-2 (Back)

9. Remarks None.
Aoolicable Manufacturers Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ...- -SI Program Engineer Date 7 6- 20 6'
Owner or Owner's Desianee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of AJA#AZ•'•' and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 04- 29-.05o to IO-O0*-O-O , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_ _ _ _ _ _ _ Commissions ,__4_ _ _
Insoector's Sionature National Board State. Province. and Endorsements

Date 0-0.3 20 0(6



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date February 8, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Sheet 1 of

Unit 1

2

Name

P.O0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51346 WO 03-010981-001
Reoair/Reolacement Oroanm-aton P 0 No Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

Addenda, N/A Code Case

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3065 TVA N/A N/A RHR-1-R-022A 2005 Installed No

7. Description of Work Install support.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El
Test Temp. N/A 5F

Exempt Z

Other E] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-010981-001

FORM NIS-2 (Back)

9. Remarks None.
ADelicable Manufacturer's Data Renoros to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed A Program Engineer Date "' f 204"
Owner or Owners Etesronee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of - T ,,1,, and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period r / - o q -_) (4( to k,)- 0• , - C) 6 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

....__ __ _ _ _ _ _ Commissions 3,-/ ,I 7
.lnsDector's Stonature National Board State. Province. and Endorsements

Date . 20c9
6



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TIN 37402-280 1
Address

Date September 9, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51346
Reoair/Reolacement Oraanization P 0 No.. Job No.. etc.

WO 03-010981-002

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, . Stamped
Name of Name of Manufacturer Board Other Year Removed. or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3066 TVA N/A N/A RHR-1-H-109 2006 Installed No

1-47B452-3067 TVA N/A N/A RHR-1-H-108 2006 Installed No

1-47B452-3068 TVA N/A N/A RHR-1-R-21A 2006 Installed No

1-47B452-3069 TVA N/A N/A RHR-1-R- 111 2006 Installed No

7. Description of Work Modify RHR supports.

8. Tests Conducted: Hydrostatic 11 Pneumatic El Nominal Operating Pressure EJ

Test Temp. N/A 0F

Exempt 10

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Sheet 2 of 2
WO 03-010981-002

FORM NIS-2 (Back)

9. Remarks None.
Atolicable Manutacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed S • •- .- SI Program Engineer Date ? / -) 20

Owner or Owner's Oesionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of and employed by HSB CT of
- tonnecticut have inspected the components described

in this Owner's Report during the period I - - to P--Vr - le.• , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Insoector's Sianature

Date C-ý20

Commissions kor- I P, .n nr t
National Board State Prownce. and Endcorsemnents



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date August 21, 2006

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000. Decatur, AL 35609-2000
Address

I-lCN R1346 W(O f3-O1O98 t-flfl
Reoair/Reolacemen, Oroanization P 0 No . Job No. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

Address

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3202 TVA N/A N/A N/A 2006 Installed No
(and IA)

7. Description of Work Modify RHR support 1-47B452-3202 and Integral Attachment on RHR Pump A Suction Line.

8. Tests Conducted: Hydrostatic [] Pneumatic [] Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt Z

Other M Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, .provided (1) size is 8/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Sheet 2 of 2
WO 03-010981-003

FORM NIS-2 (Back)

9. Remarks None.
Aoolicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed • ,- , iSI Program Engineer Date V/ 20 61
Owner or Owner's Desianee Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALN• -4A , and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period 01 O .-0-o -4 to o&- 2 3 . CG , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

__a_ _e__o_' Commissions atia oa
Insoector's Sianature Njational Board State Province, and Endorsenments

Date 06 -23 2. 02 0 No



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date January 23, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Name

Sheet 1 of 2

Unit 1

3.

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Address

DCN 51346
Reoair/Reolacement Oroanization P 0 No Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

WO 03-010981-004

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3209 TVA N/A N/A N/A 2005 Installed No

1-47B452-3210 TVA N/A N/A N/A 2005 Installed No

7. Description of Work Modify RHR supports.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure LI

Test Temp. N/A oF

Exempt 1E

Other MI Pressure NIA psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C61,



Sheet 2 of 2
WO 03-010981-004

FORM NIS-2 (Back)

9. Remarks None.
Aoblicable Manufacturer's Data Reoorls to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed (70 " i--"- 6 <..i ," ,Yf 1Program Engineer Date (Z-,3J.i.. "J
)

Cwner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of '____7 _V,_,N '_and employed by HSB CT of
/-41-,. v- 4--,'•A Connecticut have inspected the components described

in this Owner's Report during the period 0,51,5 / 0 Y to &/.ý257/0 6 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

C . Commissions 7-•/• '1 7(•5
`/ rnSoector's Sianature National Board. State. Province. and Endorsements

Date 200( -

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date June 6, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3-

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51346
Reoair/Reolacement Oroanization P 0 No.. Job No.. etc.

WO 03-010981-005

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, RHR / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3220 TVA N/A N/A Old ID 2006 Installed No
RHR-1-H-211

7. Description of Work Modify support.

8. Tests Conducted: Hydrostatic El Pneumatic E] Nominal Operating Pressure El

Test Temp. N/A °F

Exempt Z

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81,/ in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1IC6R



Sheet 2 of 2
WO 03-010981-005

FORM NIS-2 (Back)

9. Remarks N/A
Anooicable ManufactUrer's Data Reooils to be attach~ed

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed , S Program Engineer Date 6// 3 f ,20 64!__
Owner or Owner's Desionee Title I

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of 1,'-.V • ,--- J - and employed by HSB CT of

-' C~nnecticut have inspected the components described
in this Owner's Report during the period 5 N - Tr_ - 2 OC..•CIL to N -. . , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

tr n
InSoector Sione u a

Commissions " ! - k _
National Board. State. Province and Endorsements

Date k,,? 20Q

I.J I C.6 R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date February 3, 2006

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000. Decatur. AL 35609-2000 DCN 51346 WO 03-010981-008
Address ReoairtReolacement Oroanization P 0 No. Job No. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp

Authorization No. N/A

N/A

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452R0023 TVA N/A N/A None N/A Removed No

7. Description of Work Remove one support member.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 0

Other 11 Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used. provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U IC6R



Sheet 2 of 2
WO 03-010981-008

FORM NIS-2 (Back)

9. Remarks None.
Aoohlcable Manufacturer's Data Recorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ( -'.-1. Z m , ISI Program Engineer Date =-..A , 20 C)z
Owner or Owner's Desionee Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALfU3A BAA and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period Oj5 /Zs-/O- to 6.3 [Z/k, I and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

- o_• Commissions AL 4(c
Insoector's Sionature National Board. State. Province. and Endorsements

Date 0 3 •_ C2 20 O(o

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

110 1 Market Street

Chattanooga, TN 37402-2801
Address

Date September 8, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P.O0. Box 2000. Decatur, AL 35609-2000
Address

1"lC.N F;14 WO OR-f1lO9R1-fl1fl

3. Work Performed by TVA-BFN

Remair/Reolacement Oraanization P.O No . Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3062 TVA N/A N/A RHR-1-H-013 2006 Installed No

1-478452-3077 TVA Bergen Power N/A RHR-1-H-020 2006 Installed No
42513* 1-SNUB-074-5072

H-16 TVA N/A N/A N/A 2006 Removed No

D.P.-615 TVA N/A N/A N/A 2006 Removed No

7. Description of Work Modify RHR supports. Two supports are removal only.
**Snubber to be installedand tested in WO 04-712131-000.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt Z

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Sheet 2 of 2
WO 03-010981-010

FORM NIS-2 (Back)

9. Remarks None.
Arolicable Manufacturer's Data Reoorts lobe attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ISI Program Engineer Date
Owner or Owner's Desionee. Title

,20 (!ý)6-

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of " and employed by HSB CT of

' onnecticut have inspected the components described

in this Owner's Report during the period Ccl,- • C_' V ,C.7- • . to -• V.C) - Z0 0 ( , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions • - ,'c)T
Insoector's Sionature - National Board. State Province. and Endorsements

Date S - 220 L!:



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X!

i. Owner Tennessee Valley Authority (TVA) Date August 25, 2006

1101 Market Street
Name

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN 51346 WO 03-010981-011
Reoamr/Reolacement Oroanization P.O. No.. Job No.. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 * Edition, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

Addenda, N/A Code Case

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3080 (24") TVA N/A N/A None N/A Installed No

RHR-1-R-021A (20") TVA N/A N/A None N/A Removed No

1-47B452-3212 (4") TVA N/A N/A None N/A Installed No

7. Description of Work Modify/add/delete piping supports on RHR system.

8. Tests Conducted: Hydrostatic EL

Other El

Pneumatic 11

Pressure N/A psi

Nominal Operating Pressure 11

Test Temp. N/A • 
0

F

Exempt [

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



Sheet 2 of 2
wo 03-010981-011

FORM NIS-2 (Back)

9. Remarks None.
Aooticable Manufacturer's Data Resorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed . -P4rogý_•• 1 Program Engineer Date ______ ._"- __ ,20 ____

Owner or Owners Desranee Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of " . and employed by HSB CT of
,,- . . =_

- 'Connecticut have inspected the components described
in this Owner's Report during the period k)- (.- .Z -O'QC ,i to a ,- , Z.C- ,• 2_ , and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certiticate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Insoector's Sionature

Date Z5 20

Commissions ý-\ S - t.
National Board. State. Province. and Endorsements

UtC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

I Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date October 19, 2005

Sheet 1 of 2

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000 DCN 51346 WO 03-010981-013
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur. AL 35609-2000

Reoair/Reolacement Oraanizatron P 0. No. Job No etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

H- 14 (24I support) TVA N/A N/A 47A452-55 N/A Removed No

H-t 1 (24" support) TVA N/A N/A 47A452-56 N/A Removed No

H- 17 (24" support) TVA N/A N/A 47A452-58 N/A Removed No

1-47B452-3000 TVA N/A N/A N/A N/A Removed No

7. Description of Work Supports removed from service and abandoned in place.

8. Tests Conducted: Hydrostatic El

Other F1

Pneumatic E]

Pressure N/A psi

Nominal Operating Pressure El

Test Temp. N/A. oF

Exempt ED

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-010981-013

FORM NIS-2 (Back)

9. Remarks None.
Aohlrcable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed K2•ZZ,.." 7,4.--- , ISf Program Engineer Date / /9 ,20 65-
I/ Owner or Owner's Desionee Title

CERTIFICATE OF INSERVICE INSPECTION
1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 7t-Al and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period //- •l ,• - 0 to /0 -/C/ -05- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

• ' ,-.._- .- Commissions T-/J Q
5,oector's Sianalure National Board. State. Province and Endorsements

Date " 20 _-___

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date June 13, 2005

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

3.

P. 0. Box 2000. Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

flCN £134.9
Renair/Reolacement Oroanization P.O. No.. Job No.. etc.

WO) 03-(3109R2-O01

Type Cede Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-807 TVA N/A N/A Old ID H-1 2005 Installed No

1-47B458-808 TVA N/A N/A Old ID H-2 2005 Installed No

1-47B458-809 TVA N/A N/A Old ID R-3 2005 Installed No

1-47B458-810 TVA N/A N/A Old ID H-3 2005 Installed No

7. Description of Work Install / modify large bore supports on the Core Spray System.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure 0l

Test Temp. N/A 0F

Exempt E

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_XX



Sheet 2 of 2
WO 03-010982-001

FORM NIS-2 (Back)

9. Remarks N/A
Anoohcable Man~itacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed (-A , , ISI Program Engineer Date L/,vu.tQ . 20 o "5
Owner or Owner's Desionee. Title .

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of A/& and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period /2,•7,t. to .,'./o."s , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section X1.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

trrsoector's Sionature
Commissions AV' ,

National Board. State. Province. and Endorsements

Date i 1 20 05)

UIC6-X,



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date March 10 2005
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

Unit 1

3.

P.O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51349
Reoa;r/Reolaceme nt Oroanization P.O. No Job No . etc.

WO 03-010982-002

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Cede (Piping) USAS 831.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition. 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-811 TVA N/A N/A Old ID H-4 2005 Installed No

1-47B458-812 TVA N/A N/A Old ID R-4 2005 Installed No

1-47B458-813 TVA N/A N/A Old ID H-8 2005 Installed No

1-47B458-815 TVA N/A N/A Old ID H-6 2005 Installed No

7. Description of Work Install / modify large bore (14") supports on the Core Spray System.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic El Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8112 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UtC6_'X,-



Sheet 2 of 2
WO 03-010982-002

FORM NIS-2 (Back)

9. Remarks N/A
Aoolicable Manruacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xt.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

signed "7'-'" ,.-J-SI Program Engineer Date /i¢1 •. C /, 1 7 20 6 -
0 vner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of - L/.0,,J' i,.5 and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period F6e!3 z , '. to Mllw. -7 / zz ;05" , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Cede, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions /.-- / 0 05-
,.s.ector's Sionature // ')

Date A I/ 1 20

National Board. State. Province and Endorsements

U I C6_XX



FORM NIS-2 OWNERS REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date June 23, 2005

1101 MarketStreet
Name

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN 51349 WO 03-010982-003
ReoairReolacement Oraanization P 0. No. Job No. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

Addenda, N/A Code Case

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-816 TVA N/A N/A 47B458-44 (R-5) 2005 Installed No

1-47B458-817 TVA N/A N/A 47B458-45 (H-7) 2005 Installed No

1-47B458-818 TVA N/A N/A 47B458-131 (R-48) 2005 Installed No

1-47B458-819 TVA N/A N/A 47B458-324 (R-22) 2005 Installed No

1-47B458-821 TVA N/A N/A 47B458-89 (H-11) 2005 Installed No

7. Description of Work Install / modify supports on the Core Spray System.

8. Tests Conducted: Hydrostatic El

Other 1I

Pneumatic El

Pressure N/A psi

Nominal Operating Pressure LI
Test Temp. N/A -F

Exempt El

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6_XTX



Sheet 2 of 2
WO 03-010982-003

FORM NIS-2 (Back)

9. Remarks N/A
Asolicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed IS"-[------ • .ISIProgram Engineer Date _ _ _ _ _.20 C_.S•
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, hold irjgavalid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 'W- and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period >_/-.ele_ ".".5 to , F,. ,//•.v'e- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XA.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions A/Clf ý"- / 5,2<•
U- IDaeSeCtor'S Sionature National Board. State. Provnce and Endorsements

Date 9Y 20 ___

U LC&6 _X



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date June 15, 2005

Sheet 1 of 2

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000. Decatur. AL 35609-2000 DCN 51349 WO 03-010982-004
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Reoair/ReDiacement Oroanization P 0 No Job No. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 075, Core Spray System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS 131.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-822 TVA N/A N/A Old ID H-8 2005 Installed No

1-47B458-823 TVA N/A N/A Old ID H-76 2005 Installed No

1-47B458-824 TVA N/A N/A Old ID R-6 2005 Installed No

1-47B458-825 TVA N/A N/A Old ID H-74 2005 Installed No

1-47B458-826 TVA N/A N/A Old ID H-74 2005 Installed No

1-47B458-827 TVA N/A N/A Old ID H-78 2005 Installed No

1-47B458-828 TVA N/A N/A Old ID H-78 2005 Installed No

7. Description of Work Install / modify large bore supports on the Core Spray System.

8. Tests Conducted: Hydrostatic LI

Other El

Pneumatic 1:1

Pressure N/A psi

Nominal Operating Pressu're EL

Test Temp. N/A -F

Exempt 0

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U IC6_,\X



Sheet 2 of 2
WO 03-010982-004

FORM NIS-2 (Back)

9. Remarks N/A
ADolicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

S igned r. - ' ..... ,Own rs l- IS P rog ram E nginee r D ate _....--_"__ _---_,20 0
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, hoildng a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of __L.- and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period /.2,_///- 31- to 65 /•i '51- , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken coriective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

g~i~ /~<
Commissions

Insoector's Sionature National Board. State. Province. and Endorsements

Date 2 20 0 S'

UiC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date July 8, 2005

Sheet 1 of 2

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

DCN 51349 WO 03-010982-006
Reoair/Reolacement Oroanization P.O No . Job No . etc.

Type Cede Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 075, Core Spray System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-837 TVA N/A N/A 47B458-49 2005 Installed No

1-47B458-838 TVA N/A N/A 47B458-57 and 2005 Installed No
47B458-60

1-47B458-839 TVA N/A N/A 47B458-86 2005 Installed No

1-47B458-842 TVA N/A N/A 47B458-334 2005 Installed No

1-47B458-843 TVA N/A N/A 47B458-90 2005 Installed No

1-47B458-840 TVA N/A N/A 47B458-51 2005 Installed No

7. Description of Work Install / modify piping supports on the Core Spray System.

8. Tests Conducted: Hydrostatic [

Other [LI

Pneumatic E]

Pressure N/A psi

Nominal Operating Pressure El

Test Temp. N/A *F

Exempt 0

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U] C6XX



Sheet 2 of 2
WO 03-010982-006

FORM NIS-2 (Back)

9. Remarks N/A
Aoolicable Manufacturer's Oata Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed /K 2 J-"/, •LJ7),lISI Program Engineer Date 7 20 _-

17 Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of -r.. *.. and employed by HSB CT of

Connecticut have inspected the components described

in this Owner's Report during the period 7 ( '2! ' to "1. /,6 o , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective-measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

- -,LC& 1:Le. 2 Commissions -7 A) '/o/l

r
Date

Insoectors Sionature National Board State. Province. and Endorsements

20 OS

U I C6_XX_



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1 . Owner Tennessee Valley Authority (TVA) Date July 7, 2007
Name

110 1 Market Street

Chattanooga, TN 37402-2801
Address

Sheet I of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

flCN S1349 WO O3-fl1O982-OO7
Reoair/Reolacement Oroanization P.O No . Job No. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address
Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-954 TVA N/A N/A H-21 2006 Installed No
(12")

1-47B458-955 TVA N/A N/A H-22 2006 Installed No
(14")

1-47B458-956 TVA N/A N/A R-10 2006 Installed No
(14")

1-47B458-957 TVA N/A N/A H-23 2006 Installed No
(14")

7. Description of Work Modify piping supports.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El
Test Temp. N/A 'F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U IC6R



Sheet 2 of 2
WO 03-010982-007

FORM NIS-2 (Back)

9. Remarks None.
Asolicabte Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed . j9 4 -"(' ,ISI Program Engineer Date $J I 7 ,20 07
Owner or Owner's Desianee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a Valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of . , t and employed by HSB CT of
• ----- =.f, .T
Harflordi, Connecticut have inspected the components described

in this Owner's Report during the period I , /, -%- Z( Y. -'s to " - -" Z X"", .. 1 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Lnetr tin4 -ure

losoector's Sionature
Commissions " ,r - t.O -"

National Board. State. Province. and Endorsements

Date 20~

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA) Date December 7, 2005

1101 Market Street
Name

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit I

DCN 51349 WO 03-010982-008
Reoair/Reolacement Oroanazation P 0. No . Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

Addenda, N/A Cede Case

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-959 TVA N/A N/A Old ID R-11 2005 Removed old No
Installed new

1-47B458-960 TVA N/A N/A Old ID H-25 2005 Removed old No
Installed new

1-47B458-962 . TVA N/A N/A Old ID H-26 2005 Installed No

7. Description of Work Modify piping supports.

8. Tests Conducted: Hydrostatic []

Other n
Pneumatic El

Pressure N/A psi

Nominal Operating Pressure fl

Test Temp. N/A 0F

Exempt ED

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/z in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UtC6R



Sheet 2 of 2
WO 03-010982-008

FORM NIS-2 (Back)

9. Remarks N/A
Aeotlcable Manuacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed . ISI Program Engineer Date 7/ 20
Owner or Owner's Deslanee Title

CERTIFICATE OF INSERVICE INSPECTION
1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of TTEA)A/•.sE -E-- and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period /ýZ-, I -j) -3 to /.- cY - c' -. - , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

_-._______ -_______.._-_,' Commissions "-7-A-, j "7
s.4ctors Sionature National Board State. Province. and Endorsements

Date /;?. -p 20 C75

UIC6R.



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

2.

3-

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)

Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Date June 17, 2005

Sheet 1 of 2

Unit 1

F)CN 51349 NO 03-010982-009
Reoair/ReDlacement Oraanizahon P.O. No . Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5, (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-471458-964 TVA N/A N/A H-75 2005 Installed No

1-47B458-965 TVA N/A N/A N/A 2005 Installed No

1-47B458-966 TVA N/A N/A N/A 2005 Installed No

1-47B458-967 TVA N/A N/A N/A 2005 Installed No

1-47B458-968 TVA N/A N/A N/A 2005 Installed No

1-47B458-969 TVA N/A N/A N/A 2005 Installed No

7. Description of Work Install / modify supports on the Core Spray System.

8. Tests Conducted: Hydrostatic E]

Other El

Pneumatic El

Pressure N/A psi

Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt 0

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6_,XX



Sheet 2 of 2
WO 03-010982-009

FORM NIS-2 (Back)

9. Remarks N/A
Aoolicable Manufacturer's Data Recorls to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xt.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed . ISI Program Engineer Date . 3' ,20 "..)
Owner or Owner's Desionee Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of '•"Y.A"•t ., rr" and employed by HSB CT of
Cbnnecticut have inspected the components described

in this Owner's Report during the period I Z- I 5 - . to t - , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions -

Date oe"cto.'s -- 20ur National Board State. Provnce and Endorsements

Date 20 C_0

U I C6_-X



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date April 11, 2005

Sheet 1 of 2

Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000 fl'f.N 8134.9 WC") n3-O109q82-fl10
DCN -51349 WO 03-010982-010

Address Reoair/Reoiacement Oroanizatlion P 0. No Job No . etc

3. Work Performed by TVA-BFN Type Code Symbol Stamp N/A
Name

P. O. Box 2000, Decatur, AL 35609-2000 Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (piping) USAS 131.1.0 19 67 * Edition, N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

Addenda, N/A Code Case

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-471458-963 TVA N/A N/A 47B458-137 2005 Installed No
(H-28)

1-47B458-970 TVA N/A N/A 47B458-48 2005 Installed No
(R-12)

1-478458-971 TVA N/A N/A 47B458-136 2005 Installed No
I_ I_ _(H-27) I

1-47B458-974 TVA N/A N/A 47B458-138 2005 Installed No
I_ _ I (H-31)

7. Description of Work Install / modify supports on the Core Spray System.

8. Tests Conducted: Hydrostatic [

Other F1

Pneumatic El

Pressure N/A psi

Nominal Operating Pressure C1

Test Temp. N/A -F

Exempt Z

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6XXC



Sheet 2 of 2
WO 03-010982-010

FORM NIS-2 (Back)

9. Remarks N/A
ADolicable Manufacturers Data Reoorts to be attached

CERTIFICATE OF COMPUANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 6--•" -• ' -l Program Engineer Date "_//_,20__1_-'2
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holdinq a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of A/.. and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period /- ,/TZ-!.C . to V/./z/c2._<" , and state that
to the best of my knowledge and belief, the Owner has perf6rmed examinations and taken corrective 'measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

.A & .•'• IA i -- ' Commissions A/.. - ' "K
Insoector's Sionature National Board. State. Province. and Endorsements

Date _________, _ 20 _.__

U1C6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801

Date June 16, 2005

Sheet 1 of 2

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000. Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51349 WO 03-010982-011
Reoair/Reolacement Oroanezabon P.O. No.. Job No. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS 631.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-975 TVA N/A N/A N/A 2005 Installed No

1-47B458-976 TVA N/A N/A N/A 2005 Installed No

1-47B458-977 TVA N/A N/A N/A 2005 Installed No

1-47B458-978 TVA N/A N/A N/A 2005 Installed No

1-47B458-979 TVA N/A N/A N/A 2005 Installed No

1-47B458-980 TVA N/A N/A N/A 2005 Installed No

1-47B458-981 TVA N/A N/A N/A 2005 Installed No

7. Description of Work Install / modify supports on the Core Spray System.

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic []

Pressure N/A psi

Nominal Operating Pressure EL
Test Temp. N/A -F

Exempt 21

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/ 2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U I C6_XX



Sheet 2 of 2
WO 03-010982-011

FORM NIS-2 (Back)

9. Remarks N/A
Aoohrcable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed . ISI Program Engineer Date _ _ _ _,20 ,__
Owner or Owner's Desronee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of .A!C. and employed by HSB CT of
Connecticut have irispected the components described

in this Owner's Report during the period /42//7"o to & //-7 A c 5 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Ll t A . Commissions A _le____.._____/,______
Insoe s Saonatute National Board. State. Provnce. and Endorsements

Date 1-7t. L f 1 20 0'a"

UIC6_XX



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

I. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date July 25, 2006

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. O. Box 2000 Decatur. AL 35609-2000 DCN 51349 WO 03-010982-018
Address Reoair/eeDlacement Oroanization P.O. No.. Job No.. etc

3. Work Performed by . TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS 831.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-808 TVA N/A N/A N/A 2006 Installed No

1-47B458-809 TVA N/A N/A N/A 2006 Installed No

1-47B458-822 TVA N/A N/A N/A 2006 Installed No

1-47B458-823 TVA N/A N/A N/A 2006 Installed No

1-47B458-825 TVA N/A N/A N/A 2006 Installed No

1-47B458-839 TVA N/A N/A N/A 2006 Installed No

1-47B458-856 TVA N/A N/A N/A 2006 Installed No

1-47B458-859 TVA N/A N/A N/A 2006 Installed No

7. Description of Work Modify piping supports.

8. Tests Conducted: Hydrostatic I] Pneumatic LI Nominal Operating Pressure Eli

Test Temp. N/A -F

Exempt 0

Other RI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-010982-018

FORM NIS-2 (Back)

9. Remarks N/A
Aoohcable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

signed e:ý -L-.--= SI Program Engineer Date 2,ý'52 20
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of L "rx -, ,,,, and employed by HSB CT of
. .. oireiticut have inspected the components described

in this Owner's Report during the period 7-. 2 -2C .y. - to - 2j7' - ,? (,_(.,, and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector 'nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Insoector's Sionature
Commissions M!S-- I 01To

National Board State. Province and Endorsements

Date " .-Z .
20 (

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date March 1, 2006

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit I
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51349 WO 03-010982-019

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Reoair/Reolacement Oroanizahon P.O No.. Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 075, Core Spray System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS 131.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B458-963 TVA N/A N/A N/A 2006 Installed No
(10")

1-47B458-974 TVA N/A N/A N/A 2006 Installed No
(12")

1-47B458-976 TVA N/A N/A N/A 2006 Installed No
(3") 1 1 1 1 1 _1_1

7. Description of Work Modify piping supports.

8. Tests Conducted: Hydrostatic El Pneumatic 11 Nominal Operating Pressure fl

Test Temp. N/A °F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in. X II in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-010982-019

FORM NIS-2 (Back)

9. Remarks None.
Aoli~cable Manutacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed O ,SI ProgramEngineer Date _ _ _ _ _ _ _ _ ,20__ _
Owner or Owner's Desronee. Title

CERTIFICATE OF INSERVICE INSPECTION
I. the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 4 h." Z-14 and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period I I .k. -.. C~(j)X to - , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions -A L(-!! 5 C
Insoector's Sionature

Date -- 2C

National Board State Province. and Endorsements

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date October 26, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000. Decatur, AL 35609-2000
Address

DON 51414 WO # 03-011239-007
Resair/Reolacement Oroanization P O No.. Job No etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2180 TVA N/A N/A N/A 2006 Removed old No
(2") Installed new

1-47B455-2181 TVA N/A N/A N/A 2006 Removed old No
(2") Installed new

1-47B455-2183 TVA N/A N/A N/A 2006 Removed old No
(2") Installed new

1-47B455-2176-11 TVA N/A N/A N/A 2006 Removed No
(2")

7. Description of Work Replace three piping supports (1-47B455-2180, 2181, and 2183).
Removed one piping support (1 -47B455-2176-1 1).

8. Tests Conducted: Hydrostatic El

Other El

Pneumatic E] Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-011239-007

FORM NIS-2 (Back)

9. Remarks NJA
Aoolicable Manufacturer's Data Reports to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed (yt e4 x , ISI Program Engineer Date C- -DA 0-. 0 20 _._

Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of - ALA "ZAA and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period o7- Z6-c.4 to (:p- '2..,- OG , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

"_ _ _ _-_ _ _ _ Commissions AL4(-
Insoector's Sionature National Board Stale Province. and Endorsements

Date 10 - ZG 20 _6

UtC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA) Date November 1, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN 51414 WO #03-011239-011
Retair/ReDlacement Oroanization P 0 No.. Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2184 TVA N/A N/A N/A 2006 Removed old No
(2") Installed new

1-47B455-2211 TVA N/A N/A N/A 2006 Removed old No
(2") Installed new

7. Description of Work Remove old supports and replace with new supports.

8. Tests Conducted: Hydrostatic El Pneumatic 11 Nominal Operating Pressure ID

Test Temp. N/A 0F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items I
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UI C6R.



Sheet 2 of 2
WO 03-011239-011

FORM NIS-2 (Back)

9. Remarks N/A
AoDlicable Manufacturer's Data Recorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authom!zation No. N/A Expiration Date N/A

Signed " - I, SI Program Engineer Date , 26i ? 20"/L
Owner or Owner's Desianee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of "'Y &.i. _ and employed by HSB CT of

c'onnecticut have inspected the components described
in this Owner's Report during the period _2) - -- , (, " • to , ' ,2 -'( ' and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

L*'~ 9 Itsoector's Sionat ure Commissions ýS- k, 0 [ l
National Board State. Province. and Endorsements

Date \ ý -_I 20 U~

UIC6R



FORM NIS-2 OWNERS REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date October 24, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P.O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51414 WO # 03-011239-022

3. Work Performed by TVA-BFN

ReoarirReolacement Oroanizaiton P 0. No . Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2176-14 TVA N/A N/A N/A 2006 Installed No
(2")

1-47B455-2176-13 TVA N/A N/A N/A 2006 Removed No
(2")

1-47B455-2176-16 TVA N/A N/A N/A 2006 Removed No
(2")

1-47B455-2176-17 TVA N/A N/A N/A 2006 Removed No
(2")

1-47B455-2176-18 TVA N/A N/A N/A 2006 Removed No
(2")

1-47B455-2176-19 TVA N/A N/A N/A 2006 Removed No
(2")

7. Description of Work Modify one piping support (-14).

Removal only of live piping supports (-13, -16, -17, -18, and -19).

8. Tests Conducted: Hydrostatic El Pneumatic [] Nominal Operating Pressure E]
Test Temp. N/A -F

Exempt 0

Other [] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-011239-022

FORM NIS-2 (Back)

9. Remarks N/A
ADelicable Manufacturer's Data Recorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed [ jA 4' ISI Program Engineer Date T(--T"• )- ZS 20 6 (P
Owner or Owner's Desianee. Title

CERTIFICATE OF INSERVICE INSPECTION
1, the undersigned, holding a valid c9 mmission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 'Y. and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period :- L 4a, -;EM 5 to C_- --) g->C) -. , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Inspector's Sionature

Date _ ____- 20

Commissions
National Board. State. Prosince. and Endorsements

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)

1101 Market Street
Name

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Date November 13, 2006

Sheet 1 of 2

Unit 1

DCN 51414 WO # 03-011239-023
Reoair/Reolacement Oroanization P 0. No. Job No etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition, N/A Addenda, N/A Cede Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2176-22 TVA N/A N/A N1-173-67R-0022 2006 Corrected No
(2")

7. Description of Work Modify piping support 1-47B455-2176-22.

8. Tests Conducted: Hydrostatic LI Pneumatic El Nominal Operating Pressure El Exempt 2

Other nl Pressure N/A psi Test Temp. N/A 0F

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



Sheet 2 of 2
WO 03-011239-023

FORM NIS-2 (Back)

9. Remarks N/A
Aoolicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed L&C 4.- (I&. / ,ISI Program Engineer Date Al C "-•./&7"iW - I 3 20 0 VE
Owner or Owner's Desionee Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ,/LA T1 A and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period LIZ - i.4-o 5 to ti- 16 --Cr, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

____Commissions AL46
Insoector's Sionature National Board. State. Province and Endorsements

Date 11-t6 20040

191C6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)

1101 Market Street
Nan me

Chattanooga. TN 37402-2801

Date November 30, 2006

Sheet 1 of 2

Unit 1

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000. Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51414 WO # 03-011239-029
ReoairReslacement Oraanization P.O. No. Job No etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 * Edition. N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2196-03 TVA N/A N/A N/A 2006 Installed No

1-47B455-2196-04 TVA N/A N/A N/A 2006 Installed No

1-47B455-2196-05 TVA N/A N/A N/A 2006 Installed No

1-47B455-2196-06 TVA N/A N/A N/A 2006 Installed No

1-47B455-2196-08 TVA N/A N/A N/A 2006 Installed No

1-47B455-2196-10 TVA N/A N/A N/A 2006 Installed No

1-47B455-2196-11 TVA N/A N/A N/A 2006 Removed No

1-47B455-2191 TVA N/A N/A N/A 2006 Installed No

1-47B455-3252 TVA N/A N/A N/A 2006 Installed No

1-47B455-3253 TVA N/A N/A N/A 2006 Installed No

7. Description of Work Modify/ remove 2" piping supports.

8. Tests Conducted: Hydrostatic [ Pneumatic El Nominal Operating Pressure 11 Exempt [

Other El Pressure N/A psi Test Temp. N/A -F

NOTE: Supplemental Sheets in form of lists. sketches, or drawings may be used, provided (1) size is 812 in X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

1I C6R



Sheet 2 of 2
WO 03-011239-029

FORM NIS-2 (Back)

9. Remarks N/A
Acolicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certity that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed -SI Program Engineer Date /,.-' / 20 626
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of .,A1•,-AA and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period 0&-2-_.3_-.:,_5" to U -o. -:. , and state that

to the best of my knowledge and belief, the Owner has. performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

____ ___ ____ ___ ___ Commissions ALQ.L
Inspector's Sionature Natroral Board State Province and Endorsements

Date 12-0S 20 O(6

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section X1

1. Owner Tennessee Valley Authority (TVA) Date October 30, 2006

1101 Market Street
Name

2.

3.

Chattanooga, TN 37402-2801
Address

Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN 51344 Work Order (WO) 03-013930-002
Rerair/Reolacement Oroanization P 0. No . Job No . etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

Addenda, N/A Code Case

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2130 TVA N/A N/A Old ID 2006 Installed No
H-1

1-47B455-2131 TVA N/A N/A Old ID 2006 Installed No
H-2

1-47B455-2132 TVA N/A N/A Old ID 2006 Installed No
H-3

1-47B455-2134 TVA N/A N/A N/A 2006 Installed No

1-47B455-2135 TVA N/A N/A Old ID 2006 Installed No
R-5

7. Description of Work Install / modify supports.

8. Tests Conducted: Hydrostatic fl

Other E]

Pneumatic El
Pressure N/A psi

Nominal Operating Pressure El

Test Temp. N/A -F

Exempt ED

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013930-002

Page 2 ot 2

FORM NIS-2 (Back)

9. Remarks None.
Aotohcable Manutacturer's Data ReDorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed SI Program Engisio-,. itneer Date 11/'2 ,20 64ý"
Owner or Owner's Oesionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of 1k - and employed by HSB CT of
v .
Cdnnecticut have inspected the components described

in this Owner's Report during the period C; C-S" .2c) 01.-,( to `I I- T.-.-j, C'j-, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions -A F " '0'(-l
DnSaecor's Si-nature National Board. State. Province. and Endorsements

Date 20 -_,



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date September 13, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2

Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN 51344 Work Order (WO) 03-013930-003
Recair/ReDlacement Oraanization P 0. No.. Job No.. etc.

Type Code Symbol Stamp. NIA

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2137 TVA N/A N/A Old ID 2006 Installed No
R-4

1-47B455-2138 TVA N/A N/A Old ID 2006 Installed No
H-25

1-47B455-2140 TVA N/A N/A Old ID 2006 Installed No
H-27

7. Description of Work Install / modify supports.

8. Tests Conducted: Hydrostatic LI

Other LI

Pneumatic LI Nominal Operating Pressure 13

Test Temp. N/A -F

Exempt El

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013930-003
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
ADolicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ,51 Program Engineer Date ,20
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ,ALASA,• A - and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period 5.9-.U-- 04- to %- 14-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

'_____, _-_______________Commissions ,L01(oCL.66
InSDector's Sionature National Board. State Province. and Endorsements

Date Oo-(4- 20 0-7



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date July 19, 2007

Sheet I of 2

Unit 1
Name

3.

P. O. Box 2000, Decatur, AL 35609-2000
Address

Work Perlormed by TVA-BFN

Name
P. O. Box 2000, Decatur, AL 35609-2000

Address

DCN 51344 Work Order (WO) 03-013930-004
ReoairReolacement Oraanization P.O No.. Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

Addenda, N/A Code Case

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2145 TVA N/A N/A Old ID 2006 Installed No
1-H-28

1-47B455-2146 TVA N/A N/A Old ID 2006 Installed No
1-H-29

1-47B455-2147 TVA N/A N/A Old ID 2006 Installed No
1-H-1 17

7. Description of Work Installed / modified supports.

8. Tests Conducted: Hydrostatic EL

Other LI

Pneumatic El Nominal Operating Pressure EL

Test Temp. N/A -F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/½ in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



WO# 03-013930-004
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
Aoolicable Manufacturer's Data Recorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed " ISI Proram Engineer Date C tJ / 920 1
Owner or Owner's Desianee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALAIBAA and employed by HSB CT of
Hartford, Connecticut have inspected the components described

in this Owner's Report during the period 09-20--05 to 0"-731-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

41 -6  .J _-2- • Commissions ALIG 1,3 (IL
Inspector's Sionature National Board. State Province and Endorsements

Date 01- 31 20 0-1

UJC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2, Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Date August 1, 2006

Sheet 1 of

Unit 1

2

DCN 51344 Work Order (WO) 03-013930-005
Reoair/Reolacement Oroanization P.O No Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

Addenda, N/A Code Case

7. Description of Work Install / modify supports.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure LI
Test Temp. N/A -F

Exempt El

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number ot sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



WO# 03-0 13930-005
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
Apolicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed --- SIProgram Engineer Date £-'- - 20 _____

Owner or Owner's Desranee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of •'•/44•t. . •. and employed by HSB CT of
"Connecticut have inspected the components described

in this Owner's Report during the period g , _ 2C._2 --- to P.-,p-- 2 "•)G-~ ,and state that
to the best of my knowledge and belief, the Owner has performed examinations and taekn corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

~Ii9r1 i~
Insoectors Sianature

Commissions l- t. X(
Nationat Board. State. Province. and Endorsements

Date a20

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date September 19, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant. (BFN)
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Sheet 1 of 2

Unit 1

DCN 51344 Work Order (WO) 03-013930-006
Reoair/Reolacement Oraanization P.O No Job No. etc.

Type Cede Symbol Stamp N/A

Authorization No. N/A
Address

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Cede Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

H-42 TVA N/A N/A None N/A Removed No

1-47B455-2260 TVA N/A N/A None 2006 Installed No

R-8 TVA N/A N/A None N/A Removed No

1-47B455-2261 TVA N/A N/A None 2006 Installed No

H-43 TVA N/A N/A None N/A Removed No

1-47B455-2262 TVA N/A N/A None 2006 Installed No

7. Description of Work Replaced old support H-42 with new 1-47B455-2260. Replaced old support R-8 with new 1-47B455-2261. Replaced
old support H-43 with new 1-47B455-2262.

8. Tests Conducted: Hydrostatic 11 Pneumatic 11 Nominal Operating Pressure El

Test Temp. N/A -F

Exempt 0

Other F1 Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013930-006
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
ADolicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed "i t 1.k . ,tAA J ISI Program Engineer Date S5CT-'j .32o 20
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of AIA3AK" and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period /0-08-0 5 to o09-2o-O(, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from. or connected with this inspection.

-4 -P-L, Commissions
InSDector's Slanature National Board. Slate. Province. and Endorsements

Date 09- Z0 200(o



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date August 25, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51344 Work Order (WO) 03-013930-007
ResartfReolacement Oroanization P 0 No . Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95

Edition,* N/A Addenda, N/A Code Case

Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2264 TVA N/A N/A Old ID 2006 Installed No
47A455-56 H-5

1-47B455-2265 TVA N/A N/A Old ID 2006 Installed No
47A455-56 H-6

1-47B455-2266 TVA N/A N/A Old ID 2006 Installed No
47A455-56 H-7

1-47B455-2267 TVA N/A N/A Old ID 2006 Installed No
I__ _47A455-56 H-8

7. Description of Work Install / modify supports.

8. Tests Conducted: Hydrostatic IZ
Other LI

Pneumatic El Nominal Operating Pressure El
Test Temp. N/A 0F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013930-007
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
Aooljcable Manufacturer's Data ReoortS to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ,ISI Program Engineer Date 2, •--9 20 0 (0_
Owner or Owner's Desronee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, hold' a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA. AE4A and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period 69 -27-05' to o6 - 29-06 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

.4• o-, L-. Commissions &AA(o
Insoector's Sianature National Board. State. Province. and Endorsements

Date o -29 2006



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section Xl

1. Owner Tennessee Valley Authority (TVA) Date September 18, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

DCN 51344 Work Order (WO) 03-013930-008
Reoair/ReDlacement Oroanization P.O. No. Job No. etc.

Type Cede Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 . Edition,* N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6, Identification of Components

Addenda, N;A Code Case

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2269 TVA N/A N/A N/A 2006 Installed No
(14")
1-47B455-2270 TVA N/A N/A N/A 2006 Installed No
(14")
1-47B455-2271 TVA NIA M/A N/A 2006 Installed No
(14")

7. Description of Work Install / modify supports-

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt 2

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013930-008
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
Ao~licabie Manufacturer's Data ReDortS to be attached

CERTIFICATE OF COMPLIANCE

I. certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed • ---- •" Sl Program Engineer Date 20 _ "
Owner or Owner's Desionee Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigrhed, holding a valid coTmission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ____LI:_:l,- and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period 9j22 -,& - ,2( C)M t;-- to ý -\ -9 Z.)"@) , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

Commissions hAc_-- Y IQ
Insoector's Sionature National Board. State. Province. and Endorsements

Date r, .. 20 YI



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date September 12, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN 51344 Work Order (WO) 03-013930-009
Reoatr/Reolacement Oraanuzation P 0 No .Job No . etc.

Type Cede Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 *67 Edition,* N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

Addenda, N/A Cede Case

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2272 (4") TVA N/A N/A Old ID 2006 Installed No
H-46

1-47B455-2273 (4") TVA N/A N/A Old ID 2006 Installed No
H-47

7. Description of Work Install / modify supports.

8. Tests Conducted: Hydrostatic EZ Pneumatic El Nominal Operating Pressure El

Test Temp. N/A "F

Exempt 0

Other E] Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8112 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013930-009
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
Aoolicable Manufacturer's Data Renoris to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed 1- ;1-• •• SI Program Engineer Date 7Y ' I 20
Owner or Owner's Deslonee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersignred, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of sP ,• and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period to k and state that

to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

\1. Commissions S _ t 0 -
National Board. State. Province. and EndorsementsInsoector's Sianature

Date - kz-, 20



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)

Date August 26, 2006

Sheet 2 of 3

Unit 1

DCN 51344 Work Order (WO) 03-013930-013
ReDair/Reolacement Oroanization P.O. No Job No.. etc.

Type Code Symbol Stamp N/A

Authorization No. N/A

Name

P. 0. Box 2000. Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

HPCI R-2 (10") TVA N/A N/A Dwg. 1934-2 2006 Removed No

HPCI R-3 (10") TVA N/A N/A Dwg. 1935-3 2006 Removed No

7. Description of Work Remove supports.

8. Tests Conducted: Hydrostatic El
Other El

Pneumatic E] Nominal Operating Pressure El
Test Temp. N/A oF

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013930-013
Page 3 of 3

FORM NIS-2 (Back)

9. Remarks None.
Aoolicable Manufacturer's Data ReDorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed K2.. t...Z.ý% i z• , ,ISI Program Engineer Date 2-;L-4 - 26G
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA 84a/A144 and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period 09 -iQ - 0,5 to 0e3.- 2_..-o. i , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

"- l•'( Q.r••-•.- Commissions /-AL4Zt
Insoector's Sionature National Board. State. Province. and Endorsements

Date . - 202-o20 OC,



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date August 26, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P.O . Box 2000, Decatur, AL 35609-2000
Address

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

Unit 1

DCN 51344 Work Order (WO) 03-013930-014
Reoair!Reolacemernt Ormaaizatiorn P 0 No. Job No . etc

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A

4. Identification of System System 073, High Pressure Coolant Injection (HPCI) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

HPCI-R9 (14") TVA N/A N/A None 2006 Removed No

47A455-98 (4") TVA N/A N/A Old ID 2006 Removed No
H-47

47A455-61 (14") TVA N/A N/A Old ID 2006 Removed No
H-10

7. Description of Work Remove supports.

8. Tests Conducted: Hydrostatic I] Pneumatic El Nominal Operating Pressure El

Test Temp. N/A 0F

Exempt 0

Other LI Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013930-014
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
A~ooicable Marrutacturer's Data Resorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed ( .6 .•(- ZISI Program Engineer Date 6// .) Y •-C 20 06
Owrner or Owner's gesionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALA-"A"A and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period 09- -2-C.S to OL'-2•..-cJ , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

•_ _ _ _ _ __ _ _ _ _ Commissions NA44
Insoector's Sionature National Board. State. Prownce. and Endorsements

Date 20 -?-. 20 06..



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date February 14, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801 Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 61345 Work Order (WO) 03-013931-001
ReoaUrReolacement Oroanization P.O. No.. Job No.. etc.

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Address

Type Code Symbol Stamp

Authorization No. N/A

Expiration Date N/A

N/A

4. Identification of System System 071, Reactor Core Isolation Cooling (RCIC) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B456-2078 TVA N/A N/A N/A Later Instalted No

1-47B456-2079 TVA N/A N/A N/A Later Installed No

* J.. A L ____________________ L _____ J ___________ A

7. Description of Work Install / modify supports.

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El

Test Temp. N/A °F

Exempt 0

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R



WO# 03-013931-001
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
ADolicable Manuf~acturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed .IS Program Engineer Date _ _ _ _ _ _ _ 20 _ ,__
Owvner or Owner's Desionee Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned_, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of / Ie-'..,'•s s.• and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period // /a '/ to ,//,514 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section Xl.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

6'~2~ ~ Commissions :7-"E, :Z S 3 1/
National Board State Province and EndorsementsInsoector's Sionature

Date "-I) S 20 _-__-

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801

Date July 8, 2006

Sheet 1 of 2
Address

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000. Decatur. AL 35609-2000 DCN 51345 Work Order (WO) 03-013931-002
Resair/Reolacement Oroanizaeton P.O. No . Job No.. etc.Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address

Expiration Date N/A

4. Identification of System System 073, HPCI System / ASME Cede Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Cede (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected. Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B455-2303 TVA N/A N/A 47B455-61 2006 Installed No

1-47B455-2306 TVA N/A N/A 47B455-62 2006 Installed No

1-47B455-2307 TVA N/A N/A 47B455-65 2006 Installed No

1-47B455-2308 TVA N/A N/A 47B455-64 2006 Installed No

7. Description of Work Install / modify supports.

8. Tests Conducted: Hydrostatic El

Other F1

Pneumatic E] Nominal Operating Pressure El
Test Temp. N/A 0F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/ in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

*as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6R



WO# 03-013931-002
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks None.
Acoeacble Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed e eISI Program Engineer Date 220 1 20 6r(!5ý1 Ir m m
Owner or Owner's Desionee Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALA. AHA " and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period 02- 02- 06 to '7- -30- O, , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

'[-\ C L 
4 -- -as Commissions A L 4--,

Inroector's Sianature Nation-,at Board. State. Province and Endorsements

Date 9- 3i 20__

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date October 5, 2006

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P.O0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51345 Work Order (WO) 03-013931-003
Reoair/Reoleeement Oroanization P o No. Job No . etc

Type Code Symbol Stamp N/A

Authorization No. N/A

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95

Edition,* N/A Addenda, N/A Cede Case

Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3250 TVA Bergen Power N/A 2006 Installed No
42378"* I-SNUB-074-5075
42375** I-SNUB-074-5076

1-47B452-3251 TVA Bergen Power N/A 2006 Installed No
42373"* 1-SNUB-074-5077

1-47B452-3252 TVA Bergen Power N/A 2006 Installed No
41743"* 1-SNUB-074-5078
41744"_ 1-SNUB-074-5079

1-47B452-3253 TVA N/A N/A N/A 2006 Installed No

1-47B452-3254 TVA Bergen Power N/A 2006 Installed No
42374** 1-SNUB-074-5080

7. Description of Work Install / modify supports.

**Snubbers were tested and installed in WO 04-712175-000 (5075), 04-712176-000 (5076), 04-712177-000 (5077),
04-712178-000 (5078), 04-712179-000 (5079), and 04-712180-000 (5080).

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El
Test Temp. N/A -F

Exempt E

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013931-003
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks Request for Relief 1-lSI-18 for Inservice Inspection of snubbers is applicable to this WO.
ADoticable Manutacturer's Data ReDorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed I Program Engineer Date " 1//20
Owner or Owners Des.onee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of ALAItACA and employed by HSB CT of

Connecticut have inspected the components described

in this Owner's Report during the period o4-Z.7-OS to (0o- 2OO7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

"__ __Commissions ALIoI.(l 3 6..L
Insoector's Sionature National Board. State Province. and Endorsements

Date 06 -20 20 07



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date September 22, 2006

Sheet 1 of 2

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000, Decatur, AL 35609-2000
Address

DCN 51345 Work Order (WO) 03-013931-004
Resair/ReDlacement Oraanization P.O. No.. Job No.. etc

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp N/A

Authorization No. N/A

Expiration Date N/A
Address

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Cede

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3255 TVA N/A N/A H-161 2006 Installed No

1-47B452-3256 TVA N/A N/A H-142 2006 Installed No

1-47B452-3257 TVA Bergen Power N/A R-9 2006 Installed No
42450°* 1-SNUB-074-5098
42451* 1-SNUB-074-5099

7. Description of Work Install / modify supports.

**Snubbers installed and tested per WO 04-712228-000 (5098) and 04-712229-000 (5099).

8. Tests Conducted: Hydrostatic El Pneumatic El Nominal Operating Pressure El
Test Temp. N/A 0F

Exempt 11

Other El Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013931-004
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks Request for Relief 1-ISI-18 for Inservice Inspection of Snubbers is applicable to this WO.
Aoohicable Manufacturer's Data Reooss to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed C , ISI Program Engineer Date •,20 _'_

Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION
I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State

or Province of ALABA1IA and employed by HSB CT of
Connecticut have inspected the components described

in this Owner's Report during the period r, -0/-0S to 0G -Z O-O7 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

"-qký ý Commissions ,AJ.(, 0 3( 3L
Insoector's Sionature National Board. State. Province and Endorsements

Date 066-20 20 07



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date September 12, 2006

Sheet 1 of 2

Unit 12. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. 0. Box 2000. Decatur. AL 35609-2000 DCN 51345 Work Order (WO) 03-013931-005
ReoairReDlacement Oraanization P.O No. Job No. etc.Address

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address
Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107

5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

Addenda, N/A Code Case

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3263 TVA Bergen Power N/A R-10 2006 Installed No
42461

1-47B452-3264 TVA N/A N/A R-97 2006 Installed No

1-47B452-3265 TVA N/A N/A N/A 2006 Installed No

1-47B452-3317 TVA Bergen Power N/A N/A 2006 Installed No
42409
42533

7. Description of Work Install / modify supports.

Snubbers installed.

8. Tests Conducted: Hydrostatic E

Other El

Pneumatic E] Nominal Operating Pressure 11

Test Temp. N/A -F

Exempt 0Z

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 81/2 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.



WO# 03-013931-005
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks Request for Relief 1-1S1-18 is applicable for this WO.
ADolicable Manufacturer's Data Reoorts to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section Xl.

Type Code Symbol Stamp N/A

Certificateof Authorization No. N/A Expiration Date N/A

Signed ,ISI Proram Engineer Date / ,20
Owner or Owner's Desionee. Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of A LABA•3'lA and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period 7-1.0-05 to 9-Q2-04 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

. ~Commissions _L__
Inspector's Sionature National Board Slate. Province. and Endorsements

Date 9-1Z | 20 C( l



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

1. Owner Tennessee Valley Authority (TVA) Date March 8, 2006
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

2. Plant Browns Ferry Nuclear Plant (BFN)
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Sheet 1 of 2

Unit 1

DCN 51345 Work Order (WO) 03-013931-006
Resair/Reolacement Oroanization P 0 No.. Job No. etc

Type Code Symbol Stamp N/A

Authorization No. N/A

3. Work Performed by TVA-BFN
Name

P. O. Box 2000, Decatur, AL 35609-2000
Address

Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A

(b) Applicable Edition of Section XI Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

Addenda, N/A Code Case

ASME
Code

National Corrected. Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3266 TVA Bergen Power N/A 1-SNUB-074-5085 2006 Installed No
42457** (Old ID RHR-1-R-99)

1-47B452-3268 TVA N/A N/A (Old ID RHR-1-H-029) 2006 Installed No

1-47B452-3269 TVA N/A N/A (Old ID RHR-1-H-028) 2006 Installed No

7. Description of Work Modify supports. **Snubber final installation and testing is in WO# 04-712183-000.

8. Tests Conducted: Hydrostatic E]

Other El
Pneumatic El Nominal Operating Pressure 111

Test Temp. N/A 'F

Exempt 0Z

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8'/ in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

'as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

U1C6R



wbý 03-013931-006
Page 2 of 2

FORM NIS-2 (Back)

9. Remarks Request for Relief 1-11-18 for Inservice Inspection of Snubbers is applicable to this WO.
Aoolicable Manufacturer's Data Reooris to be attached

CERTIFICATE OF COMPLIANCE

I certify that the statements made in the report are correct and this conforms to the rules of the ASME Code, Section XI.

Type Code Symbol Stamp N/A

Certificate of Authorization No. N/A Expiration Date N/A

Signed O..w 'sD .,teProgram Engineer Date 4 ,20
Ownar or Owner's Dasionee. Titte

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State
or Province of LASAKA and employed by HSB CT of

Connecticut have inspected the components described
in this Owner's Report during the period 05"- IW-O5 to OG- 20-07 , and state that
to the best of my knowledge and belief, the Owner has performed examinations and taken corrective measures described in this Owner's
Report in accordance with the requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the
examinations and corrective measures described in this Owner's Report. Furthermore, neither the Inspector nor his employer shall be liable in
any manner for any personal injury or property damage or a loss of any kind arising from or connected with this inspection.

• 4ý Commissions ALIO10(3L
Insoector's Sionature National Board. Slate. Province. and Endorsements

Date Ob- ZO 20 07

UIC6R



FORM NIS-2 OWNER'S REPORT FOR REPAIR/REPLACEMENT ACTIVITY
As Required by the Provisions of the ASME Code Section XI

Owner Tennessee Valley Authority (TVA)
Name

1101 Market Street

Chattanooga, TN 37402-2801
Address

Date May 4, 2006

Sheet 2 of 3

2. Plant Browns Ferry Nuclear Plant (BFN) Unit 1
Name

P. 0. Box 2000. Decatur, AL 35609-2000
Address

DCN 51345 Work Order (WO) 03-013931-007
Reoair/Reolacement Oroanization P.O. No. Job No. etc

3. Work Performed by TVA-BFN
Name

P. 0. Box 2000, Decatur, AL 35609-2000

Type Code Symbol Stamp

Authorization No. N/A

N/A

Address
Expiration Date N/A

4. Identification of System System 074, Residual Heat Removal (RHR) System / ASME Code Class 2 equivalent

(Supports) Design Criteria BFN-50-C-7107
5. (a) Applicable Construction Code (Piping) USAS B31.1.0 19 67 Edition,* N/A Addenda, N/A Code Case

(b) Applicable Edition of Section Xl Utilized for Repairs or Replacements 19 95 Edition, 1996 Addenda

6. Identification of Components

ASME
Code

National Corrected, Stamped
Name of Name of Manufacturer Board Other Year Removed, or (Yes

Component Manufacturer Serial No. No. Identification Built Installed or No)

1-47B452-3273 (24" TVA N/A N/A (Old ID RHR-1-R-173) 2006 Installed No
support)
1-47B452-3274 (24" TVA Bergen Power N/A (Old ID RHR-1-R-085) 2006 Installed No
support) **42445 1-SNUB-074-5100
1-47B452-3275 (24" TVA N/A N/A (Old ID RHR-1-H-026) 2006 Installed No
support)

7. Description of Work Modify supports. **Snubber final installation and testing is in WO# 04-712187-000.

8. Tests Conducted: Hydrostatic El

Other Ml

Pneumatic E] Nominal Operating Pressure El
Test Temp. N/A °F

Exempt 0

Pressure N/A psi

NOTE: Supplemental Sheets in form of lists, sketches, or drawings may be used, provided (1) size is 812 in. X 11 in., (2) information in items 1
through 6 on this report is included on each sheet, and (3) each sheet is numbered and the number of sheets is recorded at the top of this form.

.as amended by additional quality assurance requirements found in Purchase Contracts and applicable Design Criteria.

UIC6R


