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Docket Nos. 50-390, 50-391
License Nos. CPPR-91, CPPR-92

Mr. Oliver D. Kingsley, Jr.
Senior Vice President, Nuclear Power
Tennessee Valley Authority
6N 38A Lookout Place
1101 Market Street
Chattanooga, TN 37402-2801

Dear Mr. Kingsley:

SUBJECT: INSPECTION REPORT NOS. 50-390/90-20 AND 50-391/90-20

We have reviewed your response of October 25, 1990, to Notice of Violation
50-390/90-20-01, issued on September 25, 1990, regarding failure to follow
procedure when a Quality Control (QC) inspector inspected and accepted certain
concrete expansion anchor bolts.

You state that the reason the violation occurred was misinterpretation of
the procedure and an oversight on the part of the QC Inspector. You then
state that procedures WBN-CPI-8.1.8-G-100 and WBN-CPI-8.1.8-C-501A have
different requirements. One procedure requires the start of the thread to be
level with the outside face of the nut. The other procedure requires that the
bolted connections shall exhibit visible evidence of complete threading
through the nut by a minimum of one thread exposed. As we interpret the
requirements, in either case, the thread must be completely through the nut to
be acceptable.

Our documented inspection of the bolts in question identified that the thread
engagement on the two bolts was not through the nut, but significantly below
full thread engagement. Also, your documentation of the finding on Problem
Reporting Document (PRD) WBP900358P identified that the bolts failed to have
complete thread engagement "by two or three nut threads".

We conclude that the reason for the violation was not due to misinterpretation
of the procedures as you state in your response. It is our position that the
bolt thread engagement would fail proper Quality Control inspection using
either procedure.

We are also aware of other recent instances where required Quality Control
inspections appear to have not been performed adequately; specifically,
inspections on spliced cable and damaged cable found in the Diesel Generator
Building at conduit 3B3619.
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On October 22, 1990 we met with representatives of TVA to discuss the status
of quality issues at Watts Bar. Item Number 3 of the Watts Bar Nuclear Plant
Quality and Productivity Improvement Plan specifically addresses QA/QC
Improvement. In addition, this topic was discussed during our public meeting
on November 14, 1990 in Chattanooga, Tennessee. Based on these discussions,
we believe TVA was aware for some time that some deficiencies in QC
inspections continue to exist at Watts Bar. Therefore, we find your response
of October 25, 1990 to Violation 90-20-01 to be inadequate with regard to the
reason for the violation and corrective actions.

You are requested to reevaluate your conclusions and provide a supplemental
response within 30 days.

Should you have any questions concerning this letter, please contact us.

Sincerely,

Bruce A. Wilson, Chief
TVA Projects

cc: (See page 3)
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cc: M. Runyon, Chairman
Tennessee Valley Authority
ET 12A 7A
400 West Summit Hill Drive
Knoxville, TN 37902

Director
Tennessee Valley Authority
ET 12A 11A
400 West Summit Hill Drive
Knoxville, TN 37902

J. B. Waters, Director
Tennessee Valley Authority
ET 12A 9A
400 West Summit Hill Drive
Knoxville, TN 37902

W. F. Willis
Chief Operating Officer
ET 12B 16B
400 West Summit Hill Drive
Knoxville, TN 37902

D. Nunn, Vice President
Nuclear Projects
Tennessee Valley Authority
400 West Summit Hill Drive
WT 12A 12A
Knoxville, TN 37902

J. H. Garrity
Vice President, Watts Bar Site
Watts Bar Nuclear Plant
P. 0. Box 800
Chattanooga, TN 37402-2801

Dr. M. 0. Medford
Vice President, Corporation Nuclear

Assurance, Licensing, and Fuels
Tennessee Valley Authority
6N 38A Lookout Place
Chattanooga, TN 37402-2801

Honorable Johnny Powell
County Judge
Meigs County Courthouse
Route 2
Decatur, TN 37322

Dr. Henry Myers, Science Advisor
Committee on Interior and

Insular Affairs
U. S. House of Representatives
Washington, D. C. 20515

Honorable Robert Aikman
County Judge
Rhea County Courthouse
Dayton, TN 37321

E. G. Wallace, Manager
Nuclear Licensing and

Regulatory Affairs
Tennessee Valley Authority
5N 157B Lookout Place
Chattanooga, TN 37402-2801

R. J. Stevens
Site Licensing Manager
Watts Bar Nuclear Plant
Tennessee Valley Authority
P. O.,Box 800
Spring City, TN 37381

TVA Representative
1191 Rockville Pike
Suite 402
Rockville, MD 29852

General Counsel
Tennessee Valley Authority
400 West Summit Hill Drive
ET 1IB 33H
Knoxville, TN 37902

Michael H. Mobley, Director
Division of Radiological Health
T.E.R.R.A. Building, 6th Floor
150 -9th Avenue North
Nashville, TN 37247-3201

State of Tennessee

bcc: (See page 3)
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bcc: S. C. Black, NRR
K. P. Barr, TVAP/RII
J. Rutberg, OGC
M. S. Callahan, GPA/CA
H. H. Livermore, TVAP/RII
A. R. Long, TVAP/RII
G. C. Lainas, NRR
F. J. Hebdon, NRR
P. S. Tam, NRR
Document Control Desk
DRP Section Chief

NRC Resident Inspector
U.S. Nuclear Regulatory Commission
Route 2, Box 700
Spring City, TN 37381
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