September 28, 2007

PRELIMINARY NOTIFICATION OF EVENT OR UNUSUAL OCCURRENCE PNO-1I-07-009A

This preliminary notification constitutes EARLY notice of events of possible safety or public interest
significance. The information is as initially received without verification or evaluation, and is basically all that is
known by Region Il staff (Atlanta, Georgia) on this date.

Facility Licensee Emergency Classification
Southern Company Notification of Unusual Event
Joseph M. Farley Nuclear Plant Unit 1 Alert

Columbia, AL Site Area Emergency
Dockets/License: 50-348 & 50-364/NPF-2 & NPF-8 General Emergency

X Not Applicable

SUBJECT: UPDATE TO COMPONENT COOLING WATER PUMP BREAKER FAILURES

On September 10, Region Il issued a PN to describe the events leading to the dispatching of an augmented
inspection team (AIT) to Farley to assess the circumstances surrounding two component cooling water (CCW)
breaker failures. The AIT was conducted in accordance with the established Charter. The team reviewed the
licensee's root cause investigations and generally agreed with the root cause determination to-date. The team
further concluded that the two breaker failures appeared to be independent from each other and the licensee
is taking appropriate corrective actions based on the identified failure mechanisms of the breakers. A public
exit was conducted on September 20 in Dothan, AL. Local media and members of the public attended. A final
report will be issued in 30 days following the exit.

This PN is closed and no further supplementals or updates will be issued.
This information is current as of September 28, 2007, at 11:00 a.m.

CONTACT: Scott Shaeffer
404-562-4521
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