NOTICE OF DEVIATION.

Tennessee Valley Authority Docket Nos. 50-390 and 50-391
Watts Bar Nuclear Plant License Nos. CPPR-91 and CPPR-92

During an NRC inspection conducted on November 14 - 18 and November 28 -
December 1, 1994, a deviation from written commitments was identified. In
accordance with the "General Statement of Policy and Procedure for NRC
Enforcement Actions," 10 CFR 2 Appendix C, the deviation is listed below:

TVA’s Fire Protection Report commits to Quality Assurance measures
including procedural adherence for the fire protection program.

Site Standard Practice SSP-6.07, Control of Measuring and Test
Equipment, Section 2.4.D states that the work document, number of work
document, equipment identification, or description of the intended use
shall be provided by the user at the time of measuring and test
equipment checkout.

Site Standard Practice SSP-10.04, Material Issue, Control and Return,
Section 2.3.2, states that uninstalled QA Level I, II or III materials
may be reassigned to a different work authorizing document than that
referenced on the original Nuclear Storeroom Requisition Form No. TVA
575N. However, this shall be accomplished through the completion of a
Material Transfer Document.

In deviation from the above, on or about November 19, 1993, TVA did not
adhere to these requirements while performing repairs to Fire Detection
Panel 0-L-620 by work request No. C183358 in that:

(1) New wiring with terminal lugs which were crimped to the wiring
were installed using incorrectly issued tools. Two crimp tools
and a dial caliper were drawn from tool issue erroneously using
Work Request No. C235516 in lieu of Work Request No. C183358 which
was used to perform the task .

(2) A battery was installed in Fire Detection Panel 0-L-620 which had
been issued for installation in Panel 0-L-601 and a materials
transfer document was not issued to authorized the transfer or
reassigning of this battery as required by SSP 10.04.

Please provide to the U.S. Nuclear Regulatory Commission, ATTN: Document
Control Desk, Washington, D.C. 20555, with a copy to the Regional
Administrator, Region II, to the NRC Resident Inspector, in writing within 30
days of the date of this Notice, the reasons for the deviation, the corrective
steps which have been taken and the results achieved, the corrective steps
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Notice of Deviation 2

which will be taken to avoid further deviations, and the date when your
corrective action will be completed. Where good cause is shown, consideration
will be given to extending the response time.

Dated at Atlanta, Georgia
this 21st day of December 1994



