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FIRE AREA
ROOM NO.

DESCRIPTION FIRE
COMPARTMENT

FSSD
COMPONENTS

DETECTION AUTOMATIC
SUPPRESSION

MANUAL
SUPPRESS ION COMMENTS

it I_____________ A _______________I _______________ ISUPPRESSION____

O0
o00 14

0"'o. 737.0-Al

0

Auxiliary
Building

1 to 3 Hr. 01, 03, 30,
31, 43, 62,
63, 67, 68,
70, 72, 74,
81, 82, 92,
211, 212,
215

Smoke Automatic
Sprinkler

Fire Hose &
Extinguishers

FPR VII. 2.6
provides
deviation for
unprotected
floor
openings; FPR
2.4 provides
deviation for
intervening
combustibles;
FPR VII.3.1
provides
evaluation
for lack of
total
sprinkler and
detector
coverage

15-1 Heat and Vent 2 Hr. 01. 03, 30, Smoke Automatic Fire Hose & None
737.0-A3 Equipment 31, 62, 67, Sprinkler Extinguishers

Room 70, 74, 211,
215

15-2 Heat and Vent 2 Hr. 30, 31, 67, Smoke Automatic Fire Hose & None
737.0-A12 Equipment 70, 211, 215 Sprinkler Extinguishers

Room I I I I I _ _I
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION. AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

16 Vent. Purge 2 & 3 Hr. 01, 03, 67, Smoke Automatic Fire Hose & FPR VII.2.6
737.0-A5 Air Room and 68, 72, 92 detection Sprinkler for Extinguishers provides
and A15 Gross Failed only for both rooms deviations

Detector charcoal for no fire
Room filter unit dampers in

and Vent. two duct
Purge Room penetrations;

FPR
VII.3.21.1
provides
justification
for no
detection in
Gross Failed
Fuel Detector
Room

17 6.9kv & 480-V 2 & 3 Hr. 01, 03, 30, Smoke Automatic Fire Hose & FPR VII.2.6
757.0-A2 Shutdown 31, 43, 62, Sprinkler Extinguishers provides
and A9 Board Room 63, 67, 68, deviation for

70, 72, 74, non-rated
81, 92, 211, steel cover
212, 213, over
214, 215, equipment
235, 236. hatch

18 Vital Battery 3 Hr. 01, 03, 30, Smoke None Manual None
757.0-A3 Board Room II 62, 68, 70, Sprinkler,

74, 92, 212, Fire Hose &
235, 236 1 1 Extinguishers
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION. AUTOMATIC MANUAL COMMENTS
ROOM NO. I COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

19 Vital Battery 3 Hr. 01, 30, 62, Smoke None Manual None
757.0-A4 Board Room I 68, 70, 74, Sprinkler,

92, 212, Fire Hose &
235, 236 Extinguishers

20 Auxiliary 2 & 3 Hr. 01, 03, 30, Smoke Automatic Fire Hose & FPR VII.2.1
757.0-Al Control Room 62, 63, 67, Sprinklers Extinguishers provides

68, 70, 74, deviation for
212, 235, lack of
236 shutdown

instruments;

21 Auxiliary 2 & 3 Hr. 01, 03, 30, Smoke Automatic Fire Hose & None
757.0-A25 Control 62, 67, 68, Sprinkler Extinguishers

Instrument 74, 92, 235,
Room 1A 236

22 Auxiliary 2 & 3 Hr. 01, 03, 30, Smoke Automatic Fire Hose & None
757.0-A26 Control 62, 67, 68, Sprinkler Extinguishers

Instrument 70, 74, 212,
Room 1B 236

23 Auxiliary 2 & 3 Hr. 01, 03, 62, Smoke Automatic Fire Hose & None
757.0-A27 Control 63, 67, 70, Sprinkler Extinguishers

Instrument 235, 236
Room 2A

24 Auxiliary 2 & 3 Hr 03, 62, 67, Smoke Automatic Fire Hose & None
757.0-A28 Control 68, 70, 74, Sprinkler Extinguishers

Instrument 236
Room 2B
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION. AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

25 2 & 3 Hr. 01, 03, 30, Smoke Automatic Fire Hose None
782.0-Al Control Rod 43, 62, 63, Sprinkler only in Room

Drive Equip. 67, 68, 74, 782.0-lA.
Room 99 Extingui shers

782.0-A2 Pressurizer
Heater
Transformer
Room

751.0-A1O Reverse
Osmosis Room

25 Reactor 2 & 3 Hr. 01, 68 Smoke Automatic Fire Hose & None
757.0-A12 Building Sprinkler Extinguishers

Access Room _

26 Reactor 2 & 3 Hr. 01, 03, 67, Smoke Automatic Fire Hose None
757.0-All Building 68 Sprinkler available

Equipment from 757.0-
Hatch A13 during

outages

27 480-V 2 & 3 Hr. 01, 03, 31, Smoke Automatic Fire Hose FPR VII.2.4
757.0-A5 Shutdown 43, 62, 63, Sprinklers from 757.0-A2 provides

Board Room lB 67, 68, 70, Extinguishers deviation for
72, 74, 81, intervening
211, 212, combustibles
213, 214,
215, 235,
236
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

28 480-V 2 & 3 Hr. 01, 30, 62, Smoke Automatic Fire Hose FPR VII.2.4
757.0-A21 Shutdown 63, 67, 68, Sprinklers from 757.0- provides

Board Room 2A 70, 72, A24, deviation for
212, 213, Extinguishers intervening
214, 215, combustibles
236

29 125-V Vital 3 Hr. 01, 03, 62, Smoke None Manual None
757.0-A22 Battery Room 67, 70, 74, Sprinklers,

IV 212, 235, Fire Hose
236 from 757.0-

A24,
Extinguishers

30 125-V Vital 3 Hr. 01, 03, 62, Smoke None Manual None
757.0-A23 Battery Room 63, 67, 68, Sprinklers,

Ill 70, 74, 212, Fire Hose
235, 236 from 757.0-

A24,
Extinguishers
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

31 6,900-V and 2 & 3 Hr. 01, 03, 30, Smoke Automatic Fire Hose & FPR VII.2.6
757.0-A24 480-V 31, 62, 67, Sprinkler Extinguishers provides
757.0-Al7 Shutdown Room 68, 70, 72, deviation for

B 74, 82, 211, use of water
212, 213, spray in lieu
214, 215, of fire rated
236 cover for

equipment
hatch; FPR
VII.2.4
provides
deviation for
intervening
combustibles

32 480-V Board 2 Hr. 01, 03, 31, Smoke Automatic Fire Hose FPR VII.2.4
772.0-Al Room I-A 62, 63, 67, Sprinklers from 772.0-A7 provides

68, 70, 72, & deviation for
74, 82, 211, Extinguishers intervening
212, 213, combustibles;
214, 235, FPR VII.2.6
236 provides

deviation for
non fire
rated
equipment
hatch cover
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

33 480-V Board 2 & 3 Hr. 01, 03, 43, Smoke Automatic Fire Hose FPR VII.3.1
772.0-A2 Room 1-B 62, 63, 67, Sprinkler from 772.0-A7 provides

68, 70, 72, (Coverage not & evaluation
74, 82, 211, total) Extinguishers for
212, 213, incomplete
235, 236 sprinkler

coverage; FPR
VII. 2.4
provides
deviation for
intervening
combustibles

34 125-V Vital 3 Hr. 236 Smoke None Manual None
772.0-A3 Battery Room Sprinklers.

II Fire Hose
from 772.0-A7
&

Extingui shers

35 125-V Vital 3 Hr. 236 Smoke None Manual None
772.0-A4 Battery Room Sprinklers.

I Fire Hose
from 772.0-A7
&

Extinguishers

36 480-V 2 Hr. 01, 30, 31, Smoke Automatic Fire Hose FPR VII.2.4

772.0-A5 Transformer 43, 62, 63, Sprinkler from 772.0-A7 provides
Room I-B 67, 68, 70, & deviation for

74, 211, Extinguishers intervening
212, 236 combustibles
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

37 480-V 2 Hr. 01, 30, 31, Smoke Automatic Fire Hose FPR VII.2.4
772.0-A6 Transformer 43, 62, 63, Sprinkler from 772.0-A7 provides

Room I-A 67, 68, 70, & deviation for
74, 211, Extinguishers intervening
212, 236 combustibles

38 Mechanical 2 Hr. 01, 03, 30, Smoke Automatic Fire Hose & None
772.0-A7 Equipment 31, 43, 62, Sprinkler Extinguisher

Room 63, 67, 68,
70, 74, 211,
236

39 Fifth Vital 2 Hr. 211 Smoke Automatic Fire Hose & None
772.0-A8 Battery Room Sprinkler Extinguishers

from 772.0-A7

40 Mechanical 2 Hr. 67, 70, 211, Smoke Automatic Fire Hose & None
772.0-A10 Equipment 212 Sprinkler Extinguishers

Room

41 480-V 2 Hr. 01, 03, 30, Smoke Automatic Fire Hose & FPR VII.2.4
772.0-All Transformer 31, 62, 63, Sprinkler Extinguishers provides

Room 2-B 67, 70, 72, from 772.0- deviation for
74, 211, A1O intervening
212, 236 combustibles

42 480-V 2 Hr. 01, 03, 30, Smoke Automatic Fire Hose & FPR VII.2.4
772.0-A12 Transformer 31, 62, 63, Sprinkler Extinguishers provides

Room 2-A 67, 70, 72, from 772.0- deviation for
74, 211, A1O intervening
212, 213, combustibles
236
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION. AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

43 125-V Vital 3 Hr. 236 Smoke None Manual None
772.0-A13 Battery Room Sprinklers,

Fire Hose &
Extinguishers
from 772.0-
A1O

44 125-V Vital 3 Hr. 236 Smoke None Manual None
772.0-A14 Battery Room Sprinklers,

Fire Hose &
Extinguishers
from 772.0-
A1O

45 480-V Board 2 & 3 Hr. 01, 03, 30, Smoke Automatic Fire Hose & FPR VII.2.4
772.0-A15 Room 2-B 31, 63, 67, Sprinkler Extinguishers provides

70, 211, from 772.0- deviations
212, 213, A1O for
215, 235, intervening
236 combustibles;

FPR VII.3.1
provides
evaluation
for partial
sprinkler
coverage
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION AUTOMATIC MANUAL COMMENTS

ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

46 480-V Board 2 & 3 Hr. 30, 31, 63, Smoke Automatic Fire Hose FPR VII.2.4

772.0-A17 Room 2-A 67, 70, 72, Sprinkler from 772.0- provides
211, 212, A1O & deviations
213, 236 Extinguishers for

intervening
combustibles;
FPR VII.2.6
provides
deviation for
unprotected
floor
opening; FPR
VII.3.1
provides
evaluation
for partial
sprinkler
coverage

48 Unit 1 2 & 3 Hr. Alternate Smoke C02  Extinguishers None

708.0-Cl Auxiliary Shutdown Fire Hose
Instrument Area from
Room stairwell

48 Unit 2 2 & 3 Hr. Alternate Smoke C02  Extinguishers FPR VII.2.3

708.0-C4 Auxiliary Shutdown Fire Hose provides
Instrument Area from deviation for

Room stairwell lack of total
fire detector
coverage
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION AUTOMATIC MANUAL COMMENTS

ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION j SUPPRESSION

48 Spreading 2 & 3 Hr. Alternate Smoke Automatic Extinguishers None

729.0-C Room Structural Shutdown Sprinklers Fire Hose
steel Area (multi-layer from stairs
protected to coverage) and Turbine
3 hour fire Building
resistance

48 Main Control 2 & 3 Hr. Alternate Smoke None Fire Hose FPR VII.2.3

755.0-C12 Room No fire Shutdown from provides
rating area stairwells. deviation for

claimed on Extinguishers lack of
control room sprinkler
floor protection

for control
room

49 Unit IA-A 3 Hr. Thermal C02  Fire Hose FPR VII.4.4

DGB 742.0-4 Diesel from Diesel provides
Generator Building and evaluation

Yard. for fuel tank
Extinguishers beneath floor

of building

49 Unit IA-A 3 Hr. 82 Fire Hose None

DGB 760.5-3 Air Exhaust Thermal None from 742.0-9
DGB 760.5-4 Board Room Smoke CO2  and 760.5-4.
DGB 760.5-5 Intake Room Thermal None Extinguishers

50 Unit 2A-A 3 Hr. 82 Thermal CO2  Fire Hose FPR VII.4.4

DGB 742.0-5 Diesel from Diesel provides
Generator Building and evaluation

Yard. for fuel tank
Extinguishers beneath floor

of building
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION. AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

50 Unit 2A-A 3 Hr. 82 Fire Hose None
DGB 760.5-6 Air Exhaust Thermal None from 742.0-9
DGB 760.5-7 Board Room Smoke C02  and 760.5-4.
DGB 760.5-8 Intake Room* Thermal None Extinguishers

51 Unit IB-B 3 Hr. 82 Thermal C02  Fire Hose FPR VII.4.4
DGB 742.0-6 Diesel from Diesel provides

Generator Building and evaluation
Yard Area. for fuel tank
Extinguishers beneath floor

of building

51 Unit lB-B 3 Hr. 82 Fire Hose None
DGB 760.5-9 Air Exhaust Thermal None from 742.0-9
DGB760.5-10 Board Room Smoke CO2  and 760.5-4.
DGB760.5-11 Intake Room Thermal None Extinguishers

52 Unit 2B-B 3 Hr. 82 Thermal C02  Fire Hose FPR VII.4.4
DGB742.0-7 Diesel from Diesel provides

Generator Building and evaluation
Yard. for fuel tank
Extinguishers beneath floor

of building

52 Unit 2B-B 3 Hr. 82 Fire Hose None
DGB742.0-12 Air Exhaust Thermal None from 742.0-9
DGB742.0-13 Board Room Smoke C02  and 760.5-4.
DGB742.0-14 Intake Room Thermal None Extinguishers

53 Pipe Gallery 2 & 3 Hr. 82 Smoke Automatic Fire Hose & None
DGB 742.0-9 & Corridor Sprinkler Extinguishers
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

53 Fuel Oil 2 Hr. None Thermal C02  Fire Hose & None
DGB 742.0-8 Transfer Room Extinguishers

54 Conduit 2 & 3 Hr. None Smoke None Fire Hose None
DGB 742.0- Interface from yard
10 Room hydrants.

Extinguishers

54 Lube Oil 3 Hr. None Thermal C02  Fire Hose & None
DGB 742.0-2 Storage Ceiling Extinguishers

2 Hr. from Diesel
Building

55 DGB Cable 2 & 3 Hr. 82 Smoke Automatic Fire Hose & None
DGB 742.0 Chase A Sprinkler Extinguishers

56 DGB Cable 2 & 3 Hr. 82 Smoke Automatic Fire Hose & None
DGB 742.0 Chase B I Sprinkler Extinguishers
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION 1 I

58 Intake 67 None Fire Hose & FPR VII.2.6
Pumping Extinguishers deviation for
Station unprotected
(West) openings in

wall
separating

IPS Zone I ERCW Pump 3 Hr. Thermal Screen Wash
EL 741 Room A over pumps Pump Room;

FPR VI.3.4
provides
evaluation

IPS Zone 2 Screen Wash for adequacy
EL 741 and HPFP A 3 Hr. None of fire

Pumps pumps; FPR
VII.5.1

IPS Zone 3 ERCW Strainer evaluation
EL 722 Room A 3 Hr. Smoke for unlisted

I I_ I I fire pumps
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FIRE AREA DESCRIPTION FIRE FSSD DETECTION AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

59 Intake 67 None Fire Hose & FPR VII.2.6
Pumping Extinguishers deviation for
Station East unprotected

openings in

IPS Zone I ERCW Pump 3 Hr. Thermal wall
EL 741 Room B over pumps separating

Screen Wash
IPS Zone 2 Screen Wash 3 Hr. None Pump Room;
EL 741 and HPFP A FPR VI,3.4

Pumps provides
evaluation

IPS Zone 3 ERCW Strainer 3 Hr. Smoke for adequacy
EL 722 Room A of fire

pumps; FPR
VII.5.1
evaluation
for unlisted
fire pumps

60 Board Room 3 Hr. 67 Smoke Automatic Fire Hose & FPR VII.2.4
IPS 712.0 Sprinkler Extinguishers provides

deviation for
intervening
combustibles
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FIRE AREA A DESCRIPTION FIRE FSSD DETECTION AUTOMATIC MANUAL COMMENTS
ROOM NO. COMPARTMENT COMPONENTS SUPPRESSION SUPPRESSION

61 Reactor 3 Hr. Partial Partial Hose Stations FPR VII.2.2
Annulus Building Smoke Sprinkler provides

deviation for
Containment RCP oil

collection
system; FPR
VII.2.6
provides
deviation for
ducts without
fire dampers


