October 25, 2007

Mr. Rick A. Muench

President and Chief Executive Officer
Wolf Creek Nuclear Operating Corporation
Post Office Box 411

Burlington, KS 66839

SUBJECT: WOLF CREEK GENERATING STATION - WITHDRAWAL OF RELIEF
REQUEST TO USE ALTERNATIVE ULTRASONIC EXAMINATION METHOD IN
LIEU OF RADIOGRAPHY (TAC NO. MD2945)

Dear Mr. Muench:

By letter dated September 1, 2006 (ET 06-0029), as supplemented by the letter dated June 11,
2007 (ET 07-0012), you requested relief through Section 55a of Part 50 in Title 10 of the Code
of Federal Regulations (10 CFR 50.55a) to use an alternative ultrasonic examination method
instead of the radiography examination method required by Subarticle NC-5222 of Section Il of
the American Society of Mechanical Engineers Boiler and Pressure Vessel Code. In the letter
dated October 19, 2007 (ET 07-0047), this request was withdrawn. These letters are in the NRC
Agencywide Documents Access and Management System (ADAMS) at ADAMS Accession Nos.
ML062500093, ML071700115, and MLO7XXXXXXX", respectively.

Based on the letter of October 19, 2007, we have closed out our review of the above relief
request, and the subject TAC MD2945 is closed.

Sincerely,

IRA/

Jack N. Donohew, Senior Project Manager
Plant Licensing Branch IV

Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation

Docket No. 50-482

cc: See next page

1 Letter notin ADAMS at this time.



October 25, 2007

Mr. Rick A. Muench

President and Chief Executive Officer
Wolf Creek Nuclear Operating Corporation
Post Office Box 411

Burlington, KS 66839

SUBJECT: WOLF CREEK GENERATING STATION - WITHDRAWAL OF RELIEF
REQUEST TO USE ALTERNATIVE ULTRASONIC EXAMINATION METHOD IN
LIEU OF RADIOGRAPHY (TAC NO. MD2945)

Dear Mr. Muench:

By letter dated September 1, 2006 (ET 06-0029), as supplemented by the letter dated June 11,
2007 (ET 07-0012), you requested relief through Section 55a of Part 50 in Title 10 of the Code
of Federal Regulations (10 CFR 50.55a) to use an alternative ultrasonic examination method
instead of the radiography examination method required by Subarticle NC-5222 of Section Il of
the American Society of Mechanical Engineers Boiler and Pressure Vessel Code. In the letter
dated October 19, 2007 (ET 07-0047), this request was withdrawn. These letters are in the NRC
Agencywide Documents Access and Management System (ADAMS) at ADAMS Accession Nos.
ML062500093, ML0O71700115, and MLO7XXXXXXX, respectively.

Based on the letter of October 19, 2007, we have closed out our review of the above relief
request, and the subject TAC MD2945 is closed.

Sincerely,

IRA/

Jack N. Donohew, Senior Project Manager
Plant Licensing Branch IV

Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation

Docket No. 50-482

cc: See next page

DISTRIBUTION
PUBLIC RidsNrrDorlDpr RidsRgn4MailCenter
LPLIV r/f RidsNrrPMJDonohew TChan
RidsAcrsAcnwMailCenter RidsNrrLAJBurkhardt DNaujock
RidsNrrDorl RidsOgcRp
RidsNrrDorlLpl4
ADAMS Accession No.: ML072840015 *See previous concurrence
OFFICE | NRR/LPL4/PM NRR/LPL4/LA DCI/CNPB/BC NRR/LPL4/BC
NAME JDonohew JBurkhardt TChan* THiltz, MTM for
DATE 10/25/07 10/25/07 10/23/2007 10/25/07

OFFICIAL RECORD COPY



Wolf Creek Generating Station
cc:

Jay Silberg, Esq.

Pillsbury Winthrop Shaw Pittman LLP
2300 N Street, NW

Washington, D.C. 20037

Regional Administrator, Region IV
U.S. Nuclear Regulatory Commission
611 Ryan Plaza Drive, Suite 400
Arlington, TX 76011

Senior Resident Inspector

U.S. Nuclear Regulatory Commission
P.O. Box 311

Burlington, KS 66839

Chief Engineer, Utilities Division
Kansas Corporation Commission
1500 SW Arrowhead Road
Topeka, KS 66604-4027

Office of the Governor
State of Kansas
Topeka, KS 66612

Attorney General
120 S.W. 10" Avenue, 2" Floor
Topeka, KS 66612-1597

County Clerk

Coffey County Courthouse
110 South 6" Street
Burlington, KS 66839

Chief, Radiation and Asbestos Control
Section

Kansas Department of Health
and Environment

Bureau of Air and Radiation

1000 SW Jackson, Suite 310

Topeka, KS 66612-1366

Vice President Operations/Plant Manager
Wolf Creek Nuclear Operating Corporation
P.O. Box 411

Burlington, KS 66839

Supervisor Licensing

Wolf Creek Nuclear Operating Corporation
P.O. Box 411

Burlington, KS 66839

U.S. Nuclear Regulatory Commission
Resident Inspectors Office/Callaway Plant
8201 NRC Road

Steedman, MO 65077-1032

February 2006
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