
December 17, 2007 
 
 
 
 
 
MEMORANDUM FOR:  AFPB Files 
 
FROM:      Alexander R. Klein, Branch Chief  /RA/ 

               Fire Protection Branch 
               Division of Risk Assessment 
               Office of Nuclear Reactor Regulation 
 

SUBJECT:                CLOSE-OUT OF NATIONAL FIRE PROTECTION ASSOCIATION 805 
FREQUENTLY ASKED QUESTION 07-0031 ON CLARIFICATION OF                 
MISCELLANEOUS IGNITION SOURCE BINNING ISSUES 

 
 

Frequently asked question (FAQ) 07-0031 (Agency-wide Documents Access and Management 
System [ADAMS] Accession No. ML071380238) was proposed to clarify the guidance from 
Nuclear Regulatory Commission (NRC) technical report designation/contractor report 
NUREG/CR-6850 (Electrical Power Research Institute [EPRI] 1011989), “EPRI/NRC-Nuclear 
Regulatory Research (RES) Fire Probabilistic Risk Assessment Methodology for Nuclear Power 
Facilities,” on counting for miscellaneous ignition source bins by National Fire Protection 
Association 805 transition applicants.  The authors of NUREG/CR-6850, i.e., RES and its 
contractors and the EPRI, were subsequently consulted to provide this clarification. 
 
They have provided their response via “RES & EPRI Team Response to FAQ 07-0031, 
NUREG/CR-6850, EPRI TR-1011989: Clarification of Miscellaneous Ignition Source Binning 
Issues,” dated October 11, 2007 (ADAMS Accession No. ML073340169).  The NRC endorses 
this RES & EPRI Team Response as clarification to the guidance as requested in FAQ 07-0031, 
Revision 0 to (May 17, 2007).  
 
 
CONTACT:  Ray Gallucci, NRR/DRA 
                    (301) 415-1255 
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