Sample IMC 2503 Inspection

This example lists typical inspections of an SSC with ITAAC that might be performed under the
MC 2503 program, for the purpose of determining at what point during the construction phase
ITAAC Findings could be identified. Inspections of the AP-1000 class IE DC uninterruptible
power supply system (IDS) batteries are used for this illustration. The IDS batteries are for the
most part covered by three targeted ITAAC.

ITAAC 2.6.3.1 - Inspection of the as-built system will be performed. The as-built IDS conforms
with the functional arrangement as described in the Design Description of this Section 2.6.3.

ITAAC 2.6.3.4d - Testing of each as-built 72 hour battery bank will be performed by applying a
simulated or real load, or a combination of simulated or real loads, which envelopes the battery
bank design duty cycle. The battery terminal voltage is greater or equal to 105 V after a period
of no less than 72 hours with an equivalent load that equals or exceeds the battery bank design
duty cycle capacity.

ITAAC 2.6.3.2.iii - Inspection will be performed for the existence of a report verifying as-installed
equipment including anchorage is seismically bounded by tested or analyzed conditions. The
report exists and concludes that the as-installed equipment including anchorage is seismically
bounded by tested or analyzed conditions.

Findings from the following inspections would be considered Construction Findings:
Review translation of battery design into drawings and instructions
Review battery procurement

Review battery receipt inspection

Review qualification and training of personnel

Review handling and storage

Review design controls, drawings, specifications, work instructions
Review battery installation procedures

Observe battery installation

Observe fastening and anchoring

Observe battery terminations

Observe procedural adherence

Review labeling and identification markings

Review records

Conduct independent walkdown of battery as-built configuration
Review energizing procedures

Review relevant problem identification and corrective actions
Review quality assurance oversight

Review / witness 72 hour battery test procedure

Findings from the following inspections could result in ITAAC Findings:

Review licensee approved results of the inspection of the as-built batteries

Review licensee approved results of 72 hour test procedure

Review licensee approved report verifying as-installed battery is seismically bounded
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