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NEI Guidance 
Range of Protective Actions for Nuclear Power Plant Incidents 

Revision 1 (October 2007) 
 

1.0  Purpose:   
 
To detail the range of early phase (EPA 400 section 2.1.3) protective actions that may be used for nuclear 
power plant incidents. 
 
Revision 1 of this paper includes the addition of section 2.4, and modification of the flowchart in section 
3.0 which is intended to address protective actions during threat-based General Emergencies. In addition, a 
“YES” path was added to the puff release decision box in section 3.0 to correct an omission in Rev 0 of this 
paper. 
 
It is intended that licensees who incorporate the “Industry Positions” detailed below would be compliant 
with the early phase protective action guidance.  . It is not the intention of this paper to provide 
implementation instructions for protective actions for the public.   
 
2.0  Discussion: 
 
2.1  History 
 
The range of protective actions that would be used to protect the public during a nuclear power plant 
incident has been based on a strategy of evacuation and sheltering since the development of emergency 
plans for nuclear power plants.  This paper will not attempt to recount past strategies or their associated 
bases, but will examine the protective actions detailed in current guidance.   
 
2.2  Current Guidance 
 
10 CFR 50.47(b)(10) (Ref 1) contains the requirement for a licensee’s emergency plan to contain a range of 
protective actions.  Guidance related to the implementation of a range of protective actions was revised in 
the mid 1990’s in NUREG 0654 Supplement 3 (Ref 2) and EPA 400 (Ref 3).  
 
Each of the subject guidance documents contains the same basic concepts of evacuation and sheltering as 
protective actions.  However, sufficient diversity exists within the guidance to have resulted in divergent 
protective action schemes within the industry.  Specifically, the indications for, and implementation of each 
protective action differs among licensees.  The remainder of this section examines the features of each 
guidance document. 
 
2.2.1  EPA 400 
 
EPA 400 (Ref 3) retained the concepts of evacuation and sheltering as protective actions from previous 
guidance.  EPA 400 revised the Protective Action Guidelines (PAG) (Ref 3 Table 2-1) and provided a basis 
for those guidelines (Ref 3 Appendices B and C).  That document is applicable to a broad range of nuclear-
related incidents and therefore did not utilize some of the terminology germane to nuclear power plant 
licensees, such as emergency action levels or emergency classification levels.  
 
Evacuation is defined as the urgent removal of people from an area to avoid or reduce high-level, short-
term exposure, usually from the plume or from deposited activity (Ref 3 Appendix A).   EPA 400 
recommends evacuation as the principle method of protecting the public and provided an analysis of the 
benefit of evacuation versus health effects from radiation (Ref 3 Appendix C). The document provides 
specific details regarding when evacuation should be recommended. 
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2.2.1 (continued) 
 
Sheltering is defined as the use of a structure for radiation protection from an airborne plume and/or 
deposited radioactive materials (Ref 3 Appendix A).  EPA 400 recommends sheltering as an alternative 
during certain conditions such as short-duration releases or in the presence of evacuation hazards such as 
weather or road conditions, or for special populations (Ref 3 section 2.3.1).  The reference notes that the 
effectiveness of sheltering varies widely due to protection factor as a function of building construction, 
varying effectiveness of air infiltration blocking methods, and air exchange with a structure.   
 
 EPA 400 notes multiple mechanisms that would cause sheltering to not provide a large protection factor 
(Ref 3 section C.2.4) and notes that the process of evaluating and implementing evacuation or sheltering is 
“far from an exact science”. (Ref 3 section 5.5.3) 
 
2.2.2 NUREG 0654 Supplement 3 
  
This document was issued after EPA 400 and was intended to simplify and clarify previously issued 
guidance. This guidance references the dose-based protective action concepts in EPA 400, but relies 
primarily on plant conditions as an indication for protective actions.  NUREG 0654 is aligned with EPA 
400 with respect to sheltering, recommending it as an alternative to evacuation for short term releases or 
when impediments to evacuation exist.   
 
Protective action guidance is summarized in Figure 1 of that document and calls for immediate evacuation 
of parts of the EPZ in the event of “Actual or projected severe core damage or loss of control of facility”.  
Such conditions are considered to exist coincident with a General Emergency classification level.  The 
subject figure also recommends “Sheltering…for controlled releases of radioactive material…if there is 
assurance that the release is short term…” In addition, Figure 1 implies sheltering for populations that 
should be evacuated “…unless conditions make evacuation dangerous…”   
 
Figure 1 also updates the concept introduced in earlier guidance for EPZ populations not evacuated or 
sheltered by recommending that “…advise remainder of plume EPZ to go indoors to monitor EAS 
broadcasts.”  The subject document states that this is done so that the public “…will be able to receive 
additional instructions, if necessary”.  This action prepares the public for an evacuation, if necessary, and 
improves the efficacy of the evacuation process.  The action itself does not provide protection to the public, 
and is not considered a protective action, though licensees may include this action under recommended 
protective actions.  
 
Section III of that document discusses the use or previous guidance (Appendix 1 to NUREG 0654 (Ref 2) 
and the subsequent Information Notice 83-28).  That section states that the referenced schemes  “…can 
continue to be used with the proper understanding of the concepts underlying the development.”  The older 
guidance recommends the evacuation of approximately a 5-10 mile downwind sector under certain severe 
accidents.  
 
2.2.3      10 CFR 50.47(b)(10): 
 
This regulation was amended in 2001 to include “…the prophylactic use of potassium iodide (KI), as 
appropriate”.  It required states to formally consider the inclusion of potassium iodine (KI) as a thyroid 
blocking agent and incorporate it into their emergency plans as appropriate.  Given this, KI would only be 
included in the licensees’ range of protective actions if the affected State(s) decided to include it. 
 
2.2.4 Recent Guidance 
 
Regulatory Issue Summary 2004-13 (Ref 6) was issued in 2004 for the purpose of clarifying to licensees 
the NRC position that protective action schemes must include the consideration of sheltering.  The RIS did 
not introduce any new protective action concepts or guidance. 
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2.3 Industry issues 
 
NOTE:  The industry positions are not meant to preclude pre-planned actions developed to 
accommodate special circumstances at individual sites.  In such cases, actions may have been developed 
that are more conservative than the industry positions. Those pre-planned actions should be retained in 
the licensee emergency plan.   
 
2.3.1 Evacuation 
 
Issue 1:  Evacuation Decision Points 
 
EPA 400 (Ref 3) utilizes dose limits as a decision point for evacuation.  NUREG 0654 (Ref 2) uses plant 
conditions as a decision point for evacuation, stating that evacuation should take place when, “…Actual or 
projected severe core damage or loss of control of facility” exists, and advises the use of EPA PAG’s to 
modify protective actions.  Most licensees have interpreted the above guidance to mean: evacuate two 
miles around and five miles downwind at a General Emergency (actions based on plant conditions), then 
evacuate if EPA protective action guidelines are met (actions based on dose).  This interpretation is 
consistent with the definition of a General Emergency (Ref 4 and 5) and the guidance in NUREG 0654 
(Ref 2) that suggests consideration of EPA PAG’s.   
 
Coincident with evacuation, or where appropriate, the sheltering of the population, the remainder of the 
plume EPZ should be advised to go indoors and monitor EAS broadcasts. (Ref 2) 
 
Industry position: 
The minimum recommendation that shall be made at a General Emergency is to evacuate approximately 
2 miles around and 5 miles downwind from the plant.  Subsequent recommendations should be based on 
the EPA PAG’s, changing plant conditions, field data or changes in meteorological conditions.   In 
addition, the remainder of the plume EPZ should be advised to go indoors and monitor EAS broadcasts. 
 
2.3.2 Sheltering 
 
Issue 2:  Use of sheltering as an alternative to evacuation for short term releases. 
 
Both NUREG 0654 (Ref 2) and EPA 400 (Ref 3) suggest that sheltering be performed for short term (puff) 
releases or when it provides a benefit greater than evacuation.  In the context of emergency conditions, 
prediction of release duration is difficult.  Continuous and rapidly changing conditions, lack of or 
inaccurate instrumentation and uncertainty of the timeliness and effectiveness of mitigative actions make 
such a prediction inherently inaccurate.  Moreover, choosing to shelter a population rather than evacuate 
based on erroneous release duration estimation can result in significant health effects on that population.  
As such, it is appropriate to identify likely sources of short term releases in the planning process, so that 
considered protective actions can be developed.  For example, controlled evolutions such as containment 
venting are characterized by definitive actions that provide some measure of certainty regarding release 
duration and resultant doses.  On the other hand, releases from unmonitored release paths would result in 
highly uncertain assessments of source term. 
 
Industry position: 
A licensee shall integrate the use of sheltering for short term releases into their protective action 
recommendation scheme.  If a licensee cannot readily or accurately determine release duration, and 
dose or plant conditions warrant, then evacuation should be recommended. 
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2.3.2 (continued) 
 
Issue 3:  Use of sheltering for impediments 
 
EPA 400 (Ref 3) provides guidance to shelter when EPA protective action guidelines are met, but 
evacuation is impractical due to impediments. It lists impediments such as severe weather, long 
mobilization times (such as medical patients or prisoners and guards) or traffic issues (inadequate roads). 
Similarly, NUREG 0654 (Ref 2) suggests sheltering when conditions exist that make evacuation dangerous 
or for transit dependent persons awaiting transportation.  During an emergency, licensees typically are 
unaware of emergent impediments to evacuation, as that information is obtained and acted upon by offsite 
agencies.   
 
However, the use of sheltering for populations that cannot be expeditiously evacuated due to impediments 
is required to be accommodated in licensee emergency plans (Ref 6).  It lists impediments such as severe 
weather, long mobilization times (such as medical patients or prisoners and guards) or traffic issues 
(inadequate roads).  Similarly, NUREG 0654 (Ref 2) suggests sheltering when conditions exist that make 
evacuation dangerous or for transit dependent persons awaiting transportation.   During an emergency, 
licensees are typically unaware of emergent impediments to evacuation, as that information is obtained by 
offsite agencies.  
 
However, the use of sheltering for populations that cannot be expeditiously evacuated due to impediments 
is required to be accommodated in licensee emergency plans (Ref 6).  The industry position accommodates 
this requirement but acknowledges that typically offsite agencies as the information source for evacuation 
impediments during an emergency.  It is not intended that licensees solicit impediments during an 
emergency. 
 
In some instances, licensees have developed alternate plans for special circumstances, in coordination with 
state local officials.  For example: a licensee plan that recommends evacuation at a Site Area Emergency 
due to impediments that would be created by an evacuation of the public at a General Emergency.  In such 
cases, these alternate plans should continue to be part of the emergency plan. 
 
Industry position: 
 
Licensee emergency plans shall include the use of sheltering for populations that cannot be evacuated 
due to impediments. A licensee is responsible for ensuring that the development of a protective action 
recommendation (PAR) be an informed process that does not exclude the consideration of impediments 
recognizing off-site agencies are ultimately responsible for making protective action decisions necessary 
to protect health and using a licensees PAR as appropriate to off-site conditions . In special 
circumstances, the licensee may incorporate pre-plan actions more conservative than the industry 
position, such as evacuating at emergency classification levels other than a General Emergency. 
 
Issue 4:  Effectiveness of sheltering 
 
EPA 400 (Ref 3) contains a significant range of guidance regarding the effectiveness of sheltering 
(“…almost 100 percent to zero…”).  That guidance also contains diverse practical suggestions regarding 
maximizing the effectiveness of sheltering.  In addition, circumstances are detailed as to when sheltering is 
ineffective.  The diversity of this guidance, likely issues of public compliance with detailed sheltering 
instructions and time constraints on protective action decision processes lead to a large number of possible 
implementation schemes and instructions of varying usefulness. The industry favors a qualitative approach 
to sheltering that utilizes simple instructions to the public for implementation. However, in accordance with 
RIS 2004-13, regardless of any understanding the licensee may have with state and local authorities, 
licensees shall recommend sheltering, consistent with existing guidance and the Industry Positions detailed 
in this paper. 
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2.3.2- Issue 4 (continued) 
 
Industry Position: 
Licensee may opt to utilize a range of sheltering implementation schemes, including: 

• The use of qualitative methods for determining the effectiveness of sheltering.  Example, if 
certain plant or radiological conditions exist, then shelter, OR 

• The use of quantitative methods for determining the effectiveness of sheltering.  Example, 
the comparison of sheltering versus evacuation doses. 

 
2.3.3 Use of KI for the General Public 
 
No industry issues associated with the implementation of this protective action. 
 
2.4 Consideration of the post 9/11 threat environment 
 
2.4.1 Background 
 
The post-9/11 risk environment contains threat-related risks not specifically considered in the references 
cited in this paper.  The industry has responded to this significant change to the threat environment by: 

• Revising threat/security-based emergency action levels 
• Development of strategies to address ground and air attacks and attacks that result in significant 

destruction of plant components, infrastructure and environs 
• Significant modification of the drill program to improve the readiness of onsite and offsite 

response entities 
 
The ultimate result of the emergency planning process is providing protective actions to the public.  The 
protective action scheme detailed in the first revision of this paper (Rev 0) was based on the concept of 
dose avoidance as described in EPA400 Appendix C, which provides a comparison of the risk of 
evacuation against the health effects of radiation dose.  That analysis was performed in the security risk 
environment of the early 1990’s.  The assumptions utilized in assessing the risk of evacuation referenced in 
EPA400 were not considerate of those risks that may be present in a threat-based event at a nuclear power 
plant, as is currently envisioned.  In such an event, attackers may reasonably be assumed to be aware of 
response and mitigative actions of onsite and offsite responders.  Attackers may undermine response 
actions by the destruction of infrastructure required for public evacuation, resulting in increased risk to the 
evacuating public.  Response to such a scenario using the current protective action scheme may be counter 
to one of the four principles that guide the EPA 400-based protective action concepts: namely, principle 
four which states that “Regardless of the above principles, the risk to health from a protective action should 
not itself exceed the risk to health from dose that would be avoided’ (Ref 3 Section 1.2).   
 
A reasonable consideration in a threat-based event at a nuclear power plant would be to allow any 
protective actions decisions developed to undergo an assessment of potential threats against an evacuating 
public by offsite agencies. For example, in the event of a threat-based emergency at a nuclear power plant, 
requiring by present guidance, the evacuation of the public, it is prudent to allow offsite officials to assess 
threats to the evacuating public prior to the order to evacuate.  Should local officials be aware of threats to 
evacuation infrastructures such as bridges or tunnels, then they may wish to shelter the public rather than 
evacuate, until they can provide some assurance of the safety of suspect infrastructure. Some licensees, in 
discussions with their offsite stakeholders, have been made aware that the traditional protective action 
recommendation of evacuation may be rejected by those offsite stakeholders for the reasons above.  Those 
stakeholders have expressed concern that they and the licensee may not be aligned in this regard, which 
would result in confusion in a security-based emergency.   
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A supplement to the current protective action scheme detailed in this paper would provide a way of 
addressing this issue, in which the protective actions suggested by the licensee are not likely to be accepted 
by offsite officials. 
 
 
 
2.4.2 Options 
 
If a general emergency has been declared due to a threat-based event, the following options may be 
considered: 
  

• Option 1: Recommend evacuation 2 miles around and 5 miles downwind IF no threats to 
evacuation infrastructure exist.  If such threats do exist, shelter affected populations until it is safe 
to evacuate.  Basis: In a threat-base General Emergency, the potential exists for destructive attacks 
on evacuation infrastructure, such as bridges and tunnels.  This condition represents an 
impediment to evacuation, and should result in a recommendation to shelter, rather than evacuate. 

• Option 2: Recommend evacuation 2 miles around and 5 miles downwind IF a significant core 
damage event in imminent or in progress.  Basis: The option is meant to utilize a different 
evacuation trigger allowed by EPA 400 which provides a range of projected dose which, if 
exceeded, should result in the evacuation of the public.  Current industry practice uses the lower 
end of that range, recommending evacuation at the projected dose of 1 rem.  EPA 400 does 
recommend the use of the value of 5 rem projected dose as an evacuation trigger “under unusually 
hazardous environmental conditions” (Ref 3 Section 2.3.1).  The option provides a deterministic 
indication of the 5 rem projected dose. 

 
The above options are consistent with the regulatory requirements to have a range of protective actions in 
the emergency plan, and meet the four principles upon which the current protective action scheme is based.  
In addition, they represent actions that are likely to be taken by offsite officials in response to a General 
Emergency declared due to threat-based events. 
 
Option 1 would be simple to implement in that only the Emergency Action Level description for the 
General Emergency would need to be known to implement.  Option 2 requires additional assessment by the 
licensee, and may be less understood by offsite agencies.  For that reason, the industry believes that Option 
1 is a more desirable option. 
 
Industry Position: 
In the event of a threat-based General Emergency, the licensee may recommend evacuation 2 miles 
around and 5 miles downwind IF no threats to evacuation infrastructure exist as determined by offsite 
officials.  If such threats do exist, shelter affected populations until it is safe to evacuate.  KI should be 
utilized consistent with other industry positions detailed in this paper. 
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3.0  Summary 
 
The following flowchart summarizes the Industry Positions detailed in this paper: 
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General Emergency 
declared

Has there been severe core damage AND is a 
release 

in progress?

Are there impediments to evacuation?

EVACUATE at least 2 miles 
around and 5 miles downwind 

AND Advise the remainder f the 
EPZ to go indoors and listen to 

EAS

NO

Can release duration be accurately 
determined AND will the release be of 

short duration?

SHELTER affected areas or 
populations

YES

SHELTER special populations in 
accordance with offsite plans

Revise initial PARs based on EPA 
PAG’s, field data and changing 

met conditions

YES

NO

Continuously assess plant, 
meteorological  and radiological 

conditions

Is the General Emergency based on a 
security threat?

Recommend evacuation 2 miles 
around and 5 miles downwind 

IF no threats to evacuation 
infrastructure exist.  If such 

threats do exist, shelter affected 
populations until it is safe to 

evacuate.  

YES

NO

NO

YES

 
 
 
 
4.0 References 
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