
 
 

November 1, 2007 
 
 
Mr. Robert E. Brown 
Senior Vice President, Regulatory Affairs 
GE-Hitachi Nuclear Energy Americas LLC 
3901 Castle Hayne Rd, MC A-45 
Wilmington, NC  28401 
 
SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 114 RELATED TO 

ESBWR DESIGN CERTIFICATION APPLICATION 
 
Dear Mr. Brown: 
 
By letter dated August 24, 2005, GE-Hitachi Nuclear Energy Americas, LLC (GEH) submitted 
an application for final design approval, and standard design certification of the economic 
simplified boiling water reactor (ESBWR) standard plant design pursuant to 10 CFR Part 52.  
The Nuclear Regulatory Commission (NRC) staff is performing a detailed review of this 
application, to enable the staff to reach a conclusion on the safety of the proposed design. 
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter.  
 
To support the review schedule, you are requested to provide the requested additional 
information within 45 days of the date of this letter. 
 
If you have any questions or comments concerning this matter, you may contact me at  
301-415-3863 or mmc1@nrc.gov, or you may contact Eric Oesterle at 301-415-1365 or 
ero1@nrc.gov. 
 
      Sincerely, 
 
      /RA/ 
 
      Manny Comar, Project Manager 
      ESBWR/ABWR Projects Branch 1 
      Division of New Reactor Licensing 
      Office of New Reactors 
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Request for Additional Information (RAIs) 
ESBWR Design Control Document (DCD), Revision 3 and Revision 4 

 
 
 
 

RAI 
Number 

Reviewer Question 
Summary 

Full Text 

14.3.-143 S01  
 
 

Dehmel JC A review of DCD, Rev. 4,  
Tier 1, Section 2.10.3, and 
Table 2.10.3-1 indicates 
that there are no ITAACs 
identified for purpose of 
confirming that the initial 
installation of the 
GWMS/OGS system 
includes the introduction of 
the proper amounts of 
charcoal media in the 10 
decay tanks.   

A review of DCD, Rev. 4, Tier 1, Section 2.10.3 and Table 2.10.3-1 indicates 
that there are no ITAACs identified for the purpose of confirming that the 
initial installation of the GWMS/OGS system includes the introduction of the 
proper amounts of charcoal media in the 10 decay tanks.  Given that the 
GWMS/OGS are permanently installed systems used to treat gaseous 
process and waste streams, and effluent releases, address the following: 
 
a.  provide ITAACs to ensure that the appropriate quantities of adsorbent 
media will be introduced in each of the 10 decay tanks described in DCD 
Rev. 4, Tier 2, Chapter 11.3 for the OGS. 
 
b.  Revise Table 2.10.3-1 to include the appropriate design commitment; 
inspections, test, and analyses; and, acceptance criteria consistent with the 
specifications presented in DCD, Tier 2, Rev. 4, Tables 11.3-1 and 12.2.15 
in ensuring compliance with Part 20 effluent concentration and dose limits, 
and Part 50, Appendix I dose objectives for gaseous effluents. 
 
Accordingly, update the DCD to include descriptions of tests, test objectives 
and requirements, and acceptance criteria addressing the initial installation 
of adsorbent media in the GWMS/OGS.   
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RAI 
Number 

Reviewer Question 
Summary 

Full Text 

14.3-154 
 
 
 
 

Dehmel JC Confirm that appropriate 
ITAACs will be assigned to 
radiation monitoring 
systems used to comply 
with the requirements of 
Part 20 and Part 50 
Appendix I. 

A review of DCD ESBWR DCD Tier 2, Rev. 4, Section 14.2.8.1.16; DCD 
Tier 1, Rev. 4, Section 2.3.1, Process Radiation Monitoring System 
Preoperational Test and Table 2.3.1-2 of the same section; and DCD Tier 1, 
Rev. 4, Section 2.2.15, ITAACs for non-safety related systems, indicates 
that the treatment of the ITAACs has been divided in two groups of PRMS 
subsystems, safety and non-safety-related subsystems.  For the non-safety 
related systems, the acceptance criteria of Table 2.3.1-2 stipulate that 
inspections only document the "existence" of each specific type of radiation 
monitor.  Given that the non-safety related subsystems are used to monitor 
and/or control radioactivity releases in the environment, provide the 
technical and regulatory justifications as to why: 
 
(a)  an ITAAC confirming only the existence of a radiation monitoring 
subsystem provides assurance that the requirements of Part 20 effluent 
concentration limits and doses to members of the public will be met? 
 
(b)  an ITAAC confirming only the existence of a radiation monitoring 
subsystem provides assurance that the limiting conditions for operations of 
Part 50, Appendix I, Sections II.A, II.B, and II.C will be met? 
 
(c)  this approach is consistent with DCD Tier 2, Rev. 4,  
Section 14.3.7.3, which indicates that ITAACs are included for non-safety 
systems used to control offsite doses below 10 CFR Part 20 limits, and that 
ITAACs shall be included in design descriptions and assigned with the 
appropriate design characteristics, features and functions? 
 
(d)  the design description for the PRMS does not include in its listing 
[2.3.1(4)] automatic termination or isolation functions for safety related 
systems? 
 
Accordingly, address the above and update the DCD Tier 1, Section 2.3.1, 
to ensure that appropriate ITAACs are assigned to radiation monitoring 
systems used to comply with the requirements of Part 20 and Part 50 
requirements. 
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RAI 
Number 

Reviewer Question 
Summary 

Full Text 

16.2-73   
Supplement No. 1 
(MFN 07-022, 
June 1, 2007) 
 

Hernandez J Detailed description of the 
proposed makeup water 

In a teleconference between the NRC staff and the applicant on  
September 6, 2007, GEH staff indicated that the information requested by 
the staff was not clear, and the staff agreed to provide a more clarified 
version of the RAI. 
 
Provide a detailed description of the proposed makeup water transfers, and 
a corresponding markup of the Availability Controls LCO. 
 

16.2-74   
Supplement No. 3 
(MFN 06-431,  
(May 14, 2007) 
 
 
 
 

Harbuck C  Ensure adequate RPV 
venting capacity during 
cold shutdown and 
refueling by changing the 
ADS specification 
Applicability instead of 
adding a SR to the 
shutdown GDCS 
specification.  This may   
require changes to ECCS 
instrumentation function 
applicability.   

In a supplement to RAI 16.2-74, the staff recommended providing a 
specification addressing the need to maintain a vent path for GDCS 
operability, when shutdown.  In addition, TS availability controls should be 
provided for the RWCU/SDC system.  
 
In its response, the applicant proposed a new SR for TS 3.5.3, GDC - 
Shutdown, to once per 24 hours  
 
“Verify availability of RPV venting capacity sufficient to allow GDCS injection 
following loss of decay heat removal capability.” 
 
In a teleconference between the NRC staff and the applicant on September 
6, 2007, this SR was discussed.  The staff suggested that the SR was 
actually an indirect expansion of the Applicability of the ADS from Modes 1 
and 2, to add Mode 5, in order to support GDCS operability in the event of a 
loss of decay heat removal, because meeting the SR in Mode 5 would 
require making the ADS operable to provide the necessary vent path.  The 
staff prefers revising the applicability of the ADS specification to the 
applicant’s proposal to add a SR to the shutdown GDCS specification, 
recognizing that there may be other associated changes, such as to ECCS 
instrumentation function applicability.  Pending revision of the applicability 
for TS 3.5.1 to include Mode 5, and other appropriate TS changes, this is 
designated Open Item 16.2-74. 
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RAI 
Number 

Reviewer Question 
Summary 

Full Text 

16.2-150 S01 
(MFN 07-393, 
July 23, 2007 

Harbuck C Revise the proposed 
generic technical 
specifications and 
associated Bases to make 
the number of channels (or 
divisions) required to be 
operable by the LCO 
consistent with the basis 
for the SR Frequency. 
 

The responses to RAIs 16.2-150 and 16.2-151 are unacceptable.  Each 
surveillance requirement (SR) should be consistent with the associated 
limiting condition for operation (LCO).  The currently proposed LCOs for 
RPS, NMS, ECCS, ICS, MSIV Isolation, and CRVHAS actuation 
instrumentation require three channels (or divisions) to be operable, but the 
SR frequency of 24 months on a Staggered Test Basis (for response time 
testing and Logic System Functional Tests) is based on four channels (or 
divisions).  If the LCO requires four channels (or divisions) to be operable, 
then the SR frequency should be based on four channels (or divisions).  If 
the LCO requires three channels (or divisions) to be operable, then the SR 
frequency should be based on three channels (or divisions).  As previously 
stated RAIs 16.2-150 and 151, this change is needed to comply with 
10 CFR 50.36(d)(3).  10 CFR 50.36(d)(3), in part, states that SRs “are 
requirements relating to test, calibration, or inspection to assure . . . that the 
limiting conditions for operations will be met.”  Since the currently proposed 
LCOs do not require the fourth channel (or division) to be operable, the 
Staggered Test Basis frequency should be based on three channels (or 
divisions), not four. 
 
Revise the proposed generic technical specifications and associated Bases 
to make the number of channels (or divisions) required to be operable by 
the LCO consistent with the basis for the SR Frequency. 
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cc: 
Ms. Michele Boyd 
Legislative Director 
Energy Program 
Public Citizens Critical Mass Energy 
  and Environmental Program 
215 Pennsylvania Avenue, SE 
Washington, DC  20003 
       
Mr. Marvin Fertel 
Senior Vice President 
  and Chief Nuclear Officer 
Nuclear Energy Institute 
1776 I Street, NW 
Suite 400 
Washington, DC  20006-3708 
       
Mr. Ray Ganthner 
AREVA, Framatome ANP, Inc. 
3315 Old Forest Road 
P.O. Box 10935 
Lynchburg, VA  24506-0935 
       
Vanessa E. Quinn, Acting Director 
Technological Hazards Division 
National Preparedness Directorate 
Federal Emergency Management Agency 
1800 South Bell Street, Room 837 
Crystal City -  Arlington, VA  22202-3546 
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Email 
APH@NEI.org   (Adrian Heymer) 
awc@nei.org   (Anne W. Cottingham) 
bennettS2@bv.com   (Steve A. Bennett) 
bevans@enercon.com   (Bob Evans) 
bob.brown@ge.com   (Robert E. Brown) 
BrinkmCB@westinghouse.com   (Charles Brinkman) 
chris.maslak@ge.com   (Chris Maslak) 
CumminWE@Westinghouse.com   (Edward W. Cummins) 
cwaltman@roe.com   (C. Waltman) 
dan1.williamson@ge.com   (Dan Williamson) 
david.hinds@ge.com   (David Hinds) 
david.lewis@pillsburylaw.com   (David Lewis) 
David.piepmeyer@ge.com   (David Piepmeyer) 
dlochbaum@UCSUSA.org   (David Lochbaum) 
don.lewis@ge.com   (Don Lewis) 
erg-xl@cox.net   (Eddie R. Grant) 
frankq@hursttech.com   (Frank Quinn) 
Frostie.white@ge.com   (Frostie White) 
gcesare@enercon.com   (Guy Cesare) 
george.honma@ge.com   (George Honma) 
george.stramback@gene.ge.com   (George Stramback) 
george.wadkins@ge.com   (George Wadkins) 
GovePA@BV.com   (Patrick Gove) 
greshaja@westinghouse.com  (James Gresham) 
gzinke@entergy.com   (George Alan Zinke) 
hickste@earthlink.net   (Thomas Hicks) 
james.beard@gene.ge.com   (James Beard) 
jcurtiss@winston.com   (Jim Curtiss) 
jgutierrez@morganlewis.com   (Jay M. Gutierrez) 
jim.kinsey@ge.com  (James Kinsey) 
jim.riccio@wdc.greenpeace.org   (James Riccio) 
JJNesrsta@cpsenergy.com  (James J. Nesrsta) 
joel.Friday@ge.com   (Joel Friday) 
john.o'neil@pillsburylaw.com   (John O'Neil) 
john.sorensen@ge.com   (John Sorensen) 
Joseph.savage@ge.com   (Joseph Savage) 
Joseph_Hegner@dom.com    (Joseph Hegner) 
junichi_uchiyama@mnes-us.com   (Junichi Uchiyama) 
kathy.sedney@ge.com   (Kathy Sedney) 
kenneth.ainger@exeloncorp.com   (Kenneth Ainger) 
KSutton@morganlewis.com   (Kathryn M. Sutton) 
kurt.schaefer@ge.com   (Kurt Schaefer) 
kwaugh@impact-net.org   (Kenneth O. Waugh) 
lou.lanese@ge.com   (Lou Lanese) 
lynchs@gao.gov   (Sarah Lynch - Meeting Notices Only) 
MaddenG@BV.com   (George Madden) 
Margaret.Bennet@dom.com   (Margaret Bennet) 
maria.webb@pillsburylaw.com   (Maria Webb) 
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mark.beaumont@wsms.com   (Mark Beaumont) 
Marvin.Smith@dom.com   (Marvin L. Smith) 
matias.travieso-diaz@pillsburylaw.com   (Matias Travieso-Diaz) 
media@nei.org   (Scott Peterson) 
mgiles@entergy.com   (M. Giles) 
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PAC2@nrc.gov   (Peter Cochran) 
pareez.golub@ge.com   (Pareez Golub) 
patriciaL.campbell@ge.com   (Patricia L. Campbell) 
paul.gaukler@pillsburylaw.com   (Paul Gaukler) 
Paul@beyondnuclear.org   (Paul Gunter) 
peter.jordan@ge.com   (Peter Jordan) 
phinnen@entergy.com   (Paul Hinnenkamp) 
pshastings@duke-energy.com   (Peter Hastings) 
RJB@NEI.org   (Russell Bell) 
RKTemple@cpsenergy.com   (R.K. Temple) 
roberta.swain@ge.com   (Roberta Swain) 
ronald.hagen@eia.doe.gov   (Ronald Hagen) 
sandra.sloan@areva.com   (Sandra Sloan) 
SauerB@BV.com   (Robert C. Sauer) 
sfrantz@morganlewis.com   (Stephen P. Frantz) 
sharon.lyons@ge.com 
steven.hucik@ge.com   (Steven Hucik) 
steven.stark@ge.com   (Steven Stark) 
tom.miller@hq.doe.gov   (Tom Miller) 
trsmith@winston.com   (Tyson Smith) 
VictorB@bv.com   (Bill Victor) 
waraksre@westinghouse.com   (Rosemarie E. Waraks) 
wayne.marquino@ge.com   (Wayne Marquino) 
whorin@winston.com   (W. Horin) 
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