
ONNESSEE VALLEY AUTI-10 Y

CHATTANOOGA. TENNESSEE 37401

January 6, 1975

Mr. Norman C. Moseley, Director
Directorate of Regulatory Operations
U.S. Atomic Energy Commission
Region II - Suite 818

230 Peachtree Street, NW.
Atlanta, Georgia 30303

Dear Mr. Moseley:

DIRECTORATE OF REGULATORY OPERATIONS BULLETIN 74-15 -

BROWNS FERRY, SEQUOYAH, AND WATTS BAR NUCLEAR PLANTS -

RO:II:NCIT 50-259, -260, -296, -327, -328, -390, -391

In response to your December 6, 1974, letter our preliminary
investigation of this matter indicates that some of the
described switches may have been used in safety-related circuits.
A re.port on the extent of such usage and any proposed corrective
action will be submitted by March 3, 1975.

Very truly yours,

AiJ. s. Gilleland
Assistant to the Manager of Power

An Equal Opportunity Employer
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