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. October 18, 1974

Mr. Norman C. Moseley, Director
Directorate of Regulatory Operations
U.S. Atomic Energy Comm1851on

‘Region IT - Suite 818

7230 Peachtree Street, NW.
Atlanta, Georgia 30303

‘Dear Mr. Moseley:

. This is in further. responée to Directorate of Regulatory

Uperations Bulletin No..74-6 transmitted by your May 30,
1974, letter. We have chanoed our plans since my letter
of September 18, 1974, on this subject. Instead of
inspecting Westinghouse W-2 switches at the Watts Bar
site, our Watts Bar design project is arranging for
inspection- and documentation thereof (befbre shipment)
by Westinghouse and vendors other than Westinghouse of
all type W-2 switches covered by DRO Bulletin No. 74-6.

Very truly yours,

/J 90Ch. &

E. Gllleland

Assistant to the Manager of Power
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Letter to No Ce Moseley from Tennessee Valley Authorlty dated October 18, 197.4.
This is a supplemental responsee
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