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MFN 07-605 Docket No. 52-010

November 13, 2007

U.S. Nuclear Regulatory Commission
Document Control Desk
Washington, D.C. 20555-0001

Subject: Response to Portion of NRC Request for Additional
Information Letter No. 97 Related to ESBWR Design
Certification Application - Design of Structures, Components,
Equipment and Systems - RAI Number 3.9-176

The purpose of this letter is to submit the GE Hitachi Nuclear Energy (GEH)
response to the U.S. Nuclear Regulatory Commission (NRC) Request for
Additional Information (RAI) sent by NRC letter dated May 10, 2007. GEH
response to RAI Number 3.9-176 is addressed in Enclosure 1.

If you have any questions or require additional information, please contact me.

Sincerely,

1-16ý
James C. Kinsey
Vice President, ESBWR Licensing
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Reference:

1. MFN 07-292, Letter from U.S. Nuclear Regulatory Commission to Robert
E. Brown, General Manager, Regulatory Affairs, General Electric
Company, Request For Additional Information Letter No. 97 Related To
ESBWR Design Certification Application, dated May 10, 2007

Enclosure:

1. Response to Portion of NRC Request for Additional Information Letter
No. 97 Related to ESBWR Design Certification Application - Design of
Structures, Components, Equipment and Systems - RAI Number 3.9-
176

cc: AE Cubbage
GB Stramback
RE Brown
eDRF

USNRC (with enclosure)
GEH/San Jose (with enclosure)
GEHlWilmington (with enclosure)
0000-0073-8935



Enclosure 1
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Response to Portion of NRC Request for

Additional Information Letter No. 97

Related to ESBWR Design Certification Application

Design of Structures, Components, Equipment and
Systems

RAI Number 3.9-176
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Enclosure 1

NRC RAI 3.9-176

Summary: Use of the phrase COL holder in place of COL applicant in Section
3.9.

Full Text: GE is specifying in the DCD that some COL information may be
submitted by the "COL holder" after receiving its COL. For example, DCD
Section 3.9.6 states that details of the IST program, including testschedules and
frequencies, shall be provided by the COL holder referencing the ESBWR
design. This COL information needs to be provided as part of the COL
application for NRC staff to review in order to prepare a safety evaluation to
support COL issuance. There are also other instances in the DCD Section 3.9
(e.g. Section 3.9.9) where COL information needs to be submitted as part of the
COL application, but is specified by GE as being provided by the COL holder. GE
should address these issues and provide for appropriate revision of the DCD.

GEH Response

DCD Rev. 4 provided specific COL holder and COL applicant designations.

The "COL holder" statements referenced in the RAI subsections have been
addressed as of DCD Rev. 4 with the following exceptions:

* The "COL holder" statements in Subsections 3.9.3.7.1(3)f requiring the
"COL holder" to submit plant-specific snubber design information will
remain.

• COL information to be submitted by the "COL holder" statements in
Subsections 3.9.9-1-H and 3.9.9-2-H will remain.

These "COL holder" items require information that only the COL holder can
provide based on plant-specific design information. All COL holder items in DCD
Rev. 4 had been previously dispositioned with the NRC through the Design-
Centered Working Group (DCWG).

DCD Impact

No DCD changes will be made in response to this RAI.


