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Tennessee Valley Authority, Post Otice Box 2000, Spring City, Tennessee 37381

William J Museler
Site Vice President
Watts Bar Nuclear Plant

AUG 2 8 1992

U.S. Nuclear Regulatory
ATTN: Document Control
Washington, D.C. 20555

Commission
Desk

Gentlemen:

In the Matter of the Application of
Tennessee Valley Authority

) Docket Nos. 50-390
50-391

WATTS BAR NUCLEAR PLANT (WBN) - FIRE PROTECTION/APPENDIX R PROGRAMS

Previous discussions with NRR personnel established the need to review
the WBN associated circuit evaluation. TVA submitted by letter dated
June 15, 1992, the first of two planned submittals involving calculations
for Appendix R associated circuit evaluation. This second submittal
provides in the enclosure the remaining calculation WBPEVAR9001006,
"Regulatory Guide 1.75 Associated Circuits and Appendix R Analysis for
Non-Class lE 120V AC and 250V DC Circuits."

If you have any questions, please telephone Paul Pace at (615) 365-1824.

Very truly yours,

William J. Museler

Enclosure
cc: See page 2
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U.S. Nuclear Regulatory Commission
Page 2

AUG 2 8 1992

cc (Enclosure):
NRC Resident Inspector
Watts Bar Nuclear Plant
P.O. Box 700
Spring City, Tennessee 37381

Mr. P. S. Tam, Senior Project Manager
U.S. Nuclear Regulatory Commission
One White Flint, North
11555 Rockville Pike
Rockville, Maryland 20852

Mr. B. A. Wilson, Project Chief
U.S. Nuclear Regulatory Commission
Region II
101 Marietta Street, NW, Suite 2900
Atlanta, Georgia 30323



ENCLOSURE
WATTS BAR NUCLEAR PLANT (WBN)
CALCULATION WBPEVAR9001006

REGULATORY GUIDE 1.75 ASSOCIATED CIRCUITS AND
APPENDIX R ANALYSIS FOR

NON-CLASS lE 120V AC AND 250V DC CIRCUITS
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TIC SHEET

General Rules: One TIC per field :
One TIC, per TID
One TIC per file level
The only information needed is:
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*Total records QCed
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