
 December 13, 2007  
 
 
 
 
Mr. Michael A. Balduzzi 
Sr. Vice President & COO 
Regional Operations, NE 
Entergy Nuclear Operations, Inc. 
440 Hamilton Avenue 
White Plains, NY  10601 
 
SUBJECT: NRC RECEIPT OF INDIAN POINT NUCLEAR GENERATING UNIT NOS. 2 AND 

3 RESPONSE TO GENERIC LETTER 2006-03, “POTENTIALLY 
NONCONFORMING HEMYC AND MT FIRE BARRIER CONFIGURATIONS” 
(TAC NOS. MD1589 AND MD1590) 

 
Dear Mr. Balduzzi: 
 
The Nuclear Regulatory Commission (NRC) acknowledges the receipt of your response, dated 
June 8, 2006 (Agencywide Documents Access and Management System (ADAMS) accession 
number ML061720091), to Generic Letter (GL) 2006-03, “Potentially Nonconforming Hemyc and 
MT Fire Barrier Configurations,” and your supplement dated November 28, 2007 (ADAMS 
Accession No. ML073390309).  Under oath or affirmation, you stated that Indian Point Nuclear 
Generating Unit Nos. 2 and 3 rely on either the Hemyc or MT fire barrier system to separate 
redundant safe shutdown trains located within the same fire area.  You have also submitted 
documentation to indicate that nonconforming conditions have been evaluated and approved by 
the NRC.  The basis for stating that these fire barriers have been approved by the NRC should 
be maintained on site, and will be subject to inspection during the normal NRC inspection 
process. 
 
The NRC staff finds that you have properly addressed the concerns with the Hemyc and MT fire 
barrier systems, and finds your response to GL 2006-03 to be satisfactory. 
 
Please contact me at (301) 415-2901 if you have any questions on this issue. 
 
 Sincerely, 
 
 
 /RA/ 
 
 John P. Boska, Senior Project Manager 
 Plant Licensing Branch I-1 

Division of Operating Reactor Licensing 
Office of Nuclear Reactor Regulation 
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Indian Point Nuclear Generating Unit Nos. 2 & 3 
 
cc: 
 
Mr. Michael R. Kansler 
President & CEO / CNO 
Entergy Nuclear Operations, Inc. 
1340 Echelon Parkway 
Jackson, MS 39213 
 
Mr. John T. Herron 
Sr. Vice President 
Entergy Nuclear Operations, Inc. 
1340 Echelon Parkway 
Jackson, MS 39213 
 
Sr. Vice President 
Engineering & Technical Services 
Entergy Nuclear Operations, Inc. 
1340 Echelon Parkway 
Jackson, MS 39213 
 
Mr. Fred R. Dacimo 
Site Vice President 
Entergy Nuclear Operations, Inc. 
Indian Point Energy Center 
450 Broadway, GSB 
P.O. Box 249 
Buchanan, NY 10511-0249 
 
Mr. Anthony Vitale - Acting 
General Manager, Plant Operations 
Entergy Nuclear Operations, Inc. 
Indian Point Energy Center 
450 Broadway 
P.O. Box 249 
Buchanan, NY 10511-0249 
 
Mr. Oscar Limpias 
Vice President Engineering 
Entergy Nuclear Operations, Inc. 
1340 Echelon Parkway 
Jackson, MS 39213 
 
Mr. Joseph P. DeRoy 
Vice President, Operations Support 
Entergy Nuclear Operations, Inc. 
1340 Echelon Parkway 
Jackson, MS 39213 
 
 

Mr. John A. Ventosa 
GM, Engineering 
Entergy Nuclear Operations, Inc. 
440 Hamilton Avenue 
White Plains, NY 10601 
 
Mr. John F. McCann 
Director, Nuclear Safety & Licensing 
Entergy Nuclear Operations, Inc. 
440 Hamilton Avenue 
White Plains, NY 10601 
 
Ms. Charlene D. Faison 
Manager, Licensing 
Entergy Nuclear Operations, Inc. 
440 Hamilton Avenue 
White Plains, NY 10601 
 
Mr. Ernest J. Harkness 
Director, Oversight 
Entergy Nuclear Operations, Inc. 
1340 Echelon Parkway 
Jackson, MS 39213 
 
Mr. Patric W. Conroy 
Director, Nuclear Safety Assurance 
Entergy Nuclear Operations, Inc. 
Indian Point Energy Center 
450 Broadway, GSB 
P.O. Box 249 
Buchanan, NY 10511-0249 
 
Mr. Robert Walpole 
Manager, Licensing 
Entergy Nuclear Operations, Inc. 
Indian Point Energy Center 
450 Broadway, GSB 
P. O. Box 249 
Buchanan, NY 10511-0249 
 
Mr. William C. Dennis 
Assistant General Counsel 
Entergy Nuclear Operations, Inc. 
440 Hamilton Avenue 
White Plains, NY 10601 



Indian Point Nuclear Generating 
Unit Nos. 2 & 3 
 
cc: 
 
Mr. Paul Tonko 
President and CEO 
New York State Energy, Research, and 
   Development Authority 
17 Columbia Circle 
Albany, NY  12203-6399 
 
Mr. John P. Spath 
New York State Energy, Research, and 
   Development Authority 
17 Columbia Circle 
Albany, NY  12203-6399 
 
Mr. Paul Eddy 
New York State Department 
   of Public Service 
3 Empire State Plaza 
Albany, NY 12223-1350 
 
Regional Administrator, Region I 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA 19406 
 
Senior Resident Inspector=s Office 
Indian Point 2 
U. S. Nuclear Regulatory Commission 
P.O. Box 59 
Buchanan, NY  10511 
 
Senior Resident Inspector=s Office 
Indian Point 3 
U. S. Nuclear Regulatory Commission 
P.O. Box 59 
Buchanan, NY  10511 
 
Mr. Charles Donaldson, Esquire 
Assistant Attorney General 
New York Department of Law 
120 Broadway 
New York, NY 10271 
 
Mr. Raymond L. Albanese 
Four County Coordinator 
200 Bradhurst Avenue 
Unit 4 Westchester County 
Hawthorne, NY 10532 
 

 
 
 
 
 
Mayor, Village of Buchanan 
236 Tate Avenue 
Buchanan, NY 10511 
 
Mr. William DiProfio 
PWR SRC Consultant 
48 Bear Hill Road 
Newton, NH 03858 
 
Mr. Garry Randolph 
PWR SRC Consultant 
1750 Ben Franklin Drive, 7E 
Sarasota, FL 34236 
 
Mr. William T. Russell 
PWR SRC Consultant 
400 Plantation Lane 
Stevensville, MD 21666-3232 
 
Mr. Jim Riccio 
Greenpeace 
702 H Street, NW 
Suite 300 
Washington, DC 20001 
 
Mr. Phillip Musegaas 
Riverkeeper, Inc. 
828 South Broadway 
Tarrytown, NY 10591 
 
Mr. Mark Jacobs 
IPSEC 
46 Highland Drive 
Garrison, NY 10524 
 
Ms. Susan Shapiro 
Via email 
 
Mr. Sherwood Martinelli 
FUSE USA 
Via email 
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