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Background

• During the 1990’s strainer clogging issues addressed 
for BWRs through application of URG SER.

• In the 2000’s GSI-191/GL 2004-02 were issued and 
the PWRs began to address these issues.

• In 2006/2007, areas needing additional clarification 
for BWRs were identified in the closure efforts for 
PWRs.

• In May 2007 the BWROG/NRC Management 
meeting, it was agreed that this issue should be 
addressed proactively.
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Background (Continued)

• On August 30, 2007 a BWROG/NRC conference call was held 
to discuss this issue.

– The NRC provided a total of 11 topics where the perceived 
treatment of PWR and BWR suction strainers was different.

– BWROG agreed that some of these topics need to be 
addressed through previous evaluations of PWR activities.  

– The BWROG evaluation identified some documentation for 
potential closure of these topics exists.

These 11 topics are identified in a draft white paper, “Differences In Treatment 
of Containment Strainer/Sump Clogging Technical Issues for BWRs and PWRs” 
(NRC Internal).



4 11/27/2007

Background (Continued)

• BWROG agreed to examine what existing information 
was available on these topics and to meet face-to-
face with the NRC to discuss.

• BWROG contacted GE-Hitachi to perform a 
preliminary review of the topics to determine those 
that had already been addressed through other 
means.
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