
August 29, 1995

APPLICANT:

FACILITY:

Tennessee Valley Authority (TVA)

Watts Bar Nuclear Plant, Unit 1

SUBJECT: MEETING SUMMARY - AUGUST 24, 1995, MEETING WITH THE TENNESSEE
VALLEY AUTHORITY REGARDING STATUS OF VARIOUS LICENSING ISSUES
(TAC NO. M72494)

REFERENCE: Meeting notice by P. S. Tam, August 3, 1995

On August 24, 1995, Peter Tam, NRC and Becky Mays and John Vorees of TVA
participated in a conference call to discuss the status, needed actions,
priorities and schedules of various licensing issues. These include all
unresolved outstanding issues, confirmatory issues, proposed license
conditions, corrective action programs (CAPs), special programs (SPs), and
TVA's response to generic letters and bulletins. The discussion was based on
the latest licensing status as published in the Watts Bar Safety Evaluation
Report Supplement 15 (NUREG-0847, Supp. 15). The Office of Nuclear Reactor
Regulation (NRR) issues the Safety Evaluation Report (NUREG-0847) and
supplements (SSERs) as its principal licensing basis documents for Watts Bar.
Section 1 of the latest SSER (SSER 15) officially documents the issues that
NRR considers needing resolution before an operating license can be granted.

Schedular information regarding NRR reviews and other comments were exchanged
with TVA personnel, agreed upon, and subsequently used to update the NRR
staff's work control system, Workload Information and Scheduling Program
(WISP). The output of WISP, provided to TVA before the meeting (Enclosure),
records the staff's understanding of the status of each active NRR action.
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Page I Report Date 08/23/95 Cond

MPA Age Rev Appl
TasklD Num (Mon) Mth Pri Actyp Title Date

...........................................................................................

ensed Project Manager Report
Licensing

RAI RAI Action Licensee
issued Resjonse Ccn 1 eIete Impl. Conments

, Action.....................................................
M63648 1 42] TS 2 RN WATTS BAR I - CORRECTIVE ACTION PROGRAM: (02/05/92) (iO/18;95) (05/26/95C)

FIRE PROTECTION, OPEN ISSUE 12, CONF.
ISSUE 38, LIC. OND 20

M76742 1 681 TS 2 RN VATTS BAR 1 TECHNICAL SPECIFICATION (12/29/89) (04/02/93) (06/04/93C)
REVIEW

M85622 L208 [ 281 TS I RR WATTS BAR 1 THERMI LAG (GL 92-08) (04/16/93) (12/23/94) (03/22/95C)

M87838 1 01 TS 3 SO WATTS BAR - REVIEW OF INSPECTION PROGRAM (-/- / - ( / ) ( / -I--

M89048 f 171 TS 2 RN LaITS BAR I PRESSURE TTdFERATURE (03/10/94) (06/27/95) (07/241/95C)
LIMITS REPCORT

M90068 1 121 TSK 1 RN INDEPENDENT REVIEW OF SAFETY ISSUES AT (08/01/94) (--/-/-- (-/-/-
1ARTTS BAR UNIT 1.

MW1489 I 71 PM 2 RN WATTS BAR UNIT I - PREPARATION OF THE (01/15/95) /-/ (-/-/- -
OPERATING LICENSE, NPF-20

M91523 ( 3] TS 2 RN WATTS BAR UNIT I FSAR AMENDMENT 89 (05/16/95) /-/-) (-/--/-

M91559 [ 61 PM 2 RN WATTS BAR UNIT I - ASSESSMENT OF QUALITY (02/15/95) (-/-/-) (-/--/-
AND QUALITY ASSURANCE PROGRAM

M92530 1 3] TS 2 RN WATTS BAR UNIT I - LON-TERM CABLE BAND (05/08/95) (--/-/--) (----/--
RADIUS PROGRAM PLAN

M92748 L201 01 TS 3 RR WAITTS BAR I - GENERIC LETFER 92-01. REV (08/17/95) ( /
1, SUP 1, REACTORI VESSEL STRUCTURAL
INTEGRITY

M92773 [ 2] TS 2 RN WATTS BAR UNIT 1 - RELIEF FROM ASME CODE (06/29/95) (--/--/-) (--/- )
SECTION XI REGARD- ING PESSURIZER
SAFETY VALVES TESTING

M92943 1 1] TS 2 RN MTTS BAR I - EXEMPTION FROt CERTAIN (07/19/95) ( -I--I--) (.-/-/-
REQUIREMENTS OF 10 CFR 50, APP. E

M92973 [ 1] TS 2 RN WATTS BAR 1 - FSAR AMENGMENT 90 (07/13/9S) (--/--/

M93030 5] PM 3 RO WATTS BAR - ECSP SEVENTH ANNUAL REPCRT (03/30/95) (--/--/--) (

M93290 L503 [ 21 TS 3 RR 1A.TTFS BAR I GENERIC LETrER 95 03 (06/27/95) (--/--/-- (--/-/--
CIRCUMFERENTIAL CRACKING OF STEAM
GENERATDR TUBES

V22053 [ 121 TS 3 RN WArTTS BAR I - CONSTRUCTION PROGRAM (08/11/94) (--/--/-- (-/--/--
RECONSTITUTION

.............................................................................................. Not Scheduled Actions
M40309 [ 77] TS 2 DZ ATS BAR I - PROJECT MANAGEMENT (03/15/89) (--/--/--) ( /-*/--

AIFAIINISTRATION

M72374 0] TS 3 DZ VATS BAR 1 LICENSEE PERFMANCE ( / / (
EVALUATION

W2494 [ 0] PM 2 DZ ^TTS BAR - HEADQUARTERS FOCAL POINT ( - -/--) (--/--/--) (--/--/--
FOR I NFCIIMAT I ON & Cr.MUN I CAT I CNS

W2613 [ 01 PM 3 DZ WATTS BAR I - SALP REPORT PREPARATION & (--/-/--) (--/--/--) (--/--/--
MMG. ATTENDANCE

M83693 Bil8 I 0] FM 3 RR ArTS BAR 1 - IPEEE FOR EXTERNAL EVENTS (--/--/-- (--/--/--) (--/--/--
(GL 88-20) SUPPLE- MENT 4

NM9154 [ 12] TS 2 RN 1ATTS BAR UNIT I - EMERGENCY (08/24/94) (--/--/--) (--/--/-- )
PREPAREDNESS ISSUES FOR FULL PCYER
LICENSE (PER SSER 13)

(08/31/95T ) (09/30/95T ) Audit/inspection completed 7/28/95.

(08/31/95T )

(12/31/95T )

(08/31/95T )

(09/30/95T )

(09/15/95T )

(09/30/95T )

(08/31/95T )

(09/15/95T )

(09/15/95T )

(01/30/96T )

(09/30/95T )

(12/31/95T )

C0 /30/9 )

( / / )

C . )

(0o1 /30/96T )

(08/31/9ST ) (//- )

(08/31/95T

(09/1 S/95T

(09/30/95T

(01/31/96T

C -/- /- - )

(--/--/-- I

C--/--/-- )

C- / / )

Final draft issued.

Reviewing response to 50.54(f) letter.

NRC actions only. No TVA involvement.

Target 9/30/95.

3 TVA subrittals received.

Draft operating license and draft EA both issued.

Only 1&C Branch not done with review.

Assessment to be published in SSER 17.

Under review, but not as part of Cable issues CAP.

Awaiting TVA's response, due 11/15/95.

Relief being issued.

Under review by E. Fox.

Ken Karwoski, reviewer. D. McDonald, lead PM,

(08/31/95T ) (-/-/ ) TAC forwarded fm C.Calloway 6/8/95

..................... *..................................--
( / ) Ongoing NRM work only, no TVA action needed.

/-- ) Ongoing NRM work only, no TVA action needed.

) Ongoing NRR work only, no IVA action needed.

/-- ) Ongoing NRR work only, no TVA action needed.

) Letter Issued to approve 1997 submittal date.

(/ /-- - ) Open issues in SSER 13. ERDS imiplemented before full power?
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Page 2

MPA Age Rev
TaskID Num (Mon) Mth

Report Date 08/23/95

Pci Actyp Title

Condensed Project Manager Report
Lireniting

Appi RAl RAI Action Licensee
Date Issued Restonse C. m.".lete Itnpl

... . . . .. .. . .

M89477 1 251 TS 3 LN WATTS BAR I LARGE BREAK LOCA (07/28/9S)

M89606 1 15) TS 3 LL WATTS BAR I J-R CURVE FOR FORGING 05 (05/15/94)

M90252 1 12) TS 3 RO WATTS BAR UNIT I - STAFF C(MENTS ON THE (08/15/94)
FIRST 10-YEAR INSERVICE TESTING
PROGRAtM.

M93081 1 01 PM 3 RN WATTS BAR 1 TMI I.A.I.I.1, SHIFT (--/--/--)
TECHNICAL ADVISOR (STA) PROGRAM
OPERABILITY

M93082 1 01 PM 3 RN VATTS BAR I TMIl I.A.1.1.2, SHIFT (--/
TECANICAL ADVISOR, TRAIN- ING AND
QUALIFICATIONS

M93083 ( 01 PM 3 RN WATTS BAR I - TMI I.A.1.1.3, SHIFT (--7--/
TECHNICAL ADVISOR, LONG- TERM PROGRAM

M93084 [ 01 PM 3 RN W.TTS BAR I - TMI I.A.1.2, SHIFT (--/--
SUPERVISOR RESPONSIBILITIES

M93085 F002 [ 01 PM 3 RN WATTS BAR I - TMI 1I..1.3.1 AND 2, SHIFT (-/-/-
MANNING, OVERTIME LIMIT AND MINIMUM
SHIFT CREW

M93086 f 01 PM 3 RN VATTS BAR - TMI I.A.2.1.1. IMdEDIATE (- /
UPGRADING OF RO AND SRO TRAINING AND
QUALIFICATIONS, SRO EXPERIENCE

M93087 1 0] PM 3 RN WIATTS BAR - TMI I.A.2.1.2, IMMEDIATE (-/-/--)
UPGRADING OF RO AND SRO TRAINING AND
QUALIFICATION, PRE-SRO EXPERIENCE

M93088 [ 0) PM 3 RN WATTS BAR - TMI I.A.2.1.3, IMkEDIATE (-/--/--)
UPGRADING OF RO AND SRO TRAINING AND
QUALIFICATION, ON-SHIFT EXPERIENCE

M93089 F004 [ 0] PM 3 RN WATTS BAR I - TMI I.A.2.1.4, INAdEDIATE (--/--/--)
UPGRADING OF RO AND SRO TRAININC AND
QUALIFICATION, M)DIFY TRAINING

*93090 [ 01 PM 3 RN WATTS BAR I - TMI I.A.2.I.S IMUEDIATE (--/--/--)
UPGRADING OF RO AND SRO TRAINING AND
QUALIFICATIONS, LICENSE APPLICATIONS

M93091 [ 01 PM 3 RN WVTTS BAR - TMI I.A.2.3, (-/-
ADMINISTRATION OF TRAINING PRO- GRAM

M93092 [ 0) PM 3 RN WARTTS BAR I - TMI .A.3.1.1, INCREASE (--/--/
SCOPE AND CRITERIA FOROPERATOR
LICENSING EXAMINATIONS

M93093 [ 01 PM 3 RN WATTS BAR - TMI l.A.3.1.2, INCREASE (--/--/--)
PASSING GRADE FOR OPERATOR LICENSING
EXAMINATIONS

M93094 [ 0] PM 3 RN WATTS BAR I - TMI I.A.3.1.3.A, REVISE (--/--/--)
SCOPE AND CRITERIA FOROPERATOR
LICENSING EXAMINATIONS, SIMULATOR EXAMINATION

M93095 [ 01 PM 3 RN WRTTS BAR I - TMI l B.I.2, INDEPENDENT (--/--/--)
SAFETY ENGINEERING GROUP

M93096 [ 01 PM 3 RN WATTS BAR I - 1MI l C.II, UPGRADE
EMERGENCY OPERATING PRO- CEDURES,
SMALLBREAK LOCA

1- /- / -1 C- /--/-

( / / -1 C /--/

(- /- / -

(- /- / -

(- /- / -

C */ / - -/-/ IC / /

C C- _/1 -/_ C - /

1 1- / /

) C /- /

3 C I- /

Comrnitment in 7/28/93 Itr.: Reanalyze LBLOCA by 2nd refuel.

Open issue in SSER 14. Submittal by first refueling outage.

Continuation of TAC M74801.

)( / / I

IC / /- I

I C / /- I

I C -I /- - )

I C--/ -/- I

I C- /--/ - )

C--/--/--) C--/--/-- I C- /--/-- I C- /--/-- I

) C--/ -/--

I ( /- -/- -

M93097 F004 [ 01 PM 3 RN WTTS BAR I - TMI I.C.1.2.A AND
I.C.1.3.A, UPGRADE EMERGENCYOPERATING
PROCEDURES, ICC AND TRANSIENTS

Contnen t . .

0

) )

)

)



Page

Task ID

M43098

M43099

M9433100

M4933101

M93102

M43103

M43104

M9343105

M93106

M43107

M93108

M93109

M93110

M93111

M43112

M43113

M43114

M43115

M43116

3

MPA Age
Num (Mo n)

FOOS [ 01

( 01

[ 01

1 01

F006 I 0 1

F007 [ 01

1 01

0 O1

1 01

F071 1 01

F074 [ 01

F075 [ 0]

F009 [ 01

0 O1

[ 01

[ 01

I 01

FOlC [ 01

I 0]

Condensed Project Manager Report

App I
Date
....

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

WATTS BAR 1 -TMI I .C.1.2.B AND

WATTS BAR I TMI I.C.2, SHIFT AND
RELIEF TURN)VER PROCED- URES

WATTS BAR I - TMI I.C.3, SHIPT
SUPERVISOR RESPONSILIBITY

WATTS BAR I TMI I.C.4, CONTROL ROCM
ACCESS

WATTS BAR I - NI I.C.5, PEEDBACK OP
OPERATING EXPERIENCE

WATTS BAR I - TI I.C.6, VERIFYING
CORRECT PERFPRMANCE OP OPERATING
ACTIVITIES

Ni[ I.C.7.1, NSSS VENDOR REVIEW OP
PROCEDURES, LOW-PCIAER TEST PROCRAM

WATTS BAR I - NMI I.C.7.2, NSSS VENDOR
REVIEW OF PROCEDURES,POEWR ASCENSION

WATTS BAR I - NMI I.C.8, PILOT
P.I'ITCURNG OF SELECTED EMER- GENCY
PROCEDURES FOR NTOL

WATTS BAR I TMI I.D.1.2, DETAILED
CONTROL RODM DESIGN RE- VIEW, FOLLOW-UP
iTO WA P-008

WATTS BAR I NI I.D.2.I, PLANT SAFETY
PARAMETER DISPLAY SYSTEM, BASIS FOR
PARAMETER SELECTION1

WATTS BAR 1 - TMI lD..2.2, SAFETY
PARAMETER DISPLAY SYSTEM, INSTALL THE
SPDS

WATTS BAR 1 - TMI I.D.2.3, SAFETY
PARAMETER DISPLAY SYSTEM (SPDS),
IMPLEMENT THE SYSTEM

WATTS BAR I - TMI l.G.1.1,
PREOPERATIONAL AND LCW-POWER TESTING,
PROPOSE TESTS

WATTS BAR I - WMI I.G.1.2.
PREOPERATIONAL AND LOW-PCMER TESTING,
ANALYSES AND PROCEDURES

WATTS BAR I - MI I.G.1.3,
PREOPERATIONAL AND LOW-PCWER TESTING,
PERFORM TRAINING AND EVALUATE RESULTS

WATTS BAR I - NI II.B.I.1, REACTOR
COOLANT SYSTEM VENTS DESIGN AND
ANALYSES

WATTS BAR I NI II.B.1.2, REACTOR
COOLANT SYSTEM VENTS, INSTALL THE VENTS

WATTS BAR I - NI 11.B.1.3, REACTOR
CGOLANT SYSTEM VENTS, PROCEDURES
GOVERNING USE
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M43117 [ 0] PM 3 RN WATTS BAR 1 - NMI II.B.2.1, DESIGN
REVIEW OF PLANT SHIELDINGAND EQ OF
EQUIPMENT, RADIATICN AND SHIELDING REVIEW

Report Date 08/23/95

Rev
Mth Pri Actyp Title
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TaskID

M93118

M93119

M93 120

M93121

M93122

M93123

M93124

M93125

M93126

M93127

M93128

M93129

M93130

M93131

M93132

M93133

M93134

M93135

M93136

M93137

Condensed Project Manager Report

...... ........ ...----- *

Appi
Date
....

4 Report Date 08/23/95

MPA Age Rev
Num (Mon) Mth Pri Actyp Title

01 PM 3 RN WVTTS BAR I TMI i1.B.2.2, DESIGN

F01I1 01 PM 3 RN IMfTTS BAR I - TMI II.B.2.3, DESIGN
REVIEW OF PLANT SHIELDINGAND EQ OF
EQUIPMENT, COMPLETE MDDIFICATIONS

1 01 PM 3 RN TMI II.B.3.1, POST-ACCIDENT SAMPLING
SYSTEM (PASS) DESIGN REVIEW

F076 [ 01 PM 3 RN W'ATTS BAR I - TMI II.B.3.2,
POST-ACCIDENT SAMPLIN' CORREC- TIVE
ACTIONS

F077 1 01 PM 3 RN WTTS BAR - TMI II.B.3.3,
POST-ACCIDENT SAMPLING PROCEDURES

1 01 PM 3 RN VATTS BAR I - TMI II.B.3.4,
POST-ACCIDENT SAMPLING, COMPLETEACTIONS

1 01 PM 3 RN WATTS BAR I - TMI II.B.4.1, TRAINING FOR
MITIGATING CORE DAMAGE, DEVELOPMENT OF
A TRAINING PROGRAM

F013 1 01 PM 3 RN WATTS BAR I - TMI II.B.4.2, TRAINING FOR
MITIGATING CORE DAMAGE, O0MPLETION OF
TRAININW

1 01 PM 3 RN WATTS BAR I - TMI II.D.l.l, SAFETY AND
RELIEF VALVE TEST REQUIRMENTS, TEST
PROGRAM AND SCHEDULE

01 PM 3 RN WVTTS BAR - TMI II.E.I.I.l, AUXILIARY
FEEDLWTER SYSTEM EVALUATION ANALYSIS

01 PM 3 RN VATTS BAR I - TMI II.E.1.2.1.A,
AUXILIARY FEEDHATER SYSTEM INITIATION
AND FLCW, SIHRT-TERM CHANGES

F016 [ 01 PM 3 RN MRTTS BAR I - TMI II.E.I.2.1.B, AFYIS
INITIATION AND FLOW, LSO-TERM QIANGES

[ 0] PM 3 RN VkTTS BAR I -NTM II.E.1.2.2.A, AMPW
INITIATIct4 AND FLOW, SHORT-TERM FLOWt
INDICATI(N

F017 [ 01 PM 3 RN VATTS BAR I - TMI II.E.2.2.B, AFMS
INITIATION AND FLOW, LOW-TERM FLOW
INDICATION

F084 I 01 PM 3 RN VATTS BAR I - TMI II.D.1.3, SAFETY AND
RELIEF VALVE TEST REQUIREMENTS, TEST
BLOCK VALVES

01 PM 3 RN WVTTS BAR I - TMI II.D.3, VALVE POSITION
INDICATION, INSTALLIN C(r?4ROL ROOM

FOIS 1 01 PM 3 RN MATTS BAR I - TMI II.E. 1..2, AUXILIARY
FEEDWATER SYSTEM EVALUATICN,
MODIFICATIONS

( 01 PM 3 RN WATTS BAR I - TMI II.E.3.1, EMERGENCY
POWER FCR PRESSURIZER HEATERS

F078 1 01 PM 3 RN WATTS BAR I - TMI II.E.4.2.1-4,
OQNTAINMENT ISOLATION DE- PENDABILITY
IMPLEMENT DIVERSE ISOLATION

[ 0] PM 3 RN V/kTTS BAR I - TNI II.E.4.2.5,
CONTAINMENT ISOLATION DEPEND- ABILITY,
SETPOINTS Fil NCN-ESSENTIAL SYSTEM

Licensing
Action Lirengee
Co.nt.ete Im.I.
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f--f- -
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) ( I--I -
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Condensed Project Manager Report

MPA Age Rev
TaskID Numi (Mon) Mth

M93138

M93139

M93140

M93141

M93142

M93143

M93144

M93145

M93146

W3147

M93148

M93149

M493150

M93151

M93152

M93153

M93154

M93155

M93156

F079 I

F019 1

F0811

F021 1

F022 1

F023 I

F024 1

F025 I

F082 1

F083 1

F030 1

F033 1

F034 1

F036 1

F037 1

Pri Actyp Title

3 RN WATTS BAR I - TMI 1I.E.4.2.6,

3 RN

01

01

01

01

01

01

01

01

01

01

01

01

01

01

01

01

0]

01

0]

App I
Date
....

C / / 3 C -. /. 3 (./ / )

WeATTS BAR 1 - TM1 II.E.4.2.7, .-- -/
ODNTAINMENT ISOLATION DEPEND- ABILITY,

CLOSE PURGE VALVES ON HIGH RADIATION SIGNAL

VWATTS BAR I TM1[1 1. F. I. I, ACCIDENT
WN I T1RI NG PROCEDURES

C I- / 3

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

/ /- ) (-- -/

C / I. �) ( / I--)

C / */. .3 C I--I--)

C -I--I .3 ( -I -I--)

( */ / 3 ( I. / 3

C / -I 3 C / -I.-)

C I- /� 3 C I. /* �)

C--I--I.-) C--I--I- 3

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

RN

WATTS BAR I - TMI 1 IF. 1.28. ACCIDENT ( -- /
MONITORING, INSTALL INSTRUMENTS
( IODINE/PARTICULATE SAMPLE)

v%.TT-S BAR I - TM41 II.F.1.2C, ACCIDENT C//~
MONITORING, INSTALL INSTRUMENTS
(CONTAIN~MENT HIGH RADIATION)

WATTS BAR - TMI lI1F.1.2.D, ACCIDENT /-/
MONITOR ING , INSTALL INSTRUMENTS
(ODNTAINAENT PRESSURE)

W.TTS BAR I - I131 II.F.1.2.E, ACCIDENT /I
NtNITCRING, INSTALL INSTRUMENTS
(CONTAINMENT HYDRCGEN LEVEL)

WATTS BAR I - TMI II.F.1.2PF, ACCIDENT /-/
MDNITORING, INSTALL INSTRUMENT
(CONTAINMENT HYDROGEN CONCENTRATION)

IPATTS BAR I - 1134 IIPF.2.2,C//
INSTRUMENTATION FOR DETECTION

OFINADEQUATE CORE CDOLING, SATURATION METER

WATTS BAR I - TMI II.F.2.3, (--I--I/
INSTRUMENTATION FOR DETECTION
OFINADEQUATE CORE COOLING, LEVEL

V~kTTS BAR I - 1I34 II.G.1, POK.ER SUPPLIES C--I.
FOR PRESSURIZER RELIEF VALVES, BLOCK
VALVES, AND LEVEL INDICATURS

WATTS BAR I - TMI1 I.K.1.5, I&E (--I--/
BULLETINS, ASSURE PROPER ESFFUNCTIONINC

WATTS BAR I - TMI 31 IK.110, I&E ( -/ /
BULLETINS, OPERABILITY OP
SAFETY-RELATED SYSTEMS

WATTS BAR I - TMI CI.K.1.17, I&E ( -- I- /
BULLETINS, LOWP PRESSURIZER PRESSURE
REACTOR TRIP

WATTS BAR I - TMI II.K.2.13, ORDERS ON /--
BRW PLANTS, THERMAL/MIECHANICAL ANALYSIS

WATTS BAR I - TMI II.K.2.17, ORDERS ON -- /-/)
BhW PLANTS, VOIDING IN REACTOR CCOLANT
SYSTEM DURING ANTICIPATED TRANSIENTS

w~krTS BAR I - 11MI I I.K.2.19, ORDERS ON C ./.
B&W PLANTS, BENCHMAQRKANALYSIS OF
SEQUENTIAL AUXILIARY FEEDWATER FLOW

WATTS BAR I - TMI II.K.3.1, FINAL
RECOMMENDATIONS, B&O TASK FORCE,
AUTCMATIC ISOLATION OF THE PORV

WATTS BAR I - TMI II.K.3.2, FINAL (--I--/
REONPISENDATIONS, B&O TASK FORCE, REPORT
ON PCIRV ISOLATION SYSTEM

( / -I**

( / -I-

(.4 /

(../ /

C -I /

(../. /

C. -I-.!--

(./. /

(. / -I

C/I

(/ /�.

(--'--I..

(--I--I..

(-.1--I -3 C--I--I--) C--I--I--

(--I -I--) C--I--I--)

-I--I--) C--I--I--]

C--I--I -

C--I--I--

( I- / 3

C--I / -3

(--I--I--)

C--I--I--)

(-.1--I .3

C -I / 3

C -I / -)

C -I. I--)

(--I -I--)

(- / -I--)

CI,

C I- /

C.., -I

C/I

C / -I

( -I /

C..I. /

C- / /

C/I

C / /-

C -I--I-.

(.-I.-I

(.�/- ./..

C--I--I..

C--I--I-

C. / / )

(--I -I..)

C / / .3

C- / / .3

( I. -I- )

C / / 3

C I / 3

C / / 3

C / I..)

C--I -I 3

C--I. /� 3

C- / I. 3

C / I--]

C -/ -I- -)

C I- -I- 3

C -I- I--)

C I. I.-)

( -1.-I..)

C. / -I-.)

: -ens ing
Ac t ion
Come lete

(./ /I-

( / -I-/

( //

( / ./

( / --/

( , /- -/- -

C/

( /I / :

)

Licensee
lm I .

/1/

C/ /

( / -/

C//

(//

(. - / - /--

( / -- /.

C I/

//

( /-

( /- -1/-.

( /- -I /

( /. -/

(--/ /

A
Report Date 08/23/95

0

)



6 Report Date 08/23/95

Rev
Mth Pri Actyp TitleTask ID

M93157

M93158

M93159

M93160

M93161

M93162

M93163

M93164

M93165

M93166

M93167

M93168

M93169

M93170

M93171

M93172

M93173

MW3174

493175

AppI
Date

) C--I--I--

MPA Age
Numn (Mon)
... .. .

F038 1 01

F039 I 01

F040 [ 0]

F041 [ 01

[ 0]

F047 [ 01

1 01

F053 1 01

0 O1

1 0]

F058 1 01

F063 [ 0)

F064 [ 01

F065 [ 01

F067 [ 01

F068 [ 01

I 01

1 01

F069 [ 01

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

PM

3 RN [ATTS BAR I TMI II.K.3.3, FINAL

3 RN WATTS BAR 1 -TMI II .K. 35.A AND B,
PINAL RECOMMENDATIONS, B&O TASK FORCE,
AUTO TRIP OF RCP

3 RN WATTS BAR I - TMI II.K.3.9, FINAL
RECQMvENDATIONS, B&O TASK FORCE,
PROPORTIOWNAL INTEGRAL DERIVATIVE (PID)

3 RN WATTS BAR I - TMI II.K.3.10, FINAL
REOMIMENDATIONS, B&O TASKFORCE,
ANTICIPATORY TRIP MODIFICATICNS

3 RN WATTS BAR - TMI II.K.3.12.A, FINAL
RECOMMENDATIONS, B&O TASK FORCE, MODIFY
ANTICIPATORY TRIP

3 RN WATTS BAR I - TMI II.K.3. 17, FINAL
RECOMM4ENDATIONS, B&O TASKFORCE, REPORT
ECCS COMPONENT OUTAGES

3 RN WTATS BAR 1 - NMI II.K.3.25.A, FINAL
RECOMMENDATIONS, B80 TASK FORCE MODIFY
PUMP SEAL COOLING SYSTEMS

3 RN WATTS BAR I - TMI II.K.3.25.B. FINAL
REC&MIENDATIONS, B&O TASK FORCE, MW)IFY
PUMP SEAL COOLING SYSTEM

3 RN WATTS BAR I - TMI II.K.3.30.A, FINAL
RECIMENDATIONS, B&O TASK FORCE,
PROGRAM OUTLINE FOR SBLOCA MWDEL

3 RN WATTS BAR 1 - TMI II.K.3.30.C, FINAL
RE(XMdENDATICNS, B&O TASK FORCE,
PLANT-SPECIFIC SBLOCA ANALYSIS

3 RN WATTS BAR I - NMI II.K.3.31, FINAL
RECCMMENDATINS, BYC, TASK FORCE,
(flMPLIANCE WITH 10 CFR 50.46

3 RN WIIATTS BAR I - NMI III.A.1.2.1, UPGRADE
EMERGENCY SUPPORT FACILITIES

3 RN WIAT`TS BAR 1 - TMI III.A.1.2.1, UPGRADE
EMERGENCY SUPPORT FACILITIES

3 RN VA'TTS BAR I - MI II.A.I.2.1, UPGRADE
EMERGENCY SUPPORT FACILITIES

3 RN WATTS BAR I - TMI III.A.2.I, EMERGENCY
PREPAREDNESS, UPGRADEEMERGENCY PLANS

3 RN WAkTTS BAR I - TMI III.A.2.2, EMERGENCY
PREPAREDNESS, METEO- ROLOSICAL DATA

3 RN VATTS BAR I - TMI III D.1.1, PRIMARY
COOLANT OUTSIDE CONTAIINMENT

3 RN WATTS BAR I - NMI III.D.33.1, IN-PLANT
IODINE RADIATION MONITORING, EQUIPMENT

3 RN WATTS BAR I - NMI III.D.3.3.2, IN-PLANT
IODINE RADIATION MONITORING, TRAININS

AND PROCEDURES

C -I- -I- -I

C -I I- -)

C / -I- I

C- I--I -I

C--/ -I--)

C -1 / 1

( / -I- I

C--I I

C- I--I-

C- -I--I--)

(--'--I--)

C--I--I-

C--, -I- I

f--f

(--I -I

(--'--I

C/I

(If

( / /

C/I

C / -I

/ -I

( /� /

C--/- /

I -I- -]

C- / -I

(- / I--)

/ I--I

(---I ) C-( - -)

C -/--/-

CCNIROLLER

(- /-

( /--/-

(C-/I--/

( -- / I--/--

(C /I--/

(C -/I--/

C -I/

C--f--I

-I- I- -)

C / -I- I

(--I /

C--f- / I

C- -I- I- I

C--I--I--)

C- -I- -I--)

C--I--I--I C--f- f--I C- I--I--

(--I--I--) C- / / I C- I- I--

M93176 I 01 PM 3 RN WATTS BAR I - TMI III.D.3.4.1, CNlTROL
ROOM HABITABILITY, IDENTIFY AND
EVALUATE POTENTIAL HAZARDS

( -I- I- -

-'--I-

( I- / -

C- / /

C- / I

C--I--I

C I- I- -

(- I- I--

(--I- I--

C--I--I--

C I- /

C--I--I -

(--I--I--

C--/--,--

C--I--,--

C--I--I--

C--I--I--

Condensed Project Manager Repo

C- ---I C I-I-)

C--

C--

C-

C--

C--

C--

C--

C--

mrt Licensing

Action

/ / ) (4 * -(--/ --/

*/ / ) ( / / ) ( /- /

*/ / ) ( / / ) ( 4- /

4 / I( ) / ( -/--

*/--) ( ) ,- (----

* / / ) ( / / ) (-4--I-

/ /I- ) ( . I -/ . / C / . / .

/- ,. / ) -( -- . I / C / . - -

/- -/ (--/--/ ) ( C / .. / .

I-I-) (-- - ) (-/ I

)--- (--/ -/ ) ( .- -/ -

*--/-/ ) (--/ /I-) (- /-I /

Licensee

I C - / -,/ -

)C/ .I-

I (-- /

I C/- -/-

C- /I -I-

) C f--- /

) (- -/ -I /

I ( -I -I/

) (- -/ -- -

I C-- / -

) C -I ./ .

)



Page

Task ID
. . .

7

MPA Age
Numn (Mon)

- - -

Report Date 08/23/95

Rev
Mt h Pri Actyp Title

M93177 1 01 PM 3 RN WATTS BAR I TMI III.D,3.4.2, OBNTROL

M93178 F070 1 0) PM 3 RN W&TTS BAR - TMI III.D.3.4.3, 03NTROL
ROCPA HABITABILITY, INSTALL
MIID I F I CAT ICONS

M93179 1 01 PM 3 RN VA-TTS BAR 1 USI A-01, MTER HAMMER

M93180 [ 01 PM 3 RN WATTS BAR 1 USI A-02, ASYMviETRIC
BLOAOWM LOADS ON REACTORPRIMARY
COOLANT SYSTEMS

M93181 I 01 RM 3 RN MATTS BAR 1 - USI A-03, WESTINGHOUSE
STEAM GENERATOR TUBE INTEGRITY

M93182 [ 01 PM 3 RN MT-RS BAR I - USI A-09, ANTICIPATED
TRANSILENT WITWAIUT SCRAM

M93183 S007 I 01 PM 3 RN WMTTS BAR I - USI A-Il, REACTOR VESSEL
MATERIAL TOUGHNESS

M93184 1 01 PM 3 RN W
5
TTS BAR I USI A-17, SYSTEMS

INTERACTICON

M93185 1 01 Rd 3 RN WV.TTS BAR I USI A-24, EQU I PMENT
QUALIFICATION

M93186 [ 01 PM 3 RN WATTS BAR I USI A-26, REACTOR VESSEL
PRESSURE TRANSIENT PROTECTION

M93187 [ 01 PM 3 RN REOTTS BAR I - USI A-31, RESIDUAL HEAT
REMOVAL SHUTIXWAN RE- QUIREMIENTS

M93188 C010 [ 0] PM 3 RN WATTS BAR 1 - USI A-36, CONTROL OF HEAVY
LOADS NEAR SPENT FUEL

M93189 C015 [ 01 PM 3 RN WATTS BAR I - USI A-36, CONTROL OF HEAVY
LOADS NEAR SPENT FUEL

M93190 [ 0] PM 3 RN WATTS BAR I - USI A-45, SHUTDOMN DECAY
HEAT RFMOVAL REQUIRE-MENTS

M93191 S003 [ 01 PM 3 RN VATTS BAR I - USI A-48, HYDROGEN CONTROL
MEASURES AND EFFECTS OF HYDROGEN BURNS
OF SAFETY EQUIPMENT

M93192 0] PM 3 RN WATTS BAR I GSI 43, RELIABILITY OF AIR
SYSTEhS

M93193 B102 01 PM 3 RN VATTS BAR - GSI 70, PORV AND BLOCK
VALVE RELIABILITY

M93194 B076 [ 0] PM 3 RN WVTTS BAR I - GSI 75, GENERIC LETTER
83-28, ITEM 1.1, POST- TRIP REVIEW
PROGRAM AND PROCEDURE

M93195 B085 [ 01 PM 3 RN VATTS BAR I - GSI 75, GL 83-28, ITEM
1.2, POST-TRIP DATA AND INFCRMATICON
CAPABILITY

M93196 B079 [ 0) RM

M93197 B088 [ 0] PM

M93198 B017 [ 0] FM

3 RN

3 RN

3 RN

Condensed Project Manager Report

AppI
Date
I.. -- -- - .. .-. . . . ..- -

(/) (-/)( I/I/) / / ) ( / /

Licensing
Action Licensee
ComnpIete Iml.

)(/ .1 ( / / ) C /I- /

C // IC--i-I-IC I/-IC / I--IC-I--I- IC-/I IC // IC--i--f
C / I--I C- -/- I- I ( / / I C -I- -/ ) C I- -I-- I C / / ) C -/ / - I C--i I

C / -I- -I

C I- -I I

C i--i -I

C I- -I- I
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I C I--i--I (--I -I--
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/ / -) C--i--i- I C--i--i--

C / / ) C / / I C / -I- -

(- -/ /--) (--i--i--I C i--I--

C I- -I- -

C i--i

C I- -I

C -I- -I

C / -1--

C / -I-

C / -I

C I- -I

C--i /

C--, I-

C / / )I (

( / - )C(

( / / )IC

C / ) IC ,

C / / )I(

C- / -I , ) C

//

//

/ /

/ -i

li

li

/I

/ -i

I- /

I--i

I ( / /-

(C / /

I ( -/ - /

I C-I /-

( / I-/

I( / I- -

I ( / I-

I

C / -i--I) C- / / I C / I--

C / / I C--i--I- ) ( / I--

C -/ -I- ) (--i--i--) C I- I--

I C--i--i

I C--I--I--

I C--i--i--

C -i--i--I C- -i / -) C- -I- -/--I C I- I-- ) C--I / ) (--i--i--) ( -I--i-- I (--i--i-

VATTS BAR I - GSI 75,GL 83-28,ITEMS (--i--i--) (--/--)
3.1.3, POST-MAINTENANCE TESTING,
CHANGES TO TEST REOUIREMENTS (TRIP SYS COMKPNEN

VATT'S BAR I - GSI 75, GL Ci--IC ,/- -I- -II-I(--I )(--i- -I--83-28,POST-MAINTENANCE TEST,CHANGES TO
REQUIREMENTS (ALL OTHER SAFETY-RELATED O]MPCNENTS)

WKTTS BAR I - GSI A-13, SNUBBER I--/--/--) -- i--i--)
OPERABILITY ASSURANCE, HYDRAULIC
SNUBBERS

IC-i I I

1(11 
1

I

C--I--i--IC /-I-I(--/--/-- I(-i I-

I

)



Page

Tatk ID

M93199

M93200

a

MPA Age
Nun (Mon)

B022 1 0 1

0 0]

Report Date 08/23/95

Rev
Mt h

PM

PM

M93201 A016 [ 0] PM

M93202 B024 ( 01 PM

M93203

M93204

M93205

B031

8043

B063

M93206 B066 (

M93207 B095 (

M93208 8096 (

M93313 I

M93319 F011 I

0)

01

0]

0]

01

01

01

0]

PM

PM

PM

PM

PM

TS

PM

Pri Actyp Title

3 RN WATTS BAR I GSI A -13, SNUBBER

3 RN WATTS BAR I GSI B-63, ISOLATION OF
LON-PRESSURE SYSTEMS FRCM REACTOR
COOLANT SYSTEMS

3 RN WATTS BAR 1 - QUALIFICATIONS OF
INSPECTICN, EX&MINATION, AND TESTING

AND AUDIT PERSONNEL (GL 81-01)

3 RN WATTS BAR I - CONTAINMAENT PURGING AND
VENTING DURI NG NOMML OPERATION (GL
79-46)

3 RN WATTS BAR 1 - DEEP DRAFT PUMP
DEFICIENCIES (BULLETIN 79- 15)

3 RN WMTTS BAR I - CRACKING IN FEEI)ATER
SYSTEM PIPING (BULLETIN 79-13)

3 RN W'TTS BAR I EMERGENCY PROCEDURES AND
TRAINING FOR STATION BLACKOUT EVENTS
(GL 81-04)

3 RN WAATTS BAR I NATURAL CIRCULATION
COOLDCOMt (GENERIC LETTER 81-21)

3 RN WATTS BAR 1 - LOSS OF RESIDUAL HEAT
REMOVAL (GENERIC LETTER 87-12)

3 RN W*ATTS BAR I - THINNING OF PIPE WALLS IN
NUCLEAR P0INER PLANTS (BULLETIN 87 -01)

2 RN WATTS BAR I - PRESERVICE INSPECTION
RELIEFS ISI-16 AND ISI- 17

3 RN WATTS BAR - TMI 11.B.2.3, DESIGN
REVIEW OF PLANT SHIELDING AND EQ OF
EQUIPMENT, CCMPLETE AND MODIFICATIONS

AppI
Date
.. .

Condensed Project Manager Report
L censing
Act ion

..Clet
.*. .* ....... .

( / / I ( -f / I ( / f- ) ( -f /

( /_ _/ I) ( -I I/ _ ) ( - _/ _/ - I ( / 4 -- -- ) ( . .

I / / -) I / -I ) ( / / ) ( I I-

( / -f ) ( -f / I I / / I. I / I-

I / I- I I I--f I I / / I I / I-

I /_ '/ ) ( / . /I- ) ( 1 - / /_

(08/09/95)(-I -- II-I-

( -- 1.-f.. -) - -f--I I ( - /- -I--

I ( / f-

) (- / I--

) (--f /

I ( f--f

f--I

.............................................................. 
Cr

M63591 ( 49] TS 2 RN WATTS BAR - SPECIAL PROGRAM: EQUIPMENT (04;30/91) O;01/92) 102f17/93C) (05f25/95CA; (09/30/95T Safety evaluation in SSER 15, Section 3.11.QUALIFICATION. OPEN ISSUE 4

NM3594 ( 371 TS 2 RN WVATTS BAR I - CORRECTIVE ACTION (OS/22/89) (03/22/91) (11/08/91C) (06/11/92CA) (08/31/94L ) Received Revision 7. Region If review and inspection only.PROGRAM: DESIGN VERIFI- CATION AND
LICENSING BASELINE PROGRAM

M63595 1 431 TS 2 RN WATTS BAR I - SPECIAL PROGRAM: MDERATE (03/22/89) (--f--/-) (06/30/92C) (10/07/92CA) (07/31/94L ) 10/7/92 letter to TVA, al4o SSER 11.ENERGY LINE BREAK FLOOING3 (SECTION
3.6.1)

M63610 B077 ( 791 TS 3 RN 'WrTTS BAR I - GENERIC LETTER 83-28, (11/07/83) (10/20/86) (12/22/86C) (06/18/90CA) (09/30/94LITEM 2.1 EQU IP. & VENDOR INTERFACE
(RTSC) '

MB3645 F020 A72 TS 2 RN -TTS BR I ACCIDENTl lMtNITORIN C (04/26/85) (--f--I--) (01/03/91C) (04/23/91CA) (10/31/94L I SSER 5; SSER 6 fully resolved.INSTRUMENTATION, 11M1 II.F.1, LIC. COWND.
6

M63655 F008 1 71] TS 2 RN 'ATTS BAR I SPECIAL PROGRAM: CONTROL (OS/22/89) (04/28/89) (10/24/90C) (04/26/95CA) (06/30/95L ) Safety evaluation In SER, SSER 5, 6 and 1S.ROCX DESIGN REVIEW

M63656 14] TS 3 RN WATTS BAR I -EMERGENCY PLANNING LIC. (02/12/93) (07/01/93) (09/22/93C) (04/11/94CA) (10/31/94L ) Safety evaluation in SSER 13.CM4' D . 2 7
5163657 54] TS 2 RN PVATTS BAR I - PHYSICALSECURITY PLAN (07/24/90) (---f- 10/21/94C) (01/19/95CA) (02/28/95LI Safety evaluation in'SER Supplement IS.(SECT 13.6)-

2 RN 'VATTS BAR - GENERIC LETTER 83-28,
ITEM 4.3 RTS'

Licensee

.... ;...

) ( / I.)

)( / I.)

) C I- / )

)( / f. I

) C / -I I

) ( / -I

) (- / -,

I (- / /

I (--I- I--

I ( -I- -I- -

l

M64347 B082 I 411 TS (01/07/87) (- -/- -/- -) (- -/- -/- - ) (06/18/90CA) (12/31/94L ) SSER3 AND P. TAM LETTER OF 6/18/90.
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WPA Age Rev
TaskID Num (Mon) Mth

M64348 8090 1 791 TS

M64349 B092 1 831 PM

M64350 B093 [ 79] TS

M68624 A022 I 171 TS

M69792 L817 I 211 TS

M69991 X804 I IS TS

M71567 A023 I 61 TS

M71917 1 73] TS

M71918 I 171 TS

M71919 I 32) TS

M71921 I

M71922 I

M71923 I

M72106 I

W2693 X809 [

M73561 L908 I

MW3723 F072 1

M74082 L913 1

M74488

M74501

M74502

M74801

M75736

M76974

Bill I

A020 1

A025 I

B110 1

Si)

48]

511

46]

0]

I1]

69]

6]

251

10]

32]

.51

91

49]

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

TS

Repo

Pri Actyp Title

rt Date 08/23/95

3 RN VATTS BAR I GENERIC LETTER 83-28, ITEM

3 RN wMTTS BAR I GENERIC LETTER 83-28,
ITEM 4.5-1, RTS RELIABILITY

3 RN WLTTS BAR 1 - GENERIC LETTER 83-28,
ITEM 4.5.2/3 RTS RELIABILITY

2 LN 'MTTS BAR 1 - IMPLEMENTATION OF THE
STATION BLACKOUT RULE, I1CFRSO.63-

2 RN IMTTS BAR - LOSS OF DECAY HEAT
REMDVAL (B106) - GENERIC LETTER 88- 17

3 RN MiTTS BAR I - BULLETIN 88-04, S/R PUMP
LOSS

2 RN WMTTS BAR I APP. G. CONFORMANCE USING
REV.2 OF R.G. 1.99 (GL-88-11)

2 RN VMTTS BAR 1 CORRECTIVE ACTION PROGRAM
(CAP) FOIR CABLE ISSUES

2 RN WTTS BAR i - CORRECTIVE ACTION PRCGRAM
(CAP) FOR INSTRUMENT LINES-

2 RN W
5
TTS BAR I - CORRECTIVE ACTION PROGRAM

(CAP) - EQUI.PMENT SEISM IC
QUALIFICATICON

2 RN WATTS BAR 1 - CORRECTIVE ACTION PROGRAM
(CAP) FOR VENilOR INFCR4ATICON

2 RN VATTS BAR I - CORRECTIVE ACTION PROGRAM
(CAP) FOR REPLACEMETITEM (PIECE PARTS)

2 RN W5TTS BAR I CORRECTIVE ACTION PROGRAM
(CAP) FOR OA RECODS-

2 RN WATTS BAR - CORRECTIVE ACTfON PROGRAM
(CAP) FOR WELDING ISSUES-

2 RN MRTTS BAR - THIMBLE THINNING IN PMt iS
(B 88-09)

3 RN MTTS BAR I GL 89 -08;
EROS ICN/CORROS ION

2 RN W
5
TTS BAR- PA F-72: SAFETY PARAMETER

DISPLAY SYSTEM- RESPONSE TO GL 89-06

3 RN WTTS BAR 1- GENERIC LETTER 89-13
REGARDING SERVICE WATER SYSTEM
PROBLEM'

3 RN 'MTTS BAR -INDIVIDUAL PLANT
EVALUATIONS (GL 88-20)

3 RN WTTS BAR 1- ATWS REOUIREMENT 10 CFR
5062'

2- RN VATTS BAR 1- CORRECTIVE ACTION PROGRAM
(CAP)- ELECTRICAL ISSUES-

3 RN 'MTTS BAR 1 - ACCEPTABLE IST
PRCGRAMS(GL 89-04)'

2 RN *WTTS BAR I - MOV TESTING AND
SURVEILLANCE (GL 89-10)'

2 RN VATTS BAR UNIT I - SPECIAL PROGRAM
MECHANICAL EQUIPMENT QUALIFICATION

AppI
Date

11/07/83)

(11/07/83)

(11/07/83)

(04/22/92)

(0 1/06/89)

(02/27/89)

(12/09/88)

(05/22/89)

(05/22/89)

(05/22/89)

(12/14/88)

(05/22/89)

(05/22/89)

(05/22/89)

(03/11/94)

(07/19/89)

(07/11/89)

(0 1/26/90)

(09/01/92)

(02/28/89)

(05/22/89)

(03/15/94)

(12/21/89)

(04/30/91)

Licensing
Act ion

. ....
Licensee
Intp .. .Contnent .

(06/19/90CA) (10/31/95T ) See Ttunnmo of 6/19/90. Implementation by fuel loadlate 94

(10/09/90CA)

(06/28/90CA)

(12/31/94L )

(12/31/94L )

Ins. Rpt. 50-390/86-04; memo, Tam to Hebdon, 10/9/90.

(09/09/93CA) (12/31/94L ) Implenentation by fuel loading, per TVA 11/30/93 letter.

(10/02/90CA)

(0S/24/90CA)

(06/29/89CA)

(06/14/95CA)

(10/26/90CA)

(01/08/92CA)

(03/17/93CA)

(05/14/93CA)

(08/12/93CA)

(03/31/93CA)

(03/11 /94CA)

(08/21/89CA)

(04/26/95CA)

(07/09/90CA)

(10/0S/94CA)

(12/28/89CA)

(01/21/92CA)

(08/31/94CA)

(09/14/90CA)

(05/25/95CA)

(10/31/95T )

(09/24/95T )

(12/31/94L )

(08/31/95T )

(07/31/94L )

(10/31/94L )

( l0/31/94L

(10/31/94L

(07/31/94L

(05/31/94L

(12/31/96T

(10/31/94L

(12/31/96T

( 12/31/94L

(12/31/94L )

(12/31/94L )

(10/31/94L )

(03/31/95L )

(12/31/94L )

(09/30/95T )

Implementation by fuel load.

Implementation prior to fuel load, per 5/24/90 letter.

(Implementation in Tech. Spec. by fuel load, per 6/29/89 Itr

See latest SSERs for status.

10/26/90 SE also in SSER 6.

SSER 8.

Last SE in SSER 11, Appendix 1.

See latest SSER for status.

See latest SSER for status.

See SSERs Chap. I for listing of SEs. Need final inspection.

TVA counitment Itr. of 3/11/94. Need implementation Itr.

Markisohn mem of 8/21/89. Full implementation before fuel I

Safety evaluation In SER, SSER S, 6, 15.

TVA revised comnitment of 3/94 under review.

Staff evaluation Issued by letter of 10/5/94.

(Fully Implemented when Tech. Spec. is imposed.)

See latest SSER for status.

Reliefs in SSER 14. Post low-power OL actions, TAC M90252.

(Implementation of program by fuel load, per GL.)

Safety evaluation in SSER 1S, Section 3.11.



Page

Task ID

M76975

M77132

M77 157

M77177

M77222

M77284

M77393

10

MA Age
Num (Mo n )

1 18!

F026 f 85!

8101 I

H114 1

261

11

551

241

11

Rev
Mth

TS

TS

PM

PM

TS

TS

TS

M77469 BIIS 11 TS

M77543 F012 [ 121 TS

M77550 A017 1 211 TS

M79992 F014 [

M81063 1

M82583 F012 [

M84429 I

MBS460 8122 1

441

361

401

361

91

TS

TS

TS

TS

TS

M86633 X302 [ 01 PM

M86699

M6877

M47197

M4S691

MA8937

M9109

L304 [

61

161

241

141

91

17]

TS

TS

TS

TS

TS

TS

Report Date

Pr!i Actyp Title

08/23/95

2 RN WVTTS BAR UNIT I SPECIAL PROGRAM

2 RN WATTS BAR 1 - MI II.F.2, ON INADEQUATE
CORE ODOLING INSTRUMENTATION, LIC.
Q1'ND. 3

3 RN WATSS BAR I BORIC ACID CORROSION
(B101)

3 RN WATTS BAR I LOOSE PARTS MONITORING
SYSTEM (SSER 5, SECTION4.4.5)

2 RN WATTS BAR I SEVERE ACCIDENT MITIGATIONi
DESIGN ALTERNATIVES (SAMDA) IN THE FES

2 RN WATTS BAR 1 - SPECIAL PROGRAM;
ONTAINMENT ODL IN5

3 RN WATTS BAR 1 GENERIC LETTER 90-06
(GI-70) PORV AND BLoaC VALVE
RELIABILITY

3 RN WATTS BAR I GENERIC LETTER 90-06
(GI-94) - LOV TEMPERATURE OVERPRESSURE
PROTECT IcON

2 RN WATTS BAR - PROCEDURE TO ESTIM1ATE CORE
DAMAGE, (SECTION 9.3.2)

2 RN WATTS BAR I - aONFORMANCE WITH RG 1.97,
INSTRUMENTATION TO FOLLON COX4RSE OF

ACCIDENT

2 RN WATTS BAR 1 - SAFETY AND RELIEF VALVE
TESTING (TM11 ID I)

2 RN WATTS BAR I - USE OF EAGLE 21 PROCESS
PROTECTION SYSTEM

3 RR WATTS BAR I - NUREG 0737, 11.B.3.2 POST
ACCIDENT SAMPLING MIDIFICATION

2 RN WATTS BAR I - SOLID RAD. WASTE PROCESS
CONTROL PROGRAM.

2 HR WATTS BAR I- RESPONSE TX) NRC BL 90-01,
SUPP I, LOSS OF FILLOIL IN ROSEUtU)NT
TRANSMITTERS (FOLLOCM&P MPA X001)

I RR WATTS BAR 1 BULLETIN 93-02, DEBRIS
PLUGGING OF EMERGENCY CRE QflLIG
SUCTION STRAINERS.

2 RN WATTS BAR UNIT I - CYCLE I CORE
OPERATING LIMITS REPORT (ODLR)

1 RR WATTS BAR I - GL 93-04 - ROD CONTROL
SYSTEM FAILURE AND WIThDRAWAL OF RCCAS.

2 RN WATTS BAR UNIT I FSAR AMENDMENT 77

2 RN WATTS BAR UNIT 1 - ENVIRONMENTAL
ASSESSMENT FCR OPERATING LICENSE.

2 LN WATTS BAR - FSAR AMEND3MENT 84

2 RN W7TTS BAR UNIT I - FINAL RESOLUTION OF
ELECTRICAL ISSUES IN THE FSAR.

M89205 [ 21 TS 2 LN WATTS BAR I - EXTENSION OF CONSTRUCTION
PERMIT TO 1995

Licensing
Appl Action Licensee User User

Dae Co. !et!e Itii, .. Field 1 Field 2 ConmerntsDt rne.*...np ...... '! . F!d........ ..... 2. o.n.e.fi.......... -

(10/27/89) (04/11/91CA) (10/31/94L ) See latest SSER for status.

(09/19/85) (10/31/92CA) (12/31/94L ) SSER10 accepts 1/24/92 submtittal. Need implementation Itr.

(06/01/88) (08/08/9OCA) (12/31/94L )

(09/19/90)

(07/30/90)

(05/22/89)

(12/21/90)

(10/31/90CA)

(02/28/95CA)

(0S/21/91CA)

(01/09/91CA)

(Implementation before fuel load.)

(07/31/94L

(07/31/95L

(07/31/94L

(12/31/94L

(12/21/90) (01/09/91CA) (12/31/94L )

(06/10/94)

(06/08/90)

(07/11/91)

(02/26/92)

(09/14/81)

(08/27/92)

(01/19/94)

(03/19/93)

(08/05/93)

(08/06/93)

(02/01/94)

(02/28/94)

(03/20/94)

(06/24/9SCA) (05/25/95C

(03/27/92CA) (10/31/94L

(03/08/95CA)

(02/22/95CA)

(01/31/85CA)

(08/04/95CA)

(10/20/94CA)

(09/20/93CA)

(12/09/94CA)

(08/04/95CA)

(04/25/9SCA)

(1 1/01/94CA)

(08/10/95CA)

SSER S. (Implementation by startup test.)

3 items to implement before fuel load. See also TAC MB8691.

See latest SSER for status.

(Implementation in VMN TS when issued.)

(Implementation in IBN TS when issued.)

SSER 16, Section 9.3.2.

Tam letter of 3/27/92. SE in SSER 9.

(12/01/94C )

(12/31/94L )

(07/21/95C )

(01/19/94C )

Safety evaluation in SSER 15.

Evaluation in SSER 13 and 15. IR 50-390/95-05.

Closed in SSER 3. PLC 19 is related, but not part of this.

Safety evaluation in SSER 16.

Letter of 10/20/94.

Not applicable; bulletin sent to Witts Bar for info, only.

(10/31/94L )

(10/01/95T )

(07/21/95C )

(03/07/95C )

(08/19/94C )

(07/24/9sC )

(09/19/94) (11/08/94CA) (09/19/94C )

Implementation by low-power operation.

Supplement I to FES issued in 4/95.

SSER 14.

Safety evaluation In SSER 16.

Order issued on 11/8/94.

)

(----/--)(07/14/93C ) ( /--- )
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Task ID

M92 17

M89390

MB9427

189446

-189581

11

MPA Age
Num (Mon)

( 61

I S)

M90072 1

M90118 (

M90253 1

M90549 C

M90696 I

M90729

M90992

M91040

M91521

M91522

MI91552

M 1682

M92159

M92162

M92195

M92297

M92765

M92890

Il

Report Date

Rev
Mth Pri Actyp Title

lI t . - - - - -

TS

TS

TS

TS

TS

PM

TS

TS

TS

TS

21

10)

151

41

91

11I

91

21

2]

01

7]

3]

11

21

1]

41

2]

2]

31

21

2]

08/23/95

2 RN WA~TTS BAR UNIT I FSAR AMENDMENT 86.

2 RN WTTS BAR UNIT 1 REVISED SETPOINT
METHODOLOGY REPORT (SER SECTION
7.1.3.1)

2 RN VATTS BAR UNIT 1 1994 SMALL-BREAK LOCA
REANALYSIS

2 RN WATTS BAR UNIT 1 RE-EVALUATE FSAR
CHAP. 15 DOSE ASSESSMENTS

2 LN WATTS BAMt I - FOLLOlhUP REVIEW ON
BULLETIN 88-08, THERMAL STRESS IN RCS
PIPES.

2 RN WATTS BAR UNIT I - STEAM GENERATOR
REFERENCE LEG INSULATION

1 RA WATTS BAR UNIT 1 - TIA 94-026, PREOP.
TESTING OF EAGLE-21 PROCESS PROTECTION
SYSTEUS.

2 RN WATTS BAR UNIT I FSAR AMENDMENT 88.

2 RN WATTS BAR UNIT 1 FSAR CHAPTER 3
ISSUES.

2 RN WATTS BAR UNIT 1 EXEMPTION FRCM
SCHEDULAR REQUIREMENT OF VEHICLE BOMB
RUCE, 10 CFR 73

3 RN WATTS BAR I - PHYSICAL SECURITY PLAN
EXEMPTION HAND GECMETRY BIOCMETRICS SYS.

2 RN WATTS BAR UNIT 1 - SAFETY AND RELIEF
VALVE POSITION INDICATICN.

3 RN WATTS BAR 1 - EMPLOYEE CONCERNS SPECIAL
PROGRAM DEVIATICN REPORT NO. 7.

2 RN WATTS BAR 1 - SPENT FUEL PCOL CCOL ING
SYSTEM PERFORMANCE

2 RN WATTS BAR UNIT I - CCMPLIANCE WITH 10
CFR 50.75, DEQCIAMISSIONING.

2 RN WATTS BAR UNIT I - TIA 95-001, FIRE
PROTECTION FOR RCP OIL COLLECTION
SYSTEM

2 RN WATTS BAR UNIT I - RCS FLOW MEASUREMENT
UNCERTAINTY ANALYSIS

2 RN WATTS BAR I - ISSUES CONCERNING THE
SPENT FUEL STORAGE RACKS

2 RN WATTS BAR UNIT I - PRESERVICE INSPECTION
PROGRAM, REVISIONS 24 & 25

2 RN WATTS BAR UNIT I - SUPPLEMENTAL RESPONSE
TO REG. GUIDE 1.97

2 RN WATTS BAR UNIT 1 - CABLE DAMAGE ISSUES,
RING CUTS ETC.

2 RN WATTS BAR UNIT I - STRUCTURAL AUDIT FOR
INSPECTION MANUAL 2512 RECONSTITUTION

2 LN WATTS BAR I - ORGANIZATICN TOPICAL
REPORT REV. 6

Licens ing
Appi Action Licensee User User
Date Cosn !ete Irnp I. Field 1 Field 2 Co.nents..... .. ........ ..................

(04/02/94) (10/13/94CA) (04/02/94C )

(07/29/94) (12/15/94CA) (07/29/94C )

(02/16/95) (04/18/95CA) (02/16/95C )

(04/02/94) (02/14/95CA) (04/02/94C )

(03/29/94) (06/26/95CA) (01/10/95C )

(07/27/94) (11/30/94CA)

(08/09/94) (05/09/95CA)

(09/19/94) (08/04/95CA)

(10/11/94) (07/20/95CA)

(11/30/94) (01/19/95CA)

(10/24/94) (12/15/94CA)

(11/07/94) (11/22/94CA)

(10/31/94) (05/17/95CA)

(02/03/95) (05/25/95CA)

(06/16/95) (07/10/95CA)

(02/08/95) (04/18/95CA)

SSER 15, Section 7.1.3.1.

Letter of 4/18/95, and SSER 15.

Revised doses in Amend. 86. Staff evaluation in SSER 15.

SSER 14.(07/27/94C )

(07/21/95C )

(02/03/95C )

(06/30/95L )

(12/25/94L )

(11/07/94C )

(10/31/94C )

(/.. )

(06/16/95C )

(--/- -/- -NA)

(07/20/95) (08/02/95CA) (07/20/95L )

(04/21/95) (08/11/95CA) (04/21/95C )

(04/13/95) (06/02/95CA) (04/13/95C )

(04/21/9S) (06/14/95CA) (04/21/95C )

(04/15/95) (07/10/95CA) (0S/23/95C )

(06/23/95) (08/09/95CA) (08/09/95C )

(06/29/95) (08/09/9SCA) (06/29/95C )

Inspection complete (IR 50-390/94- ).

Safety evaluation in SSER 16, Chapter 3.

Safety evaluation in SSER 15.

Exemption issued. Will be repeated in operating Iicense.

Closed by L. Dudes ernmo, 11/22/94. Published in SSER 14.

The report is really not No. 7; it is a special report.

Safety evaluation in SSER 15, Section 9.1.3.

SSER 16 will have evaluation in Section 1.17.

Meno, Hebdon to Merschoff of 4/18/95.

Safety evaluation in SSER 16.

SSER 15 SS-tion 9.1.2.

Safet evaluation In SSER 15.

Safety evaluation in SSER 15.

Safety evaluation in SSER 16, Chapter 8.

Audit report issued 8/9/95.

Letter, Hebdon to Kingsley, 8/9/95.

TS

TS

PM

TS

TS

TS

TS

TS

TS

TS

TS

I

I

I

I

I

I

I

I

I

I

I

I

I



Page 12 Report Date 08/23/95

MPA Age Rev
TaskID Nurn (Mon) Mth Pri Actyp Title

R00508 I 361 TS 2 RN 'WATTS BAR UNIT 1: CORRECTIVE PROGRAM

R00510 1 361 TS 2 RN 'WATTS BAR UNIT 1: CORRECTIVE ACTION
PROGRAM (CAP) PLAN FOR HAVACDUCT AND
DUCT SUPPORTS'

R00512 1 361 TS 2 RN 'WATTS BAR UNIT 1: CORRECTIVE ACTION
PROGRAM (CAP) FCIR HANGER AND ANALYSIS
UPDATE PROGRAM (HAAUP)

RO0516 1 361 TS 2 RN WATTS BAR UNIT 1: ORRECTIVE ACTION
PROGRAM (CAP) PLAN FOR CATEGORY I CABLE
TRAY AND CABLE SUPPORTS

Licensing
Appl Action
Date Coatuolete

Licensee User User
I.mp. Field I Field 2 Coymients

........ ........ * ..................

(05/22/69) (05/14/92CA) (10/31/94L )

(05/22/89) (0S/14/92CA) (10/31/94L )

(05/22/89) (05/14/92CA) (10/31/94L )

(05/22/89) (05/14/92CA) (10/31/94L )

See latest SSER for status.

See latest SSER for status.

See latest SSER for status.

See latest SSER for status.

Total Number of Tasks - 239

A



WATTS BOR NUCLEAR PLANT

cc:
Mr. Oliver D. Kingsley, Jr.
President, TVA Nuclear and

Chief Nuclear Officer
Tennessee Valley Authority
6A Lookout Place
1101 Market Street
Chattanooga, Tennessee 37402-2801

Mr. 0. J. Zeringue, Sr. Vice President
Nuclear Operations
Tennessee Valley Authority
3B Lookout Place
1101 Market Street
Chattanooga, TN 37402-2801

Dr. Mark 0. Medford, Vice President
Engineering & Technical Services
Tennessee Valley Authority
3B Lookout Place
1101 Market Street
Chattanooga, TN 37402-2801

Mr. D. E. Nunn, Vice President
New Plant Completion
Tennessee Valley Authority
3B Lookout Place
1101 Market Street
Chattanooga, TN 37402-2801

Mr. J. A. Scalice, Site Vice
Watts Bar Nuclear Plant
Tennessee Valley Authority
P.O. Box 2000
Spring City, TN 37381

General Counsel
Tennessee Valley Authority
ET 11H
400 West Summit Hill Drive
Knoxville, TN 37902

Mr. P. P. Carier, Manager
Corporate Licensing
Tennessee Valley Authority
4G Blue Ridge
1101 Market Street
Chattanooga, TN 37402-2801

Mr. B. S. Schofield
Site Licensing Manager
Watts Bar Nuclear Plant
Tennessee Valley Authority
P.O. Box 2000
Spring City, TN 37381

President

TVA Representative
Tennessee Valley Authority
11921 Rockville Pike
Suite 402
Rockville, MD 20852

Regional Administrator
U.S. Nuclear Regulatory Commission
Region II
101 Marietta Street, NW., Suite 2900
Atlanta, GA 30323

Senior Resident Inspector
Watts Bar Nuclear Plant
U.S. Nuclear Regulatory Commission
1260 Nuclear Plant Road
Spring City, TN 37381

The Honorable Robert Aikman
County Executive
Rhea County Courthouse
Dayton, TN 37321

The Honorable Garland Lanksford
County Executive
Meigs County Courthouse
Decatur, TN 37322

Mr. Michael H. Mobley, Director
Division of Radiological Health
3rd Floor, L and C Annex
401 Church Street
Nashville, TN 37243-1532

Ms. Danielle Droitsch
Energy Project
The Foundation for

Global Sustainability
P.O. Box 1101
Knoxville, TN 37901

Ms. Ann Harris
305 Pickel Road
Ten Mile, TN 37880

Ms. Beth Zilbert, Energy Campaigner
Greenpeace
20 13th Street, NE.
Atlanta, GA 30309

Mr. James P. Riccio
Public Citizen
4340 Georgetown Square, #612
Atlanta, GA 30338


