
830 Power Building

TENNESSEE VALLEY AUTHORITY

C.HATTANOOGA, TENNESSEE 37401

SEP 1 1977

Ofieof Inspection and Enforcement

Region 1% - Suite 1217
Atlanta, Georgia 30303

Dear Mr. O'Reilly:

SEQUOYAR NUCLEAR PLANT UNITS 1 AND 2 - WATTS BAR NUCLEAR PLANT
UNITS 1 AMD 2 - REVIEW AND ANALYSIS OF FLOOD LEVELS

The subject reportable condition was initially reported by telephone
to NRC-OXE Region fl office, Projects Section Chief J. C. Bryant on
August 2, 1977. The following is an Interim report:

Interim Progress.

As a part of the floMe am" yis for the Bellatoute Nuclear Plant as set
forth in theStanda rd Revi~tv Plan, ve, are reviewing the flood levels,
at the Sequoyah and Watts Nixr Nuclear- Plants. Preliminary analyses
contain data which. may indicate a change In' floo elevation. at 'the
Soqusyab and Watts. Bar Nuclea Plants. These analyses are continuing.

It in anticipated that our final report will be submitted on or before
December 1, 1977*.

Very truly yours.

Assistant Manager of Power.

cc: Dr. Ernst Volgenai, Director/
Office of Inspection and ftforemmet
U.S. Nuclear Regulatory C 6is on
Wtshington, DC 20555

An Equal Opportunity Employer


