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TABLE I

Watts Bar Nuclear Plant

Evaporation-Percolation Pond

Water Quality Dataa

September 1987 - May 1988

DATE pHc Na Po4 B NH3 HYDRAZINE CODg Total P CU Fe O&Gh

9/ 16 / 8 7b 10.1 351 300 <2.0

330 - 0.79 <0.005 - 100 <0.02 0.341 <5

364

226 - - - - -

289

286

249

249

10.8 325 234

0.28

0.20 1.17 0.046 - - <0.02 2.6 -

0.13 - - - - - - -

<0.10 1.35 0.002 300f - <0.02 0.71

a. All units are mg/L except pH which is standard units (SU).

b. Average of six samples taken at various locations in the pond.

c. pH's are the averages of the pH values of the grab samples.

d. Composite sample of four corners of the pond.

e. Average of eight samples.
f. Sample collected 6/22/88; composite of four grab samples.

g. Chemical oxygen demand.
h. Oil and grease.
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8807210279 680713
PDR ADOCK 05000390
R PNU

9.6 396

9.6 376

9.7 358

9.8 308

9.7 388

10.0 330

10.25 292

I I /03/87e

12/16/87e

I/19/88e

2/10/88e

3/10/88e

4/15/88e

5/14/88e
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TABLE 2

Watts Bar Nuclear Plant

Evaporation-Percolation Pond
Hazardous Waste Characterizationa

RCRA Extraction for Metals

Parameters

pH

As

Ba

Cd

Cr

Pb

Hg

Se

Ag

RCRA
Standards (mg/L)

<2 or >12.5

5.0

100

1.0

5.0

5.0

0.2

1.0

5.0

Concentration (mg/L)

8.7 s.u.

<0.1

0.38

<0.005

<0.05

<0.05

<0.002

<0.10

<0.01

a. Composite sample of nine grab samples.
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