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Table 1:  Safety Analysis Report Acceptance Review Results for Bellefonte AP1000 COL    Enclosure 3  

SER Section: ____14.3.12_____  Technical Branch:__RSLPB_____(Primary) Technical Reviewer: __A. Tardiff___  

Branch Chief:__D. Huyck____________ SRP Section: ______N/A_____    Date:______12/14/07____ 

Does the section address the applicable regulations:  Yes 

Are there any technical deficiencies, changes in planning assumptions, or dependencies on concurrent reviews?  Yes, Identify specific review area/topic in table below. 

Completeness and Technical Sufficiency Which Form Basis 
for Acceptability for Docketing 

Changes to Planning Assumptions to be 
Considered in Development of Baseline 
Review Schedule 

Review Dependencies Among 
Concurrent Reviews 

1.  Review 
Area/Topic* 

2.  Does 
COL 
section 
address 
the items 
required 
by 
regulation 
(refer to 
RG 
1.206, 
Section 
C.IV.1)? 
(Yes/No) 

3.  Is COL 
section 
technically 
sufficient 
for this 
review 
area/ 
topic? 
(yes/no)** 

4.  Can the 
technical 
deficiency 
be 
resolved 
through the 
RAI 
process? 
(yes/no)***  

5.  If no, for 
either 
completeness 
or technical 
sufficiency, 
identify 
deficiency(ies). 
This information 
will be needed 
for technical 
review.  

6.  Is the 
identified 
technical 
deficiency 
related to a 
risk-
significant 
SSC)? 
(yes/no)**** 

7.  Are the 
pre-baseline 
review 
schedule 
and 
estimated 
staff-hours 
appropriate? 
(yes/no) 

8.  For each no, 
identify the change 
(or basis for 
change). 

9.  
Identify 
the total 
review 
time in 
staff-
hours*****

10.  Can 
the review 
of the 
area/topic 
be 
completed 
without the 
completion 
of a 
concurrent 
review? 
(yes/no) 

11. For each no, identify 
which application (DCD 
or COLA) and section. 

   
14.3.12  
Physical 
Security 
Hardware - 
ITAAC   

Yes   No Yes Applicant only 
referenced 
Design ITAAC.  
Staff will 
address COL 
ITAAC changes 
through RAIs   

No   No N/A 150 
phase 1 
& 2   

Yes   N/A 

  
^ Applicant did not address ITAAC #6 for control room, central alarm station, and the last access control function for access into protected area.    

*Review Area/Topic:  Item identified in RG 1.206 or the regulations; for a COLA referencing a DC, this includes COL information items and departures from 
the design certification. 

 

**Technical Sufficiency:  The application is compared against the SRP acceptance criteria.  Note: New safety features, alternate regulatory compliance 
approaches, and/or deviations from DCs, should not be treated as deficiencies and factored into the basis for rejecting the application, unless staff determines 
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that there is insufficient technical information associated with the respective item.  These items are factored into confirmation of planning assumptions.   

***Significant deficiencies are those review area/topic which impact the staff's ability to begin the detailed technical review or complete its review within a 
predictable timeframe. 

 

****DSRA will provide risk significance information at time of review, if available.  

*****Identification of new review time is on a FSAR section basis and consistent with the review phases within the EPM.  Changes from the pre-basline review 
schedule and estimated hours should be on that basis. 
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