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MAR 251988

U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, D.C. 20555

Gentlemen:

In the Matter of the Application of ) Docket Nos. 50-390
Tennessee Valley Authority ) 50-391

WATTS BAR NUCLEAR PLANT (WBN) - FINAL SAFETY ANALYSIS REPORT (FSAR)
AMENDMENT 62

Submitted herewith are 60 copies of Amendment 62 to the WBN FSAR. The
conclusions documented in the Safety Evaluation Report are not expected to be
affected by these FSAR changes.

A summary of changes with an explanation for each change is enclosed. Also,
an instruction sheet for incorporating this amendment into the FSAR is
included with each copy.

If there are any questions, please call J. H. Young at (615) 365-8805.

Very truly yours,

TE E E AUTHORITY

R?. Gridley, kDector
Nuclear Licensing and

Regulatory Affairs

Subscribed and sworn t9 before me
S1dayo 988

Notary Public

My Commission Expires 9- OW-0

Enclosures
cc: See page 2
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U.S. Nuclear Regulatory Commission MM258

cc: Mr. K. P. Barr, Acting Assistant Director
for Inspection Programs

TVA Projects Division
U.S. Nuclear Regulatory Commission
Region II
101 Marietta Street, NW, Suite 2900
Atlanta, Georgia 30323

Mr. G. G. Zech, Assistant Director
for Projects

TVA Projects Division
U.S. Nuclear Regulatory Commission
One White Flint, North
11555 Rockville Pike
Rockville, Maryland 20852

U.S. Nuclear Regulatory Commission
Watts Bar Resident Inspector
P.O. Box 700
Spring City, Tennessee 37381



Enclosure

Reason for Change

Page 5.5-9

Page 6.3-18
Page 6.3-19
Page 6.3-20
Figure 6.3-6

Page 6.7-81
Question 022.8-1

Revised to incorporate Section 5.5.1.3.15 which
provides discussion regarding Reactor Coolant Pump
discharge nozzle weir.

NRC Deviation 390/86-18-06 and 391/86-18-03
identified a discrepancy between the FSAR and
the as-constructed configuration of the containment
sump. The FSAR description has been revised to
accurately reflect the as-constructed configuration.

Revised to reflect that the lower inlet door
position display is located in the Main Control Room
(MCR) on MCR panel M-10.

The following listed Pages, Tables, and Figures are being amended to correct
cross-reference discrepancies, editorial errors, and to provide updated
figures.

Figure

2.5-268
2.5-400 (Sh 1)(Sh 2 delete)
2.5-401
2.5-402
3.6-10
3.8.4-34 (delete)
6.2.5-2 (delete)
6.6-1 (delete)
6.8-1 (delete)
7.2-1 Sh 3
8.3-29A
9.2-29 (delete)
9.2-29A
9.2-29B
9.2-29C
9.2-29D
9.2-30
9.3-5A
9.3-21 (delete)
10.4-36 (delete)
10.4-36A
10.4-36B
10.4-36C

Page Table

2.5-19a5.2-36
5.2-36a
5.2-56
5.2-57
5.2-63
5.2-64
6.2 .4-13a
7.2-8
7.2-8a
7.2-9
7.2-12
7.2-16
7.2-25
7.2-40
7.3-10
7.6-la
7.6-2
7.6-9
7.6-12
7.7-4
7.7-9
7.7-13
7.7-15
8.2-6
8.2-9
9.2.4-2
10.4-16
10.4-18
10.4-38
11.4-9
12.1-1
12.1-2
12.1-3
15.4-4
Q010.14
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Insert FrontRemove Front/Back

7.6-1/7.6-la

7.6-2
7.6-9/7.6-10

7.6-11/7.6-12

7.7-3/7.7-4

7.7-9/7.7-10

7.7-13/7.7-14

7.7-15/7.7-15a

8.2-5/8.2-6

8.2-9/8.2-10

Figure 8.3-29A
9.2.4-1/9.2.4-2

Figure 9.2-29
Figure 9.2-29A
Figure 9.2-29B
Figure 9.2-29C
Figure 9.2-29D
Figure 9.2-30
Figure 9.3-5A
Figure 9.3-21
10.4-15/10.4-16

10.4-17/10.4-18

10.4-38/10.4-39

Figure 10.4-36
Figure 10.4-36A
Figure 10.4-36B

11.4-9/11.4-10

12.1-1/12.1-2

12.1-3/12.1-4

7.3-10
7.6-1
7.6-la
7.6-2
7.6-9
7.6-10
7.6-11
7.6-12
7.7-3
7.7-4
7.7-9
7.7-10
7.7-13
7.7-14
7.7-15
7.7-15a
8.2-5
8.2-6
8.2-9
8.2-10
Figure 8.3-29A
9.2.4-1
9.2.4-2
Deletion Sheet
Figure 9.2-29A
Figure 9.2-29B
Figure 9.2-29C
Figure 9.2-29D
Figure 9.2-30
Figure 9.3-5A
Deletion Sheet
10.4-15
10.4-16
10.4-17
10.4-18
10.4-38
10.4-39
Deletion Sheet
Figure 10.4-36A
Figure 10.4-36B
Figure 10.4-36C
11.4-9
11.4-10
12.1-1
12.1-2
12.1-3
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Remove Front/Back

12.1-5/12.1-6

15.4-3/15.4-4

010.14-1
022.8-1

Insert Front

15.4-3
15.4-4
010.14-1
022.8-1



Page
Number

2.5-146
2.5-147
2.5-147a
2.5-147b
2.5-147c
2.5-148
2.5-149
2.5-150
2.5-151
2.5-152
2.5-153
2.5-154
2.5-155
2.5-156
2.5-157
2.5-158
2.5-159
2.5-160
2.5-161
Table 2.5-1
Table 2.5-2
Table 2.5-3
Table 2.5-4
Table 2.5-5
Table 2.5-6
Table 2.5-7
Table 2.5-8
Table 2.5-9
Table 2.5-10
Table 2.5-11
Table 2.5-12
lable 2.5-13
Table 2.5-14
Table 2.5-15
Table 2.5-16
Table 2.5-17
Table 2.5-18
Table 2.5-19
Table 2.5-19a
Table 2.5-20
Table 2.5-21
Table 2.5-22
Table 2.5-23
Table 2.5-24
Table 2.5-24
lable 2.5-25
Table 2.5-26
Table 2.5-27
lable 2.5-28
Table 2.5-29
Table 2.5-29
Table 2.5-30
lable 2.5-31
Table 2.5-31

(Sheet 1)
(Sheet 2)

(Sheet 1)
(Sheet 2)

(Sheet
(Sheet
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