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TELPUHONE REPORT

-50-390, 50-391
PACO.T 1Y: 'Watts Bar ], 2 and Sequoyah 1, 2 DOCKT #: 50-327, 50-328

ITZ 6-/22/79: TD]E: ]:45 pm LTC. OCC. f: -

53J Er: Control Rod Bank Selector Switches

Watts Bar NCR M MEB 79-31

Sequoyah NCR I MEB 79-30.

- - , .

Sa2I?'TI0M 0? OCZj3C EZ: TVA was informed by Westinghouse that the Control

Rod Bank Selector Switches are susceptible to contact breakage problems.

No further information available at present. TVA is evaluating.

Written report due 7/22/79-
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